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1001 1 Kirkman Rd. NB 4007+00 116' RT OUC - D BE Drainage Line is crossing ditch. Line is overhead- no conflict N 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1002 1 Kirkman Rd. NB 4007+00 116' RT BrightHouse OTV Drainage Line is crossing ditch. Line is overhead- no conflict N 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1003 1 Kirkman Rd. NB 4016+00 203' RT OUC - W W 16" DI Drainage Line is crossing ditch. Line is actually outside of ROW not in this location N 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1004 1 Kirkman Rd. NB 4042+50 199' RT OUC - D OE Pole Roadway Pole in proposed pond (F-35A). To be relocated/removed N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1005 1 Kirkman Rd. NB 4042+50 199' RT FPL - FN OFO Roadway
Joint attached to OUC pole in proposed pond F-35A. To be relocated/removed (see 

#1004)
N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1006 1 Kirkman Rd. NB 4042+50 199' RT BrightHouse OTV Roadway
Joint attached to OUC pole in proposed pond F-35A. To be relocated/removed - 

Already dead coax (See # 1004)
N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1007 1 Kirkman Rd. NB 4042+50 199' RT Summit Broadband OFO Roadway
Joint attached to OUC pole in proposed pond F-35A. To be relocated/removed 

(See # 1004)
N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1008 1 Kirkman Rd. NB 4042+50 199' RT Verizon Business OFO Roadway
Joint attached to OUC pole in proposed pond F-35A. To be relocated/removed 

(See # 1004)
N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1009 1 Kirkman Rd. NB 4044+60 189' RT OUC - D OE Pole Roadway Pole is between ramp and pond. To be relocated/removed N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1010 1 Kirkman Rd. NB 4044+60 189' RT FPL - FN OFO Roadway Joint attached to OUC pole. To be relocated/removed. (See # 1009) N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1011 1 Kirkman Rd. NB 4044+60 189' RT BrightHouse OTV Roadway
Joint attached to OUC pole. To be relocated/removed - Already dead coax (see 

#1009)
N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1012 1 Kirkman Rd. NB 4044+60 189' RT Summit Broadband OFO Roadway Joint attached to OUC pole. To be relocated/removed (see #1009) N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1013 1 Kirkman Rd. NB 4044+60 189' RT Verizon Business OFO Roadway Joint attached to OUC pole. To be relocated/removed (see #1009) N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1014 1 Kirkman Rd. NB 4045+50 122' RT AT&T - FL BT 2 1/4"/300 pair DBC Drainage

Line is in proposed ditch, determine where line goes and if active. Ditch at 92.5. Can line be 

lowered in place? Need input from AT&T. Line is out of service, AT&T is verifying whether it 

has been removed from the manhole.

Y 1014 2.86 95.03 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1015 1 Kirkman Rd. NB
4045+00 to 

4050+00
101' RT OUC - W W 16" CI Drainage

Line is in proposed ditch, possible ditch re-alignment. Ditch realigned. WM to be 

relocated per LH.
Y 1015 2.92 94.8 1.3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1016 1 Kirkman Rd. NB 4046+80 94' RT OUC - D OE Pole Drainage Pole is in proposed ditch. To be relocated N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1017 1 Kirkman Rd. NB 4046+80 94' RT FPL - FN OFO Drainage
Joint attached to OUC pole in proposed ditch. To be relocated / removed (see 

#1016)
N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1018 1 Kirkman Rd. NB 4046+80 94' RT BrightHouse OTV Drainage
Joint attached to OUC pole in proposed ditch. To be relocated/removed - Already 

dead coax (see #1016)
N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1019 1 Kirkman Rd. NB 4046+80 94' RT Summit Broadband OFO Drainage
Joint attached to OUC pole in proposed ditch. To be relocated / removed (see 

#1016)
N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1020 1 Kirkman Rd. NB 4046+80 94' RT Verizon Business OFO Drainage
Joint attached to OUC pole in proposed ditch. To be relocated / removed (see 

#1016)
N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1021 1 Kirkman Rd. NB 4046+75 119' RT AT&T - FL BT MH Drainage
MH is close to proposed ditch. Potential ditch re-alignment. Ditch realigned to avoid 

MH. No change in elevation.
N 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1022 1 Kirkman Rd. NB 4048+50 78' RT OUC - D OE Pole Drainage Pole is in proposed ditch. To be relocated N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1023 1 Kirkman Rd. NB 4048+50 78' RT FPL - FN OFO Drainage
Joint attached to OUC pole in proposed ditch. To be relocated / removed. Must 

extend any underground past sta 4050+00 to avoid drainage impacts. (see #1022)
N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1024 1 Kirkman Rd. NB 4048+50 78' RT BrightHouse OTV Drainage

Joint attached to OUC pole in proposed ditch. To be relocated/removed - Already 

dead coax. Must extend any underground past sta 4050+00 to avoid drainage 

impacts. (see #1022)

N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1025 1 Kirkman Rd. NB 4048+50 78' RT Summit Broadband OFO Drainage

Joint attached to OUC pole in proposed ditch (riser pole). To be relocated / 

removed. Must extend any underground past sta 4050+00 to avoid drainage 

impacts. (see #1022)

N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1026 1 Kirkman Rd. NB 4048+50 78' RT Verizon Business OFO Drainage

Joint attached to OUC pole in proposed ditch (riser pole). To be relocated / 

removed. Must extend any underground past sta 4050+00 to avoid drainage 

impacts. (see #1022)

N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1027 1 Kirkman Rd. NB 4049+50 67' RT OUC - D OE Pole Drainage Riser on pole. OUC is not on this pole N 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1
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1028 1 Kirkman Rd. NB 4049+50 67' RT BrightHouse OTV Drainage
Telecom pole / riser. 48" pipe to undermine pole, needs to be relocated. Need to 

determine pole ownership - already dead coax
N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1029 1 Kirkman Rd. NB 4049+50 67' RT FPL - FN OFO Drainage
Telecom pole / riser. 48" pipe to undermine pole, needs to be relocated. Need to 

determine pole ownership. Per B. Deal probably abandoned OUC pole
N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1030 1 Kirkman Rd. NB 4050+10 RT / LT crossing OUC - W W 16" DIP Drainage 24" crossing bet IA-S95 & IA-S94. Line to be relocated due to drainage impact. Y 1030 4.54 93.82 1.3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1031 1 Kirkman Rd. NB 4050+19 RT/LT crossing AT&T - FL BT CI Drainage

48" crossing btw IA-S92A & IA-S92B. Per Frank Fu on 9/18/14 drainage was modified to 

median.  Not in this area, now IA-S94. Line crosses, need drainage details to confirm. No play 

in drainage inverts. Potential to mitigate. Clear per Malaica 02/16/15.

Y 1031 2.6 95.21 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1032 1 Kirkman Rd. NB 4051+87 RT/LT crossing FDOT BE 2 - 1 1/2" PE Drainage
48" crossing btw IA-S92A & IA-S92B. Per Frank Fu on 9/18/14 drainage was 

modified to median. No drainage, clear
Y 1032A 3.8 96.56

Also found 3/4" DBC BT 

line (TH 1032A)
3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1033 1 Kirkman Rd. NB 4052+68 RT/LT crossing AT&T - FL BT 4" PVC Drainage
48" crossing IA-S93. No utility has claimed line. Need to designate to verify it exists 

in the field. No drainage, clear
Y 1033 4.62 95.69 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1034 1 Kirkman Rd. NB
4050+00 to 

4057+00
Various RT FPL - FN FOC 2 - 2" PVC Drainage 24" bet IA-S92B & IA-S97. Per Frank Fu on 9/18/14 drainage modified - no conflict Y 1034 2.55 96.44 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1035 1 Kirkman Rd. NB
4050+00 to 

4057+00
Various RT Verizon Business BFO Drainage 24" bet IA-S92B & IA-S97. Per Frank Fu on 9/18/14 drainage modified - no conflict N 1035

Unable to differentiate 

between all fibers in this 

area. Will have to view 

MS file.

3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1036 1 Kirkman Rd. NB
4050+00 to 

4057+00
Various RT BrightHouse FOC 2 - 1 1/2" PE Drainage 24" bet IA-S92B & IA-S97. Per Frank Fu on 9/18/14 drainage modified - no conflict Y 1036 3.85 96.4

Also found 3/4" DBC BT 

line (TH 1032A)
3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1037 1 Kirkman Rd. NB
4050+00 to 

4057+00
Various RT AT&T - FL FOC 2 - 1 1/2" PE Drainage 24" bet IA-S92B & IA-S97. Per Frank Fu on 9/18/14 drainage modified - no conflict Y 1037 3.2 96.77 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1038 1 Kirkman Rd. NB
4050+00 to 

4057+00
Various RT Summit Broadband FOC 5 - 4" PVC Drainage 24" bet IA-S92B & IA-S97. Per Frank Fu on 9/18/14 drainage modified - no conflict Y 1038 3.53 / 3.70 94.65 / 94.38 East/West edge depths 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1039 1 Grand National Dr. 105+20 26' RT TECO Gas 5" Steel Drainage
1A-S606 on top of line. Need to confirm / TECO structure on new tie-in site. Tie-in 

point can be modified, line to be placed out of service. Clear.
Y 1039 5.85 95.82 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1040 1 Grand National Dr. 105+35 RT / LT crossing OUC - W W 16" Steel Drainage
18" bet 1A-S605 & 1A-S606 crossing line. Raise drainage flow from 96.8. 4' +/- 

vertical clearance, no conflict. 
Y 1040 4.98 96.54 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1041 1 Grand National Dr. 105+20 Center TECO Gas 2 1/2" Steel Drainage 18" bet 1A-S605 & 1A-S606 crossing line. Must relocate crossing Y 1041 3.44 97.72 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1042 1 Grand National Dr. 105+20 17' LT AT&T - FL BT 12 - 4" PVC Drainage 1A-S605 on top of line. Raise drainage flow from 96.8 Y 1042/1042A 4.9 / 4.9 96.54 / 96.51 East/West edge depths 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1043 1 Grand National Dr. 106+50 21' LT AT&T - FL BT 12 - 4" PVC Drainage
18" bet 1A-S605 & 1A-S607. Pipe inverts at 94 and 94.2. Need to modify. Per 

Frank FU, can lower to 88.
Y 1043/1043A 3.72 / 3.74 97.44 / 97.38 East/West edge depths 2.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1044 1 Grand National Dr. 107+96 12' LT OUC - W W 16" Steel Drainage
18" bet 1A-S607 & 1A-S608. Inverts at 92.7 and 92.9. Investigate concrete collar. 

Per Frank Fu, drainage modified.
Y 1044 4.03 96.99 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1045 1 Grand National Dr. 108+00 27' LT TECO Gas 5" Steel Drainage 1A-S607 on top of line. Line to be relocated Y 1045 4.27 96.74 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1046 1 Grand National Dr. 108+00 39' LT AT&T - FL BT 5 - 4" PVC Drainage
36" bet 1A-S607 & 1A-S627. Revisit drainage inverts. Inverts at 82.2, should be 

clear.
Y 1046 / 1046A 3.35 / 3.32 97.61 / 97.62 East/West edge depths 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1047 1 Grand National Dr. 108+86 33' LT OUC - W W 16" Steel Drainage
30" bet 1A-S607 & 1A-S609. Revisit drainage inverts. Inverts at 82.2, should be 

clear.
Y 1047 3.8 97.57 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1048 1 Grand National Dr. 110+50 47' LT TECO Gas 20" Steel Drainage
1A-S609 on top of line. Old FGT easement, verify in field to see if line exists. Line 

does not exist, only casing
Y 1048 4.18 96.63 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1049 1 Grand National Dr. 110+00 154' LT TECO Gas 20" Steel Drainage
proposed ditch, line is currently exposed in existing ditch. Old FGT easement, 

verify in field to see if line exists past ditch area. Line does not exist, only casing
Y 1049 0.0 0.0 Pipe in above ground 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1050 1 Grand National Dr. 113+75 48' LT AT&T - FL BT Drainage 1A-S628 on top of line. Verify that line exists in the field. Y 1050
No evidence of BT in this 

area
3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1051 1 Grand National Dr. 114+00 54' LT OUC - W W 8" DI Drainage 18" bet 1A-S628 & 1A-S630. Line to be placed out of service and removed N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1052 1 Grand National Dr. 106+80 50' LT OUC - D OE Pole Drainage
Dual 60" potential to undermine pole. Constructability issue. No pipes, only ditch, 

clear
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1053 1 Grand National Dr. 106+80 50' LT FPL - FN OFO Drainage
Joint attached to OUC pole in possible conflict. Constructability issue. No pipes, 

only ditch, clear (see conflict #1052)
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1054 1 Grand National Dr. 106+80 50' LT BrightHouse OFO Drainage
Joint attached to OUC pole in possible conflict. Constructability issue. No pipes, 

only ditch, clear (see conflict #1052)
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1
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1055 1 Grand National Dr. 106+80 50' LT Summit Broadband OFO Drainage
Joint attached to OUC pole in possible conflict. Constructability issue. No pipes, 

only ditch, clear (see conflict #1052)
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1056 1 Grand National Dr. 106+80 50' LT Verizon Business OFO Drainage
Joint attached to OUC pole in possible conflict. Constructability issue. No pipes, 

only ditch, clear (see conflict #1052)
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1057 1 Grand National Dr. 110+00 121' LT OUC - D OE Pole Drainage
Pole in proposed ditch   Can the ditch be modified? Ditch does not encroach, out of 

ROW, clear
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1058 1 Grand National Dr. 110+00 121' LT FPL - FN OFO Drainage
Joint attached to OUC pole in possible conflict. Constructability issue. Ditch does 

not encroach, out of ROW, clear (see conflict #1057)
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1059 1 Grand National Dr. 110+00 121' LT BrightHouse OFO Drainage
Joint attached to OUC pole in possible conflict. Constructability issue. Ditch does 

not encroach, out of ROW, clear (see conflict #1057)
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1060 1 Grand National Dr. 110+00 121' LT Summit Broadband OFO Drainage
Joint attached to OUC pole in possible conflict. Constructability issue. Ditch does 

not encroach, out of ROW, clear (see conflict #1057)
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1061 1 Grand National Dr. 110+00 121' LT Verizon Business OFO Drainage
Joint attached to OUC pole in possible conflict. Constructability issue. Ditch does 

not encroach, out of ROW, clear (see conflict #1057)
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1062 1 Grand National Dr. 113+00 182' LT OUC - D OE Pole Drainage
Pole in proposed ditch. Ditch cannot be modified. Down guys impacted. Relocate 

pole or place self-supporting
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1063 1 Grand National Dr. 113+00 182' LT FPL - FN OFO Drainage
Joint attached to OUC pole in possible conflict. Ditch cannot be modified. Down 

guys impacted. Relocate pole or place self-supporting (see conflict #1062)
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1064 1 Grand National Dr. 113+00 182' LT BrightHouse OFO Drainage
Joint attached to OUC pole in possible conflict. Ditch cannot be modified. Down 

guys impacted. Relocate pole or place self-supporting (see conflict #1062)
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1065 1 Grand National Dr. 113+00 182' LT Summit Broadband OFO Drainage
Joint attached to OUC pole in possible conflict. Ditch cannot be modified. Down 

guys impacted. Relocate pole or place self-supporting (see conflict #1062)
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1066 1 Grand National Dr. 113+00 182' LT Verizon Business OFO Drainage
Joint attached to OUC pole in possible conflict. Ditch cannot be modified. Down 

guys impacted. Relocate pole or place self-supporting (see conflict #1062)
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1067 1 Grand National Dr. 115+25 144' LT OUC - D OE Pole Drainage Pole in proposed ditch. Can the ditch be modified? Ditch modified, clear N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1068 1 Grand National Dr. 115+25 144' LT FPL - FN OFO Drainage
Joint attached to OUC pole in possible conflict. Constructability issue. Ditch 

modified, clear (see #1067)
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1069 1 Grand National Dr. 115+25 144' LT BrightHouse OFO Drainage
Joint attached to OUC pole in possible conflict. Constructability issue.  Ditch 

modified, clear (see conflict #1067)
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1070 1 Grand National Dr. 115+25 144' LT Summit Broadband OFO Drainage
Joint attached to OUC pole in possible conflict. Constructability issue. Ditch 

modified, clear (see #1067)
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1071 1 Grand National Dr. 115+25 144' LT Verizon Business OFO Drainage
Joint attached to OUC pole in possible conflict. Constructability issue. Ditch 

modified, clear (see #1067)
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1072 1 Grand National Dr. 114+50 60' LT AT&T - FL BFO Drainage 18" bet 1A-S628 & 1A-S630. To be relocated to Adrianna. N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1073 1 Grand National Dr. 115+24 63' LT OUC - W W 16" DI Drainage
18" bet 1A-S628 & 1A-S630. Per OUC Line to be placed OOS and removed. Per LH, if line is 

taken OOS a new line will need to be designed to Oak Ridge Rd.
N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1074 1 Grand National Dr. 115+60 64' LT TECO Gas 4" Steel Drainage 18" bet 1A-S628 & 1A-S630. To be relocated. N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1075 1 Grand National Dr. 116+00 64' LT AT&T - FL BT 12w - 4" Drainage
18" bet 1A-S628 & 1A-S630. Per inverts, new drainage will be above existing 

grade. Clear.
Y 1075 / 1075A 2.54 / 2.02 96.05 / 96.05 North/South Edge Depths 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1076 1 Grand National Dr. 115+75 130' LT AT&T - FL MH Drainage
24way MH DO NOT DISTURB. Manhole found in the field. Per David F., drainage 

will be designed around facility.
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1077 1 Grand National Dr. 112+50 200' RT OUC - W W 8" DI Drainage Line through Prime One Outlet Pond 1. To be placed out of service and removed. N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1078 1 Grand National Dr. 114+00 110' RT OUC - W W FH Drainage Fire hydrant in Prime One Outlet Pond 1. To be placed out of service and removed. N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1079 1 Grand National Dr. 114+50 209' RT OUC - W W 8" DI Drainage Line through Prime One Outlet Pond 1. To be placed out of service and removed. N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1080 1 Oak Ridge Rd. 11+00 4' RT AT&T - FL BFO 24 fiber Drainage 42" bet 1A-S673 & 1A-S674. To be relocated to Adrianna. N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1081 1 Oak Ridge Rd. 11+00 34' RT TECO Gas Drainage 42" bet 1A-S673 & 1A-S674. To be relocated. N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1
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1082 1 Oak Ridge Rd. 11+14 1' RT OUC - W W 16" DI Drainage
42" bet 1A-S673 & 1A-S674. Per OUC Line to be placed OOS and removed. Per 

LH, if line is taken OOS a new line will need to be designed to Oak Ridge Rd.
N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1083 1 Oak Ridge Rd. 11+00 30' LT BrightHouse BFO 2 - 1 1/2" PE Drainage 42" bet 1A-S673 & 1A-S674. Need drainage inverts. Y 1083 2.94 97.82
Also found 1/2" BE/SL, 

1.94' depth, 98.93' elev
2.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1084 1 Oak Ridge Rd. 11+00 42' LT AT&T - FL BT 12w - 4" Drainage 42" bet 1A-S673 & 1A-S674. Need drainage inverts. Y 1084 / 1084A 2.74 / 2.68 96.93 / 97.11 North/South Edge Depths 2.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1085 1 Oak Ridge Rd. 12+00 57' RT AT&T - FL BFO Drainage 18" bet 1A-S602 & Pond 1 . To be relocated to Adrianna. N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1086 1 Oak Ridge Rd. 12+00 46' RT TECO Gas 4" Steel Drainage 18" bet 1A-S602 & Pond 1. Refer to Conflict 1088 N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1087 1 Oak Ridge Rd. 12+50 56' RT AT&T - FL FOC 1/2" DBC Drainage 18" bet 1A-S671 & 1A-S669. Need drainage inverts. Y 1087 / 1087A 3.05 / 2.70 96.73 / 96.84 Also found 3" PE FOC at this location (1087A)2.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1088 1 Oak Ridge Rd. 12+50 46' RT TECO Gas 5" Steel Drainage 18" bet 1A-S671 & 1A-S669. Line to be relocated. Y 1088 / 1088A 3.2 95.91

Also found 2 1/4" PVC SL 

(TH 1088A), 2.75 depth, 

96.39 elev

1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1089 1 Oak Ridge Rd. 12+40 2' LT OUC - W W 16" DI Drainage
18" bet 1A-S671 & 1A-S669. Per OUC Line to be placed OOS and removed. Per 

LH, if line is taken OOS a new line will need to be designed to Oak Ridge Rd.
N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1090 1 Oak Ridge Rd. 12+50 43' LT AT&T - FL BT Structure Line will be within MSE wall. To be relocated N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1091 1 Oak Ridge Rd. 12+50 41' LT BrightHouse BFO Drainage 18" bet 1A-S671 & 1A-S669. Due to grade change - to be relocated N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1092 1 Oak Ridge Rd. 12+50 55' LT OUC - D BE Transformer Roadway Transformer in proposed sidewalk. Due to grade change - to be relocated N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1093 1 Oak Ridge Rd. 12+50 54' LT AT&T - FL BT Hand hole Roadway
Plan shows as BE MH, it is actually a BT hand-hole which is in roadway. HH is not 

traffic rated, to be relocated/replaced
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1094 1 Oak Ridge Rd. 13+25 75' LT Duke - T OE 230kV Drainage
18" bet 1A-S671 & existing structure, close to pole. Drainage modified and gravity 

wall to keep grade same at pole
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1095 1 Oak Ridge Rd. 14+00 72' LT Duke - T OE 69kV Drainage
18" bet 1A-S671 & existing structure, close to pole. Drainage modified and gravity 

wall to keep grade same at pole
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1096 1 Oak Ridge Rd. 14+00 42' LT AT&T - FL BFO 4 - 4" PVC Drainage
1A-S601  structure is on top of line. Frank Fu(drainage) to check if structure can 

shift. Bottom at 99.4, should be clear.
N 1096 2.32 95.7 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1097 1 Oak Ridge Rd. 14+00 43' LT AT&T - FL BT 24" x 10" Concrete Drainage
1A-S601  structure is on top of line. Frank Fu(drainage) to check if structure can 

shift. Bottom at 99.4, should be clear.
Y 1097 / 1097A 4.28 / 4.46 94.29 / 94.31

North/South Edge 

Depths; Also found 2 1/2" 

PVC SL, 3.58 depth, 95.1 

elev (TH 1097B)

3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1098 1 Oak Ridge Rd. 13+98 7' LT OUC - W W 16" DI Drainage
18" bet 1A-S601 & 1A-S603. Per OUC Line to be placed OOS and removed. Per 

LH, if line is taken OOS a new line will need to be designed to Oak Ridge Rd.
N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1099 1 Oak Ridge Rd. 14+00 52' RT AT&T - FL BT Drainage 1A-S603 is on top of line. To be relocated to Adrianna. Y 1099 4.96 94.02 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1100 1 Oak Ridge Rd. 14+00 44' RT TECO Gas 5" Steel Drainage 1A-S603 is on top of line. To be relocated. Y 1100 3.7 95.05 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1101 1 Oak Ridge Rd. 14+25 65' RT OUC - D BE Drainage
Transformer in sidewalk. Can sidewalk be modified to avoid? In center, to be 

relocated.
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1102 1 Oak Ridge Rd. 14+25 73' LT Orlando Sanitary MH Roadway
MH (ARV) in grass area. Adjust to final grade. Existing MH is behind curb line. Should not 

need to be modified. Per LH, changed from 1.5 to 3.
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1103 1 Oak Ridge Rd. 14+20 25' LT Orlando Sanitary MH Roadway MH in roadway mill area. Adjust to final grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1104 1 Adrianna Ave 30+00 to 32+50 Various RT AT&T - FL BT Drainage
30" bet EX-S660 & 1A-S663. Per D. Fisher new line is on the other side of road. No 

conflict
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1105 1 Adrianna Ave 30+00 to 32+50 Various RT BrightHouse BTV Drainage
30" bet EX-S660 & 1A-S663. Per D. Fisher new line is on the other side of road. No 

conflict
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1106 1 Adrianna Ave 30+00 to 32+50 Various RT AT&T - FL BFO Drainage
30" bet EX-S660 & 1A-S663. Per D. Fisher new line is on the other side of road. No 

conflict
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1107 1 Adrianna Ave 30+00 to 31+92 28' RT OUC - W W 8" DI Drainage

30" bet EX-S660 & 1A-S663. Per D. Fisher new line is on the other side of road. The 

proposed 30" drain line on the east side of the road is shown 8' away from the existing WM. 

No conflict.

N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1108 1 Oak Ridge Rd. 15+00 2' RT OUC - W W Valves (2) Drainage Valves in new roadway mill area. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1
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1109 1 Grand National Dr. 117+75 22' LT OUC - D OE Pole Roadway Pole will be in proposed roadway. To be relocated/removed under proposed bridge N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1110 1 Grand National Dr. 117+75 22' LT BrightHouse OTV Roadway
Joint attached to OUC pole. To be relocated/removed under proposed bridge. Per 

B. Deal not there anymore
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1111 1 Grand National Dr. 117+75 22' LT FPL - FN OT Roadway
Joint attached to OUC pole. To be relocated/removed under proposed bridge (see 

#1109)
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1112 1 Grand National Dr. 117+75 22' LT Summit Broadband OT Roadway
Joint attached to OUC pole. To be relocated/removed under proposed bridge (see 

#1109)
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1113 1 Grand National Dr. 117+75 22' LT Verizon Business OFO Roadway Joint attached to OUC pole. To be relocated under proposed bridge (see #1109) N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1114 1 Grand National Dr. 119+00 238' RT BrightHouse OTV Drainage
Pole too close to dual 60" pipe between 1A-S501 and 1A-S502. Determine pole 

owner, to be removed. Per B. Deal not there anymore
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1115 1 Grand National Dr. 119+00 238' RT FPL - FN OT Drainage
Pole too close to dual 60" pipe between 1A-S501 and 1A-S502. Determine pole 

owner, to be removed
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1116 1 Grand National Dr. 119+00 238' RT Summit Broadband OT Drainage
Pole too close to dual 60" pipe between 1A-S501 and 1A-S502. Determine pole 

owner, to be relocated
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1117 1 Grand National Dr. 119+00 238' RT Verizon Business OFO Drainage
Joint attached to pole too close to dual 60" pipe between 1A-S501 and 1A-S502. 

Determine pole owner, to be relocated
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1118 1 Grand National Dr. 118+50 61' LT OUC - D OE Pole Roadway OUC service drop to FDOT, service pole in roadway to be removed N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1119 1 Grand National Dr. 118+50 149' LT AT&T - FL BT 49" Concrete Drainage 18" bet 1A-S152 & 1A-S130A. Line to remain, need to resolve conflict. Inverts are 94.8 to 97.8 Y 1119 / 1119A 9.35 / 8.68 92.97 / 93.31 East/West edge depths 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1120 1 Grand National Dr. 119+50 140' RT AT&T - FL BT 3w - 3" Drainage 60" pipe bet 1A-S140 & S141. Line is out of service - not in conflict N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1121 1 Grand National Dr. 119+00 174' RT AT&T - FL BT 3w - 3" Drainage Dual 54" bet 1A-S501 & 1A-S502. Line is out of service - not in conflict N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1122 1 Grand National Dr. 120+16 243' RT OUC - W W 16" DI Drainage
Dual 54" bet 1A-S501 & 1A-S502. Line to be placed out of service and removed 

where in conflict
N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1123 1 Grand National Dr. 119+50 230' RT Verizon Business BFO Drainage
Dual 54" bet 1A-S501 & 1A-S502. Line to be placed out of service and removed 

where in conflict
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1124 1 Grand National Dr. 119+50 240' RT Summit Broadband BFO Drainage
Dual 54" bet 1A-S501 & 1A-S502. Line to be placed out of service and removed 

where in conflict
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1125 1 Grand National Dr. 119+50 294' RT FPL - FN BFO Drainage
Dual 54" bet 1A-S501 & 1A-S502. Line to be placed out of service and removed 

where in conflict
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1126 1 Grand National Dr. 120+48 228' RT OUC - W W 16" DI Drainage
54" bet 1A-S152 & 1A-S141. Line to be placed out of service and removed where in 

conflict.
N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1127 1 Grand National Dr. 120+00 218' RT Verizon Business BFO Drainage
60" bet 1A-S140 & 1A-S141. Line to be placed out of service and removed where in 

conflict.
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1128 1 Grand National Dr. 120+00 220' RT Summit Broadband BFO Drainage
60" bet 1A-S140 & 1A-S141. Line to be placed out of service and removed where in 

conflict.
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1129 1 Grand National Dr. 120+00 233' RT FPL - FN BFO Drainage
60" bet 1A-S140 & 1A-S141. Line to be placed out of service and removed where in 

conflict.
N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1130 1 Grand National Dr. 120+20 124' LT AT&T - FL BT 24 way Drainage
18" bet 1A-S130A & 1A-S131. Protect in place. Inverts between 97.8 and 98. 

Almost 6' of clearance below.
Y 1130 9.63 92.68

Unable to verify size and 

material due to depth and 

groundwater

3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1131 1 Grand National Dr. 121+00 81' RT AT&T - FL BT 3w - 3" Drainage 18" bet 1A-S131 & 1A-S132. Line is out of service - not in conflict N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1132 1 Grand National Dr. 121+30 170' RT OUC - W W 16" DI Drainage 1A-S132. Line to be placed out of service and relocated N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1133 1 Grand National Dr. 121+30 156' RT Verizon Business BFO Drainage 1A-S132. Line to be placed out of service and relocated N 1.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1134 1 Grand National Dr. 121+30 158' RT Summit Broadband BFO Drainage 1A-S132. Line to be placed out of service and relocated N 1.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1135 1 Grand National Dr. 121+30 178' RT FPL - FN BFO Drainage 1A-S132. Line to be placed out of service and relocated N 1.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1
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1136 1 Grand National Dr. 121+50 162' RT BrightHouse OTV Roadway
Elevated Ramp. No clearance to overhead line, to be removed / relocated. Per B. 

Deal not there anymore
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1137 1 Grand National Dr. 122+25 160' RT OUC - W W 16" DI Drainage 1A-S110 on top of line. Line to be placed out of service and relocated. N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1138 1 Grand National Dr. 122+25 156' RT Verizon Business BFO Drainage 1A-S110 on top of line. Line to be placed out of service and relocated. N 1.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1139 1 Grand National Dr. 122+25 156' RT Summit Broadband BFO Drainage 1A-S110 on top of line. Line to be placed out of service and relocated. N 1.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1140 1 Grand National Dr. 122+25 156' RT FPL - FN BFO Drainage 1A-S110 on top of line. Line to be placed out of service and relocated. N 1.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1141 1 Grand National Dr. 123+20 100' RT Verizon Business BFO Roadway Joint attached to OUC pole. Pole in proposed roadway to be relocated N 1.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1142 1 Grand National Dr. 123+20 100' RT Summit Broadband BFO Roadway Joint attached to OUC pole. Pole in proposed roadway to be relocated N 1.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1143 1 Grand National Dr. 123+20 100' RT FPL - FN BFO Roadway Joint attached to OUC pole. Pole in proposed roadway to be relocated N 1.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1144 1 Grand National Dr. 123+50 60' RT OUC - W W 16" DI Drainage 1A-S109A on top of line. Line to be placed out of service and relocated. N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1145 1 Grand National Dr. 123+15 21' LT AT&T - FL BT 3w - 3" Drainage 42" bet 1A-S109A & 1A-S61. Line is out of service - not in conflict N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1146 1 Grand National Dr. 123+00 85' LT AT&T - FL BT 24 way Drainage
48" bet 1A-S109A & 1A-S61. Line to remain. Design to mitigate. Verify flow line 

inverts. Inverts are 82.8 to 82.6.  Line in clear.
Y 1146 7.2 89.99

Unable to probe due to 

groundwater
3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1147 1 Grand National Dr. 124+10 Center OUC - W W 16" DI Bridge
Bridge 106 piles conflict with crossing. Line to be placed out of service and 

relocated.
N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1148 1 Grand National Dr. 123+90 55' LT AT&T - FL BT 3w - 3" Bridge Bridge 106 end bent piles. Line is out of service N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1149 1 Grand National Dr. 124+50 88' LT AT&T - FL BT MH Drainage MH in ditch line 24 way duct system. Line to remain, ditch modified to avoid impact. N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1150 1 Grand National Dr. 124+00 140' LT OUC - W W 16" DI Drainage Facility crosses new ditch line. Line to be placed out of service and relocated. N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1151 1 Grand National Dr. 122+00 201' LT OUC - D OE Pole Roadway Pole in roadway, to be removed. N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1152 1 Grand National Dr. 122+00 201' LT BrightHouse OTV Roadway Joint attached to OUC pole in roadway. (see conflict #1151) To be removed. N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1153 1 Grand National Dr. 122+00 201' LT FPL - FN OFO Roadway Joint attached to OUC pole in roadway. (see conflict #1151) To be removed. N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1154 1 Grand National Dr. 122+00 201' LT Summit Broadband OFO Roadway Joint attached to OUC pole in roadway. (see conflict #1151) To be removed. N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1155 1 Grand National Dr. 122+00 201' LT Verizon Business OFO Roadway Joint attached to OUC pole in roadway. (see conflict #1151) To be removed. N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1156 1 Kirkman Rd. Ramp D 806+50 112' RT OUC - D OE Pole Drainage Pole in Pond F-35. To be removed. N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1157 1 Kirkman Rd. Ramp D 806+50 112' RT BrightHouse OTV Drainage Joint attached to OUC pole in pond. (see conflict #1156) To be removed. N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1158 1 Kirkman Rd. Ramp D 806+50 112' RT FPL - FN OFO Drainage Joint attached to OUC pole in pond. (see conflict #1156) To be removed. N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1159 1 Kirkman Rd. Ramp D 806+50 112' RT Summit Broadband OFO Drainage Joint attached to OUC pole in pond. (see conflict #1156) To be removed. N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1160 1 Kirkman Rd. Ramp D 806+50 112' RT Verizon Business OFO Drainage Joint attached to OUC pole in pond. (see conflict #1156) To be removed. N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1161 1 Kirkman Rd. Ramp D 805+00 18' RT OUC - D OE Pole Roadway Pole in between Ramp and Pond. To be removed. N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1162 1 Kirkman Rd. Ramp D 805+00 18' RT BrightHouse OTV Roadway Joint attached to OUC pole in roadway/pond. To be removed (see #1161) N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1
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1163 1 Kirkman Rd. Ramp D 805+00 18' RT FPL - FN OFO Roadway Joint attached to OUC pole in roadway/pond. To be removed (see #1161) N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1164 1 Kirkman Rd. Ramp D 805+00 18' RT Summit Broadband OFO Roadway Joint attached to OUC pole in roadway/pond. To be removed (see #1161) N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1165 1 Kirkman Rd. Ramp D 805+00 18' RT Verizon Business OFO Roadway Joint attached to OUC pole in roadway/pond. To be removed (see #1161) N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1166 1 Grand National Dr. 123+20 100' RT OUC - D OE Pole Roadway Pole in proposed roadway. To be removed. N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1167 1
I-4 Mainline (at Grand 

National)
1966+50 184' RT OUC - D BE 6w - 6" 24" Steel Casing Drainage 1A-S503 on top of line. Trying to save line. Structure is close. Y TH 134 12.99 84.22 at MH; vvh by FDOT 2.4 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1168 1
I-4 Mainline (at Grand 

National)
1966+50 164' RT OUC - D BE 6w - 6" 24" Steel Casing Drainage

54" bet 1A-S141 and 1A-S144. Flow at 85, top of pipe 90.  Trying to save line. Over 

6.5' of clearance.
Y TH 15 6.8 96.98 vvh by FDOT 2.2 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1169 1
I-4 Mainline (at Grand 

National)
1968+75 182' RT Orlando FM 16" Steel Drainage

Dual 54" bet 1A-S502 and 1A-S503. Attempt to save this line. Unable to save, must 

relocate. FM to be relocated.
Y 1169 5.98 91.16 1.3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1170 1
I-4 Mainline (at Grand 

National)
1968+75 167' RT Orlando FM 16" Steel Drainage

54" bet 1A-S149 and 1A-S155. Attempt to save line. Unable to save, must relocate. 

FM to be relocated.
Y 1170 6.41 91.58 1.3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1171 1
I-4 Mainline (at Grand 

National)
1968+00 43' RT OUC - D BE 6w - 6" 24" Steel Casing Drainage

30" bet 1A-S134 and 1A-S135. Trying to save line. Bottom of pipe at 91.91, utility at 

91.54, few inches of separation, can protect in place.
Y TH 142 9.6 91.54 vvh by FDOT 2.2 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1172 1
I-4 Mainline (at Grand 

National)
1968+75 46' RT Orlando FM 16" Drainage

30" bet 1A-S145 and 1A-S136. Attempt to save line. Unable to save, must relocate. 

FM must be relocated.
Y 1172 7.65 91.04 1.3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1173 1
I-4 Mainline (at Grand 

National)
1968+75 27' RT Orlando FM 16" Drainage

18" bet 1A-S143 and 1AS-145. Attempt to save line. Unable to save, must relocate. 

FM must be relocated.
N 1.3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1174 1
I-4 Mainline (at Grand 

National)
1968+75 44' LT Orlando FM 16" Drainage

24" bet 1A-S115 and 1A-S116. Attempt to save line. Unable to save, must relocate. 

FM to be relocated.
N 1.3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1175 1
I-4 Mainline (at Grand 

National)
1968+75 49' LT OUC - D BE 6w - 6" Drainage 18" bet 1A-S143 and 1AS-148, line to be relocated N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1176 1 Kirkman Rd. NB 4050+10 62' RT OUC - W W Valve Drainage
24" bet 1A-S95 and 1A-S94 next to valve. Line is planned to be relocated, valve to 

be removed.
N 1.5 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1177 1 Kirkman Rd. NB 4051+55 143' RT OUC - W W FH Drainage
FH to remain on private property. New water line to private fire hydrant to be 

installed.
N 1.4 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1178 1
I-4 Mainline (at Grand 

National)
1969+50 119' LT OUC - D BE MH Roadway MH in proposed roadway lanes to be relocated N 1.2 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1179 1
I-4 Mainline (at Grand 

National)
1971+90 122' LT OUC - D BE MH Roadway MH in proposed roadway lanes to be relocated N 1.2 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1180 1
I-4 Mainline (at Grand 

National)
1971+85 180' LT OUC - D BE Duct Concrete Drainage 36" bet 1A-S118 to 1A-S117 to be relocated N 1180 4.5 93.07 1.2 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1181 1
I-4 Mainline (at Grand 

National)
1972+00 162' RT TECO Gas 4" Steel Drainage Dual 60" crosses existing line. To be relocated. Y 1181 5.5 92.89 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1182 1
I-4 Mainline (at Grand 

National)
1972+00 42' RT TECO Gas 4" 10" Steel Casing Drainage 18" bet 1A-S136 and 1A-S147. Trying to save casing crossing I-4. To be relocated. Y 1182 4.6 94.87 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1183 1
I-4 Mainline (at Grand 

National)
1972+00 Center TECO Gas 4" Drainage 18" bet 1A-S148 and 1A-S153. To be relocated. N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1184 1
I-4 Mainline (at Grand 

National)
1972+00 47' LT TECO Gas 4" Drainage

1A-S119 on top of line. Structure eliminated. To be relocated due to other 

conflicts/line.
N 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1185 1
I-4 Mainline (at Grand 

National)
1971+85 177' LT TECO Gas 4" Steel Drainage

36" bet 1A-S118 to 1A-S117. Pipe top at 89.49, utility 3.35' clear. Crossing to be 

replaced due to other conflicts.
Y 1185 3.53 93.67 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1186 1
I-4 Mainline (at Grand 

National)
1971+80 220' LT OUC - D BE Concrete Drainage Ditch crossing line. Line to be relocated N 1186 2.68 94.54 1.2 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1187 1
I-4 Mainline (at Grand 

National)
1971+80 220' LT TECO Gas 5" Steel Drainage Ditch crossing line. Ditch at 90.8. To be relocated. Y 1187 3.63 93.77 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1188 1
I-4 Mainline (at Grand 

National)
1969+00 190' LT Orlando FM 16" Drainage 30" bet 1A-S112 and 1A-S114. FM to be relocated Y 1188 4.92 91.93 1.3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1189 1
I-4 Mainline (at Grand 

National)
1969+00 233' LT Orlando FM 16" CI Drainage Ditch crossing line. FM to be relocated. Y 1189 3.46 94.59 1.3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1
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1190 1
I-4 Mainline (at Grand 

National)
1969+00 321' LT Orlando FM ARV Drainage Pond 2. FM and ARV to be removed. N 1.3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1191 1
I-4 Mainline (at Grand 

National)
1972+00 175' RT TECO Gas 4" Steel Drainage

48" bet 1A-S149 and 1A-S155. Pipe top at 89.82, utility 0.53' separation Crossing 

to be replaced due to other conflicts.
Y 1191 6.42 90.68 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1192 1
I-4 Mainline (at Grand 

National)
1969+00 324' LT Orlando FM 16" Drainage Pond 2, line is in pond area. FM to be relocated. N 1.3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1193 1 I-4 Mainline 1975+00 222' LT OUC - W W FH Drainage
FH in proposed ditch area. Land recently acquired - FH to be removed / relocated-may be 

included in FDOT demo plans.
N 1.4 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1194 1 Grand National Dr. 129+24 19' LT Orlando FM 16" Drainage

24" bet 1A-S640 to 1A-S644 crosses line. Per Frank Fu (12/16/14), drainage pipe will be 

elevated as part of Pkg 1B to mitigate this conflict (per LH). Drainage modified to eliminate 

conflict per L Horton 03/02/15.

Y 1194 7.78 90.28 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1195 1 Grand National Dr. 127+00 28' LT OUC - W W FH Roadway FH in roadway.  OUC claims it is privately owned, to be removed N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1196 1 Grand National Dr. 127+25 88' LT OUC - W W FH Roadway
FH in parking area. OUC claims it is privately owned (not in work area-can it 

remain?) To remain.
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1197 1 Grand National Dr. 127+80 21' LT BrightHouse BTV Drainage 18" bet 1A-S638 to S637. Line out of service - dead coax N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1198 1 Grand National Dr. 128+50 27' LT OUC - D BE Transformer Roadway Three phase pad-mounted transformer in proposed roadway. To be relocated N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1199 1 Grand National Dr. 128+75 88' LT OUC - D BE Switchgear Roadway Switch in proposed roadway. Confirmed in field - to be relocated N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1200 1 Grand National Dr. 128+80 83' LT OUC - D BE Switchgear Roadway  Switch bet proposed curb and sidewalk - not enough clearance - to be relocated N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1201 1 Grand National Dr. 129+00 87' LT OUC - D BE Capacitor Roadway Pad-mounted Capacitor in proposed sidewalk. To be relocated N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1202 1 Grand National Dr. 129+05 78' LT OUC - D BE MH Drainage
24" bet 1A-S640 and 1A-S644. Can drainage be modified? MH must be saved. Per Frank Fu, 

S644 can be moved 20' South to save MH.
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1203 1 Grand National Dr. 129+10 57' LT OUC - D BE Transformer Drainage 24" bet 1A-S640 and 1A-S644, also in sidewalk. To be relocated N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1204 1 Grand National Dr. 129+63 Center OUC - W W Meter Drainage 18" bet 1A-S644 to 1A-S645. To be placed out of service and removed N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1205 1 Grand National Dr. 129+75 Center AT&T - FL BT 400 pr DBC Drainage
18" bet 1A-S644 and 1A-S645. Inverts are 90.5 to 90. Line to be taken out of 

service and re-routed per AT&T
Y 1205

Unable to verify. Lines 

appear to be below 

concrete cap. See C-

1206.

1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1206 1 Grand National Dr. 129+75 Center OUC - D BE 42" Concrete Drainage
18" bet 1A-S644 and 1A-S645. Mitigate if possible.  Inverts are 90.5 to 90, Frank 

Fu to investigate further.
Y 1206 / 1206A 2.56 / 2.74 93.60 / 93.64 2.4 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1207 1 Grand National Dr. 130+00 Center TECO Gas 2 1/2" Steel Drainage 18" bet 1A-S644 and 1A-S645. Inverts at 90 and 90.5. 1.83" clearance, clear Y 1207 1.99 94.0 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1208 1 Grand National Dr. 130+50 37' RT OUC - D BE MH Roadway
MH in proposed sidewalk. Can sidewalk be modified to avoid relocation? Verify with 

design
N 2.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1209 1 Grand National Dr. 130+30 24' LT Orlando Sanitary MH Roadway
MH in proposed roadway. Adjust to new grade. Have requested COO verify MH 

can be removed/abandoned.
N 2.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1210 1 Grand National Dr. 130+70 52' LT OUC - W W FH Roadway FH in sidewalk. To be relocated N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1211 1 Grand National Dr. 131+50 40' LT OUC - W W 8" Steel Drainage
1A-S646 on line. WM is4' +/- west of previously shown location. No conflict at this 

location.
Y 1211 3.0 93.32 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1212 1 Grand National Dr. 132+00 42' LT OUC - W W 8" Steel Drainage
1A-S648 on line. Existing structure. 2' +/- west of previously shown location. No 

conflict.
Y 1212 2.5 93.58 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1213 1 Grand National Dr. 132+05 Center Orlando Sanitary MH Roadway

MH in proposed roadway. Adjust to new grade. Have requested roadway re-

evaluate traffic separator design in vicinity of MH. Traffic seperator has been 

reconfigured.

N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1214 1 Grand National Dr. 131+10 Center Orlando Sanitary MH Drainage

24" bet 1A-S644 and 1A-S645. Can drainage be modified to avoid conflict? 

Appears to be clear. Have requested COO verify MH can be removed per L Horton 

03/02/15.

N 2.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1215 1 Grand National Dr. 116+50 144' LT AT&T - FL FOC 49" Concrete Drainage
Ditch crossing existing line. Modify to avoid impact to this line. Ditch at 91. Need to verify 

data. TH was on slope, line is below ditch, clear.
Y 1215B / 1215C 2.33 / 2.00 91.22 / 91.54 West/East edge depths 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1216 1 Grand National Dr. 132+10 43' RT BrightHouse BTV 1/2" & 1 1/2" DBC & PE Drainage
1A-S650 is close to line. Can structure location be modified to avoid impact? 

Existing structure top modified, clear.
Y 1216 2.24 93.5

Also found 4" Steel GM, 

3.4' depth, 92.33' elev 

(TH 1216A)

3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1
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1217 1 Grand National Dr. 132+10 44' RT AT&T - FL BT 2" DBC Drainage 1A-S650 is close, modify drainage if possible. Existing structure top modified, clear. Y 1217 2.9 92.75 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1218 1 Grand National Dr. 133+25 41' LT OUC - W W Valve Roadway Valve in sidewalk. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1219 1 Grand National Dr. 133+25 Center OUC - W W Meter Roadway Meter in median. Out of service, can be removed if necessary. N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1220 1 Grand National Dr. 133+25 51' RT OUC - W W Meter Roadway Meter in sidewalk. Adjust to new grade N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1221 1 Grand National Dr. 133+25 56' RT OUC - W W Valve Roadway Valve in sidewalk. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1222 1 Grand National Dr. 133+65 40' LT OUC - W W Valve Roadway Valve in concrete drive. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1223 1 Grand National Dr. 133+90 45' LT OUC - W W FH Roadway FH in new sidewalk. To be relocated N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1224 1 Grand National Dr. 134+00 Center Orlando Sanitary MH Roadway MH in new median. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1225 1 Grand National Dr. 134+50 42' RT OUC - D BE Drainage 54" bet 1A-S650 & S651. Drainage was modified to avoid impacting line N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1226 1 Grand National Dr. 134+50 44' RT TECO Gas Drainage 54" bet 1A-S650 & S651. Drainage was modified to avoid impacting line N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1227 1 Grand National Dr. 134+50 46' RT BrightHouse BTV Drainage 54" bet 1A-S650 & S651. Drainage was modified to avoid impacting line N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1228 1 Grand National Dr. 136+50 44' LT OUC - W W Valve Roadway Valve in sidewalk. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1229 1 Grand National Dr. 136+40 44' LT OUC - W W FH Roadway FH in new sidewalk. To be relocated N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1230 1 Grand National Dr. 136+65 Center Orlando Sanitary MH Roadway MH in Mill & Re-surface area. Adjust to final grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1231 1 Grand National Dr. 136+50 53' RT OUC - D BE MH Drainage 1A-S651 close to MH- Drainage modified to avoid conflict N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1232 1 Caravan Ct 51+50 31' RT OUC - D BE Concrete Drainage
1A-S640 on top of line. Can structure location be modified? Frank Fu to investigate 

modified F5 structure to mitigate.
Y 1232 / 1232A 2.82 / 2.82 93.91 / 93.89 Found 2 lines 2.4 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1233 1 Caravan Ct 51+50 31' RT AT&T - FL BT 1"/100 pr DBC Drainage
1A-S640 on top of line. Can structure location be modified? Frank Fu to investigate 

modified F5 structure to mitigate.
Y 1233 2.23 94.47 2.4 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1234 1 Caravan Ct 51+50 31' RT BrightHouse BTV 1" DBC Drainage
1A-S640 on top of line. Can structure location be modified? Frank Fu to investigate 

modified F5 structure to mitigate.
Y 1234 2.3 94.43 2.4 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1235 1 Caravan Ct 51+50 31' RT TECO Gas 2" DIP Drainage
1A-S640 on top of line. Can structure location be modified? Frank Fu to investigate 

modified F5 structure to mitigate.
Y 1235 / 1235A 2.4 94.17

Also found 2"x2"PE 

FOC/BT, 2.29 depth, 

94.32 elev (TH 1235A)

2.4 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1236 1 Caravan Ct 52+06 50' RT Orlando Sanitary MH Roadway
MH in proposed sidewalk. Adjust to new grade. Have requested COO verify MH 

can be removed/abandoned.
N 2.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1237 1 Caravan Ct 52+42 34' RT OUC - W W 6" DI Drainage

24" bet 1A-S643 & 1A-S640 crosses service line. OUC marked plans stating that 

line will be placed out of service and relocated. Water service line to Hyatt Place 

will be relocated.

N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1238 1 Caravan Ct 52+25 28' LT OUC - W W
Backflow 

preventer
Roadway BF in proposed roadway. To be relocated N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1239 1 Caravan Ct 52+25 3' LT TECO Gas Valve Roadway Valves in new roadway. Adjust to new grade N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1240 1 Caravan Ct 52+50 25' LT BrightHouse BTV Pedestal Roadway Pedestal in proposed roadway - to be relocated N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1241 1 Caravan Ct 52+75 7' LT OUC - W W 6" DI Drainage
1A-S642 on top of line. OUC marked plans stating that line will be placed out of 

service and relocated. Water service line to Hyatt Place will be relocated.
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1242 1 Caravan Ct 53+14 24' RT Orlando Sanitary 8" VC Drainage

1A-S643 is on top of line. Need inverts on line. Inverts run from 93.59 to 93.55. Can structure 

be moved? Have requested COO verify sewer pipe can be removed/abandoned. Structure 

moved, no conflict per L. Horton 03/02/15.

N Inverts available 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1243 1 Caravan Ct 52+39 36' RT Orlando FM 16" CI Drainage
24" drain pipe bet 1A-S643 and 1A-640. Drainage modification to mitigate conflict 

per L Horton 03/02/15.
Y 1243 1.62 95.9 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1
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1244 1 Caravan Ct 53+40 50' LT BrightHouse BTV Pedestal Roadway Pedestal in proposed sidewalk. To be relocated N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1245 1 Caravan Ct 53+60 53' LT Orlando Sanitary MH Roadway MH in new sidewalk. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1246 1 Caravan Ct 53+60 35' RT OUC - W W Valve Roadway Valves in new sidewalk. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1247 1 Caravan Ct 53+60 37' RT OUC - W W FH Roadway FH in new sidewalk. To be relocated N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1248 1 Caravan Ct 53+83 12' LT Orlando Sanitary MH Roadway MH in mill and resurface area. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1249 1 Caravan Ct 54+40 46' LT OUC - D BE MH Roadway MH in mill and resurface area - adjust to new grade N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1250 1 Caravan Ct 54+75 40' RT BrightHouse BTV Pedestal Roadway Pedestal in proposed sidewalk - to be relocated N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1251 1 Caravan Ct 55+50 40' RT OUC - W W Valve Roadway Valve in proposed sidewalk. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1252 1 Caravan Ct 56+30 41' RT OUC - W W Meter Roadway Meter in new sidewalk. Adjust to new grade N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1253 1 Caravan Ct 56+60 45' RT OUC - W W Valve Roadway Valve in new sidewalk. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1254 1 Caravan Ct 56+60 45' RT OUC - W W FH Roadway FH in new sidewalk. To be relocated N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1255 1 Caravan Ct 55+50 40' LT OUC - W W 6" DI Drainage
48" bet 1A-S654 & 1A-S655. Can drainage be modified to mitigate impact? 

Drainage modified.
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1256 1 Caravan Ct 56+00 40' LT OUC - W W 6" DI Drainage
48" bet 1A-S654 & 1A-S655. Can drainage be modified to mitigate impact? 

Drainage modified.
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1257 1 Caravan Ct 57+00 Center Orlando Sanitary MH Roadway MH in new median. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1258 1 Caravan Ct 57+05 39' LT TECO Gas Valves Roadway Valves (2) in new sidewalk. Adjust to new grade N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1259 1 Caravan Ct 57+95 40' RT OUC - W W Valve Roadway Valve in new sidewalk. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1260 1 Caravan Ct 57+95 36' LT OUC - W W 6" DI Drainage
48" bet 1A-S655 & 1A-S656. Can drainage be modified to mitigate impact? 

Drainage modified.  
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1261 1 Caravan Ct 57+95 54' LT OUC - W W
Backflow 

preventer
Roadway Backflow preventer in proposed sidewalk. To be relocated N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1262 1 Caravan Ct 57+50 48' LT OUC - D BE Duct system Drainage
48" bet 1A-S655 & 1A-S656. Can drainage be modified to mitigate impact? 

Drainage modified.  
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1263 1 Caravan Ct 57+50 39' LT BrightHouse BTV Drainage
48" bet 1A-S655 & 1A-S656. Can drainage be modified to mitigate impact? 

Drainage modified.  
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1264 1 Caravan Ct 57+50 39' LT AT&T - FL BFO Drainage 48" bet 1A-S655 & 1A-S656. Drainage modified to mitigate impact. N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1265 1 Caravan Ct 57+50 38' LT TECO Gas Drainage
48" bet 1A-S655 & 1A-S656. Can drainage be modified to mitigate impact? 

Drainage modified.  
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1266 1 Caravan Ct 59+75 45' RT OUC - W W Valve Roadway Valve in new sidewalk. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1267 1 Caravan Ct 59+75 47' RT OUC - W W FH Roadway FH in new sidewalk. To be relocated N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1268 1 Caravan Ct 59+75 37' LT OUC - D BE MH Drainage
1A-S656 on top of electric MH. Can drainage be modified to mitigate impact? 

Drainage modified.  
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1269 1 Caravan Ct 60+15 Center Orlando Sanitary MH Roadway MH in new median/sidewalk. Adjust to new grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1270 1 Grand National Dr. 132+10 41' RT TECO Gas 4" Steel Drainage
1A-S650 on top of line. Can drainage be modified to mitigate impact? Yes, line 

removed, existing drainage to remain. Clear
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1
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1271 1 I-4 Mainline (at Turnpike) 1988+60 128' RT Duke - T OE 230kV & 69kV Drainage
1B-001 - directly below power lines. Maintain proper clearances during 

construction. Note to be added to plans, clear
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1272 1 I-4 Mainline (at Turnpike) 1989+78 133' RT Water Conserv II RW 42" Steel Drainage

18" bet ?(structure # not called out) and 1B-S005 crosses line. Per F. Fu (11/17/14), this 

(drainage) system is in Area 1B Package, final design is not complete yet. Need drainage 

design data to determine if conflict exists.

Y 1272 6.96 94.29 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1273 1 I-4 Mainline (at Turnpike) 1989+30 14' RT Duke - T OE 230kV (2) Drainage
1A-179 - directly below power lines. Maintain proper clearances during 

construction. No structure now planned.
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1274 1 I-4 Mainline (at Turnpike) 1989+95 8' RT Water Conserv II RW 42" Steel Drainage

18" bet 1B-004 and 1B-008 crosses line. Per F. Fu (11/17/14), this (drainage) system is in 

Area 1B Package, final design is not complete yet. Need drainage design data to determine if 

conflict exists.

Y 1274 6.43 94.23 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1275 1 I-4 Mainline (at Turnpike) 1989+30 22' LT Duke - T OE 230kV (2) Drainage
1A-S180 - directly below power lines. Maintain proper clearances during 

construction. No structure now planned.
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1276 1 I-4 Mainline (at Turnpike) 1989+00 138' LT Duke - T OE 230kV & 69kV Drainage
1A-S128 - directly below power lines. Maintain proper clearances during 

construction. Note to be added to plans, clear
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1277 1 I-4 Mainline (SO Radebaugh) 2024+90 176' LT Summit Broadband OT Pole Roadway Pole in LA ROW. To be relocated / removed N 1.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1278 1 I-4 Mainline (at Turnpike) 1989+50 135' LT Duke - T OE 230kV (2) Drainage
S-200 - directly below power lines. Maintain proper clearances during construction. 

No structure now planned.
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1279 1 I-4 Mainline (at Turnpike) 1990+10 137' LT Water Conserv II RW 42" Steel Drainage
18" bet S-200 and S-208 crosses line. Drainage has been modified and currently 

does not cross the line. This potential conflict no longer exists.
Y 1279 5.4 94.15 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1280 1 I-4 Mainline (at Turnpike) 1993+10 123' RT
Florida Gas 

Transmission
Gas 30' Steel Drainage

Drainage has been modified to avoid any structures or pipes crossing their 

easement. Will verify depth of line for informational purposes.
Y 1280 7.4 93.61 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1281 1 I-4 Mainline (at Turnpike) 1993+40 123' RT
Florida Gas 

Transmission
Gas 30" Steel Drainage

Drainage has been modified to avoid any structures or pipes crossing their 

easement. Will verify depth of line for informational purposes.
Y 1281 5.43 95.8 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1282 1 I-4 Mainline (at Turnpike) 1993+30 4' RT
Florida Gas 

Transmission
Gas Drainage

Drainage has been modified to avoid any structures or pipes crossing their 

easement. Will verify depth of line for informational purposes.
Y 1282 5.96 94.85 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1283 1 I-4 Mainline (at Turnpike) 1993+50 5' RT
Florida Gas 

Transmission
Gas Steel Drainage

Drainage has been modified to avoid any structures or pipes crossing their 

easement. Will verify depth of line for informational purposes.
Y 1283 5.45 95.16 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1284 1 I-4 Mainline (at Turnpike) 1993+30 137' LT
Florida Gas 

Transmission
Gas 30" Steel Drainage

Drainage has been modified to avoid any structures or pipes crossing their 

easement. Will verify depth of line for informational purposes.
Y 1284 4.28 96.5 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1285 1 I-4 Mainline (at Turnpike) 1993+60 137' LT
Florida Gas 

Transmission
Gas 30" Steel Drainage

Drainage has been modified to avoid any structures or pipes crossing their 

easement. Will verify depth of line for informational purposes.
Y 1285 6.03 94.3 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1286 1 I-4 Mainline (SO Radebaugh) 2024+00 134' RT OUC - D BE 2" PVC Drainage 285A-OUT is on top of line. Streetlight service. Y 1286 2.24 96.3 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1287 1 I-4 Mainline (SO Radebaugh) 2024+00 140' RT AT&T - FL FOC 4" PE Drainage 285A-OUT is on top of line. Y 1287 2.42 94.33 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1288 1 I-4 Mainline (SO Conroy Rd.) 2065+00 134' RT Orlando RW 16" / 30" casing PVC Drainage

72" bet 1JB-053 &1JB-058 (S-J155A & S-J163A) crosses line. Need test hole on RWM and 

drainage design data to determine if conflict exists. Drainage system final design is not 

complete yet. See Comments.

Y 1288 / 1288A 2.04 93.74

Also found 3" PE BE, 

2.88 depth, 92.88 elev 

(TH 1288A)

2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1289 1 I-4 Mainline (SO Conroy Rd.) 2064+88 6' RT Orlando RWM 18" Drainage
18" bet 1JB-050 &1JB-057 (S-J156 & S-J163). Drainage design not completed yet. 

Need drainage info to determine conflict.
Y 1289 9.65 87.64 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1290 1 I-4 Mainline (SO Conroy Rd.) 2064+80 146' LT Orlando RWM 18" DIP Drainage
24" bet 1JB-054 & 1JB-060 (S-J158A & S-162A). Drainage design not completed 

yet. Need drainage info to determine conflict.
Y 1290 5.26 89.35 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1291 1 I-4 Mainline (at Conroy Rd.) 2066+50 133' RT OUC - D BE Drainage
Structures S-J163A & S-J162A) are on top of line. Verify location and that line is 

out of service
N 1291

Line appears to be street 

light attached to Conroy 

Road Bridge

3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1292 1 I-4 Mainline (at Conroy Rd.) 2066+90 126' RT OUC - D BE 2" PVC Drainage 72" bet S-J163A & S-J167A crosses line. Y 1292 / 1292A 1.9 93.11

Also found 12" BE Duct 

Conc, 14.58' depth,80.49' 

elev. (TH 1292A)

2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1293 1 I-4 Mainline (NO Conroy Rd.) 2067+01 126' RT Orlando FM 16" / 24" casing Drainage

72" bet S-J163A & S-J167A crosses line. Concept plans indicate end of casings 85' 

RT & 119' LT. Drainage design not completed yet. Need drainage info to determine 

conflict.

Y 1293 / 1293A / 1293B 10.75 84.0

Also found 4" RW PVC, 

1.68' depth, 93.26' elev. 

(TH 1293A) & 2-2" PCV, 

3.14' depth, 91.80' 

2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1294 1 I-4 Mainline (NO Conroy Rd.) 2067+20 126' RT TECO Gas Drainage 72" bet S-J163A & S-J167A crosses line. Y 1294 20+

Unable to locate GM at 

this location due to depth.  

Probed 17' below existing 

grade.  TECO field 

2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1295 1 I-4 Mainline (at Conroy Rd.) 2066+30 6' RT OUC - D BE Drainage S-J163 is on top of line.  Verify location and that line is out of service Y 1295

Line appears to be street 

light attached to Conroy 

Road Bridge

2.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1296 1 I-4 Mainline (at Conroy Rd.) 2066+25 20' LT OUC - D BE Drainage S-J164 is on top of line.  Verify location and that line is out of service N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1297 1 I-4 Mainline (at Conroy Rd.) 2066+10 125' LT OUC - D BE Drainage S-J165 is on top of line.  Verify location and that line is out of service Y 1297

Line appears to be street 

light attached to Conroy 

Road Bridge

2.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1
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1298 1 I-4 Mainline (at Conroy Rd.) 2066+10 148' LT OUC - D BE Drainage 24" bet S-J158A & S-J166B.  Verify location and that line is out of service N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1299 1 I-4 Mainline (at Conroy Rd.) 2066+50 125' LT OUC - D BE 24" 
Concrete 

encased
Drainage 18" bet S-J165 & S-J169 crosses line. Need to mitigate any impact to this line. Y 1299 15.13 82.17 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1300 1 I-4 Mainline (at Conroy Rd.) 2066+95 125' LT TECO Gas Drainage 18" bet S-J165 & S-J169 crosses line. Y 1300 / 1300A 20+

Unable to locate GM at 

this location due to depth.  

Probed 20' below existing 

grade.  TECO field 

2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1301 1 I-4 Mainline (at Conroy Rd.) 2066+81 125' LT Orlando FM 16" / 24" casing Drainage

18" bet S-J165 & S-J169 crosses line. Concept plans indicate end of casings 85' 

RT & 119' LT. Drainage design not completed yet. Need drainage info to determine 

conflict.

Y 1301 11.9 84.83

Unable to visually verify 

pipe size and material 

due to depth and cave in.

2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1302 1 I-4 Mainline (at Conroy Rd.) 2066+70 148' LT OUC - D BE Duct Drainage 24" bet S-J158A & S-J166B crosses line.  Need to mitigate any impact to this line. Y 1302 14.92 81.84

Unable to visually verify 

pipe size and material 

due to cave in.  Possible 

24" Concrete Cap.

2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1303 1 I-4 Mainline (at Conroy Rd.) 2066+70 148' LT TECO Gas Drainage 24" bet S-J158A & S-J166B crosses line.  Y 1303 20+

Unable to locate GM at 

this location due to depth.  

Probed 20' below existing 

grade.  TECO field 

2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1304 1 I-4 Mainline (at Conroy Rd.) 2066+70 148' LT OUC - D BE 2" PVC Drainage 24" bet S-J158A & S-J166B crosses line.  Y 1304 2.25 93.47 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1305 1 I-4 Mainline (at Conroy Rd.) 2066+79 147' LT Orlando FM 16" / 24" casing Drainage
24" bet S-J158A & S-J166B crosses line. Drainage design not completed yet. Need 

drainage info to determine conflict.
Y 1305 11.7 84.57

Unable to visually verify 

pipe size and material 

due to depth and 

groundwater.

2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1306 1 I-4 Mainline (NO Conroy Rd.) 2073+40 204' RT BrightHouse BTV Vault LA ROW
Vault close to LA ROW, may be able to jog fence line to mitigate. Line in easement, 

can remain
N 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1307 1 Grand National Dr. 129+75 Center BrightHouse BTV Drainage 18" bet 1A-S644 and 1A-S645 crosses line. Cable is being relocated Y 1307 4.1 92.22 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1308 1 Caravan Ct 59+40 47' LT OUC - D BE Transformer Roadway
Pad-mounted transformer in proposed sidewalk. No sidewalk modifications in this 

area, clear.
N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1309 1 I-4 Mainline 1970+50 123' LT OUC - D BE 2" PVC None Need to bore new BE duct system, new line will cross existing duct. Y 1309 4.22 93.5 1.2 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1310 1 Major Blvd. 304+00 13' RT Orlando FM 16" CI Drainage
Newly proposed 30" drainage bet 1A-S657 & 1A-S656 crosses line. No conflict at 

this location per L. Horton.
Y 1310 1.94 94.46 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1311 1 Major Blvd. 304+95 5' RT OUC - W W 8" CI Drainage
Newly proposed 30" drainage bet 1A-S657 & 1A-S656 crosses line. Proposed drain 

can be lowered below WM per Frank Fu.
Y 1311 3.86 93.17 2.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1312 1 Major Blvd. 307+50 3' LT TECO Gas 2" Steel Drainage
Newly proposed 30" drainage bet 1A-S657 & 1A-S658 crosses line. Frank Fu to get 

inverts lowered 2'
Y 1312 1.86 93.98 2.4 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1313 1 I-4 Mainline (NO Conroy Rd.) 2080+35 144' RT OUC - D OE Pole LA ROW Pole in LA ROW. Pole does not exist in the field. N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1314 1 I-4 Mainline (NO Conroy Rd.) 2081+10 148' RT OUC - D BE Vault LA ROW
Facility in LA ROW. Can ROW line be modified to mitigate relocation? Line in 

easement, no need to relocate
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1315 1 I-4 Mainline (NO Conroy Rd.) 2085+50 141' RT OUC - D BE 4" PVC Drainage
S-J211A close to line. Verify location and see if drainage can be modified to mitigate 

impact. Should be clear since BE is outside LA ROW.
Y 1315 2.14 95.5 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1316 1 I-4 Mainline (NO Conroy Rd.) 2089+20 153' RT OUC - D BE Transformer Drainage
S-J225 close to pad feeding billboard. Can location be modified to mitigate impact? 

Should be clear since BE is outside LA ROW.
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1317 1 I-4 Mainline (NO Conroy Rd.) 2091+50 144' RT OUC - D BE Drainage
36" bet S-J225A & S-J234A close to line. Line does not exist or has been placed 

out of service.
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1318 1 I-4 Mainline (NO Conroy Rd.) 2092+50 144' RT OUC - D BE Drainage
36" bet S-J225A & S-J234A close to line. Line does not exist or has been placed 

out of service.
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1319 1 I-4 Mainline (NO Conroy Rd.) 2095+50 143' RT OUC - D BE Drainage
36" bet S-J225A & S-J234A close to line. Line does not exist or has been placed 

out of service.
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1320 1 I-4 Mainline (NO Conroy Rd.) 2098+40 142' RT OUC - D BE Drainage
36" bet S-J225A & S-J234A close to line. Line does not exist or has been placed 

out of service.
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1321 1 I-4 Mainline (NO Conroy Rd.) 2101+40 156' RT OUC - D OE Poles (2) Roadway
Poles in LA ROW. 1 pole does not exist in field, other pole is "dead" and can be 

removed
N 1.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1322 1 I-4 Mainline (NO Conroy Rd.) 2104+00 171' RT OUC - D BE Roadway Service point to billboard in LA ROW. Line to be relocated N 1.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1323 1 I-4 Mainline (NO Conroy Rd.) 2074+60 207' RT OUC - D OE Pole LA ROW Pole in LA ROW. Pole is "dead" and can be removed. N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1324 1 I-4 Mainline (NO Conroy Rd.) 2075+17 206' RT OUC - W W FH LA ROW
FH in LA ROW. Can ROW line be modified to mitigate relocation? Line in 

easement, no need to relocate
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1
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1325 1 I-4 Mainline (NO Conroy Rd.) 2077+75 176' RT OUC - D OE Pole LA ROW Pole in LA ROW. Pole does not exist in the field. N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1326 1 I-4 Mainline (NO Conroy Rd.) 2079+10 160' RT BrightHouse BTV Hand hole LA ROW
Hand hole in LA ROW. Can ROW line be modified to mitigate relocation?  Line in 

easement, no need to relocate
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1327 1 I-4 Mainline (NO Conroy Rd.) 2080+00 155' RT OUC - D BE Transformer LA ROW
Pad-mounted transformer in LA ROW. Can fence line remain to mitigate impact to 

facility?  Line in easement, no need to relocate
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1328 1 Adrianna Ave 30+40 27' LT AT&T - FL FOC 1/2" DBC Drainage
1A-S661 on top of line. Per D. Fisher - trunk line has been relocated to other side of 

road. To be relocated to Adrianna.
Y 1328 2.15 96.82 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1329 1 Oak Ridge Rd. 15+00 2' RT OUC - W W Valve None
Line to be relocated and tie-in point needs to be verified for elevation. Relocated 

line tie-in. Adjust to final grade.
Y 1329 / 1329A 2.65 / 2.22 96.06 / 96.48

Depth/elevation to the top 

of both water valves.
1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1330 1 I-4 Mainline (SO Radebaugh) 2023+30 47' LT OUC - T OE 115kV Roadway
Work below crossing. Verify proper clearances are met. Line to be replaced with 

proper clearances, non-project related. Clear.
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1331 1 I-4 Mainline (SO Radebaugh) 2023+30 47' LT Summit Broadband OT Roadway
Work below crossing. Verify proper clearances are met. Per B. Deal, this will go 

away after pole removal and cutover
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1332 1 I-4 Mainline (SO Conroy Rd.) 2065+00 145' RT Orlando RW 16" Roadway
Valves in area of barrier wall and guardrail. Need to verify number of valves and 

exact location - 3 valves surveyed, on plans. Mitigate impact if possible.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1333 1 I-4 Mainline (at Conroy Rd.) 2066+78 159' LT Orlando FM ARV Drainage
24" bet 1JB-054 & 1JB-060 (S-J165 & S-J169) close to existing ARV MH. Need 

field verification of size and location. Mitigate impact if possible
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1334 1 I-4 Mainline (NO Conroy Rd.) 2075+00 200' RT BrightHouse BTV Vault LA ROW
Vault in proposed LA ROW. Can fence line be modified to mitigate impact? Line in 

easement, no need to relocate
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1335 1 I-4 Mainline (NO Conroy Rd.) 2076+00 195' RT OUC - D BE Transformer LA ROW
Large 3 phase transformer in proposed LA ROW. Can fence line be modified to 

mitigate impact? Line in easement, no need to relocate
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1336 1 I-4 Mainline (NO Conroy Rd.) 2077+50 182' RT OUC - D BE Pull Box LA ROW
Pull box in proposed LA ROW. Can fence line be modified to mitigate impact? Line 

in easement, no need to relocate
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1337 1 I-4 Mainline (NO Conroy Rd.) 2078+85 166' RT OUC - W W FH LA ROW
FH in proposed LA ROW. Can fence line be modified to mitigate impact? Line in 

easement, no need to relocate
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1338 1 I-4 Mainline (NO Conroy Rd.) 2082+00 143' RT OUC - D BE Pull Box LA ROW
Pull box in proposed LA ROW. Can fence line be modified to mitigate impact? Line 

in easement, no need to relocate
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1339 1 I-4 Mainline (NO Conroy Rd.) 2078+20 177' RT Private BE Streetlight LA ROW
Private streetlight behind Super Target in proposed LA ROW. Can fence line be 

modified to mitigate impact? Line in easement, no need to relocate
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1340 1 I-4 Mainline (NO Conroy Rd.) 2079+50 157' RT Private BE Streetlight LA ROW
Private streetlight behind Super Target in proposed LA ROW. Can fence line be 

modified to mitigate impact? Line in easement, no need to relocate
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1341 1 I-4 Mainline (NO Conroy Rd.) 2102+00 122' RT OUC - D BE Service to FDOT Roadway Service point to FDOT in LA ROW. Line to be relocated N 1.3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1342 1 I-4 Mainline (WO JYP) 2133+60 34' RT Level 3 BFO Drainage
18" bet 1C-504 and 1C-507. Roadway is elevated in area. Check clearances and 

potential wall impacts
Y 1342 13.1 86.7 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1343 1 I-4 Mainline (WO JYP) 2133+70 18' LT Level 3 BFO Drainage
18" bet 1C-506 and 1C-510. Roadway is elevated in area. Check clearances and 

potential wall impacts
Y 1343

UNABLE TO ACCESS 

AREA DUE TO 

GROUND CONDITIONS. 

BFO IS +- 20' DEEP 

2.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1344 1 I-4 Mainline (WO JYP) 2134+00 223' LT Level 3 BFO Drainage
24" bet 1C-413 & E-306 crosses line. Drainage modified, no conflict. Need to verify 

location based on wall location
Y 1344

Vacuumed to 4', probed 

to 13.16', no utility found.
2.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1345 1 I-4 Mainline (WO JYP) 2134+00 157' LT Level 3 BFO Roadway Retaining wall on top of crossing. Y 1345 * *

Vacuumed 9.54', probed 

13.04' below existing 

grade.  Unable to locate 

existing Fiber Optic Cable

3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1346 1 I-4 Mainline (WO JYP) 2137+00 171' LT OUC - D BE DUCT Roadway Retaining wall on top of crossing. Y 1346 / 1346A 5.20 / 5.06 92.68 / 92.85

West/East Edge Depths; 

Unable to visually verify 

pipe size and material 

due to groundwater and 

2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1347 1 I-4 Mainline (WO JYP) 2137+00 171' LT Level 3 BFO Roadway
Retaining wall on top of crossing. Old IXC facility, may be out of service - need to 

verify
Y 1347

Vacuumed to 6.12', 

probed to 12.84', no utility 

found.

2.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1348 1 I-4 Mainline (at JYP) 2137+50 173' LT BrightHouse BFO Bridge
Bridge 114,115,116 below approach slab. Verify location and that line is in service, 

will need to relocate if close to piles
Y 1348 * *

Vacuumed 8.34', probed 

13.02' below existing 

grade.  Unable to locate 

existing Fiber Optic 

3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1349 1 I-4 Mainline (at JYP) 2138+00 24' RT BrightHouse FOC Bridge Bridge 114,115,116 below approach slab. Verify location and that line is in service Y 1349 12.04 85.49

Unable to visually verify 

pipe size and material 

due to depth and 

groundwater.

3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1350 1 I-4 Mainline (at JYP) 2137+50 25' RT OUC - D BE
Multiple 6" & 2" 

Duct System
PVC Bridge Retaining wall on top of crossing. Y 1350 / 1350A 4.51 / 4.66 96.61 / 96.62 East/West edge of duct 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1351 1 I-4 Mainline (at JYP) 2137+80 173' LT OUC - D BE Bridge
Bridge 116 (End Bent 1) on line. Verify that lines are out of service as noted on 

concept plans.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1
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1352 1 I-4 Mainline (at JYP) 2137+80 173' LT Unknown BFO Bridge
Bridge 116 (End Bent 1) on line. Verify that lines are out of service as noted on 

concept plans.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1353 1 I-4 Mainline (at JYP) 2137+80 173' LT Unknown BFO Bridge
Bridge 116 (End Bent 1) on line. Verify that lines are out of service as noted on 

concept plans.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1354 1 I-4 Mainline (at JYP) 2137+80 173' LT Unknown BFO Bridge
Bridge 116 (End Bent 1) on line. Verify that lines are out of service as noted on 

concept plans.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1355 1 I-4 Mainline (at JYP) 2138+00 54' LT OUC - D BE Bridge
Bridge 115 (End Bent 1) on line. Verify that lines are out of service as noted on 

concept plans.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1356 1 I-4 Mainline (at JYP) 2138+00 54' LT Unknown BFO Bridge
Bridge 115 (End Bent 1) on line. Verify that lines are out of service as noted on 

concept plans.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1357 1 I-4 Mainline (at JYP) 2138+00 54' LT Unknown BFO Bridge
Bridge 115 (End Bent 1) on line. Verify that lines are out of service as noted on 

concept plans.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1358 1 I-4 Mainline (at JYP) 2138+00 54' LT Unknown BFO Bridge
Bridge 115 (End Bent 1) on line. Verify that lines are out of service as noted on 

concept plans.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1359 1 I-4 Mainline (at JYP) 2138+10 Center OUC - D BE Bridge
Bridge 114 (End Bent 1) on line. Verify that lines are out of service as noted on 

concept plans.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1360 1 I-4 Mainline (at JYP) 2138+10 Center Unknown BFO Bridge
Bridge 114 (End Bent 1) on line. Verify that lines are out of service as noted on 

concept plans.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1361 1 I-4 Mainline (at JYP) 2138+10 Center Unknown BFO Bridge
Bridge 114 (End Bent 1) on line. Verify that lines are out of service as noted on 

concept plans.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1362 1 I-4 Mainline (at JYP) 2138+10 Center Unknown BFO Bridge
Bridge 114 (End Bent 1) on line. Verify that lines are out of service as noted on 

concept plans.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1363 1 I-4 Mainline (EO JYP) 2145+10 205' LT AT&T - TCG BFO 4" HDPE Noise Wall
Wall on top of existing crossing - Note on plans state that line is 50' deep in this 

area. Verify no posts on top of line.
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1364 1 I-4 Mainline (EO JYP) 2145+10 31' LT AT&T - TCG BFO 4" HDPE Drainage
30" bet 1D-106 & 1D-107 crossing line. Note on plans state that line is 50' deep in 

this area. Should be clear
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1365 1 I-4 Mainline (EO JYP) 2154+60 157' LT OUC - W W 12" / 20" casing DI Noise Wall

Wall on top of existing crossing. Utility planning to replace line for betterment. 18" 

bet 1D-200A and 1D-201A. UAO no longer planning betterment. Need vvh, casing 

end location, wall and drainage info per L Horton 03/02/15.

N 2.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1366 1 I-4 Mainline (EO JYP) 2154+60 40' LT OUC - W W 12" / 20" casing DI Drainage

18" bet 1D-200 & 1D-202 crosses line. Utility planning to replace line for 

betterment. UAO no longer planning betterment. Need vvh, casing end location, 

wall and drainage info per L Horton 03/02/15.

N 2.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1367 1 33rd St. 115+81 LT OUC - D OE Poles LA ROW Inside LA ROW. From 115+81 to 141+19 relocate Poles. N 1.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1368 1 33rd St. 115+81 LT Verizon Business OFO LA ROW Joint Use on OUC poles inside LA ROW. Relocate OFO. N 1.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1369 1 33rd St. 115+81 LT Verizon Business OFO LA ROW Joint Use on OUC Pole inside LA ROW. Relocate OFO. N 1.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1370 1 33rd St.
159' west of Vision 

Blvd
25' LT Orange County FM 16" PVC LA ROW

159' west of Vision Blvd to 117+33 left.  Relocate out of LA ROW. Verify that lines 

exists. Line was relocated. (see conflict #1385)
N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1371 1 I-4 Mainline (along 33rd St.) 2169+98 118' RT Orange County FM
16" in 30" steel 

casing
PVC LA ROW

Line located within LA ROW prior to crossing I-4. Need additional proposed barrier 

wall improvements to determine conflict resolution.
Y 1371 7.06 87.61

Unable to visually verify 

size of apparent force 

main to  cave-ins.

2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1372 1 I-4 Mainline (along 33rd St.) 2169+98 172' LT Orange County FM
16" in 30" steel 

casing
PVC Drainage

Proposed 9' x 5' CBC bet 1D-400 and 1D-400-OUT will cross line. Drainage design 

not completed yet. Need drainage info to determine conflict.
Y 1372 4.38 92.76 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1373 1 33rd St. 101+94 LT OUC - W W 2" Galvanized pipe Drainage 66" bet 2A-205 and existing culvert crosses line N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1381 1 33rd St. 100+00 LT AT&T - FL BFO LA ROW Inside LA ROW from 100+00 to 143+00. Relocate off LA ROW. N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1382 1 33rd St. 100+00 LT AT&T - FL BT 1200 PR LA ROW Inside LA ROW from 100+00 to 143+00. Relocate off LA ROW. N 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1383 1
I-4 Mainline (at Radebaugh 

Way)
2028+47 124' RT OUC - W W Unknown Bridge

Bridge 109, End Bent 2 crosses existing stub-out. Cut, cap, and remove stub-out at 

main.
Y 1383 * *

Vacuumed to 10', no 

utility found to the north 

of the water valve, valve 

is inline.

2.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1384 1 I-4 Mainline (NO Conroy Rd.) 2067+03 148' RT Orlando FM MH Structure

Proposed barrier wall close to existing manhole. Can wall be modified to avoid? 

Will verify MH depth. Field located west edge of MH is over 5' from proposed 

barrier wall.

Y 1384 0.0 95.72
West edge of manhole, 

bottom depth of 3.23'.
2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1385 1 I-4 Mainline (33rd St.)
2151+07 to 

2169+98
131' to 115' RT Orlando FM 16" PVC LA ROW

Line appears to be within existing LA ROW. Mark-ups from UAO indicates this line 

does not exist, will field verify. Christa (OCU) stated that FM was relocated in 2004 

& previous FM was removed from LA ROW. No conflict per L Horton 03/02/15.

N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1
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1386 1 I-4 Mainline (NO Conroy Rd.) 2080+14 155' RT OUC - W W Valve LA ROW
Valve appears on plans to be in LA ROW. Field verified, valve is at curb line of 

Target property. Clear of conflict.
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1387 1 Kirkman Rd SB 5004+30 30' RT OUC - W W Valve Roadway
Valve potentially located within milling area. Valve does not show on plans will field 

verify existence. Could not find in field.
N 1.5 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1388 1 Kirkman Rd. NB
4050+10 to 

4051+55
60' to 53' RT OUC - W (private) W 8" PVC Drainage

Proposed Drainage pipe structures. Per Frank Fu drainage has moved to the center 

median.  Drainage has not been moved to the center median per L Horton 

03/02/15. Line to private FH to be relocated. Related to conflict #1177

N 1.4 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1389 1 Kirkman Rd SB 5055+10 62' LT OUC - W W 20" DI Signage

Sign foundation for C-316 close to line. New sign location to be Sta 5055+04, 36' 

beyond edge of right lane per B. Behzadi. Center of sign foundation will be 9' +/- 

from WM.

Y 1389 6.4 94.35 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1390 1 Kirkman Rd SB 5057+40 69' LT OUC - W W 20" DI Signal

Proposed signal pole close to existing line. New signal pole foundation shown at 

Sta. 5057+50, 67.4' LT. New SUE data shows existing WM 62.8' LT. Relocate 

signal pole or protect WM per LH.

Y 1390 6.35 94.22 1.3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1391 1 Kirkman Rd. NB 4057+32 57' RT Orlando Sanitary MH Roadway MH is in proposed milling area and curb/gutter. Adjust to final grade N 1.5 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1392 1 Kirkman Rd SB 5057+55 50' LT Orlando Sanitary MH Roadway MH in proposed milling area. Adjust to final grade. N 1.5 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1393 1 Kirkman Rd SB 5057+95 70' LT and 93' LT Orlando Sanitary MH Signal
Proposed signal loops currently shown over existing manhole. Signal loops to be 

modified. MH in proposed milling area. Adjust to final grade.
N 1.5 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1394 1 Kirkman Rd SB 4058+92 54' RT Orlando FM 30" or 36" Structure
Pedestrian bridge piers close to existing line. Need FM location and size verified in 

the field.
Y 1394 9.1 90.77

Unable to visually verify 

size and material of 

apparent utility due to 

groundwater and cave-

2.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1395 1 Kirkman Rd. NB 4058+98 43' RT Orlando FM 30" or 36" Signal
Proposed signal pole close to existing line. See test hole from #1394. Will be 

cleared for signal pole.
N 2.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1396 1 Kirkman Rd SB 5058+92 59' LT OUC - W W Valves (2) Roadway Valves in area of milling. Adjust to final grade N 1.5 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1397 1 Kirkman Rd SB 5059+13 60' LT OUC - W W 20" DI Signal
Proposed signal pole conflicts with existing WM. Relocate signal pole away from 

WM. Will find clear area for signal.
Y 1397 3.15 97.7

There are three buried 

fiber optics (3.5" PVC & 

2" PE) running above the 

water main with a depth 

2.2 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1398 1 Kirkman Ramp A-1 1677+45 22' LT Orlando Sanitary MH LA ROW
Existing MH for 24" PVC line appears to be within existing fence line and proposed 

LA ROW. Can fence be jogged? No other conflict, can remain
N 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1399 1 Radebaugh Ave 205+60 26' LT OUC - W W Valve Roadway Valve in current sidewalk area. Adjust to final grade N 1.5 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1400 1 Grand National Dr. 108+00 20' LT OUC - W W 8" DI Drainage
18" bet 1A-S607 and 1A-S608 crosses line. Per OUC line is out of service and to 

be removed.
N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1401 1 Grand National Dr. 117+04 LT to RT OUC - W W 16" DI Bridge
Bridge 107, proposed retaining walls for Grand National overpass cross existing 

line. Per OUC plans, line to be removed/relocated
N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1402 1 Grand National Dr. 129+15 75' LT OUC - W W 8" DI Drainage
24" bet 1A-S640 and 1A-S644 crosses line. Per OUC line is out of service and to 

be removed
N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1403 1 Grand National Dr. 133+25 36' RT OUC - W W 6" DI Drainage 54" bet 1A-S650 and 1A-S651 crosses. Drainage modified to avoid impact. N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1404 1 Grand National Dr. 136+75 72' RT Orlando Sanitary Signal
Proposed signal foundation close to line. Existing line appears to be 7' +/- away 

from pole foundation per L. Horton.
N Inverts available 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1405 1 Oak Ridge Rd. 15+03 43' LT OUC - W W FH Roadway FH in proposed new sidewalk. To be relocated N 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1406 1 Major Blvd. 301+00 72' RT Orlando FM Valve Roadway Valve will be in milling area. Adjust to final grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1407 1 Major Blvd. 301+52 30' RT OUC - W W Valve Roadway Valve will be in milling area. Valve might be for FM. Adjust to final grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1408 1 Major Blvd. 301+00 68' RT Orlando Sanitary MH Roadway MH will be in milling area. Adjust to final grade N 1.5 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1409 1 Major Blvd. 311+00 67' LT OUC - W W 12" Steel Signal
Proposed signal foundation conflicts with existing WM. Relocate signal pole away 

from WM. 
Y 1409 3.0 93.95 1.3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1410 1 33rd St. 129+29 LT BrightHouse BTV Roadway Pedestal in proposed roadway N 1.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1411 1 Kirkman Rd SB
5053+31 to 

5057+31
62' LT OUC - W W 20" DI Lighting

Proposed light poles and conduit too close to existing WM. Lights no longer 

planned in area.
N 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1412 1 I-4 Mainline (at Kirkman) 1951+11 98' LT OUC - D BE
Primary 

Enclosure
Roadway Line feeds high mast lights in proposed I-4 roadway. To be relocated N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1
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1413 1 I-4 Mainline (at Kirkman) 1951+11 179' LT OUC - D BE Transformer Bridge Line feeds high mast lights in proposed Bridge 103 roadway. To be relocated N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1414 1 I-4 Mainline (at Kirkman) 1951+11 158' LT OUC - D BE Bridge Bridge 103 End Bent 2 on lines that feed high mast lights. To be relocated N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1415 1 I-4 Mainline (at Kirkman) 1953+24 89' LT OUC - D BE
Primary 

Enclosure
Roadway Line feeds high mast lights in proposed I-4 roadway. To be relocated N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1416 1
I-4 Mainline (at Grand 

National)
1964+24 78' LT OUC - D BE

Primary 

Enclosure
Roadway Line feeds high mast lights in proposed I-4 roadway. To be relocated N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1417 1 I-4 Mainline (EO Kirkman) 1969+35 117' LT OUC - D BE Transformer Roadway Pad-mounted transformer for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1418 1 I-4 Mainline (EO Kirkman) 1968+50 59' LT OUC - D BE
Primary 

Enclosure
Roadway Primary enclosure for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1419 1 I-4 Mainline (EO Kirkman) 1967+67 26' RT OUC - D BE Pull Box Roadway Pull box for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1420 1 I-4 Mainline (EO Kirkman) 1961+24 70' RT OUC - D BE Pull Box Roadway Pull box for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1421 1 I-4 Mainline (EO Kirkman) 1958+37 90' LT OUC - D BE
Primary 

Enclosure
Roadway Primary enclosure for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1422 1 I-4 Mainline (EO Kirkman) 1946+27 92' LT OUC - D BE
Primary 

Enclosure
Roadway Primary enclosure for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1423 1 I-4 Mainline (EO Kirkman) 1941+00 101' LT OUC - D BE
Primary 

Enclosure
Roadway Primary enclosure for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1424 1 I-4 Mainline (EO Kirkman) 1939+76 Center OUC - D BE
Primary 

Enclosure
Roadway Primary enclosure for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1425 1 I-4 Mainline (WO Kirkman) 1938+27 297' RT OUC - D BE Transformer Roadway Pad-mounted transformer for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1426 1 I-4 Mainline (EO Kirkman) 1954+46 273' RT OUC - D BE Transformer Roadway Pad-mounted transformer for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1427 1 I-4 Mainline (EO Kirkman) 1950+59 513' RT OUC - D BE
Primary 

Enclosure
Roadway Primary enclosure for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1428 1 Kirkman NB (SO I-4) 4018+17 51' LT OUC - D BE Transformer Roadway Pad-mounted transformer for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1429 1 Kirkman NB (SO I-4) 4021+33 43' LT OUC - D BE
Primary 

Enclosure
Roadway Primary enclosure for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1430 1 Kirkman NB (SO I-4) 4024+33 160' RT OUC - D BE
Primary 

Enclosure
Roadway Primary enclosure for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1431 1 Kirkman NB (SO I-4) 4026+44 334' RT OUC - D BE
Primary 

Enclosure
Roadway Primary enclosure for high mast lighting will be in travel lanes N 1.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1432 1 Caravan Ct 53+14 1' RT Orlando FM 16" Drainage
18" drain pipe bet 1A-S642 and 1A-643. Dainage modified to mitigate conflict per L 

Horton 03/02/15.
N 1.62 95.9 same TH as 1243 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1433 1 Grand National Dr. 107+53 25' LT OUC - W W 16" Drainage
18" bet 1A-S605 & 1A-S607. New SUE data indicates WM is actually 22' +/- west of 

previously shown location resulting in a new conflict at this location - per LH.
N 1044 4.03 96.99 use TH data referred to 2.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1434 1 Grand National Dr. 108+09 36' LT OUC - W W 16" Drainage
18" bet 1A-S607 & 1A-S627. New SUE data indicates WM is actually 23' +/- west of 

previously shown location resulting in a new conflict at this location - per LH.
N 1044 4.03 96.99 use TH data referred to 2.2 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1435 1 I-4 Mainline (SO Conroy Rd.) 2064+97 142' RT Orlando RWM 20" Roadway
Proposed barrier wall crosses existing RWM. Need TH info and barrier wall design 

elevations at this location.
N TH 37 12.3 96.7 vvh by FDOT 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1436 1 I-4 Mainline (NO Conroy Rd.) 2067+02 139' RT Orlando FM 16" in 24" casing Roadway
Proposed barrier wall crosses existing FM. Need TH info and barrier wall design 

elevations at this location.
N TH 39 13.05 95.47 vvh by FDOT 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

1437 1 Kirkman Rd NB 4050+41 68' RT AT&T - FL BT 16w PVC Drainage Structure 1A-S96 close to large duct system. Design around to mitigate. Y 1437
Unable to locate due to 

soil conditions
2.2 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

1438 1 Grand National Dr. 124+50 88' LT AT&T - FL BT 24-way Drainage Ditch close to MH, need elevation of duct system entering MH Y 2.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1439 1 Grand National Dr. 129+21 20' LT Orlando FM 16" Drainage
24" bet 1A-S639 and 1A-S644 crosses line. Drainage has been modified to 

eliminate conflict per L Horton 03/02/15.
Y 1439 7.0 90.84 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1
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1440 1 Oak Ridge Rd. 12+50 54' LT AT&T - FL BFO Emux Cabinet Roadway In proposed roadway. To be relocated. N 1.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

1441 1 Caravan Ct 51+96 33' RT Orlando Sanitary 8" Drainage
24" bet 1A-S643 & 1A-S640. Have requested COO verify SS can be removed per L 

Horton 03/02/15.
N 2.1

1442 1 Caravan Ct 52+77 36' RT Orlando Sanitary 8" Drainage
24" bet 1A-S643 & 1A-S640. Have requested COO verify SS can be removed per L 

Horton 03/02/15.
N 2.1

1443 1 Grand National Dr. 131+28 1' LT Orlando Sanitary 10" Drainage
24" bet 1A-S646 & 1A-S645. Have requested COO verify SS can be removed per L 

Horton 03/02/15.
N 2.1

1444 1 Grand National Dr. 132+14 Center Orlando Sanitary 10" Drainage
Proposed 1A-S649 appears to be close to existing 10" SS. Per F. Fu (01/30/15) 1A-

S649 will be relocated.
N 2.1

2001 2 Michigan St. (WO I-4) 27+44 33' LT TECO Gas 6" Steel Drainage 18" pipe bet 2B-101 and 2B-104 crosses line.   Y 2001 2.7 106.18 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2002 2 Westmoreland Dr. 34+67 32' LT OUC - D OE Pole Drainage Pole in Pond N-5.  To be removed. N 1.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2003 2 Westmoreland Dr. 34+67 175' LT OUC - D OE SVC Roadway Service drop to billboard. Need to relocate. N 1.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2004 2 Michigan St. 43+45 43' LT OUC - D OE Pole Roadway Pole in proposed pavement. Needs to be removed. N 1.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2005 2 Michigan St. 39+72 43' LT OUC - D OE Pole Roadway Pole in proposed pavement. Needs to be removed. N 1.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2006 2 Michigan St. 41+57 42' LT OUC - D OE Pole Roadway Pole in proposed pavement. Needs to be removed. N 1.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2007 2 Division Ave 15+60 33' LT OUC - D BE Drainage 24" bet 2C-904 and 2C-905A crosses line. Y 2007 0.25 102.85

Set nail and disk at 

apparent west edge of 

conc. cap. Bottom of duct 

at 5.26' below grade.  

2.4 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2008 2
Rio Grande Ave. (SO I-4 

Mainline)
55+07 76' LT BrightHouse BTV 1" DBC Drainage 2A-1000 on top of line Y 2008 2.61 93.91

Also found 2" PVC TS, 

2.22 depth, 94.35 elev 

(TH 2008A).

2.4 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2009 2 Michigan St. 33+94 21' RT TECO Gas 6" Steel Drainage 42" bet 2B-620 and 2B-621 crosses line. Y 2009 3.65 104.28 2.4 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2010 2 Michigan St. 33+86 32' RT OUC - W W 12" DI Drainage 42" bet 2B-620 and 2B-621 crosses line. Y 2010 4.4 103.89 2.2 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2011 2 Michigan St. 33+94 34' RT AT&T - FL BT 26 Copper Drainage 42" bet 2B-620 and 2B-621 crosses line. N 2.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2012 2 Michigan St. 33+94 34' RT AT&T - Corp. BFO 2w-4" HDPE Drainage
42" bet 2B-620 and 2B-621 crosses line. Joint duct system with AT&T FL (see 

conflict #2011)
Y 2012

Vacuumed to 9', Water 

Table at 10', Air Lanced 

to 13' +/-, unable to 

locate utilities. 

2.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2013 2 Michigan St. 33+94 54' RT BrightHouse OTV Drainage 42" bet 2B-620 and 2B-621 crosses line. Per UAO, to be removed N 3 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2014 2 Michigan St. 34+25 31' RT OUC - W W 12" DI Drainage 36" bet 2B-201 and 2B-200 crosses line. Y 2014/2014A 4.0/10.40 103.5/97.1 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2015 2 Michigan St. 34+25 35' RT AT&T - FL BT 26 Copper Drainage 36" bet 2B-201 and 2B-200 crosses line. N 2.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2016 2 Michigan St. 34+25 35' RT AT&T - Corp. BFO 2w-4" HDPE Drainage
36" bet 2B-201 and 2B-200 crosses line. Joint duct system with AT&T Corp (see 

conflict #2015)
Y 2.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2017 2 Michigan St. 35+94 32' RT OUC - W W 12" DI Drainage 30" bet 2B-401 and 2B-402 crosses line. Y 2017 3.32 103.5 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2018 2 Michigan St. 35+95 35' RT AT&T - FL BT 26 Copper Drainage
30" bet 2B-401 and 2B-402 crosses line. Joint duct system with AT&T Corp (see 

conflict #2019)
N 2.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2019 2 Michigan St. 35+96 35' RT AT&T - Corp. BFO 2w-4" HDPE Drainage
30" bet 2B-401 and 2B-402 crosses line. Joint duct system with AT&T Corp (see 

conflict #2018)
Y 2.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2020 2 Michigan St. 31+74 26' LT BrightHouse BTV Drainage Structure 2B-108 close to line. Per B. Deal will be removed Y 2020
Unable to verify line. 

Appears to not exist.
3 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2021 2 Division Ave 15+60 1' LT Orlando Sanitary 10" VC Drainage 24" bet 2C-904 and 2C-905A crosses line. Y 2.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2022 2 Rio Grande Ave. 58+65 44' LT Tower Cloud BFO 2" PE Drainage 48"x76" bet 2A-305 and 2A-306 crosses line.. Y 2022 2.33 95.86 2.4 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2
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2023 2 Rio Grande Ave. 58+65 55' LT BrightHouse BTV Drainage 48"x76" Bet 2A-305 and 2A-306 crosses line. Need VVH info Y 2023
Unable to verify due to 

ground conditions
2.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2024 2 Rio Grande Ave. 58+65 39' LT AT&T - FL BT 4 - 4" PVC Drainage 48"x76" Bet 2A-305 and 2A-306 crosses line. Y 2024 3.83 94.45 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2025 2 Rio Grande Ave. 58+65 30' LT BrightHouse BTV 3/4" DBC Drainage 48"x76" Bet 2A-305 and 2A-306 crosses line. Need VVH info Y 2025 1.21 96.82 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2026 2 Rio Grande Ave. 58+65 27' LT OUC - W W 12" DI Drainage 48"x76" Bet 2A-305 and 2A-306 crosses line. Y 2026 1.95 96.33

Also found 2" DBC UNK, 

2.20' depth, 96.09' elev 

(TH 2026A)

2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2027 2 Rio Grande Ave. 58+65 30' RT TECO Gas 6" Steel Drainage 48"x76" Bet 2A-305 and 2A-306 crosses line. Y 2027 4.7 93.62 2.4 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2028 2 Rio Grande Ave. 55+00 31' RT TECO Gas 4" Steel Drainage 2A-1001 on top of line. Y 2028 6.2 90.14 2.4 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2029 2 I-4 Mainline (NO Rio Grande) 1020+20 420' LT TECO Gas 4" Steel LA ROW Inside LA R/W for approx. 75' at Orange County Pond A. Verify location at turn. Y 2029 2.26 98.36 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2030 2 OBT Ramp C 403+74 560' LT to RT OUC - D OE Pole Drainage Pole line not shown on plans in Pond N-4.  To be relocated. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2031 2 Westmoreland Dr. 35+78 33' LT AT&T - FL BT 1" / 200 pair DBC Drainage 42" Bet 2A-700 and 2B-623 on top of line. Y 2031 2.85 102.72 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2032 2 Michigan St. 39+55 1' RT OUC - W W 8" CI Drainage 30" Bet 2B-403 and 2B-404 crosses line. Y 2032 4.32 102.74 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2033 2 Michigan St. 39+47 12' LT OUC - W W 8" CI Drainage 24" Bet 2B-206 and 2B-207 crosses line. . Y 2033 4.1 102.99 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2034 2 Michigan St. 39+22 57' LT OUC - W W 8" PVC Drainage 30" Bet 2B-208 and 2B-204 crosses line. Y 2034 4.64 103.2 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2035 2 Michigan St. 44+09 Center OUC - W W 8" DI Drainage 30" Bet 2B-405 and 2B-406 crosses line. Y 2035 4.63 102.93 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2036 2 Michigan St. 44+09 Center AT&T - FL BFO 3 - 4" Fibers Drainage 30" Bet 2B-405 and 2B-406 crosses line. (Southside of Michigan) Y 2036 5.91 101.66 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2037 2 Kaley/Michigan Ramp D 918+00 31' LT OUC - D OE Pole Drainage Facility in proposed Lake Angel. To be removed. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2038 2 Kaley/Michigan Ramp D 919+66 31' LT BrightHouse OTV Drainage Joint attached to OUC pole in Lake Angel. To be removed. (See conflict # 2037) N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2039 2 Kaley/Michigan Ramp D 919+66 45' LT AT&T - FL BT Drainage Facility in proposed Lake Angel. To be removed. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2040 2 Kaley/Michigan Ramp D 919+66 61' LT Orlando Sanitary Manhole Drainage Located in Pond O-6. To be relocated N 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2041 2 Kaley/Michigan Ramp D 812+59 102' RT Orlando Sanitary 12" VC Roadway Multiple bridge and drainage structures near line. N Inverts available 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2042 2 Kaley St 0+87 40' LT OUC - D OE Pole Roadway (Pole not shown on plans) in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2043 2 Kaley St 0+87 30' RT OUC - D OE Pole Roadway (Pole not shown on plans) close to proposed new curb. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2044 2 Kaley St 1+99 40' LT OUC - D OE Pole Roadway (Pole not shown on plans) in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2045 2 Kaley St 1+99 30' RT OUC - D OE Pole Roadway (Pole not shown on plans) in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2046 2 Kaley St 3+13 40' LT OUC - D OE Pole Roadway (Pole not shown on plans) in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2047 2 Kaley St 3+10 40' RT OUC - D OE Pole Roadway (Pole not shown on plans) in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2048 2 Kaley St 0+93 Center Orlando Sanitary 8" VC Drainage 18" Bet 2B-906 and 2B-912 crosses line. N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2049 2 Kaley St 1+14 20' RT OUC - W W 6" CI Drainage 18" Bet 2B-906 and 2B-912 crosses line. Y 2049 3.75 101.73 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2
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2050 2 Kaley St 3+12 Center Orlando Sanitary 8" VC Drainage 18" Bet 2B-910 and 2B-916 crosses line. N Inverts available 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2051 2 Kaley St 3+12 20' RT OUC - W W 6" CI Drainage
18" Bet 2B-910 and 2B-916 crosses line. Per LH drainage conflict eliminated as of 

10/08/14
N 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2052 2 Kaley St 3+90 40' LT OUC - D OE Pole Roadway (Pole not shown on plans) in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2053 2 Kaley St 5+43 40' LT OUC - D OE Pole Roadway (Pole not shown on plans) in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2054 2 I-4 Mainline 1082+00 172' LT OUC - D OE Pole Bridge Pole in conflict with Bridge #218. To be relocated. Has SVC to FDOT. N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2055 2 Avondale Ave (at 20th St) 1084+65 202' LT OUC - D OE Pole Roadway Pole was in LA ROW, now access drive created no longer in conflict. N 3 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2056 2 Avondale Ave (at 20th St) 1084+65 202' LT BrightHouse OTV Roadway Joint attached to OUC pole. To remain (see conflict #2055). N 3 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2057 2
Avondale Ave (bet Kaley Ave 

and 20th St)
1083+83 201' LT OUC - W W 6" CI Drainage 24" Bet 2B-1100 and Pond 0-4. Y 2057 2.62 102.74 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2058 2 Kaley St 12+78 33' LT TECO Gas 2" Steel Drainage 2B-1309 on top of line.  Y 2058 Gas line does not exist 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2059 2 Kaley St 12+04 34' LT TECO Gas 2" Steel Drainage 2B-1307A on top of line.  Structure no longer planned. N 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2060 2 Division Ave 16+88 34' LT AT&T - FL BT 600 pr Drainage 24" bet 2C-1007 and 2C-1005 crosses line. Per UAO, line is no longer in the area. Y 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2061 2 Division Ave 16+88 32' LT AT&T - FL BT 200 pr Drainage 24" bet 2C-1007 and 2C-1005 crosses line. Y 2061 2.66 101.45 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2062 2 Kaley St 11+60 37' RT OUC - D OE Pole Roadway Pole in proposed pavement. To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2063 2 Kaley St 11+60 39' RT BrightHouse BTV Pedestal Roadway
Pedestal at  base of OUC Pole in proposed pavement. To be relocated. (See 

conflict #2062)
N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2064 2 Kaley St 11+60 38' RT AT&T - FL BT Roadway AT&T pole with terminal in proposed pavement. To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2065 2 Kaley St 12+65 42' RT OUC - D OE Pole Roadway Pole in proposed pavement. To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2066 2 Kaley St 12+65 42' RT BrightHouse OTV Roadway
Joint attached to OUC pole in proposed pavement. To be relocated. (See conflict 

#2065)
N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2067 2 Division Ave 108+22 22' RT OUC - W W FH Roadway FH in proposed pavement, not on plans but in field.  To be relocated. N 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2068 2 Division Ave 16+88 38' LT BrightHouse BTV 5 - 1 1/2" PE Drainage 24" bet 2C-1007 and 2C-1005 crosses line. Y 2068 2.68 101.25

Also found 1 1/4" PVC 

BTV, 2.28' depth, 101.84' 

elev (TH 2068A)

2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2069 2 I-4 Mainline 1089+56 162' LT Orlando Sanitary 8" VCP Roadway On 19th St crossing I-4. Need to verify line could be very deep. Y 2069 4.15 98.94 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2070 2 I-4 Mainline 1089+56 164' RT Orlando Sanitary 8" VCP Roadway On 19th St crossing I-4. Need to verify line could be very deep. Y 2070 4.7 99.88 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2071 2 I-4 Mainline (at Miller St.) 1096+00 184' LT OUC - D OE Pole Roadway (Pole not shown on plans) in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2072 2 I-4 Mainline (at Miller St.) 1096+00 184' LT BrightHouse OTV Roadway
Joint attached to OUC pole in proposed roadway. To be relocated. (See conflict 

#2071)
N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2073 2 I-4 Mainline (at Miller St.) 1096+00 70' RT OUC - D OE Pole Roadway (Pole not shown on plans) in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2074 2 I-4 Mainline (at Miller St.) 1096+00 70' RT BrightHouse OTV Roadway
Joint attached to OUC pole in proposed pavement. To be relocated. (See conflict # 

2073)
N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2075 2 I-4 Mainline 1101+54 165' LT OUC - D OE Pole Roadway (Pole not shown on plans) in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2076 2 I-4 Mainline 1102+89 185' LT OUC - D OE Pole Roadway (Pole not shown on plans) in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2
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2077 2 I-4 Mainline
1104+70 to 

1106+50
Various LT OUC - D OE Pole Roadway (Pole not shown on plans) in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2078 2 I-4 Mainline
1104+70 to 

1106+50
Various LT BrightHouse OTV Roadway

Joint attached to OUC pole in proposed roadway (not shown on plans). To be 

relocated. (See conflict # 2077)
N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2079 2 I-4 Mainline
1103+00 to 

1109+62
222' LT Orlando Sanitary 10" VC LA ROW

Inside proposed LA ROW along Avondale in proposed roadway, close to drainage. 

To be relocated.
N 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2080 2 I-4 Mainline (at Columbia) 1109+78 230' LT TECO Gas 7" Steel Roadway Multiple structures and Bridge Piles close to crossing.  Y 2080 3.3 105.06 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2081 2 I-4 Mainline (at Columbia) 1109+78 226' RT TECO Gas 10" CI Roadway Multiple structures and Bridge Piles close to crossing.  Y 2081 1.3 107.13 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2082 2 Division Ave 2+00 to 23+25 Various RT Level 3 BFO 5 - 1 1/2" PE Drainage
Parallel and crosses drainage in multiple locations try to mitigate impacts if 

possible. TH at 16+88
Y 2082 3.65 101.48

Also found UNK FOC, 

4.8' depth, 98.99 elev.(TH 

2082A) & UNK FOC, 9.3' 

depth, 94.53 elev.(TH 

2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2083 2 Division Ave 1+85 3' RT OUC - W W 6" CI Drainage 24" Bet 2C-511 and 2C-510 crosses line. Y 2083 2.31 103.15 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2084 2 Division Ave 3+17 to 20+00 RT AT&T BT Drainage
BT parallel and crosses drainage in multiple locations try to mitigate impacts if 

possible.
Y 2084

Unable to verify due to 

depth, vacuumed to +/- 

10'

2.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2085 2 Division Ave 15+60 10' RT OUC - W W 24" CI Drainage 24" Bet 2C-904 and 2C-905A crosses line. Y 2085 2.44 107.41 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2086 2 Division Ave 16+88 10' RT OUC - W W 24" CI Drainage 24" Bet 2C-1007 and 2C-1005. . Y 2086 3.05 100.67 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2087 2 Division Ave 19+58 8' RT OUC - W W 24" CI Drainage 18" Bet 2C-1213 and P12 crosses line (OUC SW-02-A) Y 2087 2.56 101.93 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2088 2 Division Ave 19+58 13' RT OUC - W W 2 1/2" CI Drainage 18" Bet 2C-1213 and P12 crosses line (OUC SW-02-A), noted as out of service Y 2088 2.02 102.44 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2089 2 Division Ave 5+00 43' LT OUC - T BE 115kv Dielectric Drainage 2C-543 on top of 9-way duct bank. Design to mitigate. Y 2089 0.45 104.64 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2090 2 Division Ave 9+91 25' LT OUC - T BE 115kv Dielectric Drainage Existing structure 2C-900A close to 9-way duct bank. Design to mitigate. Y 2090 / 2090A 0.37 / 0.58 103.79 / 103.76 West / East Edge of Cap 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2091 2 Division Ave 15+79 24' LT OUC - T BE 115kv Dielectric Drainage 2C-905A on top of line. Design around. Y 2091 / 2091B 0.40 / 0.40 102.83 / 102.99

West / East Edge of Cap; 

Also found 2'4" BT, 1.86' 

depth, 100.98' elev (TH 

2091A)

2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2092 2 Division Ave 16+87 23' LT OUC - T BE 115kv Dielectric Drainage 24"bet 2C-1005 and 2C-1007. crosses line. Design around. Y 2092 / 2092A 0.58 / 0.90 103.04 / 102.82

East / West Edge of Cap; 

Also found 2-4" PVC 

UNK, 3.34' depth, 100.15 

elev (TH 2092B)

2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2093 2 Division Ave 19+59 19' LT OUC - T BE 115kv Dielectric Drainage 18"bet 2C-1213 and MES. Crosses line. Design around. Y 2093 0.48 103.86

East Edge of Cap; 

Unable to visually verify 

size due to location under 

asphalt (TH 2093 A,B&C)

2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2094 2 Division Ave 22+95 21' LT OUC - T BE 115kv Dielectric Drainage Existing structure 2C-1206 close to line. Design around. Y 2094 / 2094A 3.80 / 2.70 100.96 / 102.27
Unknown size, Concrete 

material, Duct
2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2095 2 Division Ave 26+02 26' LT OUC - T BE 115kv Dielectric Drainage Existing structure 2C-1209 close to line. Design around. Y 2095 0.5 104.33
Unknown size, Concrete 

material, Duct
2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2096 2 Gore St. 25+71 19' RT OUC - W W 20" CI Drainage 2C-512 on top of line. OUC map SW-03-B shows line to be out of service. N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2097 2 Gore St. 24+68 40' RT Level 3 BFO 3 - 2" PE Drainage 2C-513 on top of line. Y 2097 4.39 100.82 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2098 2 Gore St. 21+09 21' RT OUC - W W 20" CI Drainage
30" Bet 2C-502E and 2C-570 crosses line. OUC map SW-03-B shows this as an 

out of service CIP WM on Gore between Avondale and I-4.
N 2098 2.8 104.01 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2099 2 Gore St. 21+09 26' LT OUC - W W 20" CI Drainage
30" Bet 2C-502E and 2C-570 crosses line on plans. OUC Water map SW-03-B 

shows this as an operational 20" CIP WM on Gore between Avondale and I-4.
Y 2099 4.45 102.14 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2100 2 Gore St. 21+09 42' LT Level 3 BFO Drainage 30" Bet 2C-502E and 2C-570 crosses line. Y 2100 9.94 97.02 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2101 2 Callahan Dr. 25+64 21' LT OUC - D OE Pole Bridge Pole under 408 FLY D.  To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2102 2 Callahan Dr. 25+64 114' LT OUC - D OE Pole Bridge Pole under 408 FLY D.  To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2103 2 I-4 Mainline 1024+35 169' LT OUC - D OE Pole Roadway (Pole not shown on plans)  in proposed roadway  Pole to be removed N 1.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2
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2104 2 I-4 Mainline 1024+35 126' RT OUC - D OE Drainage Structure 2A-417 below OE. Line to be relocated / removed. N 1.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2105 2 Callahan Dr. 27+00 114' LT OUC - D OE Pole Bridge Pole under 408 FLY D.  To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2106 2 Callahan Dr. 27+44 115' LT OUC - D OE Pole Bridge Pole under 408 FLY D.  To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2107 2 South St. Ramp B1 6512+39 24' RT OUC - D OE Pole Roadway Pole in proposed LA ROW and embankment. To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2108 2 Division Ave 13+45 41' RT Orlando Sanitary 10" VC Drainage
2C-901 on top of line. Designating location. Must mitigate impact to this I-4 

crossing.
N Inverts available 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2109 2 SR 408 (along Avondale Ave.) 640+05 170' RT Orlando Sanitary 8" Drainage 48" Bet C-1004 and 2C-1005. No conflict per LH. N Inverts available 3 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2110 2 SR 408 (along Avondale Ave.) 637+79 170' RT Orlando Sanitary MH Drainage 48" bet 2C-1004 and 2C-1003. No conflict per LH. N Inverts available 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2111 2 SR 408 627+17 103' RT Verizon Business BFO Multiple 2" PE Drainage 18" Bet 2C-1808 and existing inlet. Y 2111 3.64 107.19 2.4 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2112 2 SR 408 604+21 to 617+18 Various LT AT&T - Corp. BFO 3-2" PVC Roadway
Between MHs at OBT and Westmoreland, lines will be under proposed pavement, 

in wall areas and drainage.
N 1.1 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2113 2 Division Ave 16+88 38' LT Level 3 BFO 200 pr Drainage 24" bet 2C-1007 and 2C-1005 crosses line. Y 2113/2113A 3.14/2.48 101.16/101.95 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2114 2 Orange Blossom Trail 595+42 49' RT AT&T - Corp. BFO Drainage 24" Bet 2A-316A and 2A-323. Y 2114

Unable to verify line due 

to depth at location. ED= 

+/-18'. Vacuumed to 11'

2.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2115 2 Orange Blossom Trail 589+65 55' RT AT&T - Corp. BFO 24" duct FOC Drainage 2A-318 on top of line. Y 2115 3.89/4.11 102.86/102.43

Also found UNK FOC, 

13.56' depth, 92.91 

elev.(TH 2115A)

2.2 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2116 2 Orange Blossom Trail 588+67 53' RT AT&T - Corp. BFO 2 - 6" PE Drainage 2A-438 on top of line. Y 2116 5.6 101.87 2.2 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2117 2 I-4 Mainline(LB McLeod) 999+04 to 1015+77 Various LT AT&T - FL BT Drainage BT needs to relocate off of new LA ROW and major drainage culvert. N 1.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2118 2 I-4 Mainline(LB McLeod) 999+04 to 1015+77 Various LT TECO Gas Drainage BT needs to relocate off of new LA ROW and major drainage culvert. Multiple lines. N 1.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2119 2 I-4 Mainline (at Church St.) 1158+50 Center OUC - W W 8" CI Drainage Possible conflict with temporary drainage Y 2119 3.05 103.98 2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2120 2 Gore St. 21+09 6' LT Orlando Sanitary 12" CI Drainage 30" bet 2C-502E and 2C-570 crosses line. N Inverts available 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2121 2 Westmoreland Dr. 35+88 13' LT OUC - W W 12" DI Drainage 42" Bet 2A-700 and 2B-623 crosses line. Y 2121 3.65 102.16 2.2 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2122 2 Callahan Dr. 25+64 21' LT BrightHouse OTV Bridge Joint attached to OUC Pole under bridge. To be relocated. (See conflict #2101) N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2123 2 Michigan St. 41+48 16' RT TECO Gas 6" Steel Drainage 2B-405 close to line.  Y 2123 5.55 100.84 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2124 2 Michigan St. 35+94 21' RT TECO Gas 6" Steel Drainage 30" bet 2B-401 and 2B-402 crosses line. Y 2124 4.6 102.53 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2125 2 Michigan St. 34+25 20' RT TECO Gas 6" Steel Drainage 36" bet 2B-201 and 2B-200 crosses line. Y 2125 3.9 103.72 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2126 2 Michigan St. (WO I-4) 29+06 21' RT TECO Gas 6" Steel Drainage 18" bet 2B-102 and 2B-104 crosses line. Y 2126 4.45 105 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2127 2 Michigan St. (WO I-4) 29+06 30' RT OUC - W W 12" DI Drainage 18" bet 2B-102 and 2B-104 crosses line. Y 2127 5.75 103.36 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2128 2 Division Ave. (NO Carter) 16+88 Center Orlando Sanitary 10" VC Drainage 24" bet 2C-1007 and 2C-1005 crosses line. Storm crosses over with <1' clearance. N Inverts available 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2129 2 I-4 Mainline(LB McLeod) 1013+17 246' LT Orange County FM 16" PVC Drainage
48"x76" bet 2A-304 And 2A-303 in close proximity. Line close between 1012+50 

and 1015+00. TH at 2A-303
Y 2129 3.46 94.99 2.2 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2130 2 Michigan St. 29+06 43' RT AT&T - Corp. BFO 2w-4" HDPE Drainage 18" Bet 2B-102 and 2B-104 crosses line. AT&T-FL also in duct system. Y 2130 3.8 105.88 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2
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2131 2 Division Ave 16+88 28' RT TECO Gas 2 1/2" Steel Drainage 24" Bet 2C-1007 and 2C-1005 line is out of service. N 2131 2.76 100.86 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2132 2 Gore St. 24+68 40' RT TECO Gas Drainage 2C-513 on top of line. No line in area. N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2133 2 SR 408 LP C 5550+00 19' LT TECO Gas 1 3/4" Steel Bridge
Marked as out of service, need to verify. Existing ramp 408 EB to I-4 EB, no 

conflict.
Y 2133 2.88 101.6 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2134 2 SR 408 LP C 5550+00 6' LT Orlando Sanitary 8" VC Bridge
18" Bet 2C-1305 and MES. Line is out of service. Line not shown on Orlando Atlas. 

Existing ramp 408 EB to I-4 EB, no conflict.
N Inverts available 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2135 2 SR 408 LP C 5550+00 6' RT AT&T - FL BT 3 - 2" PVC Bridge Need to verify location. Existing ramp 408 EB to I-4 EB, no conflict. Y 2135 2.62 101.77 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2136 2 SR 408 LP C 5550+00 7' RT OUC - W W 6" CI Bridge

According to OUC Water Utility Map SW-03-A, WM is partially abandoned and 

would conflict with Bridge 228 408 EB to Rosalind. Conflict resolved - foundation 

design changed to 96" drilled shaft as of 11/12/14-per L. Horton.

Y 2136 2.75 101.63 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2137 2 SR 408 RP A2 4709+35 16' LT Verizon Business BFO Drainage 2C-1302 on top of line. Verify type of structure Y 2.1 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2138 2 SR 408 649+08 61' LT FDOT BTV Drainage 2C-1504 on top of line. Line attached to bridge structure. N 3 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2139 2 SR 408 655+40 75' LT AT&T - FL BT Drainage 18" Bet 2C-1305 and MES. Line is out of service. N 2139

Dug to 8.50', probed to 

13.00'. Utility has an 

electronic depth of 18.00'

3 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2140 2 SR 408 655+40 79' LT Orlando Sanitary Drainage 18" Bet 2C-1305 and MES. Line is out of service. Line not shown on Orlando Atlas. N 3 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2141 2 SR 408 655+40 69' LT AT&T - Corp. BT Drainage 18" Bet 2C-1305 and MES. Line is attached to bridge. N 3 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2142 2 Sylvia Ln. 14+17 RT Verizon Business BFO 4" PVC Drainage 18" Bet 2C-1304 and 2C-1305. Y 2142 3.42 97.41 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2143 2 Sylvia Ln. 13+74 RT Verizon Business BFO 3 - 2" PE Drainage 18" Bet 2C-1304 and 2C-1303 Y 2143 2.9 97.89 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2144 2 Sylvia Ln. 13+74 15' LT OUC - D BE 4 - 6" PVC Drainage 18" Bet 2C-1304 and 2C-1303 Y 2144 / 2144A 2.78 / 2.78 98.28 / 98.24 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2145 2 Sylvia Ln. 13+74 LT Verizon Business BFO 3 - 1 1/4" PE Drainage 18" Bet 2C-1304 and 2C-1303 Y 2145 4.6 96.39 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2146 2 Sylvia Ln. 11+10 9' LT OUC - D BE 2 1/4' PVC Drainage 18" Bet 2C-1300 and 2C-1301. Y 2146 2.8 98.59
Appears to be street 

lighting
2.4 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2147 2 Sylvia Ln. 11+26 RT Verizon Business BFO 3 - 1 1/4" PE Drainage 18" Bet 2C-1300 and 2C-1301. Y 2147 6.48 95.56 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2148 2 Sylvia Ln. 11+26 RT FPL - FN BFO 2 - 2" PVC Drainage 18" Bet 2C-1300 and 2C-1301. Y 2148 2.8 98.59 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2149 2 W. South St. 4153+50 41' RT OUC - W W 24" CI Drainage Direct conflict with 2C-1617. Line shown as out of service. Verify N 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2150 2 W. South St. 4153+50 RT TECO Gas 4" Drainage 30" Bet 2C-1617 and 2C-1619A. Y 2150 4.42 102.35 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2151 2 W. South St. 4153+50 7' RT OUC - D BE Drainage 30" Bet 2C-1617 and 2C-1619A. Y 2151

Line appears to be street 

lighting. OUC Duct is on 

north side of South Street 

2.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2152 2 W. South St. 4153+50 20' RT OUC - W W 8" CI Drainage 30" Bet 2C-1617 and 2C-1619A. Lines were placed out of service for interim I-4. Y 2152 3.6 102.6

Our notes have it at 24". 

At this location it is an 8". 

Per the locator the 24" 

was relocated to the 

2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2153 2 W. South St. 4153+50 35' RT Orlando Sanitary 8" VC Drainage 30" Bet 2C-1617 and 2C-1619A. Not on atlas plans, out of service. N Inverts available 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2154 2 W. South St. 4153+50 LT Verizon Business BFO 1 1/4" PVC Drainage 30" Bet 2C-1619A and 2C-1619. Y 2154 2.8 103.55 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2155 2 W. South St. 4153+50 29' LT OUC - W W 12" CI Drainage
30" Bet 2C-1619A and 2C-1619 crosses line. This conflict is not valid because that 

WM does not intersect the drainage pipe in question - per LH.
Y 2155

Water lines do not exist 

at this location
3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2156 2 W. South St. 4153+50 LT TECO Gas Drainage 30" Bet 2C-1619A and 2C-1619. Y 2156
Line appears to not exist 

at this location
3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2157 2 W. South St. 4153+50 LT TECO Gas Drainage Direct conflict with 2C-1619. Y 2157
Line appears to not exist 

at this location
3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2
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2158 2 W. South St. 4153+50 LT TECO Gas Drainage Direct conflict with 2C-1619. Y 2158
Line appears to not exist 

at this location
3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2159 2 W. South St. 4153+50 51' LT OUC - W W 24" CI Drainage Direct conflict with 2C-1619. Y 2159
Water lines do not exist 

at this location
3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2160 2
S. Hughey Ave. (NO South 

St.)
4301+32 RT TECO Gas 4 1/2" Drainage Direct conflict with 2C-1622. Structure bottom at 126.29. Utility is clear. Y 2160 3.95 102.71 3 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2161 2
S. Hughey Ave. (NO South 

St.)
4301+32 51' RT OUC - W W 24" CI Drainage

18" Bet 2C-1622 and 2C-1625 crosses line. Atlas shows line is out of service (SW-

01A)
Y 2161 Line is abandoned 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2162 2 AND RP A 6705+00 49' RT OUC - W W 2" Steel Drainage
30" Bet 2C-1612 and 2C-1609 crosses line. Plans indicate line out of service from 

interim I-4. As per SW-02-A, OUC Atlas.
Y 2162 Line appears to not exist 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2163 2 AND RP A 6705+00 49' RT OUC - W W 24" CI Drainage
30" Bet 2C-1612 and 2C-1609 crosses line. Plans indicate line out of service from 

interim I-4. As per SW-02-A, OUC Atlas.
Y 2163 Line appears to not exist 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2164 2 408 FLY BA 6705+00 49' RT Orlando Sanitary 8" VC Drainage
30" Bet 2C-1612 and 2C-1609 crosses line. Plans indicate line out of service from 

interim I-4
N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2165 2 408 FLY BA 6704+45 53' RT Orlando Sanitary 6" VC Drainage
30" Bet 2C-1612 and 2C-1609 crosses line. Plans indicate line out of service from 

interim I-4
N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2166 2 408 FLY BA 6704+45 RT TECO Gas Drainage 30" Bet 2C-1612 and 2C-1605. Y 2166 Line appears to not exist 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2167 2 AND RP A 6704+45 51' RT OUC - W W 2" Steel Drainage
30" Bet 2C-1612 and 2C-1609 crosses line. Previously out of service as per SW-02-

A.
Y 2167 Line appears to not exist 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2168 2 408 FLY BA 6704+45 RT AT&T - FL BT Drainage 30" Bet 2C-1612 and 2C-1605. Probably out of service. Y 2168 Line appears to not exist 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2169 2 W. South St. 4153+50 11' LT OUC - CW Chilled Water 16" DIP Drainage 30" Bet 2C-1619A and 2C-1619. Y 2169 3.76 102.87

invert of 30" pipe is 96.5', 

bottom of CW is 101.37.  

(top of 30" RCP is 99.33)

3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2170 2 W. South St. 4153+50 14' LT OUC - CW Chilled Water 16" DIP Drainage 30" Bet 2C-1619A and 2C-1619. Y 2170 3.65 102.96

invert of 30" pipe is 96.5', 

bottom of CW is 101.37.  

(top of 30" RCP is 99.33)

3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2171 2
S. Hughey Ave. (at Church 

St.)
4307+00 12' LT Orlando Sanitary 8" VC Drainage 2C-2201 on top of line. Structure deleted per L Horton 02/23/15. Clear N Inverts available 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2172 2 W. South St. 4157+42 2' RT OUC - CW W 16" DIP Drainage
2C-1618A on top of 2-16" lines. RAISE RCP INVERT TO 102.25' OR CONNECT 

TO EXISTING DRAINAGE SOUTH.
Y 2172 3.75 101.69

Top of asphalt elevation 

is 105.44.  Top of CW 

pipes 101.69.  Top of 18" 

RCP is 102.5, bottom of 

2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2173 2 W. South St. 4157+42 5' RT OUC - CW W 16" DIP Drainage 2C-1618A on top of 2-16" lines. Y 2173 3.86 101.61

bottom of 24"RCP is 

101.95', top of CW is 

101.84

3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2174 2 Washington St. 103+14 17' LT OUC - CW W 16" DIP Drainage 24" Bet 2D-110 and 2D-117 crosses line. Y 2174 / 2174A 5.16 / 5.35 101.84 / 101.62

bottom of 24"RCP is 

101.95', top of CW is 

101.84

3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2175 2 Garland Ave 4212+58 52' LT AT&T - FL BT 2 - 1" Steel Drainage 24" Bet 2C-2505 and 2C-2504 Y 2175 3.45 104.52 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2176 2 Garland Ave 4212+88 51' LT AT&T - FL BT 1" / 1" Copper / Steel Drainage Direct conflict with 2C-2506. AT&T TCG in FL duct. Y 2176 2.81 105.27

Also found 2" PVC TS, 

1.71 depth, 106.41 elev 

(TH 2176A). Also found 2 

1/2" PVC TS, 2.32 depth, 

2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2177 2 Garland Ave 4213+11 41' LT OUC - D BE 24" Duct Drainage 30" Bet 2C-2506 and 2C-2507. Y 2177 / 2177A 3.05 / 3.05 105.24 / 105.34
South / North Edge of 

Duct
2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2178 2 Garland Ave 4213+22 39' LT Orlando Sanitary 8" PVC Drainage 30" Bet 2C-2506 and 2C-2507. N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2179 2 Garland Ave. (at Central) 4213+41 35' LT OUC - W W 8" DI Drainage 30" Bet 2C-2506 and 2C-2507. Y 2179 3 104.97 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2180 2 Garland Ave. (at Central) 4213+41 34' LT TECO Gas 4" Steel Drainage
30" Bet 2C-2506 and 2C-2507. Line no longer proposed. Existing 24" bet 2D-2420 

and 2D-2418 to remain. Clear
Y 2180 3.98 104.11 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2181 2 Garland Ave. (at Central) 4213+41 34' LT AT&T - FL BT Drainage 30" Bet 2C-2506 and 2C-2507. AT&T TCG in FL duct. Y 2181 / 2181A 1.93 / 2.4 106.18 / 105.73

North / South Edge of 

Duct; Unable to 

determine utility size due 

to location under curb.

2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2182 2 Garland Ave 4217+48 14' LT AT&T BT 4" AC Drainage 18" Bet 2D-109 and Existing Structure. Pipe inverts at 104.16, direct conflict. Y 2182 / 2182A 2.9 / 3.0 105.14 / 105.07

Also found 3" CI UNK, 

3.35' depth, 104.69' elev 

(TH 2182B)

1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2183 2 Garland Ave 4217+48 22' LT OUC - D BE 3" PVC Drainage 18" Bet 2D-109 and Existing Structure. Y 2183 4.21 103.75 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2184 2 Garland Ave 4217+48 27' LT AT&T - FL BFO 4" Steel Drainage 18" Bet 2D-109 and Existing Structure. Y 2184 7.14 100.56 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2
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2185 2 Garland Ave 4217+48 8' LT Orlando Sanitary 18" PVC Drainage 18" Bet 2D-100 and Existing Structure. Sewer is 14' deep. N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2186 2 Garland Ave 4217+48 9' RT OUC - T BE 115kv Oil-line Drainage 18" Bet 2D-109 and Existing Structure. 10" oil line. Mitigate Y 2186 / 2186A 4.24 / 4.09 103.81 / 103.90 West / East Edge of Duct 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2187 2
Garland Ave. (SO 

Washington)
4217+48 19' RT OUC - W W 6" CI Drainage

18" bet 2D-109 and this existing Structure 2D-100 should not be in conflict with the 

nearby WM. To remain
Y 2187 2.55 105.58 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2188 2 Garland Ave 4219+58 LT AT&T - FL BT Drainage 24" Bet 2D-110 and 2D-117. Pipe inverts at 102.24, approximately 3" clearance. Y 2188 / 2188A 2.05 / 3.03 105.25 / 104.31

unable to determine utility 

size due to location under 

curb (6" wide)

1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2189 2 Garland Ave (at Washington) 4219+86 44' LT OUC - W W 24" CI Drainage
24" Bet 2D-110 and 2D-117. Only one 24 CIP WM conflicts with this drainage pipe 

on the Washington/Garland intersection.
Y 2189 6.31 100.92 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2190 2 Garland Ave (at Washington) 4219+97 41' LT OUC - D BE 2- 1 1/4" PE Drainage 24" Bet 2D-113 and 2D-115. Y 2190 2.5 104.71
Appears to be street 

light/traffic signal
2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2191 2 Garland Ave (at Washington) 4219+97 LT AT&T - FL BT Drainage
24" Bet 2D-113 and 2D-115. Close to MH. Pipe invert at 102.24, potential high on 

conflict.
Y 2191 1.85 105.38

unable to determine utility 

size due to location under 

road.

1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2192 2 Garland Ave (at Washington) 4219+97 44' LT Orlando Sanitary 9" VC Drainage 24" Bet 2D-113 and 2D-115. N 2192 5.4 101.79 Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2193 2 Garland Ave (at Washington) 4220+22 LT AT&T - Corp. BFO 2-4" / 3-1 1/2" Inner Duct Drainage 24" Bet 2D-113 and 2D-115. Pipe invert at 102.24, less than 5" clearance. Y 2193A

Completed exploratory to 

verify requested utility. 

Unable to verify due to 

depth of +/_ 18'; Also 

1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2194 2 Garland Ave (at Washington) 4220+22 43' LT OUC - D BE 30" Concrete Drainage 24" Bet 2D-113 and 2D-115. Y 2194 / 2194A 3.1 / 3.05 104.1 / 103.99
South / North Edge of 

Duct
2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2195 2 Garland Ave (at Washington) 4220+22 19' LT Level 3 BT 4" Steel Drainage 18" Bet 2D-115 and 2D-114A. Y 2195 5.9 101.3 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2196 2 Garland Ave (at Washington) 4220+22 19' LT Level 3 BT Drainage 18" Bet 2D-115 and 2D-114A. (Former Epik line) Y 2196
Level 3 fiber running with 

MCI. See C-2195
2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2197 2 Garland Ave (at Washington) 4220+22 11' LT Orlando Sanitary 18" PVC Drainage 18" Bet 2D-115 and 2D-114A. Sewer is 12' deep. N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2198 2 Garland Ave (at Washington) 4220+22 Center OUC - D BE Drainage 18" Bet 2D-115 and 2D-114A. . Y 2198 / 2198A 4.98 / 4.94 102.63 / 102.63

West / East Edge of Duct; 

Also found 4" CI UNK, 

4.12' depth, 103.44' elev 

(TH 2198B); Also found 

2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2199 2 Garland Ave (at Washington) 4220+22 RT OUC - T BE 115kv Oil-line Drainage 18" Bet 2D-114 to 2D-114A 10" steel oil line. Y 2199 / 2199A 3.16 / 3.99 104.15 / 103.35

Also found 4" BE, 3.36' 

depth, 104.13' elev (TH 

2199B)

2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2200 2 Garland Ave (at Washington) 4220+22 RT BTI / Earthlink BFO 2 - 3" PE Drainage
18" Bet 2D-114 to 2D-114A. Pipe bottom at 101.78, 0.84' separation. Protect in 

place.
Y 2200 6.26 100.94 3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2201 2 Garland Ave (at Washington) 4220+22 19' RT Verizon Business BFO Drainage 18" Bet 2D-114 to 2D-114A. Y 2201

Unable to verify utility at 

this location. Appears to 

running in duct to the 

west.

2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2202 2 Garland Ave (at Washington) 4220+22 28' RT Level 3/PTC BT Drainage 18" Bet 2D-114 to 2D-114A. Y 2202

Unable to verify utility at 

this location. Appears to 

running in duct to the 

west.

2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2203 2
Garland Ave. (NO 

Washington)
4221+62 19' LT OUC - W W 24" CI Drainage 24" Bet 2D-117 and 2D-116 crosses line. Y 2203 5.02 101.69 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2204 2
Garland Ave. (NO 

Washington)
4221+62 16' LT Level 3 BT Drainage 24" Bet 2D-117 and 2D-116. Y 2204

Fibers are running is 

same duct system. See C-

2205.

2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2205 2
Garland Ave. (NO 

Washington)
4221+62 15' LT Level 3 BFO 4" Steel Drainage 24" Bet 2D-117 and 2D-116. (Former Epik line) Y 2205 8.59 98.06 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2206 2
Garland Ave. (NO 

Washington)
4221+62 9' LT Orlando Sanitary 18" PVC Drainage 24" Bet 2D-117 and 2D-116. N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2207 2
Garland Ave. (NO 

Washington)
4221+62 3' RT OUC - T BE 115kv Oil-line Drainage 24" Bet 2D-117 and 2D-116 10" steel oil line. Y 2207 2.56 103.85

Also found 8" DIP UNK, 

4.96 depth, 101.69 elev 

(TH 2207A), possible WM 

or FM based on size & 

2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2208 2
Garland Ave. (NO 

Washington)
4221+62 12' RT Verizon Business BFO 4" PVC Drainage Close to 2D-116. Need to designate companies here Y 2208 2.24 104.1 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2209 2
Garland Ave. (NO 

Washington)
4221+62 17' RT BTI / Earthlink BFO 4" PE Drainage Close to 2D-116. Y 2209 9.02 97.83

Unable to visually verify 

pipe size due to depth 

and ground caving in.

2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2210 2
Garland Ave. (NO 

Washington)
4221+62 14' RT OUC - D BE 28" Concrete Cap Drainage Close to 2D-116. Y 2210 / 2210A 3.06 / 2.96 103.95 / 103.91 West / East Edge of Duct 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2211 2
Garland Ave. (NO 

Washington)
4222+68 15' LT OUC - W W 24" CI Drainage 36" Bet 2D-123 and 2D-122 crosses line. Y 2211 4.48 102.16 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2
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2212 2
Garland Ave. (NO 

Washington)
4222+68 10' RT Level 3 BFO 4" Steel Drainage 36" Bet 2D-123 and 2D-122. . Y 2212 8.5 97.85 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2213 2
Garland Ave. (NO 

Washington)
4222+68 11' RT Level 3 BT Drainage 36" Bet 2D-123 and 2D-122.  (Former Epik line) Y 2213

Fibers are running is 

same duct system. See C-

2212.

2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2214 2
Garland Ave. (NO 

Washington)
4222+68 5' LT Orlando Sanitary 18" PVC Drainage 36" Bet 2D-123 and 2D-122. . N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2215 2 Michigan St. 39+72 43' LT Summit Broadband OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. Per B. 

Deal these lines are going buried. (see conflict #2005)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2216 2 Michigan St. 39+72 43' LT Verizon Business OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. (see 

conflict #2005)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2217 2 Michigan St. 39+72 43' LT BrightHouse OTV Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. (see 

conflict #2005)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2218 2 Michigan St. 39+72 43' LT BrightHouse OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. (see 

conflict #2005)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2219 2 Michigan St. 39+72 43' LT Unknown OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. (see 

conflict #2005)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2220 2 Michigan St. 41+57 42' LT Summit Broadband OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. Per B. 

Deal these lines are going buried. (see conflict #2006)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2221 2 Michigan St. 41+57 42' LT Verizon Business OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. (see 

conflict #2006)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2222 2 Michigan St. 41+57 42' LT BrightHouse OTV Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. (see 

conflict #2006)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2223 2 Michigan St. 41+57 42' LT BrightHouse OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. (see 

conflict #2006)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2224 2 Michigan St. 41+57 42' LT Unknown OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. (see 

conflict #2006)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2225 2 Michigan St. 43+45 43' LT Summit Broadband OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. Per B. 

Deal these lines are going buried. (see conflict #2004)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2226 2 Michigan St. 43+45 43' LT Verizon Business OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. (see 

conflict #2004)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2227 2 Michigan St. 43+45 43' LT BrightHouse OTV Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. (see 

conflict #2004)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2228 2 Michigan St. 43+45 43' LT BrightHouse OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. (see 

conflict #2004)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2229 2 Michigan St. 43+45 43' LT Unknown OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. (see 

conflict #2004)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2230 2 Michigan St. 39+10 42' LT Summit Broadband OFO Roadway
Joint attached to OUC pole in proposed pavement needs to be removed. Per B. 

Deal these lines are going buried. (see conflict #2235)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2231 2 Michigan St. 39+10 42' LT Verizon Business OFO Roadway
Joint attached to OUC pole. Pole in proposed pavement needs to be removed. (see 

conflict #2235)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2232 2 Michigan St. 39+10 42' LT BrightHouse OTV Roadway
Joint attached to OUC pole. Pole in proposed pavement needs to be removed. (see 

conflict #2235)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2233 2 Michigan St. 39+10 42' LT BrightHouse OFO Roadway
Joint attached to OUC pole. Pole in proposed pavement needs to be removed. (see 

conflict #2235)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2234 2 Michigan St. 39+10 42' LT Unknown OFO Roadway
Joint attached to OUC pole. Pole in proposed pavement needs to be removed. (see 

conflict #2235)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2235 2 Michigan St. 39+10 42' LT OUC - D OE Roadway Pole in proposed pavement needs to be removed. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2236 2 Michigan St. 38+00 42' LT OUC - D OE Pole Roadway Pole in proposed pavement. To be relocated. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2237 2 Michigan St. 38+00 42' LT TW Telecom OFO Roadway
Joint attached to OUC pole. Pole in proposed pavement. To be relocated. (see 

conflict #2236)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2238 2 Michigan St. 39+15 52' LT OUC - D OE Pole Roadway Pole in proposed pavement curb. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2
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2239 2 Michigan St. 39+15 52' LT TW Telecom OTV Roadway
Joint attached to OUC pole (conflict #2238). Pole in proposed pavement. To be 

removed.
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2240 2 Kaley St 1+99 40' LT BrightHouse OTV Roadway
Joint attached to OUC-D Pole in roadway. To be relocated. Not shown on plans 

(see conflict #2044)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2241 2 Kaley St 3+13 40' LT BrightHouse OTV Roadway
Joint attached to OUC-D Pole in roadway. To be relocated. Not shown on plans 

(see conflict #2046)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2242 2 Kaley St 3+90 40' LT BrightHouse OTV Pole Roadway
Joint attached to OUC-D Pole in roadway. To be relocated. Not shown on plans 

(see conflict #2052)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2243 2 Kaley St 5+43 40' LT BrightHouse OTV Pole Roadway
Joint attached to OUC-D close to new curb. To be relocated. Not shown on plans 

(see conflict #2053)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2244 2 Garland Ave 4222+68 RT OUC - T BE 115kv Oil-line Drainage Structure 2D-122 close to line Y 2244 / 2244A 3.16 / 3.11 103.72 / 103.65 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2245 2 Garland Ave 4223+15 RT Unknown BE 2 - 4" AC Drainage Structure 2D-124 close to line Y 2245 4.65 101.95

Also found 4" BE, 3.37' 

depth, 103.27' elev (TH 

2245A)

2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2246 2 Garland Ave 4223+15 32' RT Level 3 BFO 4" PE Drainage Structure 2D-124 close to line Y 2246 9.74 96.7 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2247 2 Garland Ave 4223+15 34' RT Level 3 BT Drainage Structure 2D-124 close to line Y 2247
Probed to 8.0', no utilities 

found.
2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2248 2 Garland Ave 4223+15 RT Verizon Business BFO Drainage Structure 2D-124 close to line Y 2248 9.27 97.21

Also found 15" STM, 

2.10' depth, 104.27 

elev.(TH 2248A) & 10" 

SAN, 3.56' depth, 102.93' 

2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2249 2 Garland Ave 4223+15 RT BTI / Earthlink BFO Drainage Structure 2D-124 close to line Y 2249 10.09 96.44

Unable to visually verify 

pipe size and material 

due to depth and ground 

caving in.

2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2250 2 Garland Ave. (at Jefferson St.) 4223+49 32' RT Level 3 BFO Drainage Structure 2D-130 close to line Y 2250 Unable to locate utility 2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2251 2 Garland Ave. (at Jefferson St.) 4223+49 36' RT Level 3 BFO Drainage Structure 2D-130 close to line Y 2251
Probed to 13.0', no 

utilities found.
2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2252 2 Garland Ave. (at Jefferson St.) 4223+49 6' LT Level 3 BFO 4" Steel Drainage 18" pipe Bet 2D-130 and 2D-129 crosses line   Y 2252 8.35 98.0 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2253 2 Garland Ave. (at Jefferson St.) 4223+49 7' LT Level 3 BFO Drainage 18" pipe Bet 2D-130 and 2D-129 crosses line (former Epik line) Y 2253

Fibers are running is 

same duct system. See C-

2252.

2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2254 2 Garland Ave. (at Jefferson St.) 4223+49 19' RT OUC - D BE 2 - 6" PVC Drainage 18" pipe Bet 2D-130 and 2D-129 crosses line   Y 2254 4.24 102.4 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2255 2 Garland Ave. (at Jefferson St.) 4223+49 17' RT OUC - T BE 115kv Oil-line Drainage 18" pipe Bet 2D-130 and 2D-129 crosses line   Y 2-JP-TH8 3.45 102.82 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2256 2 Garland Ave. (at Jefferson St.) 4223+49 1' RT Orlando Sanitary 18" PVC Drainage 18" pipe Bet 2D-130 and 2D-129 crosses line. N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2257 2
Garland Ave. (NO 

Washington)
4223+49 11' LT OUC - W W 24" CI Drainage 18" pipe Bet 2D-130 and 2D-129 crosses line. Y 2257 4.7 102.03 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2258 2 Garland Ave 4223+41 LT FDOT BFO Drainage 18" pipe Bet 2D-128 and 2D-129 crosses line. Y 2258

Unable to complete due 

to location. On slope for 

I4. Depth of +/- 20'

2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2259 2 Garland Ave 4224+51 3' RT Level 3 BFO 4" Steel Drainage 18" pipe Bet 2D-131 and 2D-132 crosses line. Y 2259 4.85 101.68 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2260 2 Garland Ave 4224+51 4' RT Level 3 BFO Drainage 18" pipe Bet 2D-131 and 2D-132 crosses line (former Epik line) Y 2260

Fibers are running is 

same duct system. See C-

2259.

2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2261 2
Garland Ave. (SO Robinson 

St.)
4224+51 3' LT OUC - W W 24" CI Drainage 18" pipe Bet 2D-131 and 2D-132 crosses line   Y 2261 3.11 103.29 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2262 2
Garland Ave. (NO Jefferson 

St.)
4224+51 10' RT Orlando Sanitary 18" PVC Drainage 18" pipe Bet 2D-131 and 2D-132 crosses line   N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2263 2
Robinson St. (EO Garland 

Ave.)
8107+52 36' LT OUC - D BE 3 1/2" PE Drainage Structure 2D-140 close to line Y 2263 2.64 104.73 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2264 2
Robinson St. (EO Garland 

Ave.)
8107+52 37' LT OUC - W W Unknown Unknown Drainage

Structure 2D-140 close to line. This is not a OUC Water line as per Utility Map NW-01-A, the 

WM on Robinson east of Garland runs along the southern sidewalk. Verify no line exists.
Y 2264

WM is on South Side of 

Robinson. Not in Conflict. 

No test hole performed

2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2265 2
Garland Ave. (at Robinson 

St.)
4227+88 51' RT BTI / Earthlink BFO Drainage 18" pipe Bet 2D-140 and 2D-141 crosses line   Y 2265 10.02 97.36

Unable to visually verify 

pipe size and material 

due to depth and ground 

caving in.

2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

Page 26 of 118



I-4 Ultimate

Utility Conflict Matrix

Updated 03/02/15

RFC Dates Contract

Type Size Material Type Test Hole VVH #
Depth

(Ft)

Elev.

(Ft)
Test hole comments Roadway Design Package Name Roadway

Work Order 

Number - Area

Status

N
ew

 C
o

n
fl

ic
t 

N
o

.

A
re

a

Roadway Section Station

Facility

Station/Offset (From CL)
Utility Agency / 

Owner (UAO)

Test Hole Information

Design Element 

Conflict
Description of Conflict / Designer Comments

Test Hole 

Needed

2266 2
Garland Ave. (at Robinson 

St.)
4227+88 40' RT Verizon Business BFO 2 1/4" PVC Drainage Structure 2D-141 on top of line Y 2266 2.18 104.85 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2267 2
Garland Ave. (at Robinson 

St.)
4227+88 36' RT Level 3 BFO 3 - 3" PE Drainage Structure 2D-141 on top of line Y 2267 6.44 100.08 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2268 2
Garland Ave. (at Robinson 

St.)
4227+88 38' RT Level 3 BFO 3 - 4" Steel Drainage Structure 2D-141 on top of line Y 2268 5.14 101.47 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2269 2
Garland Ave. (NO Robinson 

St.)
4227+47 18' RT BTI / Earthlink BFO 4-1 1/2" FOC Drainage Close to structure 2D-147 Y 2269 2.6 104.44 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2270 2
Garland Ave. (NO Robinson 

St.)
4227+47 3' RT OUC - W W 24" CI Drainage 18" pipe Bet 2D-147 and 2D-148 crosses line Y 2270 5.1 101.8 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2271 2
Garland Ave. (NO Robinson 

St.)
4227+47 4' LT OUC - D BE 3-6" PVC Drainage 18" pipe Bet 2D-147 and 2D-148 crosses line Y 2271 / 2271A 4.81 / 4.91 101.94 / 101.85 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2272 2
Garland Ave. (NO Robinson 

St.)
4227+47 14' RT Orlando Sanitary 15" DI Drainage 18" pipe Bet 2D-147 and 2D-148 crosses line N Inverts available 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2273 2
Garland Ave. (SO Livingston 

St.)
4229+43 28' LT OUC - D BE Multiple 6" PVC Drainage 2D-150 and 2D-203 close to line Y 2273 / 2273A 5.44 / 6.46 101.39 / 100.9 East / West Edge of Duct 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2274 2
Garland Ave. (SO Livingston 

St.)
4231+94 30' LT OUC - D BE 6" PVC Drainage Structure 2D-207 on top of line Y 2274 / 2274A 4.66 / 4.28 104.13 / 104.18 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2275 2
Garland Ave. (SO Livingston 

St.)
4231+94 19' LT Orlando Sanitary MH Drainage Structure 2D-208 on top of Sanitary Manhole. Design to mitigate N 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2276 2
Garland Ave. (at Livingston 

St.)
4232+76 23' LT OUC - D BE 2-6" PVC Drainage Structure 2D-153 on top of line Y 2276 / 2276A 6.06 / 6.00 100.24 / 100.25 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2277 2
Garland Ave. (at Livingston 

St.)
4233+00 18' LT OUC - D BE Drainage 48" Bet 2D-208 and 2D-220 crosses line Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2278 2
Garland Ave. (at Livingston 

St.)
4233+00 20'' LT OUC - W W 24" CI Drainage 36" Bet 2D-208 and 2D-220 crosses line on Livingston. Y 2278 6.32 100.15 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2279 2
Garland Ave. (at Livingston 

St.)
4233+22 22' LT OUC - D BE Manhole Drainage 48" Bet 2D-208 and 2D-220 on manhole. Potential design to mitigate N 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2280 2
Garland Ave. (at Livingston 

St.)
4233+22 18' LT OUC - D BE Drainage 48" Bet 2D-208 and 2D-220 crosses line E to W Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2281 2
Garland Ave. (at Livingston 

St.)
4233+22 18' LT OUC - D BE Drainage 48" Bet 2D-208 and 2D-220 crosses line running from MH to SE Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2283 2
Garland Ave. (NO Livingston 

St.)
4234+77 16' LT OUC - W W 24" CI Drainage

36" Bet 2D-208 and 2D-220 close to line. WM has overlaps and separation issues 

with this drainage pipe.
Y 2283 5.0 100.35 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2284 2
Garland Ave. (NO Livingston 

St.)
4235+85 17' LT OUC - W W 24" CI Drainage Structure 2D-220 on top of line Y 2284 5.88 99.24 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2285 2
Garland Ave. (NO Livingston 

St.)
4236+82 21' LT OUC - W W 24" CI Drainage Structure 2D-225 on top of line Y 2285 5.42 99.86 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2286 2
Garland Ave. (NO Livingston 

St.)
4236+82 8' LT Orlando Sanitary 12" PVC Drainage 18" pipe Bet 2D-225 and 2D-220A crosses line N inverts available on plans 2.2 I4U-02-HDR-PL-XX03 4/6/2015 W01-A2

2287 2
Garland Ave. (NO Livingston 

St.)
4236+82 8' RT OUC - D BE 4" AC Drainage 18" pipe Bet 2D-225 and 2D-220A crosses line Y 2287 3.8 100.42 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2288 2 Garland Ave. (SO Amelia St.) 4237+38 24' LT OUC - W W 24" CI Drainage 18" pipe Bet 2D-227 and 2D-225A crosses line. Y 2288 4.72 100.47 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2289 2 Garland Ave. (SO Amelia St.) 4238+93 25' LT OUC - W W 24" CI Drainage 48" pipe Bet 2D-225C and 2D-225D crosses line  Y 2289 3.97 100.84 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2290 2 Garland Ave. (at Amelia St.) 4239+79 34' LT OUC - D BE 2 - 6" & 2" PVC Drainage 48" Bet 2D-225C and 2D-229 crosses line Y 2290 / 2290A 5.28 / 4.92 98.83 / 99.20
North / South Edge of 

Duct
2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2291 2 Garland Ave. (at Amelia St.) 4239+79 34' LT OUC - D BE 28" Concrete Cap Drainage 48" Bet 2D-225C and 2D-229 crosses line Y 2291 / 2291A 5.07 / 4.92 99.29 / 99.35

North / South Edge of 

Duct; Also found 2" PVC 

TS, 3.06' depth, 101.28' 

elev (TH 2291B)

2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2292 2 Garland Ave. (at Amelia St.) 4240+18 35' LT
Florida Gas 

Transmission
Gas 6" Steel Drainage

54" bet 2D-229 and 2D-230B crosses line. Design to mitigate. Top of pipe at 96.97. 

Clear of conflict, protect in place.
Y 2292 2.76 101.97 in 10" steel casing 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2293 2 Garland Ave. (at Amelia St.) 4240+34 35' LT OUC - W W 12" DI Drainage 48" bet 2D-229 and 2D-230 crosses line. Line is on Amelia. Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2
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2294 2 Garland Ave. (NO Amelia St.) 4241+18 17' RT Level 3 BFO Drainage 54" Bet 2D-236 and 2D-230 crosses line Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2295 2 Garland Ave. (NO Amelia St.) 4241+18 21' RT OUC - D BE 3-4 1/2" & 2" PVC Drainage 54" Bet 2D-236 and 2D-230 crosses line Y 2295 / 2295A 2.10 / 2.22 102.24 / 102.17 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2296 2 Garland Ave. (NO Amelia St.) 4241+18 22' RT Verizon Business BFO 3 - 2" PE Drainage 54" Bet 2D-236 and 2D-230 crosses line Y 2296 9.6 94.73 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2297 2 Garland Ave. (NO Amelia St.) 4241+18 24' RT AT&T - FL BT Drainage 54" Bet 2D-236 and 2D-230 crosses line Y 2297

Unable to locate utility. 

Probed to a depth of 15', 

vacuumed to a depth of 

10'. 

2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2298 2 Garland Ave. (NO Amelia St.) 4241+18 2' RT OUC - T BE 115kv Oil-line Drainage Structure 2D-230 on top of line. Design to mitigate Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2299 2 Garland Ave. (NO Amelia St.) 4241+18 16' LT OUC - W W 24" CI Drainage 48" bet 2D-230 and 2D-230B crosses line Y 2299 3.49 100.99 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2300 2 Garland Ave. (NO Amelia St.) 4241+18 10' LT Orlando Sanitary 12" VC Drainage 54" Bet 2D-230C and 2D-230B crosses line. N Inverts available 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2301 2 Garland Ave (NO Amelia St) 4242+00 17' RT Level 3 BFO 2 - 1 1/2" HDPE Drainage Close to 48" Bet 2D-236 and 2D-244. Y 2301 3.0 100.97 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2302 2 Garland Ave (NO Amelia St) 4242+00 RT Verizon Business BFO Unknown PE Drainage 48" and 54" Bet 2D-236 and 2D-244 close to line. UAO will protect in place. Y 2302 9.36 94.22 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2303 2 Garland Ave (NO Amelia St) 4242+00 22' RT OUC - D BE 3 - 4" & 2 - 2" PVC Drainage Close to 48" Bet 2D-236 and 2D-244. Y 2303 / 2303A 2.64 / 2.88 101.34 / 101.1 West / East Edge of Duct 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2304 2 Garland Ave (NO Amelia St) 4242+00 RT AT&T - FL BT Drainage Close to 48" Bet 2D-236 and 2D-244. Y 2304A
Unable to verify utility due 

to depth. 
2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2305 2 Garland Ave (NO Amelia St) 4242+71 17' RT Level 3 BFO 2 - 1 1/2" HDPE Drainage Close to 48" and structure and 2D-241. Y 2305 9.86 93.97 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2306 2 Garland Ave (NO Amelia St) 4242+71 RT Verizon Business BFO 2 - Unknown PE Drainage Close to 48" and structure and 2D-241. Y 2306 9.2 94.28 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2307 2 Garland Ave (NO Amelia St) 4242+71 23' RT OUC - D BE 3-4", 2 1/2", 3" PVC Drainage Close to 48" and structure and 2D-241. Y 2307 / 2307A 2.31 / 2.37 101.52 / 101.57 West / East Edge of Duct 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2308 2 Garland Ave (NO Amelia St) 4242+71 RT AT&T - FL BT Drainage Close to 48" and structure and 2D-241. Y 2308 Unable to verify utility 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2309 2 Garland Ave (NO Amelia St) 4243+16 RT AT&T - FL BT Drainage Close to 48". Y 2309 Unable to verify utility 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2310 2 Garland Ave (SO Concord) 4244+19 21' LT OUC - W W 24" DI Drainage Close to structure 2D-243. 1 to 5 ft. of separation Y 2310 3.89 99.78 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2311 2 Garland Ave (SO Concord) 4245+00 23' LT OUC - W W 24" DI Drainage Close to 18" Bet 2D-243 and 2D-247. Y 2311 4.52 98.82 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2312 2 Garland Ave (at Concord) 4245+47 49' RT OUC - D BE 6" PVC Drainage 48" Bet 2D-245 and 2D-248 crosses line. Y 2312 3.24 98.59 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2313 2 Garland Ave (at Concord) 4245+58 49' RT AT&T - FL BFO 2" PE Drainage 48" Bet 2D-245 and 2D-248 crosses line. Y 2313 8.12 93.96 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2314 2 Garland Ave (at Concord) 4245+63 51' RT OUC - W W 6" CI Drainage 48" Bet 2D-245 and 2D-248 crosses line. Y 2314 4.16 97.85

Also found 2 1/2" CI 

UNK, 2.56' depth, 99.43' 

elev (TH 2314A)

2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2315 2 Garland Ave (at Concord) 4245-53 51' RT Level 3 BT 2 - 1 1/2" HDPE Drainage 48" Bet 2D-245 and 2D-248 crosses line. Y 2315 / 2315A 4.18 / 4.16 97.78 / 97.79 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2316 2 Garland Ave (at Concord) 4245+80 52' RT TECO Gas 12" Steel Drainage
48" Bet 2D-249 and 2D-248 crosses line. Utility bottom at 97.05, pipe top at 95.82. 

1.23' clearance. Clear
Y 2316 4.02 98.05 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2317 2 Garland Ave (at Concord) 4245+91 53' RT Verizon Business BFO 3 - 2" PE Drainage 48" Bet 2D-248 and 2D-249 crosses line. Y 2317 3.66 98.84 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2318 2 Garland Ave. (at Concord) 4245+63 37' RT Verizon Business BFO 2-4" AC Drainage 18" Bet 2D-247 and 2D-248 crosses line. Need to verify inverts Y 2318 3.22 99.07 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2319 2 Garland Ave. (at Concord) 4245+63 29' RT AT&T - FL BFO 2" PE Drainage 18" Bet 2D-247 and 2D-248 crosses line Y 2319 8.07 94.04 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2320 2 Garland Ave. (at Concord) 4245+63 31' RT OUC - W W 6" CI Drainage 18" Bet 2D-247 and 2D-248 crosses line Y 2320 3.7 98.44

Also found 2 1/2" CI 

UNK, 2.40' depth, 99.75' 

elev (TH 2320A)

2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2
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2321 2 Garland Ave. (at Concord) 4245+57 18' RT OUC - T BE 115 kV Oil-line Drainage 18" Bet 2D-247 and 2D-248 crosses line Y 2321 6.0 96.63 8" Steel 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2322 2 Garland Ave. (at Concord) 4245+57 13' LT Orlando Sanitary 8" VC Drainage 18" Bet 2D-247 and 2D-248 crosses line N Inverts available 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2323 2 Garland Ave. (at Concord) 4245+57 25' LT OUC - W W 24" DI Drainage Structure 2D-247 on line Y 2223 5.04 97.93 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2324 2 Garland Ave. (NO Concord) 4246+18 28' LT OUC - W W 24" DI Drainage Structure 2D-508 close to line. To be relocated due to ramps N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2325 2 Garland Ave. (NO Concord) 4246+53 24' RT AT&T - FL BT 2 1/2" Transite Drainage 18" bet 2D-249 and 2D-250 crosses line Y 2325 1.9 99.57 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2326 2 Garland Ave. (NO Concord) 4246+53 25' RT OUC - T BE 115 kV Oil-line Drainage 18" bet 2D-249 and 2D-250 crosses line Y 2326 3.4 98.06 2 - 4" AC 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2327 2 Garland Ave. (NO Concord) 4246+53 17' LT Orlando Sanitary 12" VC Drainage
18" bet 2D-250 and 2D-251 crosses line. Drainage Design Change per L Horton 

02/23/15.
N Inverts available 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2328 2 Garland Ave. (NO Concord) 4246+53 30' LT OUC - W W 24" DI Drainage Close to 18" and structure 2D-251. To be relocated due to ramps. N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2329 2 Garland Ave. (NO Concord) 4247+00 31' LT OUC - W W 24" DI Drainage
Close to 18" Bet 2D-508 and 2D-513. To be relocated due to ramps. These 

drainage structures do not connect as of 12/04/14 per L. Horton.
N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2330 2 Garland Ave. (NO Concord) 4247+36 66' RT AT&T - FL BT 2 1/2" PVC Drainage 48" Bet 2D-249 and 2D-534 crosses line. Y 2330 1.69 98.89 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2331 2 Garland Ave. (NO Concord) 4247+36 66' RT OUC - T BE 115 kV Oil-line Drainage 48" Bet 2D-249 and 2D-534 crosses line. Y 2331 3.12 97.45 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2332 2 Garland Ave. (NO Concord) 4247+62 31' LT OUC - W W 24" DI Drainage
18" Bet 2D-512 and 2D-513 crosses line. To be relocated due to ramps. No conflict - 

drainage design change per L. Horton.
N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2333 2 Garland Ave. (NO Concord) 4247+83 100' RT AT&T - FL BT 2 1/2" PVC Drainage 42" Bet 2D-535 to MES crosses line. Y 2333 1.75 98.37 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2334 2 Garland Ave. (NO Concord) 4247+83 93' RT OUC - T BE 115 kV Oil-line Drainage 42" Bet 2D-535 to MES crosses line. Y 2334 2.86 97.23 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2335 2 Garland Ave. (NO Concord) 4247+89 32' LT OUC - W W 24" DI Drainage 30" Bet 2D-520 and 2D-519 crosses line. To be relocated due to ramps. N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2336 2 Garland Ave. (NO Concord) 4247+89 23' LT Orlando Sanitary 12" VC Drainage 30" Bet 2D-520 and 2D-519 crosses line. To be relocated due to ramps. N Inverts available 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2337 2
Garland Ave. (SO Colonial 

Dr.)
4252+19 62' LT OUC - W W 26" Steel Drainage Structure 2D-301 overlaps line Y 2337A 1.25 92.94 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2338 2
Garland Ave. (SO Colonial 

Dr.)
4252+19 58' LT Orlando Sanitary 10" VC Drainage Structure 2D-301 close to line. To be relocated due to ramps per L Horton 02/23/15. N 2337 4.96 89.89 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2339 2
Garland Ave. (SO Colonial 

Dr.)
4252+43 67' RT OUC - T BE 115 kV Oil-line Drainage 48" Bet 2D-535 and 2D-315 crosses line. Y 2339 4.59 92.52 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2340 2
Garland Ave. (SO Colonial 

Dr.)
4252+61 52' RT OUC - T BE 115 kV Oil-line Drainage 18" Bet 2D-315 and 2D-303 crosses line. (See #2339) N 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2341 2 Garland Ave. (at Colonial Dr.) 4252+98 55' RT TECO Gas 8" Steel Drainage 48" Bet 2D-315 and 2D-316 crosses line. Pipe top at 90.92, 2.06' separation. Clear Y 2341 3.11 93.65 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2342 2 Garland Ave. (at Colonial Dr.) 4243+24 22' RT Orlando Sanitary 18" VC Drainage
48" Bet 2D-315 and 2D-316 crosses line. Drainage design change per L Horton 

02/23/15.
N Inverts available 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2343 2 Garland Ave. (at Colonial Dr.) 4253+29 26' RT OUC - W W 8" CI Drainage 48" Bet 2D-315 and 2D-316 crosses line. Y 2343 7.9 89.18

Also found 7" CI UNK, 

3.95 depth, 93.69 elev 

(TH 2343A)

2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2344 2 Colonial Dr. (EO RR) 3916+12 Center Level 3 BFO Drainage
Close to structure 2D-903A and 2D-903B. Per B. Deal, probably in RR ROW, 

should be ok
Y 2344

Utility located within RR 

ROW. No TH performed.
3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2345 2 Colonial Dr. (EO RR) 3916+20 6' RT Verizon Business BFO Drainage Close to structure 2D-903A, 2D-903B and 2D-903. Y 2345
Utility located within RR 

ROW. No TH performed.
3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2346 2 Colonial Dr. (EO RR) 3916+22 22' LT OUC - D BE 34" wide Concrete Cap Drainage Close to structure 2D-903A and 2D-903B. Y 2346 / 2346A 3.76 / 3.86 95.8 / 95.96 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2347 2 Colonial Dr. (EO RR) 3916+22 27' LT Orlando Sentinel Sewer
Remediation 

Duct
Drainage Close to structure 2D-903A and 2D-903B. Y 2347

Completed exploratory. 

Unable to verify utility. 

This is the remediation 

line we have not been 

2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2
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2348 2 Colonial Dr. (at Garland Ave.) 3913+64 39' LT AT&T - FL BT 2-4" / 3/4" PVC / DBC Drainage 18" Bet 2D-900 and 2D-911 crosses line. Y 2348 1.54 95.03 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2349 2 Colonial Dr. (at Garland Ave.) 3913+64 32' LT Orlando Sentinel Sewer
Remediation 

Duct
Drainage 18" Bet 2D-900 and 2D-911 crosses line. Y 2349

Unable to find utility. 

Remediation line on 

Garland.

2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2350 2
Garland Ave. (NO Colonial 

Dr.)
4254+43 4' RT AT&T - FL BT 2-4" PVC Drainage 18" Bet 2D-911 and 2D-911A crosses line. Y 2350 1.48 92.69 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2351 2
Garland Ave. (NO Colonial 

Dr.)
4254+43 3' LT Orlando Sentinel Sewer

Remediation 

Duct
Drainage 18" Bet 2D-911 and 2D-911A crosses line. Possibly out of service Y 2351

Unable to find utility. 

Remediation line on 

Garland.

2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2352 2
Garland Ave. (NO Colonial 

Dr.)
4255+74 2' RT AT&T - FL BT Drainage Structure 2D-912 on top of line. To be relocated N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2353 2
Garland Ave. (NO Colonial 

Dr.)
4255+75 6' LT OUC - T BE 115kv Oil-line Drainage 24" Bet 2D-912 and 2D-912A crosses line. To be relocated Y 2353 4.38 88.11 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2354 2
Garland Ave. (NO Colonial 

Dr.)
4255+75 11' LT Orlando Sentinel Sewer

Remediation 

Duct
Drainage 18" Bet 2D-912 and 2D-912A crosses line. Possibly out of service N 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2355 2
Garland Ave. (NO Colonial 

Dr.)
4255+75 27' LT OUC - W W 30" CI Drainage 24" Bet 2D-912 and 2D-912A crosses line. To be relocated out of ramp area N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2356 2
Garland Ave. (NO Colonial 

Dr.)
4256+00 Center AT&T - FL BT Duct Drainage 24" Bet 2D-912 and 2D-913 crosses line. To be relocated N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2357 2
Garland Ave. (NO Colonial 

Dr.)
4257+42 48' LT OUC - T BE 115kv Oil-line Drainage 18" Bet 2D-915 and 2D-916 crosses line. To be relocated Y 2357 4.74 87.42

Also found 4" Steel BE, 

3.75 depth, 88.42 elev 

(TH 2357A)

2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2358 2
Garland Ave. (NO Colonial 

Dr.)
4257+42 40' LT AT&T - FL BT Drainage Structure 2D-916 on top of line. To be relocated N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2359 2
Garland Ave. (NO Colonial 

Dr.)
4258+50 59' LT AT&T - FL BT Drainage 18" Bet 2D-916 and 2D-922 crosses line. To be relocated N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2360 2
Garland Ave. (NO Colonial 

Dr.)
4259+55 63' LT AT&T - FL BT Drainage Structure 2D-922 on top of line. To be relocated N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2361 2
Garland Ave. (NO Colonial 

Dr.)
4257+42 51' LT Orlando Sentinel Sewer

Remediation 

Duct
Drainage Structure 2D-915 on top of line. Possibly out of service N 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2362 2
Garland Ave. (NO Colonial 

Dr.)
4260+25 67' LT OUC - T BE 115kv Oil-line Drainage 18" Bet 2D-922 and 2D-923 crosses line Y 2362 4.4 83.92

Also found 4" AC, 3.2' 

depth, 85.12' elev (TH 

2362A)

2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2363 2
Garland Ave. (NO Colonial 

Dr.)
4260+68 63' LT OUC - T BE 115kv Oil-line Drainage Structure 2D-923 close to line. Y 2363 4.51 83.49

Also found 4" AC, 3.45' 

depth, 84.61' elev (TH 

2363A)

2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2364 2
Garland Ave. (NO Colonial 

Dr.)
4260+68 62' LT Orlando Sentinel Sewer

Remediation 

Duct
Drainage Structure 2D-923 close to line. Line is out of service. N 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2365 2
Garland Ave. (NO Colonial 

Dr.)
4260+60 87' LT OUC - W W 30" CI Drainage 18" Bet 2D-924 and 2D-925 crosses line. Y 2365 3.72 84.45 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2366 2
Garland Ave. (NO Colonial 

Dr.)
4260+68 94' LT Orlando Sanitary 8" VC Drainage 18" Bet 2D-924 and 2D-925 crosses line. To be relocated per L Horton 02/23/15. N Inverts available 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2367 2
Garland Ave. (NO Colonial 

Dr.)
4260+68 100' LT Orlando Sanitary 18" CI Drainage 18" Bet 2D-924 and 2D-925 crosses line. To be relocated per L Horton 02/23/15. N Inverts available 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2368 2
Garland Ave. (NO Colonial 

Dr.)
4260+82 69' LT OUC - W W 6" DI Drainage

18" Bet 2D-923 and 2D-927A crosses line. Line to FH. To be relocated. No conflict - 

drainage design change per L. Horton.
N 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2369 2
Garland Ave. (NO Colonial 

Dr.)
4261+00 69' LT OUC - W W 6" DI Drainage

18" Bet 2D-923 and 2D-927A crosses line. Line to FH. To be relocated. No conflict - 

drainage design change per L. Horton.
N 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2370 2 Garland Ave. (SO Marks) 4261+77 41' LT AT&T - FL BT 2-4" PVC Drainage 18" Bet 2D-927 and 2D-927A crosses line. To be relocated, under ramps. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2371 2 Garland Ave. (SO Marks) 4261+77 50' LT OUC - T BE 115kv Oil-line Drainage 18" Bet 2D-927 and 2D-927A crosses line. Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2372 2 Garland Ave. (SO Marks) 4261+77 55' LT Orlando Sentinel Sewer
Remediation 

Duct
Drainage 18" Bet 2D-927 and 2D-927A crosses line. Line is out of service. N 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2373 2 Garland Ave. (SO Marks) 4263+00 32' LT AT&T - FL BT 2-4" PVC Drainage 18" Bet 2D-1007 and 2D-1009 crosses line. To be relocated, under ramps. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2374 2 Garland Ave. (SO Marks) 4263+00 41' LT OUC - T BE 115kv Oil-line Drainage 18" Bet 2D-1007 and 2D-1009 crosses line. Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2
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2375 2 Garland Ave. (SO Marks) 4263+00 50' LT Orlando Sentinel Sewer
Remediation 

Duct
Drainage 18" Bet 2D-1007 and 2D-1009 crosses line. Line is out of service. N 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2376 2 Garland Ave. (SO Marks) 4262+86 64' LT OUC - W W 30" CI Drainage Structure 2D-1007 close to line. Y 2376 4.45 83.18 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2377 2 Garland Ave. (SO Marks) 4264+55 38' LT OUC - T BE 115kv Oil-line Drainage 42" Bet 2D-1010A and 2D-1101 crosses line. Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2378 2 Garland Ave. (SO Marks) 4264+55 25' LT AT&T - FL BT 2-4" PVC Drainage 42" Bet 2D-1010A and 2D-1101 crosses line. To be relocated, under ramps. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2379 2 Garland Ave. (SO Marks) 4264+55 34' LT Orlando Sentinel Sewer
Remediation 

Duct
Drainage 42" Bet 2D-1010A and 2D-1101 crosses line. Line is out of service. N 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2380 2 Garland Ave. (SO Marks) 4264+55 65' LT Orlando Sanitary 18" CI Drainage
42" Bet 2D-1010A and 2D-1101 crosses line. To be relocated per L Horton 

02/23/15.
N Inverts available 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2381 2 Garland Ave. (SO Marks) 4265+17 21' LT AT&T - FL BT 2-4" PVC Drainage Structure 2D-1015 on top of line. To be relocated, under ramps. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2382 2 Garland Ave. (SO Marks) 4265+17 28' LT Orlando Sentinel Sewer
Remediation 

Duct
Drainage Structure 2D-1016 on top of line. Line is out of service. N 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2383 2 Garland Ave. (SO Marks) 4265+95 19' LT Orlando Sentinel Sewer
Remediation 

Duct
Drainage Structure 2D-1018 close to line. Line is out of service. N 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2384 2 Garland Ave. (SO Marks) 4265+95 17' LT AT&T - FL BT 2-4" PVC Drainage Structure 2D-1018 close to line. To be relocated, under ramps. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2385 2 Garland Ave. (SO Marks) 4265+95 54' LT OUC - T BE 115kv Oil-line Drainage 18" Bet 2D-1019 and 2D-1020 crosses line Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2386 2 Garland Ave. (SO Marks) 4265+95 60' LT Orlando Sanitary 18" CI Drainage 18" Bet 2D-1019 and 2D-1020 crosses line. To be relocated per L Horton 02/23/15. N Inverts available 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2387 2 Colonial Dr. (WO I-4) 3909+44 38' LT OUC - D BE 21" Duct Concrete Drainage 30" Bet 2D-707 and 2D-811 crosses line. Line may be out of service, to verify. Y 2387 / 2387A 3.70 / 3.66 91.62 / 91.55
South / North Edge of 

Duct
2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2388 2 Colonial Dr. (WO I-4) 3908+30 28' LT OUC - D BE 36" Duct Concrete Drainage Structure 2D-806 close to MH and lines. Line may be out of service, to verify. Y 2388 / 2388A 4.32 / 4.32 91.24 / 91.20
South / North Edge of 

Duct
2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2389 2 Colonial Dr. (WO I-4) 3909+43 12' RT Orlando Sanitary 18" & 8" VC Drainage 30" Bet 2D-811 and 2D-707 crosses line. N Inverts available 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2390 2 Colonial Dr. (WO I-4) 3909+49 32' RT OUC - W W 20" DI Drainage 30" Bet 2D-811 and 2D-707 crosses line. Y 2390 3.02 92.93 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2391 2 Colonial Dr. (WO I-4) 3909+49 45' RT TECO Gas 8" Steel Drainage
24" Bet 2D-812 and 2D-707 crosses line. Top of pipe at 92.71, utility at 92.53. Line 

is out of service. Clear
Y 2391 2.87 92.53 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2392 2 Hughey Ave. (at Concord) 4347+09 15' LT Orlando Sanitary 8" VC Drainage 18" Bet 2D-700C and 2D-602 crosses line. N Inverts available 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2393 2 Hughey Ave. (at Concord) 4345+97 25' RT TECO Gas 4 1/2" Steel Drainage
18" Bet 2D-700C and 2D-700B crosses line. Utility bottom at 97.11, pipe top at 

97.01, 0.1 clearance. Protect in place.
Y 2393 4.11 97.44 1.4 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2394 2 Hughey Ave. (at Concord) 4345+64 28' RT AT&T - FL BFO 6 - 4" Steel Drainage 18" Bet 2D-700C and 2D-700A crosses line. Y 2394 / 2394A 5.85 / 5.85 96.4 / 96.39 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2395 2 Hughey Ave. (at Concord) 4345+35 26' RT BrightHouse BFO 4" PVC Drainage
18" Bet 2D-700C and 2D-700A crosses line. Try to design to mitigate, this is one of 

their major lines.
Y 2395 2 100.92 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2396 2 Sylvia Ln. 12+21 17-19' RT Verizon Business BFO 2 - 2" PVC Bridge New bridge piers (226) are close to line Y 2396 2.45 99.18 2.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2397 2 I-4 Mainline (at Concord) 1197+21 14' LT BrightHouse BFO 1 3/4" PE Drainage 18" Bet SD-506 and 2D-502 crosses line. Try to design to mitigate Y 2397 2.2 98.91 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2398 2 I-4 Mainline (at Concord) 1197+43 14' LT AT&T - FL BFO 8 - 4" ducts Steel Drainage 18" Bet SD-506 and 2D-502 crosses line. Pipe inverts at 118.115. Clear. Y 2398 / 2398A 3.1 / 3.2 98.26 / 98.09
North / South Edge of 

Duct
3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2399 2 I-4 Mainline (at Concord) 1197+70 13' LT TECO Gas 4" / 16" PVC / Steel Drainage
18" Bet SD-506 and 2D-502 crosses line. Utility top at 98.34, pipe bottom at 117.75, 

19.41' clearance. Clear.
Y 2399 2.21 98.34 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2400 2 Robinson St. (at Hughey) 8103+63 51' LT OUC - T BE 115kv Dielectric Drainage 18" Bet SD-146 and SD-142 crosses line. Design to mitigate Y 2400 7.23 99.58 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2401 2 Robinson St. (at Hughey) 8103+66 8' RT OUC - D BE 24" Concrete Cap Drainage Structure 2D-139 close to line Y 2401 / 2401A 2.78 / 2.87 103.65 / 103.64 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2
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2402 2 Washington St. 100+23 35' LT AT&T - FL BT Duct Drainage Structure 2D-157 close to line Y 2402

Completed exploratory. 

Unable to verify utility due 

to depth.

2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2403 2 Washington St. 100+23 45' LT Level 3 BFO 5" PVC Drainage Structure 2D-158 close to line Y 2403 6.95 100.62 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2404 2 Colonial Dr. (WO I-4) 3900+38 5' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2405 2 Colonial Dr. (WO I-4) 3901+15 3' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2406 2 Colonial Dr. (WO I-4) 3902+88 10' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2407 2 Colonial Dr. (WO I-4) 3903+42 2' RT Orlando Sanitary Manhole Roadway Valve in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2408 2 Colonial Dr. (WO I-4) 3903+64 58' LT TECO Gas Valve Roadway
Valve in proposed milling and resurfacing. Line is out of service. Valve box to be 

pulled, remove top and fill-in. SGL to perform work.
N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2409 2 Colonial Dr. (WO I-4) 3903+73 42' LT TECO Gas Valve Roadway
Valve in proposed milling and resurfacing. Line is out of service. Valve box to be 

pulled, remove top and fill-in. SGL to perform work.
N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2410 2 Colonial Dr. (WO I-4) 3903+42 74' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2411 2 Colonial Dr. (WO I-4) 3905+27 30' RT OUC - W W Valve Roadway Valve in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2412 2 Colonial Dr. (WO I-4) 3905+31 5' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2413 2 Colonial Dr. (WO I-4) 3905+37 14' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2414 2 Colonial Dr. (WO I-4) 3906+37 30' LT TECO Gas Valve Roadway
Valve in proposed milling and resurfacing. Line is out of service. Valve box to be 

pulled, remove top and fill-in. SGL to perform work.
N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2415 2 Colonial Dr. (WO I-4) 3906+71 33' LT TECO Gas Valve Roadway
Valve in proposed milling and resurfacing. Line is out of service. Valve box to be 

pulled, remove top and fill-in. SGL to perform work.
N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2416 2 Colonial Dr. (WO I-4) 3906+71 31' RT OUC - W W Valve Roadway Valve in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2417 2 Colonial Dr. (WO I-4) 3908+32 31' LT OUC - D BE Manhole Roadway
Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. 

Line may be out of service, to verify.
N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2418 2 Colonial Dr. (WO I-4) 3908+83 21' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2419 2 Colonial Dr. (WO I-4) 3908+83 77' RT OUC - W W Valve Roadway Valve in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2420 2 Colonial Dr. (WO I-4) 3909+41 13' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2421 2 Colonial Dr. (under I-4) 3911+65 15' RT OUC - W W Valve Roadway Valve in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2422 2 Colonial Dr. (under I-4) 3912+38 29' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2423 2
Garland Ave. (SO Colonial 

Dr.)
4252+73 55' LT OUC - W W Valve Roadway Valve in proposed curb and gutter. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2424 2 Colonial Dr. (under I-4) 3912+56 23' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2425 2 Colonial Dr. (at Garland Ave.) 3912+56 34' LT OUC - W W Valve Roadway Valve in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2426 2 Garland Ave. (at Colonial Dr.) 4254+23 48' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed curb. Can proposed curb be redesigned? N 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2427 2 Garland Ave. (at Colonial Dr.) 4254+37 43' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed curb. Can proposed curb be redesigned? N 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2428 2 Garland Ave. (at Colonial Dr.) 4253+84 12' RT OUC - T BE Manhole Roadway
Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. 

May be relocated
N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2
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2429 2 Garland Ave. (at Colonial Dr.) 4254+58 4' RT AT&T - FL BT Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2430 2
Garland Ave. (NO Colonial 

Dr.)
4255+79 2' RT OUC - W W Valve Roadway

24" bet 2D912 and 2D-913 drainage conflict. Valve in proposed roadway. Feed to 

FH. To be relocated
N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2431 2
Garland Ave. (NO Colonial 

Dr.)
4256+73 15' LT OUC - W W Valves (3) Roadway 3 Valves in proposed roadway. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2432 2
Garland Ave. (NO Colonial 

Dr.)
4256+70 46' LT OUC - W W Valve LA ROW Valve in proposed LA ROW. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2433 2
Garland Ave. (NO Colonial 

Dr.)
4257+11 73' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2434 2
Garland Ave. (NO Colonial 

Dr.)
4258+72 91' LT OUC - W W Valve LA ROW Valve in proposed LA ROW. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2435 2
Garland Ave. (NO Colonial 

Dr.)
4260+81 79' LT OUC - W W Valve LA ROW Valve in proposed LA ROW. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2436 2
Garland Ave. (NO Colonial 

Dr.)
4261+00 92' LT Orlando Sanitary Manhole Roadway Manhole in proposed I-4 ramp area. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2437 2
Garland Ave. (NO Colonial 

Dr.)
4261+88 41' LT AT&T - FL BT Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. To be relocated N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2438 2 Garland Ave. (SO Marks) 4263+93 47' LT OUC - W W Valve LA ROW Valve in proposed LA ROW. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2439 2 Garland Ave. (SO Marks) 4263+89 65' LT Orlando Sanitary Manhole Roadway Manhole in proposed I-4 ramp area. To be relocated N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2440 2 Garland Ave. (SO Marks) 4264+36 32' LT OUC - T BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. To be relocated N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2441 2 Garland Ave. (SO Marks) 4264+33 69' LT Orlando Sanitary Manhole Roadway Manhole in proposed I-4 ramp area. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2442 2 Garland Ave. (SO Marks) 4264+71 66' LT Orlando Sanitary Manhole Roadway Manhole in proposed I-4 ramp area. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2443 2 Garland Ave. (SO Marks) 4264+83 66' LT Orlando Sanitary Manhole Roadway Manhole in proposed I-4 ramp area. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2444 2 Garland Ave. (SO Marks) 4267+23 22' LT Orlando Sanitary Manhole Drainage 24" bet 2D-1300 and head wall through MH. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2445 2 N. Hughey Ave. (NO Concord) 4349+90 56' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2446 2 Garland Ave. (NO Concord) 4249+74 34' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2447 2 N. Hughey Ave. (at Concord) 4345+44 44' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2448 2 N. Hughey Ave. (at Concord) 4345+76 6' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2449 2 N. Hughey Ave. (at Concord) 4345+97 22' LT TECO Gas Valves (2) Roadway 2 Valves in proposed roadway. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2450 2 N. Hughey Ave. (SO Concord) 4343+00 5' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2451 2 N. Hughey Ave. (at Amelia) 4340+41 29' LT OUC - W W Valves (2) Roadway 2 Valves in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2452 2 N. Hughey Ave. (at Amelia) 4340+12 5' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2453 2 N. Hughey Ave. (at Amelia) 4339+94 28' LT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2454 2 N. Hughey Ave. (SO Amelia) 4339+34 10' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2455 2
N. Hughey Ave. (at Robinson 

St.)
4326+84 23' LT OUC - W W ARV Roadway

ARV-manhole frame and cover in proposed milling and resurfacing. Adjust to final 

grade.
N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2
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2456 2
N. Hughey Ave. (at Robinson 

St.)
4326+84 45' RT OUC - W W 12" CI Drainage 2D-142 on top of line Y 2456 3.11 103.93 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2457 2
N. Hughey Ave. (at Robinson 

St.)
4326+66 49' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2458 2
N. Hughey Ave. (at Robinson 

St.)
4326+53 10' LT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2459 2 Robinson St. 8102+04 7' RT OUC - W W Valve Roadway
Valve in proposed roadway. OUC-W to relocate WM and connected valve at their 

cost per 5/13 RGBs
N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2460 2
N. Hughey Ave. (at Robinson 

St.)
4326+39 34' RT FDOT BT Manhole Roadway

Manhole frame and cover in proposed milling and resurfacing. Possibly FDOT ITS. 

Adjust to final grade.
N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2461 2
N. Hughey Ave. (NO 

Washington)
4323+36 14' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2462 2
N. Hughey Ave. (at 

Washington)
4320+01 14' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2463 2
N. Hughey Ave. (at 

Washington)
4320+01 28' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2464 2
N. Hughey Ave. (SO 

Washington)
4317+91 11' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2465 2 N. Hughey Ave. 4313+38 3' LT OUC - W W Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2466 2 N. Hughey Ave. 4313+38 5' RT OUC - W W Valve Roadway Valve in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2467 2 N. Hughey Ave. 4313+30 8' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2468 2 N. Hughey Ave. 4310+62 15' LT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2469 2 N. Hughey Ave. 4309+97 1' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2470 2
N. Hughey Ave. (at Church 

St.)
4306+65 Center Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2471 2 N. Hughey Ave. 4303+24 12' LT Unknown Unknown Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2472 2 N. Hughey Ave. (NO South) 4303+46 14' RT Orlando Sanitary Manhole Roadway
Manhole frame and cover in proposed milling and resurfacing. SS layout does not 

match atlas plans. Adjust to final grade.
N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2473 2 W. South St. (EB BL) 4047+16 41' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2474 2 W. South St. (EB BL) 4048+68 20' LT OUC - W W Meters (2) Roadway Meters in proposed milling and resurfacing. Removed on interim I-4 project. N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2475 2 W. South St. (EB BL) 4057+02 7' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2476 2 W. South St. (EB BL) 4058+36 13' LT OUC - CW Chilled Water Valves (2) Roadway 2 Valves in proposed roadway. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2477 2 W. South St. (EB BL) 4058+49 2' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2478 2 W. South St. (EB BL) 4058+49 27' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2479 2 W. South St. (EB BL) 4058+77 Center Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2480 2 W. South St. (EB BL) 4058+77 30' RT OUC - W W Valves (2) Roadway 2 Valves in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2481 2 W. South St. (EB BL) 4058+64 14' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2482 2 W. South St. (EB BL) 4060+77 3' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2
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2483 2 W. South St. (EB BL) 4061+64 Center OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2484 2 W. South St. (EB BL) 4062+16 12' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2485 2 W. South St. (EB BL) 4062+28 3' RT OUC - W W Valves (2) Roadway 2 Valves in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2486 2 W. South St. (EB BL) 4062+35 7' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2487 2 W. South St. (EB BL) 4062+35 39' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2488 2 W. South St. (EB BL) 4062+42 Center OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2489 2 W. South St. (EB BL) 4062+43 7' RT AT&T BT Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2490 2 W. South St.

W. South St bet 

Boone Ave and N. 

Orange Ave

7' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2491 2 W. South St.

W. South St bet 

Boone Ave and N. 

Orange Ave

22' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2492 2 W. South St.

W. South St bet 

Boone Ave and N. 

Orange Ave

23' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2493 2 W. South St.

W. South St bet 

Boone Ave and N. 

Orange Ave

12' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2494 2 W. South St.

W. South St bet 

Boone Ave and N. 

Orange Ave

1' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2495 2 W. South St.

W. South St bet 

Boone Ave and N. 

Orange Ave

5' RT AT&T BT Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2496 2 Garland Ave 4240+27 20' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2497 2 Garland Ave 4240+08 11' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2498 2 Garland Ave 4239+79 8' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2499 2 Amelia St 100+96 2' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2500 2 Amelia St (EO Garland Ave) 104+89 17' RT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2501 2 Amelia St (EO Garland Ave) 106+32 26' LT OUC - W W Valves (2) Roadway 2 Valves in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2502 2 Amelia St (EO Garland Ave) 106+33 28' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2503 2 Garland Ave 4236+98 10' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2504 2 Garland Ave 4233+19 5' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2505 2 Garland Ave 4233+03 12' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2506 2 Garland Ave 4233+89 6' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2507 2
Garland Ave. (SO Livingston 

St.)
4231+94 19' LT Orlando Sanitary Manhole Roadway Manhole in milling area. May be relocated (see #2275). Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2508 2 Garland Ave 4231+94 8' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2509 2 Garland Ave 4231+86 8' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2
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2510 2 Garland Ave 4229+93 16' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2511 2 Garland Ave 4228+78 3' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2512 2 Robinson St. 8106+36 34' LT Orlando Storm Manhole Roadway
Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. 

Storm sewer manhole, not utility.
N 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2513 2 Robinson St. 8106+53 6' RT OUC - W W Valve Roadway
Valve in proposed roadway. OUC-W to relocate WM and connected valve at their 

cost per 5/13 RGBs
N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2514 2 Robinson St. 8106+40 47' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2515 2 Robinson St. 8106+63 14' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2516 2 Robinson St. 8106+69 11' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2517 2 Robinson St. 8107+06 8' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2518 2 Garland Ave 4223+24 1' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2519 2 Garland Ave 4223+37 16' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2520 2 Garland Ave 4221+30 15' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2521 2 Garland Ave 4220+07 Center OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2522 2 Garland Ave 4219+94 11' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2523 2 Garland Ave 4219+86 10' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2524 2 Garland Ave 4218+72 8' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2525 2 Garland Ave 4216+58 8' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2526 2 Garland Ave 4216+41 11' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2527 2 Garland Ave 4213+22 8' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2528 2 Garland Ave 4213+22 29' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2529 2 Garland Ave 4213+08 6' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2530 2 Garland Ave 4210+46 28' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2531 2 Garland Ave 4210+48 13' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2532 2 Garland Ave 4210+52 37' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2533 2 Garland Ave 4210+56 7' LT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2534 2 Garland Ave 4208+78 13' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2535 2 Garland Ave 4208+71 14' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2536 2 Garland Ave 4208+33 3' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2
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2537 2 Garland Ave 4208+07 7' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2538 2 Garland Ave 4206+30 12' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2539 2 Garland Ave 4206+82 39' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2540 2 Garland Ave 4206+82 9' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2541 2 Garland Ave 4203+07 7' RT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2542 2 Garland Ave 4203+15 10' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2543 2 Division Ave 25+19 16' LT TECO Gas Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2544 2 Division Ave. (at Anderson) 22+49 13' RT OUC - W W Valves (2) Roadway 2 Valves in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2545 2 Division Ave. (at Anderson) 22+66 11' RT OUC - W W Valves (2) Roadway 2 Valves in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2546 2 Division Ave. (at Anderson) 22+66 30' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2547 2 Division Ave 22+75 Center Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2548 2 Division Ave 19+02 1' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2549 2 Division Ave 19+02 28' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2550 2 Division Ave 18+91 11' RT OUC - W W Valves (2) Roadway 2 Valves in proposed roadway. Not on plans. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2551 2 Division Ave 15+96 1' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2552 2 Division Ave 16+10 1' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2553 2 Division Ave 13+45 1' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2554 2 Division Ave 12+54 19' LT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2555 2 Division Ave 12+67 19' LT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2556 2 Division Ave 12+83 17' LT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2557 2 Division Ave 12+97 17' LT OUC - D BE Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2558 2 Division Ave 11+56 9' RT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2559 2 Gore St. 18+04 6' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2560 2 Gore St. 18+18 25' LT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2561 2 Gore St. (at Avondale Ave.) 18+00 28' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2562 2 Gore St. 17+96 54' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2563 2 Gore St. 25+44 19' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2
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2564 2 Division Ave 2+29 2' RT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2565 2 Division Ave 2+53 3' RT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2566 2 Division Ave 2+63 3' RT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2567 2 Division Ave 2+81 27' RT Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2568 2 Division Ave 2+91 14' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2569 2 Division Ave 2+93 9' RT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2570 2 Division Ave 2+93 19' RT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2571 2 Division Ave 2+98 13' LT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2572 2 Division Ave 3+00 11' RT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2573 2 Kaley St 6+72 Center Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2574 2 Kaley St 10+00 Center Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2575 2 Kaley St 10+19 25' RT OUC - W W Valves (2) Roadway 2 Valves in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2576 2 Kaley St 10+75 33' RT OUC - W W Valve Roadway

Valve in proposed roadway. Not shown on OUC water utility map SW-06-B. If 

verified, it also has a drainage conflict with 2B-1304 and a lighting conflict with a 

nearby light pole. Adjust to final grade.

N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2577 2 Kaley St 12+30 Center Orlando Sanitary Manhole Roadway Manhole frame and cover in proposed milling and resurfacing. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2578 2 Kaley St 13+10 43' RT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2579 2 Kaley St 13+82 22' RT OUC - W W Valve Roadway Valve in proposed roadway. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2580 2 Michigan St. 32+85 42' RT OUC - D OE Pole Roadway Pole in proposed bridge. To be relocated N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2581 2 Michigan St. 32+85 42' RT AT&T - FL BT Riser Roadway
Joint attached to OUC Pole in proposed bridge. To be relocated. (see conflict 

#2580)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2582 2 Michigan St. 33+68 43' RT OUC - D OE Pole Roadway Pole close to proposed bridge. To be relocated. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2583 2 Michigan St. 33+68 43' RT Summit Broadband BFO Roadway Joint attached to OUC pole close to bridge. To be relocated. (See conflict #2582) N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2584 2 Michigan St. 33+68 43' RT BrightHouse OTV Pole Roadway
Joint attached to OUC Pole in proposed bridge. To be relocated. (see conflict 

#2582)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2585 2 Kaley St. 11+60 37' LT OUC - D OE Pole Roadway Pole close to new curb. To be relocated. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2586 2 I-4 Mainline 1106+58 208' LT BrightHouse OTV Roadway Joint attached to OUC pole. To be relocated. (see conflict #2588) N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2587 2 I-4 Mainline 1106+58 208' LT AT&T - FL OT Roadway Joint attached to OUC pole. To be relocated. (see conflict #2588) N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2588 2 I-4 Mainline 1106+58 208' LT OUC - D OE Pole Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2589 2 Callahan Dr. 27+00 114' LT BrightHouse OTV Bridge Joint attached to OUC Pole under bridge. To be relocated. (See conflict #2105) N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2590 2 Michigan St. 34+25 47' RT BrightHouse BTV Drainage 36" bet 2B-201 and 2B-200 crosses line. Verify ownership of line. Y 2590

Line does not exist at 

requested location. Line 

goes aerial east of 

location

2.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2
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2591 2 Garland Ave (at Concord) 4245+48 51' RT Verizon Business BFO 5" PVC Drainage 48" Bet 2D-245 and 2D-248. Verify storm drain location Y 2591 8.35 93.84 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2592 2 Michigan St. 27+75 9' LT Orange County Sanitary MH Roadway Manhole in proposed pavement Mill and resurface area. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2593 2 Michigan St. 28+71 30' RT OUC - W W Valve Roadway Valve in proposed pavement Mill and resurface area. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2594 2 Michigan St. 28+71 36' RT OUC - W W FH Roadway FH in proposed sidewalk area. To be relocated N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2595 2 Michigan St. 29+06 39' LT BrightHouse BTV Drainage 2B-102 on top of line. Verify ownership of line. Y 2595 2.3 107.29 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2596 2 OBT Ramp C 403+00 156' LT OUC - D OE Pole Drainage Pole in proposed pond N-4. To be removed. N 1.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2597 2 OBT Ramp C 403+74 23' RT OUC - D OE Pole (2) Drainage Pole in proposed pond N-4. SVC to billboard. To be removed. N 1.1 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2598 2
I-4 Mainline (NO Michigan 

Ave.)

1059+00 to 

1062+00 
Various LT OUC - D OE Drainage 26th St east of Lee Ave.  Pole line in proposed Lake Angel.  To be removed. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2599 2
I-4 Mainline (NO Michigan 

Ave.)

1059+00 to 

1062+00 
Various LT BrightHouse OTV Drainage

26th St east of Lee Ave.  Joint attached to OUC poles in Lake Angel. To be 

removed. (see conflict #2598)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2600 2
I-4 Mainline (NO Michigan 

Ave.)

1059+00 to 

1062+00 
221' LT Orange County Sanitary 8" PVC Drainage

26th St east of Lee Ave.  Sanitary line with manhole in proposed Lake Angel. To be 

removed.
N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2601 2
I-4 Mainline (NO Michigan 

Ave.)

1067+20 to 

1069+50
347' LT OUC - D BE Drainage SVC line from 24th St to billboard will be in Lake Angel. To be removed. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2602 2 Kaley St. 3+90 Center Orlando Sanitary MH Roadway Manhole in proposed median. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2603 2 Kaley St. 0+87 40' LT BrightHouse OTV Roadway
Joint attached to OUC pole in roadway. Pole not shown on plans. To be relocated. 

(see conflict #2042)
N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2604 2 Kaley St. 6+54 41' LT OUC - W W Valve Roadway Valve in proposed pavement Mill and resurface area. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2605 2 Division Ave (SO Kaley St) 102+00 10' LT Orlando Sanitary MH Roadway Manhole in proposed pavement mill and resurface. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2606 2 Division Ave (SO Kaley St) 104+60 26' LT OUC - D OE Pole Roadway Pole/Light in proposed pavement. To be relocated. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2607 2 Division Ave (SO Kaley St) 106+05 10' LT Orlando Sanitary MH Roadway Manhole in proposed pavement mill and resurface. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2608 2 Division Ave (SO Kaley St) 107+00 28' LT OUC - D OE Pole Roadway Pole/Light in proposed pavement. To be relocated. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2609 2 Division Ave (SO Kaley St) 107+20 LT Unknown BT Hand hole Roadway Hand hole in proposed pavement. To be relocated. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2610 2 Division Ave (SO Kaley St) 110+30 RT Unknown BT Hand hole Roadway Hand hole in proposed pavement. To be relocated. N 1.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2611 2 Division Ave (SO Kaley St) 111+00 Center Orlando Sanitary MH Roadway Manhole in proposed pavement mill and resurface. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2612 2 I-4 Mainline (Conroy Rd.) 1099+30 81' RT Orlando Sanitary MH LA ROW Manhole in proposed LA ROW (Conroy). To be relocated? N 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2613 2 Division Ave (SO Gore St) 1+70 LT OUC - T BE Duct 115kv Dielectric Bridge 225 Pier on top of line. Mitigate any impact. Y 2613 / 2613A 2.83 / 2.70 102.91 / 102.81 East/West Edge Depths 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2614 2 I-4 Mainline(Indiana) 1102+50 103' RT OUC - D BE Roadway BE service to sign in proposed LA ROW. To be relocated N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2615 2 I-4 Mainline(Indiana) 1102+75 70' RT OUC - W W 2" Galvanized Drainage 42" bet 2C-123 and 2C-125 crosses line. Not shown in existing utility plans. N 1.3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2616 2 I-4 Mainline(Indiana) 1102+90 73' RT Orlando Sanitary MH Roadway MH in proposed LA ROW. To be relocated? N 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2617 2 I-4 Mainline(Grand) 1106+10 102' RT Orlando Sanitary MH Roadway MH in proposed LA ROW. To be relocated? N 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2
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2618 2 Gore St. (at Avondale Ave.) 18+00 63' LT OUC - D OE Pole Roadway Pole (not shown on plans) in proposed sidewalk. To be relocated N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2619 2 Gore St. (at Avondale Ave.) 18+10 27' LT OUC - W W Valve Roadway Valve in proposed pavement Mill and resurface area. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2620 2 Gore St. (at Avondale Ave.) 18+50 25' LT OUC - W W Valve Roadway Valve in proposed pavement Mill and resurface area. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2621 2 Gore St. (at I-4) 21+80 5' LT Orlando Sanitary MH Roadway Manhole in proposed median. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2623 2 Gore St. (EO Division Ave.) 27+15 28' LT OUC - D OE Pole Roadway Pole in proposed sidewalk. To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2624 2 Gore St. (EO Division Ave.) 27+15 28' LT BrightHouse OTV Roadway Joint attached to OUC pole in sidewalk. To be relocated. (see conflict #2623) N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2625 2 Division Ave (NO Gore St) 3+25 30' LT OUC - W W FH Roadway
24" bet 2C-541 and 2C-540. Fire Hydrant in proposed roadway. Relocate and 

adjust.
N 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2626 2 Callahan Dr. (at Division Ave) 27+20 to 27+80 7' LT Orlando Sanitary MH (3) Roadway Under fill and in roadway. Relocate/Adjust. N 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2627 2 Callahan Dr. 25+50 8' LT Orlando Sanitary MH Roadway Manhole in LA ROW and under fill. To be relocated. N 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2628 2 Callahan Dr. 27+00 22' LT OUC - W W FH Roadway Fire Hydrant under bridge and in fill. To be relocated. N 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2629 2 Division Ave (SO Carter St) 13+75 104' RT OUC - D OE Pole Roadway Riser poles from sub station under proposed bridges.  To be removed. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2630 2 Division Ave (SO Carter St) 13+75 104' RT BrightHouse OTV Roadway Joint attached to OUC poles under bridges. To be relocated. (see conflict #2629) N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2631 2 SR 408 East of Westmoreland 623+20 78' LT OUC - W W 20" DI Roadway
Roadway widening above crossing. Line in 30" steel casing. Proposed sound wall 

is located on this line - info regarding foundation depth pending.
Y 2631 2.34 103.89 2.2 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2632 2 SR 408 (EO Parramore) 633+00 113' LT AT&T - Corp. BT 2 - 2" PVC Bridge Bridge S12/227 End Bent close to line. To be relocated. Y 1.1 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2633 2 SR 408 (at Division Ave.) 648+00 59' LT AT&T - Corp. BT Bridge
Bridge 244 Area where lines are attached to bridges. Due to widening lines to be 

relocated.
N 1.1 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2634 2 SR 408 (at Division Ave.) 648+00 67' RT Verizon Business BT Bridge
Bridge 243 Area where lines are attached to bridges.  Due to widening lines to be 

relocated.
N 1.1 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2635 2
Anderson St (WO Division 

Ave)
4000+00 4' RT Orlando Sanitary MH Roadway Manhole in proposed mill area. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2636 2
Anderson St (WO Division 

Ave)
3999+60 32' RT OUC - D OE Pole Roadway Pole in proposed roadway. Not shown on plans. To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2637 2
Anderson St (WO Division 

Ave)
3999+60 32' RT BrightHouse OTV Roadway Joint attached to OUC pole in roadway. To be relocated. (see conflict #2636) N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2638 2
Anderson St (WO Division 

Ave)

4000+00 to 

4002+50
38' RT BrightHouse BTV 4-2" PE Drainage 18" bet 2C-1200 and 2C-1201 on line. TH at 2C-1200 (sta 3999+75 top 4002+50) Y 2638 3.28 101.38 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2639 2
Anderson St (WO Division 

Ave)

3999+75 to 

4002+50
Various RT OUC - W W 8" CI Drainage 18" bet 2C-1200 and 2C-1201 along line. Y 2639 2.68 101.66 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2640 2
Anderson St (WO Division 

Ave)

4002+00 to 

4002+50
Various RT TECO Gas 2" Steel Drainage 18" bet 2C-1201 and 2C-1202 crosses line. Y 2640 2.98 101.88 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2641 2 Gore St. (at Avondale Ave.) 18+00 40' LT OUC - W W FH Roadway FH in proposed roadway. N 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2642 2 I-4 Mainline (at 23rd St.) 1075+00 361' LT OUC - W W 2" Galvanized Roadway Conflicts with retaining wall. Line does not cross I-4. Cut and cap. Y 2642 6.36 99.54 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2643 2 I-4 Mainline (at 23rd St.) 1076+00 53' LT Orlando Sanitary MH Roadway MH in center of I-4 proposed lanes. Remove MH N 1.3 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2644 2 Kaley Ave. (WO I-4) 4+94 22' RT OUC - W W 6" CI Drainage
18" bet 2B-915 & 2B-918 crosses line. Current drainage does not show these 

structures connecting per L. Horton. 
Y 2644 3.33 101.98 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2645 2 Kaley Ave. (WO I-4) 4+94 Center Orlando Sanitary 8" VC Drainage 18" bet 2B-915 & 2B-918 crosses line N inverts available on plans 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2
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2646 2 Division Ave (NO Kaley Ave) 111+19 14' LT OUC - W W 10" CI Drainage 2B-1308A close to line (not on plans) Y 2646 2.33 104.68 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2647 2 I-4 Mainline (at Conroy St.) 1099+36 98' RT OUC - W W 2 1/2" CI Drainage 36" bet 2C-116 and 2C-119 crosses line. To be cut and capped Y 2647 1.6 105.86 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2648 2 I-4 Mainline (at Miller St.) 1097+00 96' RT OUC - D OE Pole Wall S/L pole in barrier wall. To be relocated N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2649 2 I-4 Mainline (at Raleigh St.) 1114+00 241' LT OUC - W W 2" Galvanized Drainage
54" bet 2C-325 and 2C-407 crosses line. Possible roadway conflict with sound wall 

also. Cut and cap
Y 2649 2.9 106.39 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2650 2 Gore St. (WO I-4) 15+68 11' LT OUC - W W 20" DI Drainage 42" bet 2C-506A & EX-5000 crosses line. Y 2650 3.8 103.32 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2651 2 Gore St. (WO I-4) 15+68 11' LT Orlando Sanitary 12" CI Drainage 42" bet 2C-506 & existing structure crosses line N inverts available on plans 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2652 2 Division Ave (SO Gore St) 1+89 13' RT Orlando Sanitary 8" VC Drainage 24" bet 2C-510 & 2C-511 N 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2653 2 OBT Ramp C 405+00 309' RT OUC - W W 2" Unknown Drainage Pond N-4 old service line in pond. Need to relocate, cut and cap Y 2653 3.19 102.9 1.3 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2654 2 Westmoreland Dr. 34+30 10' LT OUC - W W 2" Unknown Drainage Pond N-5 old service line in pond. Need to relocate, cut and cap Y 2654 2.06 104.14

Also found 12" Steel WM, 

4.1' depth, 102.19' elev 

(TH 2654A)

1.3 I4U-02-HDR-PL-XX01 9/28/2015 W02-A2

2655 2 Conley St (at Eresken Ave) 1+54 15' RT OUC - D BE 7" PVC Drainage 30" bet 2C-5001 to 2C-5003 crosses line Y 2655 2.7 104.22 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2656 2 Conley St (at Eresken Ave) 1+08 30' RT AT&T BT Cabinet Roadway Cabinet in proposed sidewalk. To be relocated N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2657 2 Conley St (at Eresken Ave) 1+54 9' LT Orlando FM Unknown CI Drainage 30" bet 2C-5001 to 2C-5003 crosses line Y 2657 6.0 100.36 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2658 2 Conley St (at Eresken Ave) 1+54 13' LT Orlando Sanitary 8" VC Drainage 30" bet 2C-5001 to 2C-5003 crosses line N 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2659 2 Conley St (at Avondale Ave) 3+33 8' RT OUC - D OE Pole Roadway Pole with riser in proposed roadway. To be relocated N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2660 2 Conley St (at Avondale Ave) 19+34 4' RT OUC - W W FH Roadway FH in proposed roadway. To be relocated. N 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2661 2 Division Ave. (at Carter) 15+93 45' LT OUC - W W FH Roadway FH in proposed roadway. To be relocated. N 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2662 2 Division Ave. (at Carter) 15+93 55' LT AT&T BT Pedestal Roadway Pedestal in proposed sidewalk. To be relocated N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2663 2 Division Ave. (at Carter) 16+06 36' LT OUC - W W 6" DI Drainage 24" bet 2C-905 & existing structure. Line turns to 2" PVC down Carter St. Y 2663 1.66 101.71 in 30" casing 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2664 2 Division Ave. (at Carter) 16+10 36' LT Orlando Sanitary 8" VC Drainage 24" bet 2C-905 & existing structure. Change to 1.3 per LH. N 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2665 2 Division Ave (SO Carter St) 15+52 34' LT OUC - D OE Pole Roadway Pole in proposed curb line, sec only. To be relocated N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2666 2 Division Ave (SO Carter St) 15+52 34' LT BrightHouse OFO Roadway Risers on OUC pole in proposed curb. To be relocated N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2667 2 Callahan Dr. 26+18 & 27+37 17' LT OUC - W W 6" CI Roadway Line will be under fill walls. Need to dead end at new curb Y 2667 1.82 103.45 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2668 2 Callahan Dr. 25+00 8' RT Orlando FM 18" VC Roadway Need to dead end at new curb. Line to be relocated. Y 2668 3.96 101.23 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2669 2 Callahan Dr. 25+00 7' LT Orlando Sanitary 8" VC Roadway Line under fill. Line to be relocated. N inverts available on plans 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2670 2 I-4 Mainline (at America) 1135+40 80' RT Orlando W 7" CI Drainage 2C-819 on line. N 2670 2.85 96.67 inverts available on plans 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W03-A2

2671 2 I-4 Mainline (at America) 1135+40 80' RT OUC - D BE 5-6" & 3" PVC Drainage 2C-819 on line Y 2671 6.15 / 6.55 100.22 / 99.61 North/South Edge of Duct 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2672 2 408 Fly AB 4534+82 Center Level 3 BT Bridge Bridge 225, Pier #11 on hand hole and BT line on S. Hughey N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2
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2673 2 SR 408 Ramp H 6918+38 20' LT OUC - D BE Concrete Cap Bridge B242, Pier #3 Y 2673 / 2673A 2.30 / 2.33 99.85 / 100.0 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2674 2 SR 408 Ramp H 6919+62 10' LT OUC - D BE 26" Concrete Cap Bridge B242, Pier #4 Y 2674 / 2674A 2.4 / 2.44 98.22 / 98.21 North/South Edge of Duct 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2675 2 SR 408 Ramp H 6918+38 Center OUC - T BE 115kv Steel Bridge B242, Pier #3 Y 2675 4.1 97.78

Also found 4" UNK AC, 

2.6' depth, 99.19' elev(TH 

2675A)

2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2676 2 SR 408 Ramp H 6919+62 10' LT OUC - T BE 115kv Steel Bridge B242, Pier #4 Y 2676 3.93 96.81

Also found 4" Steel, 3.03 

depth, 97.67 elev (TH 

2676A), possible BE 

conduit/casing based on 

2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2677 2 Parramore (SO SR 408) 13+51 27' LT AT&T - FL BT 22" Concrete Drainage 36" bet 2C-1810 and 2C-1811 crosses line Y 2677 / 2677A 4.98 / 4.52 101.47 / 101.77 West/East Edge of Duct 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2678 2 Parramore (SO SR 408) 13+51 19' LT OUC - W W 2" PVC Drainage 36" bet 2C-1810 and 2C-1811 crosses line. Line is inside old 8" CI water main. Y 2678 3.02 102.79 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2679 2 Parramore (SO SR 408) 13+51 22' LT AT&T BT 2 - 4" AC Drainage 36" bet 2C-1810 and 2C-1811 crosses line Y 2679 2.75 103.17 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2680 2 Parramore (SO SR 408) 13+51 Center Orlando Sanitary 8" VC Drainage
36" bet 2C-1810 and 2C-1811 crosses line. Conflict structure or lower drainage - 

per LH.
N inverts available 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2681 2 Parramore (SO SR 408) 13+51 19' LT TECO Gas 8" Steel Drainage 36" bet 2C-1810 and 2C-1811 crosses line Y 2681 2.4 103.57 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2682 2 Parramore (SO SR 408) 13+51 25' RT BrightHouse BFO 4 - 1" PE Drainage 36" bet 2C-1810 and 2C-1811 crosses line. Y 2682 5.66 100.39 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2683 2
SR 408 (EO I-4, near 

Rosalind)
666+49 16' LT Orlando Sanitary 8" PVC Bridge Bridge 245 and 246 footers close to line. Change to 1.3 per LH. N inverts available on plans 1.3 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2684 2
SR 408 Ramp A2 (to 

Rosalind)
4733+75 25' LT OUC - W W 6" DI Drainage 2C-2804 on top of line Y 2684

Line not in Conflict. WM 

is running north of 

proposed drainage. 

3 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2685 2 SR 408 (at Woods Ave.) 610+23 127' LT Orlando Sanitary 12" VC Drainage
18" bet 2E-1000 and 2E - 1001. Drainage adjusted 1' to Inv. 95.0 to avoid conflict 

per L Horton 02/23/15.
N inverts available on plans 3 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2686 2 SR 408 (at Woods Ave.) 610+23 68' LT Orlando Sanitary 12" VC Roadway
Retaining wall on top. Casing requirements being researched per L Horton 

02/23/15.
N inverts available on plans 2.2 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2687 2 SR 408 (at Tampa) 577+45 67' LT Orlando Sanitary 12" PVC Bridge Bridge 248 over Tampa Ave. End Bent 2 on line. N inverts available on plans 2.2 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2688 2 SR 408 (WO Tampa) 571+50 66' LT OUC - W W 12" CI Drainage 2E-100 close to line. Per OUC SW-02-S line may not exist. Verify with TH. Y 2688

Line appears to not exist 

at this location. No test 

hole performed.

3 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2689 2 Sylvia Ln. 12+21 14' RT FPL - FN BFO 3 - 1 1/2" PE Bridge New bridge piers (226) are close to line Y 2689 6.3 95.34 2.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2690 2 Division Ave 15+60 RT AT&T - FL BT 200 pair Copper Drainage 24" bet 2C-904 and 2C-905A crosses line. Y 2690 1.75 101.8 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2691 2 Division Ave (SO South St) 26+02 26' LT OUC - W W 6" CI Drainage
2C-1209 close to line. Fire service line (OUC SW-02-A), not on plans. According to 

OUC SW-02-B 2" PVC within a 6" casing.
Y 2691 2.35 103.02

Also found 1 3/4" DBC 

CATV, 2.42 depth, 

102.91 elev (TH 2961A)

2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2692 2 Division Ave (at South St) 29+00 Center OUC - D BE MH (4) Roadway Manholes in milling area. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2693 2 Division Ave (at South St) 28+91 33' RT OUC - W W Valves (3) Roadway
Valves in milling area. Not on plans (OUC SW-02-A). At least 2 of these seem to be 

part of chilled water lines, verify. Adjust to final grade.
N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2694 2 408 FLY BA 5024+54 58' LT OUC - D BE 3 - 6" PVC Bridge Hughey Ave. (NO South St.) straddle bent @ Amway (230) Pier # 13 Y 2694 / 2694A 3.90 / 3.88 101.81 / 101.66 West/East Edge of Duct 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2695 2 408 FLY BA 5024+54 52' LT OUC - W W 24" DI Bridge Hughey Ave. (NO South St.) straddle bent @ Amway (230) Pier # 13 Y 2695 4.35 100.39 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2696 2 South St. (NO I-4 Mainline) 4057+44 22' RT OUC - W W 12" CI Drainage 2C-1618 on top of line Y 2696 3.4 101.47 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2697 2 Hughey Ave. (NO South St.) 5027+34 56' LT OUC - D BE Bridge
Bridge #230, Hughey Ave. (NO South St.) straddle bent @ Amway Pier # 13. No 

line in area, clear.
Y 2697

BE does not exist. Main 

power feed is from South 

Street. 

3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2698 2 Hughey Ave. (NO South St.) 5028+86 57' LT OUC - D BE Bridge
Bridge #230, Hughey Ave. (NO South St.) straddle bent @ Amway Pier # 14. No 

line in area, clear.
Y 2698

BE does not exist. Main 

power feed is from South 

Street. 

3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2699 2 Washington St. 100+23 38' LT Orlando Sanitary 8" VC Drainage 2D-157 on top of line. To be relocated per L Horton 02/23/15. N 2699 4.3 102.95 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2
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2700 2 Garland Ave. (NO Church St.) 4207+43 34' LT Orlando Sanitary 21" PVC Bridge B254 Pier #3 on line. To be relocated per L Horton 02/23/15. N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2701 2 Garland Ave. (NO Church St.) 4208+31 33' LT Orlando Sanitary 21" PVC Bridge B254 Pier #4 on line N 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2702 2 Garland Ave. (SO Pine St.) 4209+55 35' LT Orlando Sanitary 21" PVC Bridge B254 Pier #5 on line N 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2703 2
Garland Ave. (NO Washington 

St.)
4220+69 44' LT Level 3 BFO 5" PVC Drainage 24" bet 2D-110 and 2D-117 crosses line Y 2703 6.5 100.9 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2704 2 Division Ave (NO SR 408) 19+58 27' RT TECO Gas 2 1/2" Steel Drainage 18" Bet 2C-1213 and MES. Y 2704 3.06 101.73 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2705 2 Division Ave (NO SR 408) 19+58 29' LT OUC - D BE Drainage 18" Bet 2C-1213 and MES. Y 2.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2706 2 Division Ave (NO SR 408) 19+58 40' LT BrightHouse BFO 2 1/4" PVC Drainage 18" Bet 2C-1213 and MES. Y 2706 2.0 103.06 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2707 2 Division Ave (NO SR 408) 19+58 34' LT AT&T BFO Unknown Drainage 18" Bet 2C-1213 and MES. Y 2707 8.02 96.97

Unable to visually verify 

pipe size and material 

due to ground water.

2.2 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2708 2 Division Ave (NO SR 408) 19+58 1' LT Orlando Sanitary 10" VC Drainage 18" Bet 2C-1213 and MES. To be placed out of service per LH. N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2709 2
Garland Ave. (SO Robinson 

St.)
4226+20 3' RT Level 3 BFO Drainage 24" bet 2D-134 and 2D-136 crosses line Y 2709

Unable to determine 

utility size and material 

due to ground water.

2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2710 2
Garland Ave. (SO Robinson 

St.)
4226+11 7' RT OUC - W W 24" DI Drainage 24" bet 2D-134 and 2D-136 crosses line Y 2710 4.24 102.76 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2711 2
Garland Ave. (SO Robinson 

St.)
4226+27 22' RT Orlando Sanitary 18" PVC Drainage 24" bet 2D-134 and 2D-136 crosses line N 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2712 2
Garland Ave. (SO Robinson 

St.)
4226+33 30' RT OUC - T BE 115kv Oil-line Drainage 2D-136 close to line Y 2712 / 2712A 2.84 / 2.7 104.67 / 104.75 North/South Edge of Duct 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2713 2
N. Hughey Ave. (at Robinson 

St.)
4326+84 45' RT TECO Gas 16" Steel Drainage

18" bet 2D-139 and 2D-142 crosses line. Pipe no longer proposed. Existing 15" bet 

2D-139 and 2D-142A to remain. Clear.
Y 2713 3.48 103.44 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2714 2
N. Hughey Ave. (at Robinson 

St.)
4327+16 19' LT OUC - W W 8" DI Drainage 2D-145 on top of line. N 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2715 2
Garland Ave. (NO Robinson 

St.)
4229+93 11' LT OUC - W W FH Roadway

FH in proposed curb. Approximate location as per OUC NW-01-A also indicates a 

roadway conflict with a MSE wall and 18" bet 2D-144 and 2D-146 drainage conflict. 

To be relocated

N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2716 2
Garland Ave. (NO Livingston 

St.)
4236+82 16' RT OUC - T BE 115kv Oil-line Drainage 2D-220A close to line. Design to mitigate N 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2717 2
Garland Ave. (NO Livingston 

St.)
4237+00 19' LT Orlando Sanitary 8" VC Drainage 48" bet 2D-225 to 2D-225A crosses line N 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2718 2
N. Hughey Ave. (at Alexander 

Pl.)
4337+09 6' LT Orlando Sanitary MH Roadway MH in milling area. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2719 2
Garland Ave. (at Livingston 

St.)
4233+00 9' LT OUC - W W Valve Roadway Valve in milling area. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2720 2
Livingston St. (NO Garland 

Ave.)
102+36 30' RT OUC - W W Valve Roadway Valve in milling area. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2721 2 Hughey Ave. (NO Amelia St.) 4338+85 14' LT Orlando Sanitary MH Roadway MH in milling area. Adjust to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2722 2 Amelia St (at Garland Ave) 102+85 59' RT OUC - D BE Switchgear (2) Bridge Bridge 262 abutment wall on top of 2 pad mounted SG N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2723 2
Garland Ave. (NO Robinson 

St.)
4227+47 5' LT Level 3 BT Drainage 2D-148 close to line (on shown on plans) Y 2723

Utility located within RR 

ROW. No TH performed.
3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2724 2
Garland Ave. (SO Livingston 

St.)
4229+52 20' LT Level 3 BFO Drainage 2D-150 close to line (on shown on plans) Y 2724 6.8 100.24 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2725 2 Robinson St. (WO Hughey) 8101+77 32' LT OUC - D OE Pole Roadway Pole in proposed roadway. Wood/transformer and street light. To be relocated N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2726 2 Robinson St. (WO Hughey) 8102+23 31' LT OUC - D OE Pole Roadway
Pole in proposed roadway. Concrete pole primary d/e and secondary risers. To be 

relocated
N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2
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2727 2
Robinson St. (EO Garland 

Ave.)
8107+52 36 LT Level 3 BT Drainage 2D-140 close to line (not shown on plans) Y 2727

Level 3 fiber does not 

exist at the requested 

location. Runs along rail 

to the east

2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2728 2
Robinson St. (EO Garland 

Ave.)
4231+94 32' LT OUC - W W Valve Roadway

Valve in milling area. Garland Ave. stationing. Could it be associated with conflict 

#2715 - verify. Adjust to final grade.
N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2729 2
Garland Ave. (SO Livingston 

St.)
4231+94 22' LT Level 3 BT Drainage 2D-207 close to line (not shown on plans) Y 2729 / 2927A

Unable to locate utility, 

probed to 14', vacuumed 

to 14'

2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2730 2
Garland Ave. (at Livingston 

St.)
4232+76 25' LT Level 3 BT Drainage 2D-153 close to line (not shown on plans) Y 2730 / 2730A

Unable to locate utility, 

probed to 14', vacuumed 

to 12'

2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2731 2
Garland Ave. (at Livingston 

St.)
4233+63 22' LT Level 3 BFO Drainage 36" bet 2D-208 to 2D-220 crosses line. (not shown on plans) Y 2731 5.54 100.48 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2732 2
Garland Ave. (NO Livingston 

St.)
4236+82 19' RT TECO Gas Drainage 2D-220A close to line. Now structure 2D-450, adjust to line. Protect in place. N 1.4 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2733 2
Garland Ave. (NO Livingston 

St.)
4236+82 21' RT Level 3 BT Drainage 2D-220A close to line. N 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2734 2 Garland Ave. (at Amelia St.) 4241+07 36' LT Orlando Sanitary 8" VC Drainage 2D-229 on top of line. N Inverts available 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2735 2 Garland Ave. (NO Amelia St.) 4241+18 3' RT OUC - D BE Drainage 2D-230 on top of line. Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2736 2 Garland Ave. (NO Amelia St.) 4241+00 Center OUC - T BE MH (2) Roadway 115kv oil-line MH in mill area. Adjust to final grade N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2737 2 Garland Ave. (NO Amelia St.) 4241+18 18' RT TECO Gas 4 1/2" PE Drainage
54" bet 2D-236 and 2D-230 crosses line (not shown on plans). Utility bottom at 

100.99, pipe top at 96.72, 4.27' clearance. Clear
Y 2737 2.47 101.32 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2738 2 Robinson St. (at Hughey) 8103+84 79' LT OUC - T BE 115 kV Dielectric Bridge Bridge 259, Pier #2 on top of line. Design to mitigate Y TH 551 7.17 99.7 Vvh from FDOT 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2739 2 Garland Ave. (NO Amelia St.) 4241+65 4' RT OUC - T BE Hand hole Roadway Hand hole in milling area. Adjust to final grade N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2740 2 Garland Ave. (NO Amelia St.) 4243+00 11' LT Orlando Sanitary MH Roadway MH in milling area. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2741 2 Garland Ave. (NO Amelia St.) 4242+00 18' RT TECO Gas 4" Steel Drainage
Close to 48" Bet 2D-236 and 2D-244. Utility bottom at 100.64, pipe top at 88.06, 

3.45' clearance. Clear
Y 2741 2.62 100.97

Also found 2"Steel GM 

Service, 1.74 depth, 

102.31 elev (TH 2741A)

3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2742 2 Garland Ave. (NO Amelia St.) 4242+71 15' RT TECO Gas 4" Steel Drainage
2D-241 close to line. Line is against existing structure to be removed. Protect in 

place.
Y 2742 2.08 101.41 1.4 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2743 2 Garland Ave. (at Concord) 4245+42 43' RT OUC - W W FH Roadway
FH in proposed roadway. Additional roadway conflict - FM located between MSE 

walls under Ramp COL A. To be relocated.
N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2744 2 Garland Ave. (at Concord) 4245+54 11' RT OUC - D BE 6" PVC Drainage 18" bet 2D-247 and 2D-248 crosses line Y 2744 3.7 98.44

Also found 2" CI UNK, 

2.06 depth, 100.12 elev 

(TH2744A)

2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2745 2 Garland Ave. (at Concord) 4245+79 10' RT TECO Gas Valve Roadway In milling area. Adjust to final grade N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2746 2 Garland Ave. (at Concord) 4245+59 30' RT AT&T - FL BT MH Roadway In milling area. Adjust to final grade N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2747 2 Garland Ave. (at Concord) 4245+68 14' LT Orlando Sanitary MH Roadway In milling area. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2748 2 Hughey Ave. (at Concord) 4346+25 29' LT OUC - W W Valve Roadway In new sidewalk area. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2749 2 Garland Ave. (NO Concord) 4249+06 169' RT OUC - T BE MH Drainage Hand hole in Pond 15. To be relocated N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2750 2 Garland Ave. (NO Concord) 4249+52 182' RT AT&T - FL BT MH Drainage Manhole in Pond 15. To be relocated N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2751 2 Garland Ave. (NO Concord) 4249+84 99' RT Orlando Sanitary MH Drainage Manhole in Pond 15. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2752 2
Garland Ave. (SO Colonial 

Dr.)
4251+95 58' LT Orlando Sanitary MH Roadway Manhole in ramp area. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2753 2 Colonial Dr. (at Garland Ave.) 3913+57 28' RT Orlando Sanitary 8" Drainage 48" bet 2D-308 to 2D-307 crosses line N Inverts available 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2
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2754 2 Colonial Dr. (EO RR) 3916+33 23' RT Orlando Sanitary MH Roadway In milling area. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2755 2 Colonial Dr. (EO RR) 3916+42 32' RT OUC - W W Valve Roadway In milling area. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2756 2 Colonial Dr. (WO Orange) 3919+35 10' RT Orlando Sanitary MH Roadway In milling area. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2757 2 Colonial Dr. (at Orange) 3921+14 16' RT OUC - W W Valve Roadway In milling area. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2758 2 Colonial Dr. (EO RR) 3916+76 21' LT OUC - D BE MH Roadway In milling area. Adjust to final grade N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2759 2
Garland Ave. (NO Colonial 

Dr.)
4254+42 31' LT OUC - W W 30" CI Drainage 2D-911A and 2D-912A on top of line Y 2759 7.66 87.06

Also found 3" Steel WM, 

5.65' depth, 89.26' elev 

(TH 2759A)

2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2760 2 Colonial Dr. (EO RR) 3917+00 38' RT OUC - W W 6" CI Drainage
18" bet 2D-1501 and 2D-1502 crosses line. Drainage design has changed east of 

RR tracks. These structures have been relocated and renamed.
Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2761 2 Colonial Dr. (EO RR) 3918+00 40' RT OUC - W W 1" Copper Drainage
2D-1502 close to service line (not on previous plans). Drainage design has 

changed east of RR tracks. These structures have been relocated and renamed.
Y 2761 2.2 97.12 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2762 2
Colonial Dr. (at Peachtree 

Rd.)
3903+43 49' LT Orlando Sanitary 8" CI Drainage 18" bet 2D-801 and 2D-802 crosses line N 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2763 2
Colonial Dr. (at Peachtree 

Rd.)
3903+40 120' LT AT&T - FL BT 3" Lead Drainage 2D-1400 on line Y 2763 2.4 88.75 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2764 2
Colonial Dr. (at Peachtree 

Rd.)
3903+43 116' LT Orlando FM 4 1/2" Steel Drainage 18" bet 2D-1400 and 2D-1401 crosses line Y 2764 2.33 88.61 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2765 2
Colonial Dr. (at Peachtree 

Rd.)
3903+73 50' LT TECO Gas 2" Steel Drainage

18" bet 2D-801 and 2D-802 crosses line. Utility bottom at 91.51, pipe top at 88.06, 

3.45' of clearance. Line is out of service. Clear
Y 2765 0.62 91.68 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2766 2
Colonial Dr. (at Peachtree 

Rd.)
3903+62 99' LT AT&T - FL BT 3/4" DBC Drainage 2D-1402 close to line (may be OOS) Y 2766 3.06 88.3 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2767 2 Colonial Dr. (WO I-4) 3905+68 63' LT OUC - W W 4" PVC Drainage
18" bet 2D-803 and 2D-805 crosses line (may be OOS, not shown on plans). Line 

is out of service.
Y 2767 3.97 87.04 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2768 2 Colonial Dr. (WO I-4) 3906+69 69' LT OUC - W W 4" HDPE Drainage 24" bet 2D-805 and 2D-807 crosses line (may be OOS, not shown on plans) Y 2768

No water line exist in this 

area. Appears to have 

been removed.

3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2769 2 Colonial Dr. (WO I-4) 3906+39 26' LT TECO Gas 2" Steel Drainage
18" bet 2D-804 and 2D-806 crosses line. Utility bottom at 91.34, pipe top at 90.81, 

0.53' of clearance. Line is out of service.
Y 2769 3.5 91.51

Also found 1/2" DBC 

UNK, 2.41 depth, 92.66 

elev and 1 1/4" UNK 2.64 

depth, 92.43' elev (TH 

3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2770 2
Garland Ave. (NO Colonial 

Dr.)
4254+65 12' RT OUC - W W FH Roadway FH in proposed roadway. To be relocated. N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2771 2 Garland Ave. (at Washington) 4220+22 23' LT OUC - W W 24" CI Drainage
18" bet 2D-115 and 2D-114A crosses line. Structures not covered by proposed 

drainage pipes as of 11/18/14.
Y 2771 6.55 100.48 2.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2772 2 Garland Ave. (SO Marks) 4263+93 14' LT OUC - W W FH Roadway FH in proposed road alignment. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2773 2 Garland Ave. (SO Marks) 4263+93 53' LT OUC - W W Valve Roadway Valve in proposed road alignment. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2774 2 South St. (WO I-4) 4049+16 19' LT OUC - W W Meter Roadway Meter shown in roadway. Removed on interim I-4 project N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2775 2 South St. (WO I-4) 4049+36 19' LT OUC - W W Meter Roadway Meter shown in roadway. Removed on interim I-4 project N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2776 2 South St. (WO I-4) 4049+71 26' LT OUC - W W Valve Roadway Valve in proposed roadway milling and resurfacing. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2777 2 South St. (WO I-4) 4049+71 13' LT OUC - W W FH Roadway FH shown in proposed sidewalk. Relocated for interim I-4 N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2778 2 South St. (WO I-4) 4049+87 39' LT OUC - D BE MH Roadway MH in proposed roadway milling and resurfacing. Adjust to final grade N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2779 2 South St. (WO I-4) 4050+44 30' LT OUC - W CW Valves (2) Roadway Valves in proposed roadway milling and resurfacing. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2780 2 South St. (WO I-4) 4051+70 16' LT OUC - W W Meters (2) Roadway Meters shown in proposed roadway. Removed for interim I-4 N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2
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2781 2 South St. (WO I-4) 4050+48 18' LT OUC - W W Meter Roadway Meter in sidewalk. Removed for interim I-4 N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2782 2 South St. (WO I-4) 4052+46 23' LT OUC - W W Valves (2) Roadway Valve in proposed roadway milling and resurfacing. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2783 2 South St. (WO I-4) 4052+46 10' LT OUC - W W Meter Roadway Meter in sidewalk. Removed for interim I-4 N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2784 2 South St. (WO I-4) 4048+67 61' LT OUC - W W Meter Roadway Meter in sidewalk. Removed for interim I-4 N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2785 2 South St. (WO I-4) 4049+36 61' LT OUC - W W Meter Roadway Meter in sidewalk. Removed for interim I-4 N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2786 2 South St. (WO I-4) 4050+30 72' LT OUC - W W Valve Roadway Valve in sidewalk. Removed for interim I-4 N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2787 2 South St. (WO I-4) 4050+62 62' LT OUC - W W Meter Roadway Meter in sidewalk. Removed for interim I-4 N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2788 2 South St. (WO I-4) 4051+00 61' LT OUC - W W Meter Roadway Meter in sidewalk. Removed for interim I-4 N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2789 2 South St. (WO I-4) 4051+58 60' LT OUC - W W Meter Roadway Meter in sidewalk. Removed for interim I-4 N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2790 2 South St. (WO I-4) 4052+12 56' LT OUC - W W Meter Roadway Meter in sidewalk. Removed for interim I-4 N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2791 2 Church St. (at Garland) 104+75 16' RT OUC - W W Valve Roadway Valve in proposed roadway milling and resurfacing. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2792 2
Rio Grande Ave. (NO 33rd 

St.)
55+30 26' LT OUC - W W Valve Roadway Valve in proposed roadway milling and resurfacing. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2793 2
I-4 Mainline (NO Michigan 

Ave.)

1059+19 to 

1061+59
443' LT to 268' LT OUC - W W 2" PVC Drainage 26th St. east of Lee Ave. W line in proposed Lake Angel. To be removed N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2794 2 Colonial (at I-4) 3912+14 60' LT OUC - W W FH Roadway FH in proposed roadway. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2796 2 Division Ave. (SO Carter) 13+35 31' RT OUC - W W 6" CI Drainage
36" bet 2C-900 and 2C-901 crosses line. Line shown as out of service (need to 

show on plans).
N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2797 2 Division Ave. (SO Carter) 13+32 9' RT & 38' RT OUC - W W Valves (2) Roadway 6" water dead end (OUC SW-03-A). Line is partially out of service. Adjust to grade N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2798 2 Division Ave. (SO Carter) 13+56 5' RT & 12' RT OUC - W W Valves (2) Roadway
Butterfly valve of unknown size and 4" bypass valve as per OUC SW-03-A. Adjust 

to final grade
N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2799 2 Division Ave. (SO Carter) 13+37 22' RT OUC - W W Valve Roadway 2" water dead end (OUC SW-03-A). Line is out of service. Adjust to grade N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2800 2 Division Ave. (SO Carter) 13+35 45' RT OUC - W W 2" Unknown Drainage
36" bet 2C-900 and 2C-901 crosses line. Line shown as out of service (need to 

show on plans).
N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2801 2 Division Ave. (at Carter) 15+63 27' RT OUC - W W Valve Roadway
2" valve for out of service line to east in curb and gutter. Not on plans. Adjust to 

final grade
N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2802 2 Division Ave. (at Carter) 16+04 Center OUC - W W Valves (2) Roadway 2" and 6" Valve. Not on plans, between sanitary MHs. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2803 2 Division Ave. (at Anderson) 23+00 30' LT OUC - W W 2" Galvanized Drainage 2C-1206 on top of line. Shown as out of service (OUC-SW-02A) N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2804 2 Division Ave. 24+61 32' LT OUC - W W Meter Roadway
Meter in sidewalk to be adjusted to west. Not on plans. Relocate out of proposed 

roadway
N 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2805 2 Division Ave. 25+04 27' RT OUC - W W Valve Roadway Valve in existing roadway. Not on plans. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2806 2 Division Ave. 25+86 16' RT OUC - W W Valve Roadway
BFV ring and cover in proposed mill area, not on plans (OUC-SW-02A). Adjust to 

final grade
N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2807 2 Division Ave. 25+91 26' LT OUC - W W Valves (2) Roadway 2-2" valves in sidewalk. Relocate out of proposed roadway. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2808 2 Division Ave. (at South St.) 28+47 29' LT OUC - W W Valves (2) Roadway 2-2" valves in sidewalk. Relocate our of proposed roadway. N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2
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2809 2 Division Ave. (at South St.) 28+59 56' RT OUC - W W FH Roadway Close to existing curb. No changes proposed. To remain. Not shown in plans. N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2810 2 Division Ave. (at South St.) 28+65 24' RT OUC - W W Valve Roadway
BFV ring and cover in proposed mill area, not on plans (OUC-SW-02A). Adjust to 

final grade
N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2811 2 Division Ave. (at South St.) 29+25 59' RT OUC - W W Valve Roadway
Valve in milling and resurfacing area. Not on plans (OUC-SW-02A). Adjust to final 

grade
N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2812 2 Division Ave. (at South St.) 29+31 35' LT OUC - W W Valve Roadway
Valve in milling and resurfacing area. Not on plans (OUC-SW-02A). Adjust to final 

grade
N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2813 2 Division Ave. (at South St.) 29+66 29' LT OUC - W W 2" PVC Drainage No structure number on top of line. To be adjusted N 2.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2814 2 Division Ave. (SO Kaley) 103+33 25' LT OUC - W W 10" CI Drainage 18" bet 2B-1300 and 2B-1301 crosses line. Not on plans (OUC-SW-07B) Y 2814 2.35 105.47 2.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2815 2 Division Ave. (NO Kaley) 111+86 15' LT OUC - W W Valve Roadway Valve in mill area. Not on plans (OUC-SW-07-A). Adjust to final grade N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2816 2 Conley (at Avondale) 19+40 8' RT OUC - W W Valve Roadway Valve in mill area. Not on plans (OUC-SW-03-B). Adjust to final grade N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2817 2 South St. (at Hughey) 4152+16 15' RT OUC - W W FH Roadway FH close to curb. No conflict, to remain N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2818 2 I-4 Mainline (NO South St.) 1155+05 277' LT Orlando Sanitary MH Roadway MH in proposed roadway of I-4. 8" VC pipe crossing. To be relocated N 1.3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2819 2 Garland (NO Pine) 4211+68 33' LT Orlando Sanitary MH Roadway MH in proposed road reconstruction area. To be relocated. N 1.3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2820 2 SR 408 (at Lake Lucerne) 658+27 114' RT Level 3 BFO Bridge Bridge 226, possible conflict with footer Y 2820
L3 fiber appears to not 

exist at this location
2.1 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2821 2 SR 408 (at Lake Lucerne) 657+46 79' RT AT&T - FL BT Bridge Bridge 226, Pier 19R, possible conflict with footer Y 2821
unable to access location 

due to ROW fence
2.1 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2822 2 Michigan St. 36+97 30' LT TW Telecom BFO Hand hole Roadway Hand hole in proposed roadway. N 1.5 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2823 2 Michigan St. (EO I-4) 37+10 33' LT TW Telecom BFO Drainage 36" bet 2B-203 and 2B-202 crosses line. N 2.2 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2824 2 SR 408 (at Delaney) 675+72 16' RT Sprint BFO 18-fiber Bridge New bridge piers are close to line Y 2824

Location behind guardrail. 

Unable to access location 

will need MOT. Will 

designate line and survey 

2.1 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2825 2 Division Ave. 19+40 32' RT Orlando Sanitary MH Roadway MH in area of milling. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2826 2 Division Ave. (SO South St.) 25+40 Center Orlando Sanitary MH Roadway MH in area of milling. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2827 2 Division Ave. (SO South St.) 27+70 Center Orlando Sanitary MH Roadway MH in area of milling. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2828 2 Division Ave. (SO South St.) 28+10 Center Orlando Sanitary MH Roadway MH in area of milling. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2829 2
Garland Ave. (NO Colonial 

Dr.)
4255+00 3' RT OUC - W W 6" DI Bridge B266-2 piers and foundation. Line not shown on plans. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2830 2
Garland Ave. (NO Colonial 

Dr.)
4255+75 17' RT OUC - W W 6" DI Drainage 24" bet 2D-912 and 2D-912A crosses line. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2831 2 SR 408 (at Lake Lucerne) 659+10 70' RT OUC - W W 8" CI Bridge
B225-19, B228-6, B226-2 foundations from Church to Central. B225 only has 17 

piers according to the latest available design information.
N 3 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2832 2 Garland Ave.
4207+00 to 

4213+00
40' LT Orlando Sanitary 12" VC Bridge B254-6, B254-7 on top of line. To be relocated N 1.3 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2833 2 Garland Ave.
4208+34 to 

4213+00
12' LT Orlando Sanitary 21" PVC Bridge Bob Snow to Central, close to B-254-6 and B254-7 N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2834 2 I-4 Mainline (NO South St.) 1155+14 RT/LT Orlando Sanitary 8" VC Roadway Crossing under walls and ramps. Verify depth N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2835 2 I-4 Mainline (at Miller St.) 1096+19 233' LT Orlando Sanitary MH Roadway MH in area of milling. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2
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2836 2 I-4 Mainline (at Indiana) 1102+93 93' RT Orlando Sanitary 8" Concrete Drainage 42" bet 2C-123 and 2C-125 crosses line. N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2837 2 I-4 Mainline (at Grand) 1106+22 113' RT Orlando Sanitary 8" VC Drainage 48" bet 2C-129 and 2C-130 crosses line. N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2838 2 I-4 Mainline (at Indiana) 1102+93 223' LT Orlando Sanitary MH Roadway In proposed DE curb line. Adjust to final grade, avoid relocation N Inverts available 2.2 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2839 2 Robinson St. (WO Hughey) 8100+96 9' LT Orlando Sanitary MH Roadway MH in area of milling. Adjust to final grade N 1.5 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2

2840 2 I-4 Mainline (at Pittman) 1181+90 LT/RT Orlando Sanitary 8" VC Roadway Crossing retaining walls N Inverts available 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2841 2 I-4 Mainline (SO Amelia) 1188+91 LT/RT Orlando Sanitary 8" CI Roadway Crossing retaining walls and drainage N Inverts available 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2842 2 Garland Ave. (NO SR 50) 4266+37 57' LT Orlando Sanitary MH Roadway MH in I-4 travel lanes. To be relocated N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2843 2 SR 408 (at Lake Lucerne) 658+40 65' RT Orlando Sanitary 8" VC Bridge B225-19 and B226-20R foundation. Line out of service per LH. N Inverts available 3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2844 2 Division Ave. (SO SR 408) 13+46 140' RT Orlando Sanitary MH LA ROW MH in LA ROW, no conflict. To remain N 3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2845 2 Division Ave. (SO SR 408) 13+17 1' LT Orlando Sanitary 10" VC Bridge Bridge B237-3 on line. To be relocated N Inverts available 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2846 2 Division Ave. (at Callahan) 8+47 2' LT Orlando Sanitary MH Roadway MH in proposed median area. Adjust to final grade N 1.3 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2847 2 SR 408 (WO OBT) 599+63 118' LT AT&T - Corp. BFO 3-2" PVC Drainage 18" bet 2E-703 and 2E-703A crosses line. Pipe no longer proposed. N 2847 4.12 102.31 3 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2848 2 SR 408 (WO OBT) 600+55 90' LT AT&T - Corp. BFO 3-2" PVC Drainage 2E-803 on line. Existing structure modified. Y 2848

Unable to complete due 

to location (Long Street 

and SR408)

2.4 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2849 2 SR 408 (WO OBT) 599+53 127' LT AT&T - Corp. BFO MH Roadway MH in LA ROW. Verify if slopes will change. N 2.4 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2850 2 Michigan St. 29+06 43' RT AT&T - FL BT 2w - 4" HDPE Drainage 18" bet 2B-102 and 2B-104 crosses line. Joint duct with TCG (see conflict #2130) N 2.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2851 2 Kaley Ave. 6+49 57' LT OUC - W W 6" CI Bridge Bridge 218 end bent on line Y 2.1 I4U-02-HDR-PL-XX02 8/10/2015 W01-A2

2852 2 SR 408 (at Lake Lucerne) 659+12 93' RT Level 3 BFO 24 - 1 1/4" HDPE Bridge Bridge 226 Pier 21R, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2853 2 SR 408 (at Lake Lucerne) 659+12 95' RT Verizon Business BFO Bridge Bridge 226 Pier 21R, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2854 2 SR 408 (at Lake Lucerne) 659+12 87' RT FPL - FN BFO Bridge Bridge 226 Pier 21R, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2855 2 SR 408 (at Lake Lucerne) 659+12 60' RT AT&T - FL BT Bridge Bridge 226 Pier 21R, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2856 2 SR 408 (at Lake Lucerne) 659+12 54' RT
Verizon 

Business/MCI
BFO Bridge Bridge 226 Pier 21R, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2857 2 SR 408 (at Lake Lucerne) 659+12 67' RT Level 3 BFO Bridge Bridge 226 Pier 21R, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2858 2 SR 408 (at Lake Lucerne) 659+12 71' RT TECO Gas Bridge Bridge 226 Pier 21R, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2859 2 SR 408 (at Lake Lucerne) 659+12 74' RT FPL - FN BFO Bridge Bridge 226 Pier 21R, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2860 2 SR 408 (at Lake Lucerne) 659+12 70' RT
Verizon 

Business/MCI
BFO Bridge Attached to bridge, will need to be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2861 2 SR 408 (at Lake Lucerne) 659+12 69' RT OUC - W W Bridge Bridge 226 Pier 21R, possible conflict with footer N 2.2 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2862 2 SR 408 (at Lake Lucerne) 659+94 5' RT Verizon Business BFO Bridge Bridge 226 Pier 21L, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2
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2863 2 SR 408 (at Lake Lucerne) 659+94 8' RT AT&T - FL BFO Bridge Bridge 226 Pier 21L, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2864 2 SR 408 (at Lake Lucerne) 660+63 10' LT TECO Gas Bridge Bridge 226 Pier 22L, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2865 2 SR 408 (at Lake Lucerne) 660+63 2' LT FPL - FN BFO Bridge Bridge 226 Pier 22L, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2866 2 SR 408 (at Lake Lucerne) 660+63 2' RT Level 3 BFO Bridge Bridge 226 Pier 22L, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2867 2 SR 408 (at Lake Lucerne) 660+63 6' RT BrightHouse BFO Bridge Bridge 226 Pier 22L, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2868 2 SR 408 (at Lake Lucerne) 660+63 6' RT
Verizon 

Business/MCI
BFO Bridge Bridge 226 Pier 22L, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2869 2 SR 408 (at Lake Lucerne) 660+64 7' RT OUC - D BE Bridge Bridge 226 Pier 22L, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2870 2 SR 408 (at Lake Lucerne) 660+64 9' RT Level 3 BFO Bridge Bridge 226 Pier 22L, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2871 2 SR 408 (at Lake Lucerne) 657+46 79' RT Verizon Business BFO Bridge Bridge 226 Pier 19R, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2872 2 SR 408 (at Lake Lucerne) 658+36 115' RT Level 3 BFO Bridge Bridge 226, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2873 2 SR 408 (at Lake Lucerne) 658+36 99' RT AT&T - FL BFO PVC Bridge Bridge 226, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2874 2 SR 408 (at Lake Lucerne) 658+36 102' RT AT&T - FL BFO PVC Bridge Bridge 226, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2875 2 SR 408 (at Lake Lucerne) 658+36 96' RT Verizon Business BFO Bridge Bridge 226, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2876 2 SR 408 (at Lake Lucerne) 658+40 98' RT Verizon Business BFO Bridge Bridge 226 Pier 20R, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2877 2 SR 408 (at Lake Lucerne) 658+40 68' RT Verizon Business BFO Bridge Attached to bridge, will need to be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2878 2 SR 408 (at Lake Lucerne) 658+40 69' RT AT&T - FL BT Bridge Bridge 226 Pier 20R, possible conflict with footer Y 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2879 2 SR 408 (at Lake Lucerne) 658+40 67' RT Verizon Business BFO Bridge Bridge 226 Pier 20R, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2880 2 SR 408 (at Lake Lucerne) 658+40 67' RT Orlando Sanitary Bridge New bridge piers are close to line Y 2.1 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2881 2 SR 408 (at Lake Lucerne) 665+00 67' RT Verizon Business BFO Bridge Attached to bridge, will need to be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2882 2 SR 408 (at Lake Lucerne) 659+12 99' RT BrightHouse BFO Bridge Bridge 226 Pier 21R, possible conflict with footer N 2.5 I4U-02-HDR-PL-XX06 2/18/2016 W01-A2

2883 2 Division Ave. (at Gore St.) 3+90 37' RT OUC - D OE Pole Bridge Pole in conflict with bridges 225 and 241. To be relocated. N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2884 2 Division Ave. (at Gore St.) 3+90 37' RT OUC - C OFO Bridge
Joint attached to OUC pole under bridges 225 and 241. To be relocated. (see 

conflict #2883)
N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2885 2 Division Ave. (at Gore St.) 3+90 37' RT Orlando - Traffic OTV Bridge
Joint attached to OUC pole under bridges 225 and 241. To be relocated. (see 

conflict #2883)
N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2886 2 Division Ave. (at Gore St.) 3+90 37' RT BrightHouse OTV Bridge
Joint attached to OUC pole under bridges 225 and 241. To be relocated. (see 

conflict #2883)
N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2887 2 Gore St. (EO Division Ave.) 27+15 28' LT OUC - C OFO Roadway Joint attached to OUC pole in sidewalk. To be relocated. (see conflict #2623) N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2888 2 Gore St. (EO Division Ave.) 27+15 28' LT Orlando - Traffic OTV Roadway Joint attached to OUC pole in sidewalk. To be relocated. (see conflict #2623) N 1.1 I4U-02-HDR-PL-XX06 2/18/2016 W03-A2

2889 2 I-4 Mainline (at Church St.) 1158+29 208' LT BrightHouse BTV Bridge
Bridge 257 Church St. via duct. Pier 2 both footers conflict with line. To be 

relocated.
N 1.1 I4U-02-HDR-PL-XX03 5/1/2015 W01-A2
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2890 2 I-4 Mainline (at Washington) 1172+42 111' LT Level 3 BFO Bridge
Bridge 257 Pier 15 both footers conflict with line. To be relocated. (see conflict 

#2403 & #2703)
N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2891 2 SR 408 (EO Tampa Ave.) 582+70 83' LT AT&T - Corp. BFO 3w - 2" PVC Drainage 18" bet 2E-301 and existing structure crosses line Y 2891

Unable to complete due 

to location (Long Street 

and SR408)

2.1 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2892 2 SR 408 (WO OBT) 597+80 63' LT AT&T - Corp. BFO 3w - 2" PVC Drainage 2E-800 and proposed wall on top of line Y 2892 3.8 101.51 2.4 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2893 2 SR 408 (WO OBT) 600+55 84' LT AT&T - Corp. BFO 3w - 2" PVC Drainage 18" bet 2E-802 and 2E-803 crosses line Y 2893 10.35 100.99 2.4 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2894 2 408 FLY B1 A1 503+92 5' LT AT&T - Corp. BFO 3w - 2" PVC Bridge Bridge 231 end bent on line. N 2.2 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2895 2 Long St. 12+91 19' LT AT&T - Corp. BFO MH Roadway
MH in proposed roadway milling and resurfacing. May need adjustment if not 

relocated.
N 2.4 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2896 2 Long St. 12+27 3' RT Orlando Sanitary MH Roadway MH in proposed roadway milling and resurfacing. To be adjusted. N 1.5 I4U-02-HDR-PL-XX09 2/20/2015 W01-A2

2897 2 Colonial (at I-4) 3912+66 24' RT OUC - W W Valve Roadway Valve in milling area. To be adjusted to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2899 2 SR 408 (at Delaney) 675+72 RT Orlando Sanitary 3" HDPE Bridge Bridges 245/246. New bridge piers are close to line Y 2.1 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2900 2 SR 408 (at Delaney) 675+72 RT FDOT BFO Bridge Bridges 245/246. New bridge piers are close to line Y 2.1 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2901 2 SR 408 (at Delaney) 675+72 RT Verizon Business BFO Bridge Bridges 245/246. New bridge piers are close to line Y 2.1 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2902 2 SR 408 (at Delaney) 675+72 RT TECO Gas Bridge Bridges 245/246. New bridge piers are close to line. Y 2.1 I4U-02-HDR-PL-XX04 6/16/2015 W01-A2

2903 2 Hughey (at Washington) 4319+67 6' LT OUC - W W Valves (4) Roadway Valves in milling and resurfacing area. To be adjusted. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2904 2 Livingston St. (at Hughey) 100+72 28' RT OUC - W W 12" DI Drainage 15" bet 2D-154A and existing structure crosses line. Y 2904 5.5 99.63 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2905 2 Hughey (SO Colonial) 4348+00 44' LT OUC - W W 2" Galvanized Drainage Structure 2D-603 close to line Y 2905 1.5 97.64 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

2906 2 33rd St. 132+40 36' LT AT&T - TCG BT 3" & 1" PE Drainage 66" bet 2A-205 and existing culvert crosses line Y 1374 2.15 93.47 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

2907 2 33rd St. 132+40 16' LT Unknown BT 1" DBC Drainage 66" bet 2A-205 and existing culvert crosses line Y 1375 3.06 93.08 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

2908 2 33rd St. 132+40 13' LT Unknown BT 2" DBC Drainage 66" bet 2A-205 and existing culvert crosses line Y 1376 3.05 93.24

Also found 2" DBC BT, 

2.5' depth, 93.89' elev 

(TH 1376A)

2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

2909 2 33rd St. 132+40 18' RT BrightHouse BFO Drainage 66" bet 2A-205 and existing culvert crosses line Y 1377

Unable to verify 

requested utility. We 

scanned and designated  

the utilities in this area 

2.1 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

2910 2 33rd St. 132+40 25' RT Orange County FM 8" PVC Drainage
Crossing 66" bet 2A-205 and existing culvert. UAO marked plans indicate this line 

is out of service.
N 3 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

2911 2 33rd St. 132+40 30' RT OUC - W W 8" DI Drainage Crossing 66" bet 2A-205 and existing culvert. Y 1379 2.35 93.78 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

2912 2 33rd St. 132+40 24' RT Unknown BFO 2 1/2" Steel Drainage Crossing 66" bet 2A-205 and existing culvert. Y 1380 3.77 92.83 2.2 I4U-01-HDR-PL-XX03 3/4/2016 W03-A1

2913 2 SR 408 Ramp A2 4711+84 8' LT OUC - D BE MH Bridge Bridge #228, Pier 3. Temporary sheet pile close to MH Y 2.1

2914 2 SR 408 Ramp A2 4711+80 5' LT BrightHouse BTV Bridge Bridge #228, Pier 3. Temporary sheet pile across BTV line Y 2.1

2915 2 SR 408 Ramp A2 4711+84 3' LT OUC - D BE Duct Bridge Bridge #228, Pier 3. Temporary sheet pile close to line exiting S of MH Y 2.1

2916 2 SR 408 Ramp A2 4711+84 13' LT OUC - D BE Duct Bridge Bridge #228, Pier 3. Temporary sheet pile close to line exiting N of MH Y 2.1

2917 2 SR 408 Ramp A2 4711+80 7' LT OUC - D BE Duct Bridge Bridge #228, Pier 3. Temporary sheet pile across line exiting W of MH Y 2.1
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2918 2 SR 408 Ramp A2 4711+80 14' LT BrightHouse BTV Bridge Bridge #228, Pier 3. Temporary sheet pile across BTV line not connected on plans. Y 2.1

2919 2 SR 408 FLY AB 4536+92 52' LT OUC - D BE Duct Bridge Bridge #225, Pier 12. Drilled shaft close to manhole/duct system. Y 2.1

2920 2 SR 408 FLY AB 4536+92 26' LT OUC - D BE Duct Bridge Bridge #225, Pier 12. Drilled shaft close to manhole/duct system. Y 2.1

2921 2 SR 408 FLY AB 4536+92 4' LT Level 3 BFO Duct Bridge Bridge #225, Pier 12. Drilled shaft close to BFO duct system. Y 2.1

2922 2 Garland Ave. (at Washington) 4220+22 LT AT&T - FL BT 4" Drainage 24" bet 2D-113 and 2D-115 crosses line. N 2.1

3001 3 I-4 Mainline (Garland Ave.) 219+80 107' RT OUC - D OE Pole Roadway Pole in proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3002 3 I-4 Mainline (Garland Ave.) 219+80 107' RT BrightHouse OFO Roadway Joint attached to OUC pole in proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3003 3 I-4 Mainline (Marks St.) 220+00 234' RT TECO Gas Valve Roadway Valve in proposed milling area. Adjust valve to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3004 3 I-4 Mainline (Marks St.) 219+50 192' RT OUC - T BE 115kv Oil-line Drainage Oil filled line under embankment to south.  To be relocated. Y 3004 3.63 85.51 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3005 3 I-4 Mainline (Garland Ave.) 219+60 151' RT Orlando Sanitary MH Roadway MH in proposed retaining wall and line under fill. To be relocated. N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3006 3 I-4 Mainline (Garland Ave.) 219+80 138' RT OUC - W W Valve Roadway Valve in proposed I-4 roadway. To be relocated. N 1.3 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3007 3 I-4 Mainline (Garland Ave.) 220+20 145' RT OUC - W W Valve Roadway Valve in proposed I-4 roadway.  Adjust valve to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3008 3 I-4 Mainline (Garland Ave.) 220+20 166' RT OUC - W W FH Roadway FH in proposed pavement of N. Garland. To be removed N 1.3 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3009 3 I-4 Mainline (Garland Ave.) 220+80 168' RT OUC - W W Valve Roadway Valve in proposed widening. Adjust valve to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3010 3 I-4 Mainline (Garland Ave.) 220+00 111' RT Unknown BT Pullbox Roadway Pull box under proposed I-4. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3011 3 I-4 Mainline (Garland Ave.) 220+80 168' RT OUC - D OE Pole Drainage Pole in proposed roadway. To be relocated N 1.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3012 3 I-4 Mainline (Garland Ave.) 221+80 116' RT OUC - D OE Pole Roadway Pole in proposed I-4 roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3013 3 I-4 Mainline (Garland Ave.) 221+80 116' RT BrightHouse OFO Roadway Joint attached to OUC pole in proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3014 3 I-4 Mainline (Garland Ave.) 221+40 170' RT OUC - W W Valve Roadway Valve in pavement mill area. Adjust valve to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3015 3 I-4 Mainline (Garland Ave.) 223+00 154' RT Orlando Sanitary MH Roadway MH in pavement mill area. Adjust MH frame and cover to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3016 3 I-4 Mainline (Garland Ave.) 224+00 133' RT OUC - D OE Pole Roadway Pole in proposed I4 retaining wall. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3017 3 I-4 Mainline (Garland Ave.) 224+00 133' RT BrightHouse OFO Roadway Joint attached to OUC pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3018 3 I-4 Mainline (Garland Ave.) 223+80 153' RT Orlando Sanitary MH Roadway MH in new unpaved area. Adjust MH frame and cover to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3019 3 I-4 Mainline (Garland Ave.) 223+80 178' RT Orlando Sanitary MH Roadway MH in new unpaved area. Adjust MH frame and cover to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3020 3 I-4 Mainline (Garland Ave.) 224+60 284' RT Orlando Sanitary MH Roadway MH in new unpaved area. Adjust MH frame and cover to final grade. N 1.5 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3021 3 I-4 Mainline (Garland Ave.) 224+60 259' RT Orlando Sanitary MH Drainage
Close to 18" bet 2D-1306 and 2D-1308. Adjust MH frame and cover to final grade. 

Can drainage be adjusted?
N 2.2 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

3022 3 I-4 Mainline (Garland Ave.) 225+40 131' RT OUC - D OE Pole Roadway Pole in proposed retaining wall of I-4. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3
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3023 3 I-4 Mainline (Garland Ave.) 225+40 131' RT BrightHouse OFO Roadway Joint attached to OUC pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3024 3 I-4 Mainline (Garland Ave.) 224+60 133' RT TW Telecom BT Hand hole Roadway Hand hole will be in LA ROW wall. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3025 3 I-4 Mainline (Garland Ave.) 226+40 126' RT TW Telecom BT Hand hole Roadway Hand hole will be in LA ROW wall. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3026 3 I-4 Mainline (Garland Ave.) 226+80 126' RT OUC - D OE Pole Roadway Pole in proposed retaining wall of I-4. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3027 3 I-4 Mainline (Garland Ave.) 226+80 126' RT BrightHouse OFO Roadway Joint attached to OUC pole in proposed retaining wall. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3028 3 I-4 Mainline 227+20 126' RT Orlando Lift Station Fuel tank Roadway Fuel tank in I-4 roadway.  To be relocated. N 1.3 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3029 3 I-4 Mainline 226+80 90' RT OUC - D OE Roadway Shown on plans as OE but is a BE feeding street lighting. N 3 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3030 3
I-4 Mainline (Ivanhoe WB off 

ramp)
227+60 263' LT TECO Gas Drainage Shown on plans as BTV but is TECO Gas in pond R-5. . To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3031 3
I-4 Mainline (Ivanhoe WB off 

ramp)
228+40 167' LT OUC - D BE Switch Gear Roadway Switch gear in proposed Ivanhoe WB off ramp. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3032 3
I-4 Mainline (Ivanhoe WB off 

ramp)
228+40 167' LT OUC - D BE Switch Gear Roadway Switch gear in proposed Ivanhoe WB off ramp. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3033 3
I-4 Mainline (Ivanhoe WB off 

ramp)
228+60 167' LT OUC - D BE Switch Gear Roadway Switch gear in proposed Ivanhoe WB off ramp. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3034 3
I-4 Mainline (Ivanhoe WB off 

ramp)
228+80 170' LT OUC - D BE Switch Gear Roadway Switch gear in proposed Ivanhoe WB off ramp. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3035 3
I-4 Mainline (Ivanhoe WB off 

ramp)
228+80 170' LT OUC - D BE Switch Gear Roadway Switch gear in proposed Ivanhoe WB off ramp. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3036 3
I-4 Mainline (Ivanhoe WB off 

ramp)
229+20 140' LT AT&T - FL BT MH Roadway MH in the Ivanhoe WB off Ramp and the Barrier Wall.  To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3037 3
I-4 Mainline (Ivanhoe WB off 

ramp)
229+20 138' LT AT&T - FL BT Duct Bank Roadway Duct under the Ivanhoe WB off Ramp and I-4.  To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3038 3
I-4 Mainline (Ivanhoe WB on 

ramp)
228+20 392' LT TECO Gas Drainage Shown on plans as BTV but is TECO Gas in pond R-5. . To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3039 3 Ivanhoe Blvd 9+80 67' RT OUC - D BE Meter Roadway Service point in sidewalk. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3040 3 Ivanhoe Blvd 9+40 30' LT Orlando Sanitary MH Roadway MH frame and cover in conflict with proposed curb line.  Can curb be modified? N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3041 3 Ivanhoe Blvd 10+60 8' LT Orlando Sanitary MH Roadway MH in pavement mill area. Adjust MH frame and cover to final grade. N 1.5 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3042 3 Ivanhoe Blvd 11+20 30' LT Orlando Sanitary MH Roadway MH in proposed curb line. Adjust MH frame and cover to final grade. N 1.5 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3043 3 Ivanhoe Blvd 10+60 59' RT OUC - D BE MH Roadway MH in proposed SW area. Adjust MH frame and cover to final grade. N 1.5 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3044 3 Ivanhoe Blvd 11+00 107' RT AT&T - FL BT Drainage
Dual 96" culverts bet Lake Concord and Lake Ivanhoe through Pond R-5 cross line. 

Lines no longer planned - clear.
N 3 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3045 3 Ivanhoe Blvd 10+25 144' RT AT&T - FL BT Drainage
Dual 96" culverts bet Lake Concord and Lake Ivanhoe through Pond R-5 cross line. 

Lines no longer planned - clear.
N 3 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3046 3 Ivanhoe Blvd 11+61 79' RT OUC - D BE Concrete Drainage
Dual 96" culverts bet Lake Concord and Lake Ivanhoe through Pond R-5 cross line. 

To be relocated. 
N 3046 3.62 78.14

unable to visually verify 

utility size due to 

concrete cap on top of 

utility.

1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3047 3 Ivanhoe Blvd 11+60 9' RT Orlando Sanitary 15" PVC Drainage 10' by 10' box culvert replaced below line Y 2.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3048 3 Ivanhoe Blvd 12+20 1' RT OUC - T BE 115kv Oil-line Drainage
10' by 10' box culvert replaced below line. Can oil filled line to be supported during 

demo and installation?
Y TH 12 9.55 72.5 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3049 3 Ivanhoe Blvd 12+60 7' RT OUC - W W 12" DI Drainage
10' by 10' box culvert replaced below line. Can water to be supported during demo 

and installation?
N TH 13 4.45 77.8 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3
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3050 3 Ivanhoe Blvd 12+80 81' RT OUC - D BE MH Roadway MH in new ramp island. Adjust MH frame and cover to final grade. N
3050A / 3050B / 

3050C / 3050D

2.60 / 2.78 / 2.80 / 

2.80

79.09 / 78.94 / 78.98 / 

79.01

SE / NE / NW / SW Edge 

Depths
2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3051 3 Ivanhoe Blvd 13+00 76' RT OUC - W W Valves (3) Drainage
Close to 30" bet 3A-S1-1 and 3A-R4-2. Verify if valves can be saved, if so adjust to 

final grade.
N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3052 3 Ivanhoe Blvd 13+00 62' RT Orlando Sanitary MH Bridge MH close to bridge/wall. Can we design to save MH? N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3053 3 Ivanhoe Blvd 13+20 26' LT Orlando Sanitary MH Drainage
Close to 18" bet 3A-S1-60 and 3A-S1-63. Can MH and line be saved? If so, adjust 

to final grade.
N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3054 3 Ivanhoe Blvd 12+60 32' LT Orlando Sanitary 15" PVC Drainage Close to 3A-S1-60 and 3A-SI-2 Y 2.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3055 3 I-4 Mainline (at Ivanhoe) 230+00 122' RT AT&T - FL BT Duct Bank Roadway Ivanhoe WB off Ramp and I-4 on top of line.  To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3056 3 Ivanhoe Blvd EB 16+00 53' RT OUC - D BE Transformer Sidewalk Transformer close to proposed sidewalk. Adjust SW if possible. N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3057 3 I-4 Mainline 231+20 112' RT OUC - D BE 42" Concrete Bridge BE duct close to bridge end. Y 3057/3057A 4.20/4.20 77.54/77.53 North/South Edge Depths 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3058 3 I-4 Mainline (Ivanhoe Blvd) 231+00 133' RT OUC - W W Valves (2) Drainage Close to 24" bet 3A-R39A and 3A-R39B. Can drainage be modified, if necessary? N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3059 3 I-4 Mainline (Ivanhoe Blvd) 231+00  142' RT OUC - D BE MH Drainage Close to removal of 42" pipe. Protect MH if possible N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3060 3 I-4 Mainline (Ivanhoe Blvd) 232+00  126' RT OUC - W W Valve Roadway In proposed median strip. Adjust to final grade N 1.5 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3061 3 I-4 Mainline (Ivanhoe Blvd) 232+00 123' RT OUC - W W Valve Drainage Close to 18" bet 3A-S1-65 and 3A-S1-64. N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3062 3 I-4 Mainline (Ivanhoe Blvd) 232+40 156' RT OUC - T BE 115kv Oil-line Drainage
Close to 3A-S1-65. Modify structure location. Structure bottom at 75.39, 2.63' of 

separation. Protect in place.
Y 3062 6.18 72.76 3 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3063 3 I-4 Mainline (Ivanhoe Blvd) 232+60 170' RT OUC - D BE 2-4" PVC Drainage 3A-OS1-9 on top of line Y 3063 1.76 77.09 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3064 3 I-4 Mainline (Ivanhoe Blvd) 233+60 137' RT OUC - D BE Transformer Roadway In Ivanhoe Ramp D-1. To be relocated N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3065 3 I-4 Mainline (Ivanhoe Blvd) 233+60 135' RT Orlando Aeration pump Roadway In Ivanhoe Ramp D-1. To be relocated N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3066 3 I-4 Mainline (Ivanhoe Blvd) 233+40 164' RT OUC - W W Valves (3) Roadway Valves in Ivanhoe Ramp D-1. Adjust to final grade N 1.5 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3067 3 Ivanhoe Blvd EB 17+00 15' LT OUC - W W Valve Roadway Valves in proposed curb. Adjust to final grade N 1.5 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3068 3 I-4 Mainline (Ivanhoe Blvd) 231+40 112' RT OUC - W W Valve Roadway Valves in proposed curb. Adjust to final grade N 1.5 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3069 3 I-4 Mainline (Lake Ivanhoe) 246+40 128' LT OUC - D BE Drainage Crossing 18" bet 3A-S135A and 3A-S135. Line does not exist in field N 3 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3070 3 I-4 Mainline (Northshore Dr.) 251+00 204' LT OUC - W W 6" CI Drainage Water close to or under multiple structures and lines. Try to mitigate if possible Y 3070 2.42 77.23 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3071 3 I-4 Mainline (Northshore Dr.) 251+60 193' LT OUC - D OE Pole Drainage Close to 30" bet 3A-OS2-1 and MES. May need relocation N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3072 3 I-4 Mainline (Northshore Dr.) 253+20 139' LT OUC - W W 6" CI Drainage Crosses 18" bet 3A-OS2-2 and 3A-OS2-3 Y 3072 2.72 77.05 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3073 3 I-4 Mainline (Northshore Dr.) 253+40 160' LT Orlando Sanitary 24" PVC Drainage Crosses 18" bet 3A-OS2-2 and 3A-OS2-3 Y 2.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3074 3 I-4 Mainline (Northshore Dr.) 253+40 178' LT OUC - W W Valve Drainage Close to 18" bet 3A-OS2-2 and 3A-OS2-3 N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3075 3 I-4 Mainline (Northshore Dr.) 253+60 132' LT OUC - D OE Pole Drainage Close to 18" bet 3A-OS2-2 and 3A-OS2-3. May need to hold during installation N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3076 3 I-4 Mainline (Northshore Dr.) 253+60 132' LT OUC - D OE Pole Roadway Guy pole and anchors will be in roadway construction zone. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

Page 53 of 118



I-4 Ultimate

Utility Conflict Matrix

Updated 03/02/15

RFC Dates Contract

Type Size Material Type Test Hole VVH #
Depth

(Ft)

Elev.

(Ft)
Test hole comments Roadway Design Package Name Roadway

Work Order 

Number - Area

Status

N
ew

 C
o

n
fl

ic
t 

N
o

.

A
re

a

Roadway Section Station

Facility

Station/Offset (From CL)
Utility Agency / 

Owner (UAO)

Test Hole Information

Design Element 

Conflict
Description of Conflict / Designer Comments

Test Hole 

Needed

3077 3 I-4 Mainline (Northshore Dr.) 253+60 LT BrightHouse OTV Drainage
Joint attached to OUC pole 18" bet 3A-OS2-2 and 3A-OS2-3. May need to hold 

during installation
N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3078 3 I-4 Mainline (at Yale St) 270+20 163' RT OUC - W W 6" Unknown Drainage 54" bet 3B-OT6 and 3B-OT2 on Cornell Ave crosses line. See #3183 Y 2.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3079 3 I-4 Mainline (Northshore Dr.) 254+40 135' LT OUC - W W Valve Roadway Valve in proposed pavement mill area. Adjust valve to final grade. N 1.5 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3080 3 I-4 Mainline (Northshore Dr.) 254+80 140' LT OUC - W W FH Roadway FH in proposed roadway. To be relocated. N 1.3 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3081 3 I-4 Mainline (Northshore Dr.) 255+00 LT OUC - D OE Pole Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3082 3 I-4 Mainline (Northshore Dr.) 254+40 125' LT Orlando Sanitary MH Roadway MH in proposed curb line. May need to be relocated N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3083 3 I-4 Mainline (Northshore Dr.) 254+00 115' LT OUC - W W 6" CI Drainage Close to 18" bet 3A-0S2-3 and MES Y 3083 3.74 76.06 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3084 3 I-4 Mainline (Northshore Dr.) 253+20 to 256+60 LT TECO Gas 5" PE Drainage Close to 18" bet 3A-0S2-3 and 3A-OS2-6 and the proposed curb and gutter. Y 3084 2.67 80.04 2.4 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3085 3 I-4 Mainline (Northshore Dr.) 256+00 LT OUC - D OE Pole Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3086 3 I-4 Mainline (Northshore Dr.) 256+20 110' LT Orlando Sanitary 24" CI Roadway Line crosses under I-4 retaining wall. Line in 36" steel casing Y 3086 4.88 76.96 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3087 3 I-4 Mainline (Northshore Dr.) 256+20 127' LT Orlando Sanitary MH Roadway MH in pavement mill area. Adjust MH frame and cover to final grade. N 1.5 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3088 3 I-4 Mainline (Northshore Dr.) 257+20 19' LT OUC - W W Valve Roadway Valve close to proposed curb. May need to be adjusted N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3089 3 I-4 Mainline (Northshore Dr.) 257+40 20' LT OUC - W W Valve Roadway Close to 3A-OS2-6. May need to be adjusted N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3090 3 I-4 Mainline (Northshore Dr.) 257+40 161' LT Orlando Sanitary 8" VC Drainage Crossing 18" bet 3A-OS2-6 and 3A-OS2-7 N Inverts available 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3091 3 I-4 Mainline (Northshore Dr.) 258+10 162' LT TECO Gas 6" Steel Drainage
24" bet 3A-S2-18 and 3A-S2-13 on top of line. Pipe bottom at 83.55, direct conflict. 

To be relocated.
Y 3091 2.0 85.08 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3092 3 I-4 Mainline (Northshore Dr.) 257+80 159' LT OUC - D OE Pole Roadway Pole in proposed SW. To be relocated N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3093 3 I-4 Mainline (Northshore Dr.) 257+80 159' LT BrightHouse OTV Roadway Joint attached to OUC Pole In proposed SW. To be relocated. (see conflict #3092) N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3094 3 I-4 Mainline (Northshore Dr.) 257+80 160' LT TECO Gas 6" PE Roadway Crosses I-4 possible impact with drainage. Y 3094 4.25 83.04 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3095 3
I-4 Mainline (NE Ivanhoe 

Blvd.)
257+40 133' RT OUC - W W 24" DI Roadway

Crosses I-4 possible impact with retaining walls and drainage. Line in 36" steel 

casing.
N TH 27 2.19 78.8 Vvh from FDOT 2.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3096 3
I-4 Mainline (NE Ivanhoe 

Blvd.)
257+60 133' RT Orlando Sanitary 24" CI Roadway

Crosses I-4 possible impact with retaining walls and drainage. Line in 36" steel 

casing.
N Inverts available 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3097 3
I-4 Mainline (NE Ivanhoe 

Blvd.)
257+80 130' RT TECO Gas 7" Steel Roadway Crosses I-4 possible impact with retaining walls and drainage. Y 3097 2.15 78.08 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3098 3
I-4 Mainline (NE Ivanhoe 

Blvd.)
257+40 194' RT AT&T - FL BT Cabinet Roadway Remote Terminal to remain in place on NE Ivanhoe Blvd. N 3 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3099 3
I-4 Mainline (NE Ivanhoe 

Blvd.)
257+60 179' RT Orlando Sanitary MH Roadway MH in roadway. May need adjustment N 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3100 3 I-4 Mainline 259+60 131' RT OUC - D OE Pole Roadway Pole in proposed I-4 roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3101 3 I-4 Mainline 259+60 131' RT BrightHouse OTV Roadway
Joint attached to OUC Pole in proposed I-4 roadway. To be relocated. (see conflict 

#3100)
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3102 3 I-4 Mainline 259+60 133' RT AT&T - Corp. BT 3 - 2" PVC Roadway Line will be in LA ROW under wall. (see conflict #3498) To be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3103 3 I-4 Mainline 260+80 135' RT OUC - D OE Pole Roadway Pole in proposed I-4 roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3
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3104 3 I-4 Mainline 260+80 135' RT BrightHouse OTV Roadway
Joint attached to OUC Pole in proposed I-4 roadway. To be relocated. (see conflict 

#3103)
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3105 3 I-4 Mainline 260+80 138' RT AT&T - Corp. BT 3 - 2" PVC Roadway Line will be in LA ROW under wall. (see conflict #3499) To be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3106 3 I-4 Mainline 257+80 163' RT OUC - D OE Pole Roadway
Pole location is OK, but down guys to the west on LA ROW. May need to be 

relocated
N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3107 3 I-4 Mainline 257+80 163' RT BrightHouse OTV Roadway
Joint attached to Duke pole, location is OK. But down guys to the west on LA ROW 

may need to be relocated. (see conflict #3106)
N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3108 3
Ivanhoe (station off Gurtler 

Ct.)
10+40 Center AT&T - Corp. BFO 10" Wood Cap Drainage

Crossing 72" bet 3A-OS28 and 3AOS29. (see conflict #3330). Top of pipe at 77.58. 

Adjust utility to run above pipe.
Y 3108 3.53 77.06 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3109 3 Gurtler Ct. (at Ivanhoe) 10+40 Center OUC - W W 21" DIP Drainage Crossing 72" bet 3A-OS28 and 3AOS29. Y 3109 2.05 78.72 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3110 3 Gurtler Ct. (at Ivanhoe) 10+67 Center Orlando Sanitary 24" CI Drainage Crossing 72" bet 3A-OS28 and 3AOS29. Line found in 28" steel casing. Y 3110 4.23 76.21 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3111 3 Gurtler Ct. (at Ivanhoe) 10+60 15' RT Orlando Sanitary MH Roadway MH in pavement area. Adjust to final grade. N 1.5 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3112 3 Gurtler Ct. (at Ivanhoe) 10+80 Center BrightHouse BTV 1/2" DBC Drainage
Crossing 72" bet 3A-OS28 and 3AOS29. Top of pipe at 77.58, 2.15' of separation. 

Protect in place
Y 3112 1.92 79.77 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3113 3
Ivanhoe (station off Gurtler 

Ct.)
10+80 Center AT&T - FL BT Drainage Crossing 72" bet 3A-OS28 and 3AOS29. Y 3113

Unable to verify - appears 

to not exist
2.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3114 3 Gurtler Ct. (at Ivanhoe) 10+80 30' LT OUC - D OE Pole Roadway Pole in proposed SW. To be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3115 3 Gurtler Ct. (at Ivanhoe) 10+80 30' LT BrightHouse OTV Roadway Joint attached to OUC in SW. To be relocated. (see conflict #3115) N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3116 3 Gurtler Ct. (at Ivanhoe) 10+80 Center TECO Gas 7" Steel Drainage Crossing 72" bet 3A-OS28 and 3AOS29. Y 3111 2.35 78.54 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3117 3 Gurtler Ct. (at Ivanhoe) 11+20 18' RT Orlando Sanitary MH Roadway MH in pavement area. Adjust to final grade. N 1.5 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3118 3 Gurtler Ct. (at Ivanhoe) 13+10 TO 17+40 Center Orlando Sanitary 8" CI Drainage 72" on top of sanitary line. Modify drainage design if possible. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3119 3 Gurtler Ct. (at Ivanhoe) 10+80 40' LT OUC - W W FH Roadway FH close to proposed curb. Possible relocation N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3120 3 I-4 Mainline 262+40 169' RT OUC - D OE Pole Roadway Pole close to LA ROW and wall. To be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3121 3 I-4 Mainline 262+40 169' RT BrightHouse OTV Roadway
Joint attached to OUC pole at LA ROW and wall. To be relocated (see conflict 

#3120)
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3122 3 I-4 Mainline 262+40 171' RT AT&T - Corp. BT 3 - 2" PVC Roadway BT line at ROW and close to wall. May need relocation N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3123 3
Cornell Ave (New Hampshire 

St)
10+00 Center Orlando Sanitary MH Roadway Adjust frame and cover to final grade. N 1.5 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3124 3 I-4 Mainline 270+20 155' RT Orlando Sanitary 8" CI Drainage Crosses 54" bet 3B-OT6 and 3B-OT2 on Cornell Ave.  N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3125 3
Cornell Ave (New Hampshire 

St)
9+80 5' RT OUC - D OE Pole Roadway Pole in existing sidewalk. Attempt to jog new sidewalk around pole. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3126 3
Cornell Ave (New Hampshire 

St)
9+80 5' RT BrightHouse OFO Riser Roadway

Joint attached to OUC pole in existing sidewalk. Attempt to jog new sidewalk 

around pole. (see conflict #3125)
N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3127 3
Cornell Ave (New Hampshire 

St)
9+80 5' RT Verizon Business OFO Roadway

Joint attached to OUC pole in existing sidewalk. Attempt to jog new sidewalk 

around pole. (see conflict #3125)
N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3128 3
Cornell Ave (New Hampshire 

St)
9+80 Center AT&T - Corp. BT Roadway RT site close to SW. To remain N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3129 3 I-4 Mainline 263+40 108' RT AT&T - Corp. BT MH Roadway MH in new SW area. Adjust frame and cover to final grade N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3130 3
Cornell Ave (New Hampshire 

St)
10+20 20' LT OUC - W W FH Roadway FH in new SW. To be relocated N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3
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3131 3
Cornell Ave (New Hampshire 

St)
10+20 2' LT OUC - W W 6" CI Drainage Crossing 54" bet 3A-OS213 and 3B-OT1. Y 3131 3.61 87.27 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3132 3
Cornell Ave (New Hampshire 

St)
10+20 2' RT TECO Gas 2 1/2" Steel Drainage Crossing 54" bet 3A-OS213 and 3B-OT1. Y 3132 4.00 86.75 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3133 3
Cornell Ave (New Hampshire 

St)
10+20 23' LT TECO Gas 2 1/2" Steel Drainage Crossing 18" bet 3A-OS214 and 3A-OS215. Y 3133 3.66 87.39 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3134 3
Cornell Ave (New Hampshire 

St)
9+80 29' LT AT&T - FL BT 2-4" PVC Drainage

Crossing 36" bet 3A-OS214 and 3A-OS216. Pipe top at 85.23, 3.03' of separation. 

Clear.
Y 3134 2.33 88.6 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3135 3
Cornell Ave (New Hampshire 

St)
9+80 29' LT BrightHouse BTV 3-2" PVC Drainage

Crossing 36" bet 3A-OS214 and 3A-OS216. Pipe top at 85.23, 1.94' of separation. 

Clear.
Y 3135 3.52 87.34 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3136 3
New Hampshire St (NO 

Gurtler)
12+51 17' RT OUC - W W 6" CI Drainage

Water line on New Hampshire St from Gurtler Ct to 220' N to I-4 ROW. Possible 

impact with 72" drainage line.
Y 3136 3.1 87.38 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3137 3
Gurtler Ct. (New Hampshire 

St.)
17+40 Center AT&T - FL BT 900 pair Copper Drainage Crossing 72" bet 3A-OS211 and 3A-OS212. Y 3137 2.26 87.72 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3138 3
Gurtler Ct. (New Hampshire 

St.)
17+40 Center BrightHouse BTV 2" Steel Drainage Crossing 72" bet 3A-OS211 and 3A-OS212. Y 3138 2.32 87.33 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3139 3 New Hampshire St. 16+40 21' LT OUC - D OE Pole Roadway Pole in proposed bridge. To be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3140 3 New Hampshire St. 16+40 21' LT Verizon Business OFO Roadway Joint attached to OUC pole in bridge. To be relocated. (see conflict #3139) N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3141 3 New Hampshire St. 16+40 21' LT BrightHouse OTV Cabinet Roadway Joint attached to OUC pole in bridge. To be relocated. (see conflict #3139) N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3142 3 New Hampshire St. 16+40 28' RT OUC - W W Meter Roadway Meter served residence which is no longer there. May be removed N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3143 3 W Cornell Ave 11+80 11' LT OUC - D OE Pole Roadway Pole in proposed pavement. To be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3144 3 W Cornell Ave 11+80 11' LT BrightHouse OTV Roadway
Joint attached on OUC pole in proposed pavement. To be relocated (see conflict 

#3143)
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3145 3 W Cornell Ave 13+20 23' LT OUC - D OE Pole Roadway Pole in LA ROW. To be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3146 3 W Cornell Ave 13+20 23' LT BrightHouse OTV Roadway Joint attached on OUC pole in LA ROW. To be relocated (see conflict #3145) N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3147 3 W Cornell Ave 13+20 18' LT OUC - W W Valve Roadway Valve in proposed SW area. Adjust to final grade. N 1.5 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3148 3 I-4 Mainline 266+80 136' LT AT&T - FL BT 2-2" PVC Roadway Crosses I-4 possible conflict with barrier walls and drainage. Y 3148 3.20 93.13 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3149 3 I-4 Mainline 266+80 141' LT OUC - W W 6" CI Roadway Crosses I-4 possible conflict with barrier wall. Y 3149 2.09 93.06 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3150 3 W Cornell Ave 13+50 15' LT TECO Gas 2" Steel Drainage Close to 3B-OT1. N TH 112 3.51 93.4 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3151 3 I-4 Mainline (at Vanderbilt) 267+00 147' RT Orlando Sanitary 8" CI Roadway Crosses I-4 possible conflict with barrier wall. N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3152 3 W Cornell Ave 13+50 17' LT Orlando Sanitary MH Roadway MH in pavement. Adjust frame and cover to final grade. N 1.5 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3153 3 I-4 Mainline 267+20 144' RT AT&T - FL BT 2" DBC Roadway Crossing I-4 with possible conflicts with Barrier Walls. Verify owner Y 3153 2.66 93.59 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3154 3 I-4 Mainline 268+20 148' RT OUC - D OE Pole Roadway Pole in I-4 proposed pavement. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3155 3 I-4 Mainline 268+20 148' RT BrightHouse OTV Roadway
Joint attached to OUC pole in I-4 proposed pavement. To be relocated. (see 

conflict #3154)
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3156 3 I-4 Mainline 268+20 148' RT Unknown BTV Pedestal Roadway Pedestal in I-4 proposed pavement. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3157 3 I-4 Mainline 268+20 148' RT OUC - D BE
FDOT Service 

Drop
Roadway OUC pole to be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3
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3158 3 I-4 Mainline 268+70 143' RT OUC - D OE Pole Roadway Pole in I-4 proposed pavement. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3159 3 I-4 Mainline 268+70 143' RT BrightHouse OTV Roadway
Joint attached to OUC pole in I-4 proposed pavement. To be relocated. (see 

conflict #3158)
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3160 3 I-4 Mainline 268+40 143' RT Verizon Business BT LA ROW Line in LA ROW, close to drainage and walls. To be relocated. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3161 3 I-4 Mainline 268+40 147' RT OUC - W W 6" CI LA ROW Line in LA ROW.  To be relocated N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3162 3 I-4 Mainline 268+70 152' RT TECO Gas 2" Steel Drainage Crossing I-4 and 30" bet 2B-219 and 2B-220  N TH 56 2.43 94.6 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3163 3 W Cornell Ave 15+20 21' LT OUC - W W 2 1/2" CI Drainage Crossing 24" bet 3B-T19 and 3B-OT5. Y 3163 / 3163A 2.08 / 2.34 94.53 / 94.97
Also found 2 1/4" Steel 

line (TH 3163A)
2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3164 3 W Cornell Ave 15+20 180' LT TECO Gas 2 1/2" Steel Drainage Crossing 54" bet 3B-OT1 and 3B-OT5. Y 3164 2.2 94.44 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3165 3 I-4 Mainline 266+70 123' LT OUC - D OE Pole Roadway Pole in proposed I-4 pavement. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3166 3 I-4 Mainline 266+70 123' LT BrightHouse OTV Roadway
Joint attached/riser on OUC pole in proposed I-4 pavement. To be relocated. (see 

conflict #3165)
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3167 3 I-4 Mainline 266+70 134' LT OUC - W W 6" CI Roadway 3 LINES SHOWN, 1 CROSSING? To be verified. Y 3167 2.02 92.85 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3168 3 I-4 Mainline (at Vanderbilt) 267+00 131' LT Orlando Sanitary MH Roadway MH in proposed I-4 pavement.  To be relocated. N 1.5 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3169 3 I-4 Mainline 267+00 13' LT OUC - W W Valve Roadway Water valve in proposed I-4 pavement.  To be relocated. N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3170 3 I-4 Mainline 267+20 129' LT AT&T - FL BT 2" PVC Roadway Crossing I-4 with possible conflicts with Walls/Drainage. Y 3170 2.14 92.78 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3171 3 I-4 Mainline 267+40 136' LT TECO Gas Drainage Crossing 18" bet 3B-T18 and 3B-T13. Y 3171
Unable to locate GM at 

this location
2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3172 3 I-4 Mainline 267+60 136' LT TECO Gas 2 1/4" Steel Drainage Crossing 18" bet 3B-T18 and 3B-T13. Y 3172 1.34 96.32
moved 12' west due to 

heavy brush and roots
2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3173 3 I-4 Mainline 267+60 132' LT OUC - D OE Roadway Crossing wall area. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3174 3 I-4 Mainline 269+00 131' LT OUC - D OE Pole Roadway Pole in proposed I-4 pavement. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3175 3 I-4 Mainline 269+60 LT OUC - D OE Pole Roadway Pole in proposed I-4 pavement. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3176 3 I-4 Mainline 270+20 RT TECO Gas Drainage Crosses 54" bet 3B-OT6 and 3B-OT2 on Cornell Ave.  Y 2.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3177 3
I-4 Mainline (NE Ivanhoe 

Blvd.)
257+20 127' LT OUC - W W 24" DI Roadway Crosses I-4 possible impact with retaining walls. Line is in 36" steel casing. Y 3177 4.10 80.81 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3178 3 I-4 Mainline (at Yale St) 270+40 166' RT Orlando Sanitary MH LA ROW MH in conflict with LA ROW. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3179 3 I-4 Mainline 270+70 RT OUC - D OE Pole Roadway Pole in conflict LA ROW. To be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3180 3 I-4 Mainline 270+70 RT BrightHouse OTV Roadway Joint attached on OUC pole in LA ROW. To be relocated. (see conflict #3179) N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3181 3 I-4 Mainline 270+70 RT Verizon Business OT Roadway Joint attached on OUC pole in LA ROW. To be relocated. (see conflict #3179) N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3182 3 I-4 Mainline 270+20 188' RT OUC - W W FH Roadway FH in proposed pavement of Cornell Ave.  To be relocated. N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3183 3 I-4 Mainline 270+20 165' RT OUC - W W 8" CI Drainage 18" bet 3B-T29 and 3B-T36 on Cornell Ave.  Y 3183 2.78 93.68

Also found 3/4" DBC BT, 

1.26' depth, 95.20' elev 

(TH 3183A)

2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3184 3 I-4 Mainline 270+20 165' RT Orlando Sanitary 8" CI Drainage 18" bet 3B-T29 and 3B-T36 on Cornell Ave.  N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3
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3185 3 I-4 Mainline 270+20 RT TECO Gas 2 1/4" Steel Drainage 18" bet 3B-T29 and 3B-T36 on Cornell Ave.  Y 3185 2.00 94.39 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3186 3 I-4 Mainline 270+20 RT Unknown BT 3/4" DBC Drainage 18" bet 3B-T29 and 3B-T36 on Cornell Ave.  Y 3186 1.86 94.95 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3187 3 I-4 Mainline 270+20 134' LT OUC - W W 2" PVC Roadway Line in LA ROW.  To be relocated N TH 48 1.45 96.6 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3188 3 I-4 Mainline (at Yale St) 270+40 146' RT Orlando Sanitary MH Roadway MH in retaining wall. To be relocated N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3189 3 I-4 Mainline (SO Princeton) 272+00 182' RT OUC - W W 2" Galvanized Drainage 18" bet 3B-T36 and 3B-T38 crosses line. Line is capped, need to relocate cap. N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3190 3 I-4 Mainline (SO Princeton) 272+00 182' RT TECO Gas 2" Steel Drainage 18" bet 3B-T36 and 3B-T38 crosses line. Y 3190

Appears to not exist after 

field investigation and 

contact with Teco

2.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3191 3 I-4 Mainline 272+00 RT OUC - D OE Pole Roadway Close to NOISE WALL / SW. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3192 3 I-4 Mainline 272+00 RT BrightHouse OTV Roadway Joint attached to OUC pole close to NOISE WALL / SW. (see conflict #3191) N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3193 3 I-4 Mainline 272+00 RT Verizon Business OT Roadway
Joint attached to OUC pole close to NOISE WALL / SW. Per UAO, will bury their 

line. (see conflict #3191)
N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3194 3 I-4 Mainline (SO Princeton) 272+00 202' RT OUC - W W 2" Galvanized Drainage 54" bet 3B-OT7 and 3B-T38 crosses line. Also under noise wall. Relocate cap. Y 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3195 3 I-4 Mainline (SO Princeton) 272+00 202' RT TECO Gas 2" Steel Drainage 54" bet 3B-OT7 and 3B-T38 crosses line. Also under noise wall Y 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3196 3 I-4 Mainline (at Yale St) 270+20 212' LT AT&T - FL BT Drainage Line in proposed infiltration area. Relocate line to ROW. Y 3196

Appears to not exist after 

field investigation. Line 

are rear easement and 

Aerial

2.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3197 3 I-4 Mainline 272+00 LT OUC - D OE Pole Roadway close to LA ROW. May need relocation. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3198 3 I-4 Mainline 272+00 156' LT OUC - W W 2" Galvanized Drainage Crossing 42" bet 3B-T32 and 3B-T26. Line capped, relocate cap. N TH 46 1.97 96.4 Vvh from FDOT 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3199 3 I-4 Mainline 272+00 LT TECO Gas 2" Steel Drainage Crossing 42" bet 3B-T32 and 3B-T26. N TH 45 2.81 95.6 Vvh from FDOT 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3200 3 I-4 Mainline 272+00 Center OUC - W W 2" Galvanized Drainage Capped- no crossing- shown crossing multiple drainage. N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3201 3 I-4 Mainline (SO Princeton) 272+00 Center TECO Gas 2" Steel Drainage
24" bet 3B-T34 and 3B-T42 crosses line. No median to safely get TH data (see 

conflict #s 3195 & 3199)
N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3202 3
I-4 Mainline (bet Yale & 

Harvard)
271+60 195' RT TECO Gas 2" Steel Drainage 54" bet 3B-OT7 and 3B-OT6 crosses line. Y 3202 2.1 95.68 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3203 3
I-4 Mainline (bet Yale & 

Harvard)
271+60 195' RT OUC - W W 6" Drainage 54" bet 3B-OT7 and 3B-OT6 crosses line. Line on Cornell. Y 2.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3204 3
I-4 Mainline (bet Yale & 

Harvard)
271+60 195' RT Verizon Business BT Drainage 54" bet 3B-OT7 and 3B-OT6 crosses line Y 2.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3205 3 I-4 Mainline (Harvard Ave.) 273+45 211' RT OUC - D OE Pole Roadway Close to NOISE WALL @ 10' N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3206 3 I-4 Mainline (Harvard Ave.) 273+45 211' RT BrightHouse OTV Roadway Joint attached to OUC pole close to NOISE WALL @ 10'. (see conflict #3205) N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3207 3 I-4 Mainline (Harvard Ave.) 273+45 211' RT Verizon Business OT Roadway
Joint attached to OUC pole close to NOISE WALL @ 10'. Per UAO, will bury their 

line. (see conflict #3205)
N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3208 3 I-4 Mainline (Harvard Ave.) 273+45 194' RT AT&T - FL BT Drainage
18" bet 3B-T37 and 3B-T44 crosses line. (see conflict #3209) Owner from SUE 

data
N 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3209 3 I-4 Mainline (Harvard Ave.) 273+45 204' RT AT&T - FL BT 2 - 4" Steel Drainage 54" bet 3B-OT6 and 3B-OT8 crosses line. Y 3209 3.93 94.37 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3210 3 I-4 Mainline (at Harvard Ave.) 273+65 194' RT Orlando Sanitary 8" CI Drainage Crosses 18" bet 3B-T38 and 3B-T44 N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3211 3 I-4 Mainline (at Harvard Ave.) 273+65 204' RT Orlando Sanitary 8" CI Drainage Crosses 54" bet 3B-OT6 and 3B-OT8 N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

Page 58 of 118



I-4 Ultimate

Utility Conflict Matrix

Updated 03/02/15

RFC Dates Contract

Type Size Material Type Test Hole VVH #
Depth

(Ft)

Elev.

(Ft)
Test hole comments Roadway Design Package Name Roadway

Work Order 

Number - Area

Status

N
ew

 C
o

n
fl

ic
t 

N
o

.

A
re

a

Roadway Section Station

Facility

Station/Offset (From CL)
Utility Agency / 

Owner (UAO)

Test Hole Information

Design Element 

Conflict
Description of Conflict / Designer Comments

Test Hole 

Needed

3212 3 I-4 Mainline (at Harvard Ave.) 273+45 173' LT AT&T - FL BT 2 - 4" Drainage Crosses 18" bet 3B-T32 and 3B-T39. Owner from SUE data N TH 47 1.7 97 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3213 3 I-4 Mainline (at Harvard Ave.) 273+65 173' RT Orlando Sanitary 8" CI Drainage Crosses 18" bet 3B-T32 and 3B-T39 N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3214 3 Princeton St. 42+48 174' RT OUC - W W 2 1/2" CI Drainage Crosses 54" 3B-OT10 and 3B-OT6 & noise wall Y 3214 2.06 97.26

Also found 1 1/2" CI, 

possible water service 

based on size & material, 

2.41' depth, 96.93' 

2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3215 3 Princeton St. 41+60 155' RT TECO Gas Roadway Under proposed Retaining Wall Y 3215

Appears to not exist after 

field investigation and 

contact with Teco

2.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3216 3 Princeton St. 42+50 154' RT TECO Gas 2" Steel Drainage Crosses 54" 3B-OT10 and 3B-OT6 N TH 52 2.51 96.7 Vvh from FDOT 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3217 3 Princeton St. 42+60 151' RT OUC - D OE Pole Roadway Too close to Noise Wall. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3218 3 Princeton St. 42+60 151' RT BrightHouse OTV Roadway Joint attached on OUC pole In conflict with Noise Wall. (see conflict #3217) N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3219 3 Princeton St. 42+60 151' RT BrightHouse OFO Roadway
Joint attached on OUC pole in conflict with Noise Wall. Riser on pole.  (see conflict 

#3217)
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3220 3 Princeton St. 42+60 97' RT OUC - D OE Pole Roadway Pole/3 phase riser close to Noise Wall. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3221 3 Princeton St. 42+60 97' RT BrightHouse OTV Roadway Joint attached on OUC pole in conflict with Noise Wall. (see conflict #3220) N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3222 3 Princeton St. 42+50 77' RT OUC - D OE Pole Roadway Pole/3 phase riser in sidewalk. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3223 3 Princeton St. 42+50 77' RT BrightHouse OTV Roadway
Joint attached on OUC pole/3 phase riser in sidewalk. To be relocated. (see conflict 

#3222)
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3224 3 Princeton St. 42+20 53' RT OUC - W W 9" CI Drainage Crosses 54" bet 3B-OT15 and 3B-OT8. Y 3324 3.88 95.09 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3225 3 Princeton St. 42+20 50' RT Unknown BFO 3 1/2" PVC Drainage Crosses 54" bet 3B-OT15 and 3B-OT8. Y 3325 2.12 96.99 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3226 3 Princeton St. 42+70 51' RT OUC - W W FH Roadway In proposed pavement. To be relocated. N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3227 3 Princeton St. 42+45 26' LT Orlando Sanitary MH Roadway MH in proposed pavement mill area. Adjust to final grade. N 1.5 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3228 3 Princeton St. 43+10 55' LT OUC - D BE MH Roadway MH in proposed sidewalk. Adjust to final grade. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3229 3 I-4 Mainline (at Smith) 279+90 123' LT OUC - W W 4" CI Drainage Crossing 18" bet 3B-U11A and 3B-U5A crosses line. Line does not cross I-4. N TH 63 1.36 99.6 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3230 3 I-4 Mainline (at Smith) 279+90 123' LT AT&T - FL BT 4" Steel Drainage Crossing 18" bet 3B-U11A and 3B-U5A crosses line. 2 lines crossing N TH 62 1.94 98.9 Vvh from FDOT 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3231 3 I-4 Mainline (at Smith) 279+90 123' LT AT&T - FL BT 4" Steel Drainage Crossing 18" bet 3B-U11A and 3B-U5A crosses line. 2 lines crossing N TH 62 1.94 98.9 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3232 3 I-4 Mainline 279+90 200' LT OUC - D OE Pole Roadway Need clearances with Noise Wall. 25' from wall, should be clear. N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3233 3 I-4 Mainline 279+90 200' LT BrightHouse OTV Roadway
Need clearances with Noise Wall. Joint attached to OUC pole (see conflict #3232) 

25' from wall, should be clear
N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3234 3 I-4 Mainline 270+20 185' LT AT&T - FL BT 4" PVC Drainage Crosses 54" bet 3B-OT6 and 3B-OT2 on Cornell Ave.  Y 3234A 2.9 95.36 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3235 3 Princeton St. 39+33 156' LT TECO Gas Roadway Crosses Retaining Wall. N TH 30 2.8 98.1 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3236 3 Princeton St. 39+45 Center Orlando Sanitary MH Roadway MH in proposed milling area. Adjust to final grade. N 1.5 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3237 3 I-4 Mainline 280+20 185' LT TECO Gas 2" Steel Roadway Crosses drainage and walls N TH 59 3.16 98.4 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3238 3 I-4 Mainline 280+00 170' LT Orlando Sanitary 8" CI Roadway Crosses drainage and walls N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3
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3239 3 I-4 Mainline (at Miller St.) 279+85 228' RT AT&T - FL BT 4" Steel Drainage Crossing 24" bet 3B-U22B and 3B-U10 Y 3239 2.76 97.08 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3240 3 I-4 Mainline (at Miller St.) 279+86 228' RT AT&T - FL BT 4" Steel Drainage Crossing 24" bet 3B-U22B and 3B-U10 Y 3240 2.70 97.14 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3241 3 I-4 Mainline (at Smith) 279+90 171' RT OUC - W W 4" CI Drainage
Crossing 24" bet 3B-U22B and 3B-U15A. Line does not cross I-4. Capped on each 

side.
N TH 70 2.84 96.9 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3242 3 I-4 Mainline 280+00 141' RT Orlando Sanitary 8" CI Drainage Crossing 24" bet 3B-U22B and 3B-U10. N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3243 3 I-4 Mainline 280+20 172' RT TECO Gas 2" Steel Drainage Crossing 24" bet 3B-U22B and 3B-U10. N TH 68 1.99 96.4 Vvh from FDOT 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3244 3 I-4 Mainline 280+20 193' RT OUC - D OE Pole Roadway Pole close to wall.  Pole does not exist in field. N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3245 3 I-4 Mainline (at Orlando St.) 283+30 177' LT OUC - W W 6" CI Drainage Crosses 18" bet 3B-U19B and 3B-U17. Line does not cross I-4. N TH65 2.2 98.1 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3246 3 I-4 Mainline (at Orlando St.) 283+25 181' LT TECO Gas 2" Steel Drainage Crosses 30" bet 3B-U19B and U-26B N TH64 1.8 97.7 Vvh from FDOT 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3247 3 I-4 Mainline (at Orlando St.) 283+45 156' LT Orlando Sanitary MH Roadway MH in Barrier Wall. To be relocated. N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3248 3 I-4 Mainline (at Orlando St.) 283+45 168' LT Orlando Sanitary MH Roadway MH in proposed I-4 pavement.  To be relocated. N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3249 3 I-4 Mainline (at Orlando St.) 283+60 158' LT OUC - D OE Pole Roadway In proposed I-4 pavement.  Guy pole to be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3250 3 I-4 Mainline (at Orlando St.) 283+60 158' LT BrightHouse OTV Roadway Joint attached to OUC pole In proposed I-4 pavement. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3251 3 I-4 Mainline (at Orlando St.) 283+50 115' RT OUC - W W 6" CI Drainage Crosses 18" bet 3B-U15 and 3B-U25. Line does not cross I-4. N TH 72 2.48 98.8 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3252 3 I-4 Mainline (at Orlando St.) 283+40 120' RT Orlando Sanitary MH Roadway MH in proposed I-4 pavement.  To be relocated. N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3253 3 I-4 Mainline (at Orlando St.) 283+57 111' RT TECO Gas 2" Steel Drainage 18" bet 3B-U15 and 3B-U25 crosses line N TH 67 2.39 99.5 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3254 3 I-4 Mainline 283+57 150' RT OUC - D OE Pole Roadway Pole too close to Retaining Wall.  Guy pole to be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3255 3 I-4 Mainline (at Orlando St.) 283+45 163' RT OUC - W W 6" CI Drainage 18" bet 3B-U15 and 3B-U25 crosses line N TH 72 2.48 98.8 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3256 3 I-4 Mainline 283+87 168' RT OUC - D OE Pole Drainage Pole in LA ROW close to drainage. Pole does not exist in field N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3257 3 I-4 Mainline (at Rollins) 286+57 186' LT OUC - W W 4" DI Drainage
Crosses 30" bet 3B-U31A and 3B-U39. Line does not cross I-4. Capped on each 

side.
Y 3257 1.15 100.05 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3258 3 I-4 Mainline 286+57 184' LT OUC - D OE Pole Roadway Pole located in Exfiltration Trench U1. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3259 3 I-4 Mainline 286+60 184' LT BrightHouse OTV Roadway
Joint attached to OUC Pole located in Exfiltration Trench U1. To be relocated. (see 

conflict #3258)
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3260 3 I-4 Mainline 286+73 188' LT Orlando Sanitary 8" CI Drainage Crosses 30" bet 3B-U31A and 3B-U39 N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3261 3 I-4 Mainline 286+87 199' LT TECO Gas 2" Steel Drainage Crosses 30" bet 3B-U31A and 3B-U39 N TH 66 2.75 98.7 Vvh from FDOT 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3262 3 I-4 Mainline 286+72 113' LT Orlando Sanitary MH Roadway MH in proposed I-4 pavement.  To be relocated. N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3263 3 I-4 Mainline 286+60 135' RT OUC - W W 2" Steel Drainage Crossing Barrier Wall and Exfiltration Trench U2 N TH 74 2.15 98.4 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3264 3 I-4 Mainline (at Rollins) 286+72 130' LT Orlando Sanitary 8" CI Drainage Barrier Wall and Exfiltration Trench U2. To be relocated. N Inverts available 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3265 3 I-4 Mainline 286+87 RT TECO Gas 2" Steel Drainage Crossing Barrier Wall and Exfiltration Trench U2 N TH 73 3.04 97.7 Vvh from FDOT 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3
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3266 3 I-4 Mainline (Winter Park St) 290+00 RT OUC - D OE Pole Roadway Pole and riser should be OK, down guys in bridge to be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3267 3 I-4 Mainline (Winter Park St) 289+75 LT AT&T - FL BT 1/2" DBC Drainage 30" bet 3B-U45 and existing structure. Y 3267 2.2 96.89 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3268 3 I-4 Mainline (Winter Park St) 290+10 LT OUC - D OE Pole Drainage Dead pole in Exfiltration U1.  To be removed N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3269 3 I-4 Mainline (Winter Park St) 289+80 LT OUC - D OE Pole Drainage Pole and riser in I-4 bridge structure. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3270 3 I-4 Mainline (Winter Park St) 289+80 LT BrightHouse OTV Drainage Joint attached to OUC pole in bridge.  To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3271 3 I-4 Mainline (Winter Park St) 290+08 129' LT TECO Gas 2" PE Drainage Close to 36" bet 3B-OV1 and existing structure. Y 3271 2.51 96.48 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3272 3 I-4 Mainline (Winter Park St) 290+12 128' LT AT&T - Corp. BT 3 - 2" PVC Drainage
Close to 36" bet 3B-OV1 and existing structure. Also includes TCG and FL 

facilities. 2" x 12" wood duct
Y 3272 2.62 96.62 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3273 3 I-4 Mainline (Spruce St) 292+75 LT OUC - D OE Pole Drainage Pole in Vault V1. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3274 3 I-4 Mainline (Spruce St) 292+75 LT BrightHouse OTV Drainage Joint attached to OUC pole in Vault V1. To be relocated. (see conflict #3273) N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3275 3 I-4 Mainline (Spruce St) 292+75 LT AT&T - FL OT Drainage Joint attached to OUC pole in Vault V1/ Riser to be relocated/pole N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3276 3 I-4 Mainline (Spruce St) 292+95 188' LT Orlando Sanitary 8" CI Drainage In Vault V1. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3277 3 I-4 Mainline (Spruce St) 292+80 127' LT AT&T - FL BT 2-4" Drainage
Crosses 36" bet 3B-OV2 and 3B-OVS1. Pipe top at 95.13, 1.34' of separation. 

Protect in place.
N TH 103 2.41 96.8 Vvh from FDOT 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3278 3 I-4 Mainline (Spruce St) 292+85 132' LT OUC - W W 2" Galvanized Drainage Crosses 36" bet 3B-OV2 and 3B-OVS1.  Line does not cross I-4. N TH 92 0.94 96.7 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3279 3 I-4 Mainline (Spruce St) 293+00 132' LT Orlando Sanitary 8" Gravity Drainage Crosses 36" bet 3B-OV2 and 3B-OVS1 N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3280 3 I-4 Mainline (Spruce St) 293+10 129' LT TECO Gas 2" Steel Drainage
Crosses 36" bet 3B-OV2 and 3B-OVS1  Line does not cross I-4. Need to relocate 

cap.
N TH 102 2.31 96.8 Vvh from FDOT 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3281 3 I-4 Mainline (Spruce St) 293+00 136' RT AT&T - FL BT 2-4" Steel Roadway Crossing Retaining Wall N TH 76 3.22 96.3 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3282 3 I-4 Mainline (Spruce St) 293+05 123' RT OUC - W W 2" Galvanized Roadway Crossing Retaining Wall N TH 75 2.62 96.8 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3283 3 I-4 Mainline (Spruce St) 293+15 125' RT Orlando Sanitary 8" Roadway Crossing Retaining Wall N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3284 3 I-4 Mainline (Spruce St) 293+30 RT TECO Gas 2" Steel Roadway Crossing Retaining Wall N TH 78 4.2 95.2 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3285 3 I-4 Mainline (King St) 295+65 138' LT OUC - W W FH Drainage Close to 36" bet 3B-OVS1 and 3B-OV5 N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3286 3 I-4 Mainline (King St) 295+85 123' LT Orlando Sanitary MH Roadway In proposed I-4 pavement. To be relocated. N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3287 3 I-4 Mainline (King St) 295+95 132' LT TECO Gas 2" Plastic Drainage 36" bet 3B-OVS1 and 3B-OV5 close to line. Line does not cross I-4. Y 3287 3.85 97.13 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3288 3 I-4 Mainline (King St) 296+10 LT OUC - D OE Pole Roadway Pole in proposed I-4 pavement.  To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3289 3 I-4 Mainline (King St) 296+10 LT BrightHouse OTV Roadway
Joint attached to pole in proposed I-4 pavement.  To be relocated. (see conflict 

#3288)
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3290 3 I-4 Mainline (King St) 296+35 134' RT OUC - W W 6" DI Drainage Crossing 18" bet 3B-V17A and 3B-V25. Line does not cross I-4. N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3291 3 I-4 Mainline (King St) 296+45 134' RT Orlando Sanitary 8" CI Drainage Crossing 18"bet 3B-V17A and 3B-V25 N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3292 3 I-4 Mainline (King St) 296+60 RT TECO Gas 2" Steel Drainage Crossing 18"bet 3B-V17A and 3B-V25 N TH 79 2.85 98.6 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

Page 61 of 118



I-4 Ultimate

Utility Conflict Matrix

Updated 03/02/15

RFC Dates Contract

Type Size Material Type Test Hole VVH #
Depth

(Ft)

Elev.

(Ft)
Test hole comments Roadway Design Package Name Roadway

Work Order 

Number - Area

Status

N
ew

 C
o

n
fl

ic
t 

N
o

.

A
re

a

Roadway Section Station

Facility

Station/Offset (From CL)
Utility Agency / 

Owner (UAO)

Test Hole Information

Design Element 

Conflict
Description of Conflict / Designer Comments

Test Hole 

Needed

3293 3 I-4 Mainline (Evans St) 299+25 127' LT OUC - W W 2" Galvanized Drainage Crossing 36"bet 3B-OV6 and 3B-OV7. Line does not cross I-4. N TH 104 1.23 96.9 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3294 3 I-4 Mainline (Evans St) 299+40 130' LT Orlando Sanitary 8" CI Drainage Crossing 36"bet 3B-OV6 and 3B-OV7 N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3295 3 I-4 Mainline (Evans St) 299+55 LT TECO Gas 2" Steel Drainage Crossing 36"bet 3B-OV6 and 3B-OV7 N TH 106 2.91 95.1 Vvh from FDOT 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3296 3 I-4 Mainline (Evans St) 299+85 RT BrightHouse OTV Pole Roadway Pole and anchor close to I-4 proposed pavement. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3297 3 I-4 Mainline (Evans St) 300+00 129' RT Orlando Sanitary 8" CI Roadway Crossing I-4 with walls and drainage issues. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3298 3 I-4 Mainline (Evans St) 300+15 RT TECO Gas 2" Steel Roadway Crossing I-4 with walls and drainage issues. N TH 82 2.3 95.0 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3299 3 I-4 Mainline (Hazel St.) 302+90 LT OUC - D OE Pole Roadway Noise wall clearance issue N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3300 3 I-4 Mainline (Hazel St.) 302+90 LT Verizon Business OT Roadway
Joint attached to OE pole with Noise wall clearance issue. Per UAO, will bury their 

line.
N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3301 3 I-4 Mainline (Hazel St.) 303+05 129' LT Orlando Sanitary 24" CI Drainage Crossing 3B-OV8 and 3B-OV10 N Inverts available 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3302 3 I-4 Mainline (Hazel St.) 302+95 132' LT AT&T - FL BT 2-4" Steel Drainage Crossing 3B-OV8 and 3B-OV10 N TH 83 2.41 91.5 Vvh from FDOT 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3303 3 I-4 Mainline (Hazel St.) 303+00 131' LT OUC - W W 12" CI Drainage Crossing 3B-OV8 and 3B-OV10 in 30" casing N TH 84 1.61 92.3 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3304 3 I-4 Mainline (Hazel St.) 303+30 RT OUC - D OE Pole Roadway Pole in proposed I-4 pavement. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3305 3 I-4 Mainline (Hazel St.) 303+30 RT Verizon Business OT Roadway Joint attached to OE pole in proposed I-4 pavement. Per UAO, will bury their line. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3306 3 I-4 Mainline (Hazel St.) 303+18 92' RT AT&T - FL BT 2-4" Steel Roadway Crossing I-4 with walls and drainage issues. N TH 87 2.9 92.6 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3307 3 I-4 Mainline (Hazel St.) 303+30 RT AT&T - FL BT Hand hole Roadway Hand hole in proposed I-4 pavement. To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3308 3 I-4 Mainline (Hazel St.) 303+60 136' RT Orlando Sanitary 24" CI Roadway Crossing I-4 with walls and drainage issues. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3309 3 I-4 Mainline (Hazel St.) 303+55 136' RT OUC - W W 12" CI Roadway Crossing I-4 with walls and drainage issues in 30" casing. N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3310 3 I-4 Mainline (Hazel St.) 303+45 LT FDOT BE Svc Roadway FDOT SERVICE POINT UNDERGROUND N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3311 3 I-4 Mainline (Hazel St.) 303+10 Center OUC - D OE Roadway Crosses proposed I-4 pavement.  Verify clearances. N 2.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3312 3 I-4 Mainline (Hazel St.) 303+15 Center Verizon Business OT Roadway Joint attached to OUC crossing N 2.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3313 3 I-4 Mainline (Dade St) 307+80 182' RT OUC - W W 6" DI Drainage 18" bet 3B-OFD7 and 3B-OFD8 crosses line. Critical Service Customer Y 2.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3314 3 I-4 Mainline (Dade St) 308+15 161' RT OUC - D OE Roadway Pole in LA ROW. No pole located in the field as shown on plans. N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3315 3 I-4 Mainline (Dade St) 308+50 166' RT OUC - W W FH Roadway FH close to Retaining Wall.  May need adjustment. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3316 3 I-4 Mainline (Dade St) 309+70 163' RT AT&T - FL BT 1" DBC Roadway Close with Retaining Wall. N 3316 2.18 92.93

Also found 4 1/2" PVC 

WM, 2.18' depth, 92.98' 

elev.

2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3317 3 I-4 Mainline (Dade St) 309+65 185' RT Orlando Sanitary MH Drainage Manhole in area of 18" bet 3B-OFD8 & 3B-OFD9 N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3318 3 I-4 Mainline (Dade St) 310+25 165' RT OUC - D OE Roadway Pole in LA ROW. No pole located in the field as shown on plans. N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3319 3 I-4 Mainline (Bay Run St.) 311+80 122' RT OUC - D OE Pole Roadway In proposed I-4 Par Ramp B.  To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3
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3320 3 I-4 Mainline 311+90 102' RT Orlando Sanitary MH Roadway In proposed I-4 Par Ramp B N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3321 3 I-4 Mainline 312+05 122' RT OUC - D OE Pole Roadway In proposed I-4 Par Ramp B To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3322 3 I-4 Mainline 312+05 122' RT BrightHouse OTV Roadway Joint attached to OUC pole In proposed I-4 Par Ramp B. To be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3323 3 I-4 Mainline 311+90 190' RT Orlando Sanitary MH Drainage Close to 18" bet 3B-OFD7 and 3B-OFD11 N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3324 3 I-4 Mainline 311+75 192' RT OUC - W W 2" Galvanized Drainage 18" bet 3B-OFD7 and 3B-OFD11 crosses line Y 2.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3325 3 I-4 Mainline 312+15 190' RT AT&T - FL BT 1/2" / 3/4" DBC Drainage 18" bet 3B-OFD7 and 3B-OFD11 crosses line Y TH 95 / TH 96 2.43 / 2.83 91.3 / 91.1 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3326 3 I-4 Mainline 313+85 172' LT OUC - W W Valve Roadway Valve in area of new pavement drive.  Adjust to final grade. N 1.5 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3327 3 I-4 Mainline 316+25 171' LT OUC - W W FH Roadway FH in sidewalk area.  To be relocated to inside back of new curb line. N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3328 3 I-4 Mainline 316+30 118' LT OUC - D OE Pole Roadway Pole too close to bridge.  To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3329 3 I-4 Mainline 316+30 118' LT Unknown OTV Roadway
Joint attached to OUC pole too close to bridge.  To be relocated. (see conflict 

#3228)
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3330 3
Ivanhoe Blvd. (stationing off 

Gurtler Ct.)
10+40 Center AT&T - FL BT Drainage

72" bet 3A-OS28 and 3A-OS29 crosses line. Top of pipe at 77.58. Adjust utility to 

run above pipe.
N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3331 3 I-4 Mainline 313+60 161' RT OUC - D OE Pole Roadway DEAD POLE in new LA ROW,  can be removed N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3332 3 I-4 Mainline 316+45 186' RT OUC - D OE Pole Roadway Pole in new ramp pavement.  To be relocated. N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3333 3 I-4 Mainline 316+45 RT BrightHouse OFO Roadway Joint attached to OUC pole in new pavement. To be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3334 3 I-4 Mainline 316+45 210' RT Orlando Sanitary MH Roadway MH in area of new curb and sidewalk. To be relocated. N 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3335 3 I-4 Mainline 316+40 83' RT Tower Cloud BT 2 1/2" PVC Drainage 3B-OV10 on top of line Y 3335 1.82 92.07 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3336 3 I-4 Mainline 316+40 83' RT CenturyLink FOC 1 3/4" PE Drainage 3B-OV10 on top of line Y 3336 1.90 92.16 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3337 3 I-4 Mainline 321+40 133' RT Winter Park W 2" Steel Roadway
Crossing several drainage pipes and walls. No drainage conflict, only wall per J 

Melendez 03/02/15.
N TH 109 4.74 93.2 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3338 3 I-4 Mainline 321+55 166' RT CenturyLink BT Roadway Crossing several drainage pipes and walls N TH 110 4.19 93.6 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3339 3 I-4 Mainline 321+45 220' LT CenturyLink BT 1" Roadway Crossing several drainage pipes and walls N TH 108 2.78 94 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3340 3 I-4 Mainline 321+45 129' LT Winter Park W 2" Steel Roadway

Crossing several drainage pipes and walls. 24" bet 3C-OW13 and 3C-OW12 (Inv. 

88.6) protect line during drainage installation and protect at MSE wall per J 

Melendez 03/02/15

N TH 107 1.58 95.3 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3341 3
I-4 Mainline (near Cornell 

Ave.)
324+10 113' LT Winter Park W 2" Steel Drainage

30" bet 3C-O32-1 and 3C-O2-2 AND 18" bet 3C-W2-2 and 3C-W2-8 crossing the 

water line. 30" bet 3C-OW14 and 3C-OW15 (inv. 89.2) protect line during drainage 

installation and protect at MSE wall per J Melendez 03/02/15

N TH 111 2.12 94.4 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3342 3
I-4 Mainline (near Cornell 

Ave.)
324+20 113' LT Orlando Sanitary MH Drainage MH in LA ROW and under drainage.  To be relocated. N 1.3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3343 3
I-4 Mainline (near Cornell 

Ave.)
324+45 124' LT Duke - D OE Pole Roadway Pole in LA ROW close to drainage and walls. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3344 3
I-4 Mainline (near Cornell 

Ave.)
324+45 LT BrightHouse OTV LA ROW Joint attached to Duke pole in LA ROW. To be relocated. N 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3345 3
I-4 Mainline (near Cornell 

Ave.)
324+45 LT CenturyLink BT LA ROW Pole in LA ROW  to be relocated. N 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3346 3
I-4 Mainline (near Cornell 

Ave.)
324+40 117' LT TECO Gas 2" Steel Drainage 30" bet 3C-032-2 & 3C-W2-2  and 18" BET 3C-W2-2 & 3C-W2-8 crosses line. N TH 112 3.51 93.4 Vvh from FDOT 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3
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3347 3
I-4 Mainline (near Cornell 

Ave.)
324+05 138' RT TECO Gas 2" Steel Wall Retaining Wall on line Y 3347

We completed an 

exploratory hole. The gas 

main does not exist per 

the TECO Locator.

2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3348 3 I-4 Mainline (near Jewell Ave.) 326+30 92' LT Orlando Sanitary MH LA ROW MH in LA ROW.  To be relocated. N 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3349 3 I-4 Mainline (near Jewell Ave.) 327+10 106' LT Duke - D OE Pole Drainage Pole in I-4 roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3350 3 I-4 Mainline (near Jewell Ave.) 326+10 LT BrightHouse OTV Drainage Joint attached to Duke pole in I-4. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3351 3
I-4 Mainline (near Cornell 

Ave.)
323+80 141' RT Winter Park W 2" Steel Roadway

Retaining wall crosses existing line, plus 18" drainage bet 3C-W2-2 and 3C-W2-3. 

18" bet 3C-OW30 and 3C-OW31 (not in x-section) should be able to protect pipe or 

adjust drainage since it is a 34' run.  Check with drainage per J Melendez 03/02/15

Y 3351 4.9 91.51 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3352 3 I-4 Mainline (near Jewell Ave.) 327+05 79' LT Duke - D OE Pole Roadway Pole in I-4 lanes of traffic. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3353 3 I-4 Mainline (near Jewell Ave.) 326+05 LT BrightHouse OT Roadway Joint attached to Duke pole. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3354 3 I-4 Mainline (near Jewell Ave.) 326+30 LT CenturyLink BT Pedestal Roadway Pedestal in I-4 travel lanes. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3355 3 I-4 Mainline (near Jewell Ave.) 326+40 117' LT Winter Park W 2" CI Drainage
30" bet 3C-032-1 and 3C-02-2 and 18" bet 3C-W2-2 and 3C-W2-8 crossing the 

water line. Line to be capped per J Melendez 03/02/15.
Y 3355 1.46 95.65 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3356 3 I-4 Mainline (near Jewell Ave.) 326+40 LT TECO Gas 2" Steel Drainage
30" bet 3C-032-1 and 3C-02-2 and 18" bet 3C-W2-2 and 3C-W2-8 crossing the Gas 

line.
Y 3356 0.92 96.49 2.4 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3357 3
I-4 Mainline (near W. Harmon 

Ave.)
330+20 116' LT Winter Park W 6" CI Drainage

3C-W2-3 on top of line; 30" bet 3C-W2-13 and 3EW2016. Line to be capped per J 

Melendez 03/02/15.
Y 3357 1.90 96.41 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3358 3
I-4 Mainline (near W. Harmon 

Ave.)
330+50 LT TECO Gas 2 1/2" Steel Drainage 24" bet 3C-W2-3 & 3C-0W-4 crosses line Y 3358 2.03 96.10 2.4 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3359 3
I-4 Mainline (near W. Harmon 

Ave.)
330+45 73' LT Duke - D OE Pole Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3360 3
I-4 Mainline (near W. Harmon 

Ave.)
330+45 LT BrightHouse OTV Roadway Joint attached to pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3361 3
I-4 Mainline (near W. Harmon 

Ave.)
330+45 LT CenturyLink OT Roadway Joint attached to pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3362 3
I-4 Mainline (near W. Harmon 

Ave.)
330+45 LT CenturyLink BT Pedestal Roadway Pedestal in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3363 3
I-4 Mainline (near Indiana 

Ave.)
333+75 130' LT Duke - D OE Pole Drainage 3C-0W-4 on top of pole. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3364 3
I-4 Mainline (near Indiana 

Ave.)
333+75 130' LT BrightHouse OTV Drainage Joint attached to pole at structure 3C-0W-4. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3365 3
I-4 Mainline (near Indiana 

Ave.)
333+75 130' LT CenturyLink BT Pedestal Drainage Pedestal at structure 3C-0W-4. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3366 3
I-4 Mainline (near Indiana 

Ave.)
334+10 116' LT TECO Gas 2 1/2" Steel Drainage

48" bet 3C-W2-20 & 3C-W220A crosses line. Line crossing I-4 is out of service. 

Relocate caps.
Y 3366 2.78 93.07 2.4 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3367 3
I-4 Mainline (near Indiana 

Ave.)
334+10 116' LT Winter Park W 4" CI Drainage

48" bet 3C-W2-20 & 3C-W220A crosses line. Line crossing I-4 is out of service. 

Relocate caps.
Y 3367 1.40 94.46 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3368 3
I-4 Mainline (near Indiana 

Ave.)
333+45 35' LT Winter Park W Valve Roadway Valve in proposed roadway. To be removed. WM out of service. N 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3369 3
I-4 Mainline (near Indiana 

Ave.)
333+45 22' LT Duke - D OE Pole Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3370 3
I-4 Mainline (near Indiana 

Ave.)
333+30 6' LT Winter Park W Valve Roadway Valve in proposed roadway. To be removed. WM out of service. N 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3371 3
I-4 Mainline (near Indiana 

Ave.)
333+35 143' RT TECO Gas 2" Galvanized Roadway Proposed retaining wall on line Y 3371

Scanned and probed 

area. Line does not exist 

per TECO locator.

2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3372 3
I-4 Mainline (near Indiana 

Ave.)
333+35 143' RT Winter Park W 4" CI Roadway

Proposed retaining wall on line. Line is out of service and could not be found in the 

field.
Y 3372 Line appears to not exist 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3373 3
I-4 Mainline (near Indiana 

Ave.)
335+00 252' LT Duke - D BE Roadway Line in pre-treatment pond is out of service. N 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

Page 64 of 118



I-4 Ultimate

Utility Conflict Matrix

Updated 03/02/15

RFC Dates Contract

Type Size Material Type Test Hole VVH #
Depth

(Ft)

Elev.

(Ft)
Test hole comments Roadway Design Package Name Roadway

Work Order 

Number - Area

Status

N
ew

 C
o

n
fl

ic
t 

N
o

.

A
re

a

Roadway Section Station

Facility

Station/Offset (From CL)
Utility Agency / 

Owner (UAO)

Test Hole Information

Design Element 

Conflict
Description of Conflict / Designer Comments

Test Hole 

Needed

3374 3
I-4 Mainline (near Indiana 

Ave.)
336+45 312' LT Duke - D BE Roadway Line in pre-treatment pond is out of service. N 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3375 3 I-4 Mainline (near Miller St.) 338+30 175' LT TECO Gas 2" Galvanized Drainage 66" bet 3C-W2-IN & 3C-W2-31 crosses line. Gas does not cross I-4. Cut and cap? N
Line does not exist per 

TECO locator.
2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3376 3 I-4 Mainline (near Miller St.) 338+30 175' LT Winter Park W 6" CI Drainage 66" bet 3C-W2-IN & 3C-W2-31 crosses line. WM is out of service. Y 3376 1.45 94.91 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3377 3 I-4 Mainline (near Miller St.) 338+05 122' LT TECO Gas 2" Galvanized Drainage 24" bet 3C-W2-25 & 3C-W2-30 crosses line. GM is out of service. Y 3377
Line does not exist per 

TECO locator.
3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3378 3 I-4 Mainline (old Miller St.) 338+05 119' LT Winter Park W 6" CI Drainage
24" bet 3C-W2-25 & 3C-W2-30 crosses line. 48" bet 3C-W2-IN and 3C-W2-31 (inv. 

90.70) per J Melendez 03/02/15
Y 3378 2.1 94.58 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3379 3 I-4 Mainline (old Miller St.) 337+65 113' LT Duke - D OE Pole Drainage Pole shown in I-4 roadway. Pole is not in field. N 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3380 3 I-4 Mainline (old Miller St.) 337+00 149' LT Duke - D OE Pole Drainage Pole shown in I-4 roadway. Pole is not in field. N 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3381 3 I-4 Mainline 336+65 132' RT TECO Gas 2" Galvanized Wall Proposed retaining wall crosses line. Refer to #3383 N 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3382 3 I-4 Mainline 336+65 132' RT Winter Park W 4" DI Wall Proposed retaining wall crosses line. Refer to #3384 N 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3383 3 I-4 Mainline 336+55 149' RT TECO Gas 2 1/2" Steel Drainage 18" bet 3C-W2-24B & 3C-W2-35A Y 3383 1.80 92.82 2.4 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3384 3 I-4 Mainline 336+55 149' RT Winter Park W 5" Steel Drainage
18" bet 3C-W2-24B & 3C-W2-35A. 42" bet 3C-OW19 and 3C-OW20 (Inv 88.32) per 

J Melendez 03/02/15.
Y 3384 2.00 92.53 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3385 3
I-4 Mainline (near Formosa 

Ave.)
340+45 126' LT Winter Park W 6" CI Drainage

60" bet 3C-W2-31 & 3C-W2-36 crosses line. 48" bet 3C-W2-31 AND 3C-W2-36 

(INV. 89.3) per J Melendez 03/02/15.
Y 3385 1.57 95.42 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3386 3
I-4 Mainline (near Formosa 

Ave.)
340+45 126' LT CenturyLink BT 1" DBC Drainage

60" bet 3C-W2-31 & 3C-W2-36 crosses line. Top of pipe at 93.75, 0.86' of 

separation. Protect in place.
Y 3386 2.22 94.69 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3387 3
I-4 Mainline (near Formosa 

Ave.)
340+95 144' LT OUC - D OE Pole Roadway Pole in proposed sidewalk. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3388 3
I-4 Mainline (near Formosa 

Ave.)
340+95 144' LT BrightHouse OTV Roadway Joint attached to pole in proposed SW. To be relocated. (see conflict #3387) N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3389 3
I-4 Mainline (near Formosa 

Ave.)
341+05 124' LT Orlando Sanitary 8" PVC Drainage 60" bet 3C-W2-31 & 3C-W2-36 crosses line N Inverts available 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3390 3
I-4 Mainline (near Formosa 

Ave.)
341+35 99' LT Orlando Sanitary MH Roadway MH is in proposed milling.  Adjust to grade N 1.5 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3391 3
I-4 Mainline (near Formosa 

Ave.)
341+45 58' LT Winter Park W 4" Steel Bridge

Proposed bridge piers on line. Bridge 318. To be placed out of service - cut and 

cap.
Y 3391 2.15 94.69 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3392 3
I-4 Mainline (near Formosa 

Ave.)
340+00 140' RT Winter Park W 4" Steel Drainage Structure 3C-W2-35A on line.  To be placed out of service - cut and cap. Y 3392 2.80 93.25 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3393 3
Formosa Ave (at Minnesota 

Ave)
15+30 27' RT Duke - D OE Pole Roadway Service to FDOT pole in proposed bridge. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3394 3
Formosa Ave (at Minnesota 

Ave)
15+20 19' RT Duke - D OE Pole Roadway Pole under proposed bridge. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3395 3
Formosa Ave (at Minnesota 

Ave)
15+20 19' RT BrightHouse OTV Roadway

Joint attached to Duke pole under proposed bridge. To be relocated. (see conflict 

#3394)
N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3396 3
Formosa Ave (at Minnesota 

Ave)
15+20 19' RT BrightHouse BTV Pedestal Roadway Pedestal to be under proposed bridge. To be relocated. (see conflict #3394) N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3397 3
Formosa Ave (at Minnesota 

Ave)
15+20 19' RT CenturyLink BT Pedestal Roadway Pedestal in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3398 3
Formosa Ave (at Minnesota 

Ave)
14+80 20' RT Duke - D OE Pole Roadway Pole in proposed sidewalk. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3399 3
Formosa Ave (at Minnesota 

Ave)
14+80 20' RT BrightHouse OTV Roadway Joint attached to Pole in proposed sidewalk. To be relocated. (see conflict #3398) N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3400 3
Formosa Ave (at Minnesota 

Ave)
14+80 20' RT Duke - D OE Pedestal Roadway Pedestal in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3
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3401 3
Formosa Ave (at Minnesota 

Ave)
14+80 13' LT Winter Park W FH Roadway FH in proposed sidewalk. To remain. N 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3402 3
Formosa Ave (at Minnesota 

Ave)
14+80 32' LT CenturyLink BT Hand hole Roadway Handhold in proposed sidewalk. Adjust to final grade N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3403 3
Formosa Ave (EO Minnesota 

Ave)
14+80 76' LT Winter Park W Meter Roadway Meter in proposed SW. Adjust to final grade. N 1.5 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3404 3
Formosa Ave (EO Minnesota 

Ave)
14+80 97' LT Duke - D OE Pole Roadway Pole in proposed sidewalk. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3405 3
Formosa Ave (EO Minnesota 

Ave)
14+80 97' LT BrightHouse OTV Roadway

Joint attached to OE Pole in proposed sidewalk. (see conflict #3404). To be 

relocated. 
N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3406 3
Formosa Ave (EO Minnesota 

Ave)
14+80 175' LT Duke - D OE Pole Roadway Pedestal in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3407 3
Formosa Ave (EO Minnesota 

Ave)
14+80 175' LT BrightHouse OTV Roadway

Joint attached to Duke pole in proposed sidewalk. (see conflict #3406) To be 

relocated.
N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3408 3
Formosa Ave (EO Minnesota 

Ave)
14+80 175' LT CenturyLink BT Pedestal Roadway Pedestal in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3409 3
Formosa Ave (EO Minnesota 

Ave)
14+80 326' LT Duke - D OE Pole Roadway Pole in proposed sidewalk. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3410 3
Formosa Ave (EO Minnesota 

Ave)
14+80 326' LT BrightHouse OTV Roadway

Joint attached to Duke pole in proposed sidewalk. (see conflict #3409) To be 

relocated.
N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3411 3
I-4 Mainline (near Formosa 

Ave.)
344+95 124' RT Duke - D OE Pole Roadway Dead pole in proposed roadway. To be removed N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3412 3
I-4 Mainline (near Minnesota 

Ave.)
344+70 61' LT OUC - D OE Pole Roadway In proposed pavement.  To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3413 3
I-4 Mainline (near Minnesota 

Ave.)
345+75 65' LT OUC - D OE Pole Roadway In proposed pavement.  To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3414 3
I-4 Mainline (near Minnesota 

Ave.)
345+75 65' LT BrightHouse OTV Riser Roadway

Joint attached on OUC pole In proposed pavement. (see conflict #3413)  To be 

relocated.
N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3415 3
I-4 Mainline (near Minnesota 

Ave.)
345+90 164' LT OUC - D OE Pole Drainage Close to 60" bet 3C-W2-39 and 3C-W2-40. May need to be held N 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3416 3
I-4 Mainline (near Minnesota 

Ave.)
345+90 164' LT BrightHouse OTV Drainage

Joint attached to OE pole close to 60" bet 3C-W2-39 and 3C-W2-40. May need to 

be held
N 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3417 3
I-4 Mainline (near Minnesota 

Ave.)
348+20 229' LT CenturyLink BT 3/4" DBC Drainage 54" bet 3C-X1B and 3C-X1A crosses line Y 3417 2.63 94.42 2.4 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3418 3
I-4 Mainline (near Minnesota 

Ave.)
349+20 143' LT Winter Park W 3" Steel Drainage Structure 3C-X3A on top of line Y 3418 1.00 95.30 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3419 3
I-4 Mainline (near Formosa 

Ave.)
346+45 116' RT Winter Park W 2" CI Roadway Retaining wall over line crossing Y 3419 0.80 96.66 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3420 3
I-4 Mainline (near Crandon 

Ave.)
350+85 148' RT Winter Park W 3" Steel Drainage 18" bet 3C-X11 and 3C-X11 crosses line Y 3420 1.93 95.73 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3421 3
I-4 Mainline (near Crandon 

Ave.)
349+95 141' RT Duke - D OE Pole Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3422 3
I-4 Mainline (near Crandon 

Ave.)
349+95 141' RT BrightHouse OTV Drainage Joint attached to Duke - D pole, in proposed roadway. Per UAO, to be removed. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3423 3
I-4 Mainline (near Crandon 

Ave.)
349+95 141' RT CenturyLink BT Pedestal Drainage Pedestal in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3424 3
I-4 Mainline (near Crandon 

Ave.)
351+25 119' LT Duke - D OE Pole Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3425 3
I-4 Mainline (near Crandon 

Ave.)
351+25 119' LT BrightHouse OTV Roadway Joint attached to Duke - D pole, in proposed roadway. Per UAO, to be removed. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3426 3
I-4 Mainline (near Crandon 

Ave.)
353+65 121' LT Winter Park W 3" Steel Roadway Valve in proposed roadway with 30" and 48" pipe crossings Y 3426 1.08 94.66 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3427 3
I-4 Mainline (near Oglesby 

Ave.)
352+70 175' RT Duke - D OE Pole Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3
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3428 3
I-4 Mainline (near Oglesby 

Ave.)
352+70 175' RT BrightHouse OTV Roadway Joint attached to Duke - D pole, in proposed roadway. Per UAO, to be removed. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3429 3
I-4 Mainline (near Oglesby 

Ave.)
352+70 175' RT CenturyLink BT Pedestal Roadway Pedestal in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3430 3
I-4 Mainline (near Oglesby 

Ave.)
353+20 155' RT Winter Park W 3" PE Drainage Line crosses structure 3C-18, propose to cap outside ROW Y 3430 / 3430A 3.68 93.52

Also found 1 1/2" DBC, 

3.0' depth, 94.21' 

elev.(TH 3430A)

2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3431 3
I-4 Mainline (near Oglesby 

Ave.)
353+70 133' RT Duke - D OE Pole Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3432 3
I-4 Mainline (near Oglesby 

Ave.)
353+70 133' RT CenturyLink BT Pedestal Roadway Pedestal in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3433 3
I-4 Mainline (near Oglesby 

Ave.)
355+35 175' RT Winter Park W 3" Steel Drainage

18" bet 3C-X25A and 3C-X29 crosses line. 1' clearance, conflict with drainage pipe 

per J Melendez 03/02/15.
Y 3433 1.43 94.07 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3434 3
I-4 Mainline (near Oglesby 

Ave.)
356+00 148' LT Duke - D OE Pole Drainage Structure 3C-0X-4 close to pole, pole also in proposed LA ROW. Relocate pole N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3435 3
I-4 Mainline (near Oglesby 

Ave.)
356+00 148' LT BrightHouse OTV Drainage

Joint attached to Duke - D pole close to structure 3C-0X-4, pole also in proposed 

LA ROW. Per UAO, to be removed.
N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3436 3
I-4 Mainline (near Oglesby 

Ave.)
356+00 148' LT CenturyLink BT Pedestal Drainage Pedestal in LA ROW crossed by multiple drainage pipes. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3437 3
I-4 Mainline (near Oglesby 

Ave.)
355+60 113' LT Unknown OE Pole Roadway Pole in I-4 travel lanes. Pole does not exist in field N 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3438 3 Formosa Ave. (WO I-4) 18+21 18' RT OUC - D OE Pole Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3439 3 Formosa Ave. (WO I-4) 18+21 18' RT BrightHouse OTV Roadway
Joint attached to OUC pole in proposed roadway. To be relocated. (see conflict 

#3438)
N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3440 3
I-4 Mainline (near Kentucky 

Ave.)
357+10 196' RT Duke - D OE Pole Roadway Pole inside proposed LA ROW. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3441 3
I-4 Mainline (near Kentucky 

Ave.)
357+10 196' RT BrightHouse OTV Roadway

Joint attached to Duke - D pole inside proposed LA ROW. To be relocated (see 

conflict #3440)
N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3442 3 I-4 Mainline (near Julian St.) 359+25 205' LT Winter Park W 2" Steel Drainage

48" bet 3C-X39A and 3C-0X5 crosses line - See #3443. Line to be placed out of 

service. 48" bet  3C-X30 to 3C-OX7 (inv. 87.2), 5' clearance, no conflict, protect in 

place per J Melendez 03/02/15.

Y 3442 1.45 96.71 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3443 3 I-4 Mainline (near Julian St.) 358+75 205' LT Winter Park W 2" Steel Roadway
Line is being crossed by retaining wall and drainage structures - see #3442.  Line 

to be placed out of service.
N 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3444 3 I-4 Mainline (near Julian St.) 361+05 176' LT Winter Park W 6" AC Drainage
Structure 3C-X39 on top of line, plus line in LA ROW. Line to be placed out of 

service.
N 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3445 3 I-4 Mainline (near Julian St.) 360+00 179' RT Winter Park W 2" Steel Roadway Line in proposed roadway. Possibly out of service, verify Y 3445 2.20 97.64 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3446 3
I-4 Mainline (near Fairbanks 

Ave.)
362+60 63' RT Duke - T OE Pole 69kv Roadway Pole WO83 in proposed roadway. To be relocated (exempted work) N 1.6 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3447 3
I-4 Mainline (near Fairbanks 

Ave.)
362+60 63' RT Duke - D OE Pole Roadway Joint attached to Duke - T pole WO83 in proposed roadway. To be replaced N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3448 3
I-4 Mainline (near Fairbanks 

Ave.)
363+45 119' RT Winter Park W 14" CI Drainage 18" bet Y2-OUT and 3D-Y1A Y 3448 3.47 96.49 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3449 3
I-4 Mainline (near Fairbanks 

Ave.)
363+45 119' RT CenturyLink BT 1.8" Concrete Duct Drainage 18" bet 3D-Y1A and  3D-Y1B Y 3449 / 3449A 3.5 / 3.5 96.50 / 96.55 South/North Edges 2.4 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3450 3
I-4 Mainline (near Fairbanks 

Ave.)
362+00 104' RT Duke - D OE Pole Bridge Pole in proposed bridge path. Service drop to FDOT. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3451 3 Fairbanks Ave 103+30 115' RT Duke - D OE Pole Drainage 18" bet 3C-X45 and 3C-X41 N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3452 3 Fairbanks Ave 103+35 58' RT AT&T - Corp. BFO 6w - 1 1/2" HDPE Drainage 24" bet 3C-X45 and 3C-X41. Notes indicate lines may be 115" deep Y 3452 3.85 95.82 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3453 3 Fairbanks Ave 103+65 45' RT Duke - T OE Pole 69kv Drainage 18" bet 3C-X45 and 3C-X40 next to pole. Pole to be relocated (exempted work) N 1.6 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3454 3 Fairbanks Ave 103+70 61' RT Duke - D OE Drainage Joint attached to Duke - T pole 18" bet 3C-X45 and 3C-X40. To be replaced N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3
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3455 3 Fairbanks Ave 103+75 43' RT Duke - D OE Pole Roadway Pole in proposed ramp pavement. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3456 3 Fairbanks Ave 103+75 50' RT FDOT OT Roadway Joint attached to pole in roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3457 3 Fairbanks Ave 103+75 RT AT&T - FL OT Riser Roadway Joint attached to Duke - D pole in roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3458 3 Fairbanks Ave 103+65 76' RT Winter Park W FH Roadway Does not exist in the field N 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3459 3 Fairbanks Ave 104+60 37' RT AT&T - Corp. BFO Drainage Structure 3C-X40 on top of line. (see conflict #3738) Y 2.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3460 3 Fairbanks Ave 63+95 42' LT Winter Park W Valve Roadway Valve in proposed sidewalk path. Adjust to grade N 1.5 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3461 3 Fairbanks Ave 64+50 44' LT Winter Park W Valve Roadway Valve in proposed roadway. Adjust to grade N 1.5 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3462 3 Fairbanks Ave 65+15 LT CenturyLink BT Duct 7-4" PVC Drainage 18" bet 3D-Y4A and 3C-X51 crosses line Y 3462 / 3462A 7.07 / 7.11 95.61 / 95.66 North / South Edges 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3463 3 Fairbanks Ave 65+15 157' LT Winter Park W 14" AC Drainage 18" bet 3D-Y4A and 3C-X51 crosses line Y 3463 6.74 96.03 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3464 3 Fairbanks Ave 65+15 LT CenturyLink BFO Drainage 18" bet 3D-Y4A and 3C-X51 crosses line. Verify owner Y 3464 In duct with C-3462 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3465 3 Fairbanks Ave 66+25 LT CenturyLink BT MH Bridge Bridge piles cross MH. Verify if conflict can be mitigated. N 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3466 3 Fairbanks Ave 65+30 Center Winter Park W 6" CI Drainage 18" bet 3D-Y4A and 3C-X51 crosses line. Line is 4" FM in old 6"WM Y 3466 3.54 99.03 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3467 3 Fairbanks Ave 67+00 52' RT Duke - T OE Pole 69kv Roadway Pole in proposed roadway. To be relocated (exempted work) N 1.6 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3468 3 Fairbanks Ave 67+00 52' RT Duke - D OE Pole Roadway Joint attached to Duke - T poles in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3469 3 Fairbanks Ave 66+15 111' RT Duke - D OE Guy Pole Roadway 48" bet 3C-X09 and 3C-0X8 near pole and within LA ROW. To be relocated N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3470 3 Fairbanks Ave 66+00 93' RT Duke - D OE Pole Roadway
48" bet 3C-X09 and 3C-0X8 near pole and within LA ROW. Service pole for FDOT. 

To be relocated
N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3471 3 Fairbanks Ave 66+10 RT AT&T - Corp. FOC 2 1/2" PE Drainage 18" bet 3C-X50 and 3C-X49 crosses line. (see conflict #3739) Y 3471 3.60 98.61 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3472 3 Fairbanks Ave 66+50 157' RT Winter Park W 6" AC Drainage 18" bet 3C-X50 and 3C-X49 crosses line. Line in LA ROW. To be relocated Y 3472 2.81 98.46 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3473 3
I-4 Mainline (near Granada 

Dr.)
371+50 LT CenturyLink BT 1 1/2" DBC LA ROW Line inside proposed LA ROW. Verify location Y 3473 3.98 94.03 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3474 3
I-4 Mainline (near Granada 

Dr.)
371+95 LT CenturyLink BT 8" MTL Roadway Line inside proposed roadway lanes. Verify location Y 3474 3.62 95.96 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3475 3
I-4 Mainline (near Granada 

Dr.)
372+20 128' LT Winter Park W 4" CI Drainage 18" bet 3D-Y3D and 3D-Y26 crosses line N TH-117 3.57 96.60 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3476 3
I-4 Mainline (near Granada 

Dr.)
372+40 64' RT Winter Park W n/a n/a Roadway Line shown crossing I-4. Line does not exist N 3 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3477 3
I-4 Mainline (near Granada 

Dr.)
372+40 RT CenturyLink BT Roadway Relocate line to new Granada alignment N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3478 3
I-4 Mainline (near Granada 

Dr.)
372+40 105' RT Winter Park W 6" PVC Drainage Relocate line to new Granada alignment Y 3478 4.41 92.79 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3479 3
I-4 Mainline (near Granada 

Dr.)
375+20 RT CenturyLink BT Structure Relocate line to new Granada alignment N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3480 3
I-4 Mainline (near Granada 

Dr.)
375+20 110' RT Winter Park W 3" Steel Structure Relocate line to new Granada alignment Y 3480 1.52 101.26 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3481 3
I-4 Mainline (near Granada 

Dr.)
374+40 101' RT Duke - D OE Pole Roadway Pole in I-4 proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3
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3482 3
I-4 Mainline (near Granada 

Dr.)
374+40 RT BrightHouse OTV Roadway Joint attached to Duke pole in roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3483 3
I-4 Mainline (near Granada 

Dr.)
374+40 RT CenturyLink BTV Pedestal Roadway Pedestal in proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3484 3
I-4 Mainline (near Granada 

Dr.)
375+30 109' RT Duke - D OE Pole Roadway Pole in proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3485 3
I-4 Mainline (near Granada 

Dr.)
375+30 RT BrightHouse OTV Roadway Joint attached to Duke pole in roadway. To be relocated. (see conflict #3484) N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3486 3
I-4 Mainline (near Granada 

Dr.)
375+50 174' RT Winter Park W Valve Roadway Valve in proposed SW path. Adjust to grade N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3487 3
I-4 Mainline (near Granada 

Dr.)
375+85 205' RT Winter Park W Valve Roadway Valve in proposed SW path. Adjust to grade N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3488 3
I-4 Mainline (near Granada 

Dr.)
376+40 240' RT Winter Park W Valve Roadway Valve in proposed SW path. Adjust to grade N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3489 3 I-4 Mainline (near Riddle Dr.) 377+35 276' RT Duke - D OE Pole Roadway Pole in proposed SW path. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3490 3 I-4 Mainline (near Riddle Dr.) 377+35 RT BrightHouse OTV Roadway Joint attached to pole in proposed SW path. To be relocated. (see conflict #3489) N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3491 3 I-4 Mainline (near Riddle Dr.) 377+35 RT CenturyLink BT Pedestal Roadway Pedestal in proposed SW path. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3492 3 I-4 Mainline (near Riddle Dr.) 377+50 293' RT Winter Park W Valve Roadway Valve in proposed SW path. Adjust to grade N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3493 3 I-4 Mainline (near Riddle Dr.) 378+15 332' RT Winter Park W Valve Roadway Valve in proposed SW path. Adjust to grade N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3494 3 I-4 Mainline (near Riddle Dr.) 378+95 345' RT Duke - D OE Pole Roadway Pole in proposed SW path. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3495 3 I-4 Mainline (near Riddle Dr.) 378+95 RT BrightHouse OTV Roadway Joint attached to pole in proposed SW path. To be relocated. (see conflict #3494) N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3496 3 I-4 Mainline (near Riddle Dr.) 378+95 RT CenturyLink BT Pedestal Roadway Pedestal in proposed SW path. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3497 3 Fairbanks Ave 102+43 3' LT Winter Park W 6" CI None Designer request for tie-in requirements Y 2.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3498 3 I-4 Mainline 259+77 133' RT AT&T - FL BT Roadway Line will be in LA ROW under wall. To be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3499 3 I-4 Mainline 260+80 138' RT AT&T - FL BT Roadway Line will be in LA ROW under wall. To be relocated N 1.1 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3500 3 I-4 Mainline (near Riddle Dr.) 377+55 246' RT Duke - D OE Pole Roadway Pole in proposed new roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3501 3 I-4 Mainline (near Riddle Dr.) 377+55 RT BrightHouse OTV Roadway
Joint attached to pole in proposed new roadway. To be relocated. (see conflict 

#3500)
N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3502 3 I-4 Mainline (near Riddle Dr.) 377+55 RT CenturyLink BT Pedestal Roadway Pedestal in proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3503 3 I-4 Mainline (near Riddle Dr.) 380+10 145' RT Duke - D OE Pole Roadway Pole in proposed roadway. To be removed N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3504 3 I-4 Mainline (near Riddle Dr.) 380+10 RT BrightHouse OTV Roadway
Joint attached to Duke pole in proposed roadway. To be removed. (see conflict 

#3503)
N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3505 3 I-4 Mainline (near Riddle Dr.) 380+65 48' RT Duke - D OE Pole Roadway Pole in proposed roadway. To be removed N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3506 3 I-4 Mainline (near Riddle Dr.) 380+65 RT BrightHouse OTV Roadway
Joint attached to Duke pole in proposed roadway. To be removed. (see conflict 

#3505)
N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3507 3 I-4 Mainline (near Riddle Dr.) 381+50 84' RT Duke - D OE Pole Roadway Pole in proposed roadway. To be removed N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3508 3 I-4 Mainline (near Riddle Dr.) 380+70 29' RT Duke - D OE Pole Roadway Pole in proposed roadway. To be removed N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3
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3509 3 I-4 Mainline (near Riddle Dr.) 378+50 84' RT Duke - D OE Pole Roadway Pole in proposed roadway. To be removed N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3510 3 I-4 Mainline (near Riddle Dr.) 378+50 RT BrightHouse OTV Roadway
Joint attached to Duke pole in proposed roadway. To be removed. (see conflict 

#3509)
N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3511 3 I-4 Mainline (near Riddle Dr.) 378+50 RT CenturyLink BT Pedestal Roadway Pedestal in proposed roadway. To be removed N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3512 3 I-4 Mainline (near Riddle Dr.) 378+50 92' RT Winter Park W 3" Steel Drainage Structure 3D-WR11 crosses WM Y 3512 1.90 101.96 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3513 3 I-4 Mainline (near Riddle Dr.) 378+85 97' RT Winter Park W Valve Roadway Valve in proposed SW area. Adjust to final grade. N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3514 3 I-4 Mainline (near Riddle Dr.) 378+85 129' RT CenturyLink BT 25 pr. DBC Drainage 24" bet 3D-WR11 and 3D-WR21 Y 3514 2.85 101.09 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3515 3 I-4 Mainline (near Riddle Dr.) 379+15 60' RT Winter Park W Valve Roadway Valve in proposed sidewalk area. Adjust to final grade. N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3516 3 Wymore Rd 10+60 26' RT Winter Park W Valve Drainage 18" bet 3D-RW2 and OUTRW-2. To be relocated N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3517 3 Wymore Rd. (NO Fairbanks) 10+65 17' RT Duke - D OE Pole Drainage
Service to BB, pole close to driveway apron and next to 18" bet 3D-RW2 and 

OUTRW-2. To be relocated
N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3518 3 Wymore Rd 10+80 RT CenturyLink BT Pedestal Drainage 18" bet 3D-WR2 and 3D-WR5 close to line.  To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3519 3 Wymore Rd 11+35 RT BrightHouse OTV Roadway
Joint attached to Duke pole in proposed curb line. To be relocated. (see conflict 

#3524)
N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3520 3 Wymore Rd 11+60 22' RT AT&T - Corp. BFO 6w - 1 1/2" HDPE Drainage 24" bet 3D-RW2 and 3D-RW3 on top of line. Mark ups show line at 168" deep. N 14.0 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3521 3 Wymore Rd 11+00 36' LT Winter Park W Valve Roadway Valve in proposed sidewalk. Adjust to final grade N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3522 3 Wymore Rd. (NO Fairbanks) 11+05 24' LT Duke - D OE Pole Roadway Pole in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3523 3 Wymore Rd 11+05 LT BrightHouse OTV Roadway
Joint attached to Duke power pole in proposed sidewalk. To be relocated. (see 

conflict #3522)
N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3524 3 Wymore Rd 11+35 22' LT Duke - T OE Pole 69kv Roadway Pole in proposed roadway. To be relocated (exempt work) N 1.6 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3525 3 Wymore Rd. (NO Fairbanks) 11+35 22' LT Duke - D OE Drainage Joint attached to Duke - T pole. To be relocated. (see conflict #3524) N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3526 3 Wymore Rd 11+90 24' LT Winter Park W Valve Roadway Valve in proposed sidewalk. Adjust to final grade N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3527 3 Wymore Rd 12+40 LT BrightHouse OTV Pole Drainage Pole in proposed pond WR. Per UAO, will be removed. N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3528 3 Wymore Rd 12+85 55' LT Winter Park W Valve Roadway Valve in proposed pond WR. Adjust to final grade N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3529 3 Wymore Rd. (NO Fairbanks) 12+90 32' LT Duke - D BE Drainage
3D-WR4 on top of line. 14" x 23" pipe bet 3D-WR4 and 3D-WR1 on top of line. To 

be relocated.
N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3530 3 Wymore Rd 12+90 30' RT Winter Park W 6" CI Drainage 3D-WR5 on top of line. Refer to conflict #s 3552 and 3548 N 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3531 3
Riddle Rd (Wymore Rd 

station)
13+45 LT CenturyLink BT Drainage 3D-WR6A on top of line and line in Pond WR. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3532 3 Riddle Rd (WO Wymore Rd) 31+15 26' RT Duke - D OE Pole Roadway Pole in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3533 3 Riddle Rd (WO Wymore Rd) 30+29 17' RT Duke - D OE Pole Roadway Pole in proposed sidewalk, dead service pole. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3534 3 Riddle Rd (WO Wymore Rd) 30+86 22' LT Duke - D OE Pole Roadway Pole in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3535 3 Wymore Rd 14+90 LT BrightHouse OTV Roadway
Joint attached to Duke power pole in proposed sidewalk. To be relocated. (see 

conflict #3534)
N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3
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3536 3
Riddle Rd (Wymore Rd 

station)
14+90 LT CenturyLink BT Pedestal Roadway Pedestal in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3537 3 Riddle Rd (WO Wymore Rd) 32+00 43' LT Duke - D OE Pole Roadway Pole in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3538 3 Wymore Rd 14+50 LT BrightHouse OTV Roadway
Joint attached to Duke power pole in proposed sidewalk. To be relocated. (see 

conflict #3537)
N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3539 3 Wymore Rd 14+80 67' LT Duke - D OE Pole Roadway Pole should be clear of impact N 3 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3540 3 Wymore Rd 14+80 LT BrightHouse OTV Roadway Joint attached to Duke - D pole. (see conflict #3539) N 3 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3541 3 I-4 Mainline (Wymore Rd.) 453+00 159' RT Winter Park FM 12" PVC Drainage Structure 3E-AA119 close to line N 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3542 3 Wymore Rd 14+50 40' LT CenturyLink BT Drainage
18" bet 3D-WR7 and 3D-WR15 crosses line. There is no BT being crossed at this 

area.
N 3 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3543 3 Wymore Rd 15+00 19' RT Duke - D BE 6" PVC Drainage
24" bet 3D-WR13 and 3D-WR16 crosses line. To be relocated due to alignment 

change.
N 3543/3543A 2.65/3.03 100.06/99.67 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3544 3 Wymore Rd 15+00 18' RT AT&T - FL BFO 4" PE Drainage 24" bet 3D-WR13 and 3D-WR16 crosses line Y 3544 5.55 96.76 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3545 3 Wymore Rd 14+50 6' RT Winter Park W 12" CI Drainage 24" bet 3D-WR13 and 3D-WR16 crosses line. Refer to conflict #3547 N 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3546 3 Wymore Rd 14+25 Center Duke - D BE Drainage 30" bet 3D-WR13 and 3D-WR14 crosses line. To be relocated. N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3547 3 Wymore Rd 13+95 7' RT Winter Park W 10" Steel Drainage 18" bet 3D-WR13 and 3D-WR14 crosses line Y 3547 3.40 100.11 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3548 3 Wymore Rd 13+80 41' RT Winter Park W 6" CI Drainage 18" bet 3D-WR13 and 3D-WR14 crosses line Y 3548 3.75 103.44 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3549 3 Wymore Rd 13+85 9' LT Duke - T OE Pole 69kv Roadway Pole in proposed roadway. To be relocated (exempted work) N 1.6 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3550 3 Wymore Rd 14+50 46' LT Winter Park W 4" CI Drainage 18" bet 3D-WR7 and 3D-WR15 crosses line Y 3550 3.18 100.46 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3551 3 I-4 Mainline (at Orlando St.) 283+50 115' RT Orlando Sanitary MH Wall Retaining wall sits on MH and 8' line. To be relocated N 1.3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3552 3 Wymore Rd 11+60 15' RT Winter Park W 6" CI Drainage 14" x 23" bet 3D-WR2 and 3D-WR3 Y 3552 1.32 101.26 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3553 3 Wymore Rd 12+90 10' LT Winter Park W 10" Steel Drainage 18" bet 3D-WR4 and 3D-WR5 Y 3553 2.20 101.58 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3554 3 I-4 Mainline (at Orlando St.) 283+57 163' RT TECO G 2" Steel Drainage 24" bet 3B-U15A and 3B-U22B crosses line. N TH 67 2.39 99.50 Vvh from FDOT 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3555 3 I-4 Mainline (Roxbury Rd.) 382+75 LT AT&T - FL BFO 4" PE Roadway Under 20' fill. May need to relocate to new alignment. Verify owner Y 3555 6.17 95.83 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3556 3 I-4 Mainline (Roxbury Rd.) 382+75 80' LT Duke - D BE Roadway Under 20' fill. Will need to relocate to new alignment. N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3557 3 I-4 Mainline (Roxbury Rd.) 382+75 Center Duke - T OE 69kV Roadway Under 20' fill. Will need to relocate to new alignment.( Exempt work) N 1.6 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3558 3 I-4 Mainline (Roxbury Rd.) 382+75 65' LT Winter Park W 12" CI Roadway Under 20' fill. Will need to relocate to new alignment. N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3559 3 I-4 Mainline (Roxbury Rd.) 382+75 23' LT Winter Park W 6" CI Roadway Under 20' fill. Will need to relocate to new alignment. N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3561 3 I-4 Mainline (Roxbury Rd.) 383+90 13' LT Duke - T OE Pole 69kV Bridge Bridge #327. Pole in proposed bridge path. To be relocated (exempt work) N 1.6 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3562 3 I-4 Mainline (Roxbury Rd.) 382+65 RT CenturyLink BT Structure Barrier wall crossing line, no longer through street. Relocate line N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3563 3 I-4 Mainline (Roxbury Rd.) 382+20 RT CenturyLink BT Structure Barrier wall crossing line, no longer through street. Relocate line N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3
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3564 3 I-4 Mainline (Roxbury Rd.) 382+20 122' RT Winter Park W 3" Steel Structure Barrier wall crossing line, no longer through street. Relocate line Y 3564 1.3 100.21 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3565 3 I-4 Mainline (Roxbury Rd.) 383+90 Center Winter Park W FH Roadway FH in proposed bridge path / fill. To be relocated N 1.3 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3566 3 I-4 Mainline (Wymore Rd.) 384+75 10' RT Duke - T OE Pole 69kV Bridge Bridge #328 End Bent piles will be below lines. To be relocated (exempt work) N 1.6 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3567 3 I-4 Mainline (Wymore Rd.) 384+95 20' RT Duke - D BE Bridge Bridge 328 piles will go through lines. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3568 3 I-4 Mainline (Wymore Rd.) 384+75 18' LT Winter Park W 12" CI Structure Bridge piles will go through lines. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3569 3 I-4 Mainline (Wymore Rd.) 384+75 LT AT&T - Corp. BFO Structure Bridge piles will go through lines. (see conflict #3740) To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3570 3 I-4 Mainline (Wymore Rd.) 385+15 RT FDOT BE Structure Bridge piles will go through lines. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3571 3 I-4 Mainline (Wymore Rd.) 385+15 RT CenturyLink BT Pedestal Roadway Pedestal in proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3572 3 I-4 Mainline (Wymore Rd.) 385+70 48' RT Duke - D OE Pole Roadway Primary riser, secondary riser/Pedestal in proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3573 3 I-4 Mainline (Wymore Rd.) 385+50 60' RT Winter Park W 6" CI Roadway Line will be through bridge bends and fill area. Y 3573 3.02 97.49 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3574 3 I-4 Mainline (Wymore Rd.) 387+10 95' RT Duke - T OE Pole Bridge Bridge #328 pole in proposed bridge deck. To be relocated (exempt work) N 1.6 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3575 3 I-4 Mainline (Wymore Rd.) 387+10 96' RT Duke - D OE Roadway Joint attached to Duke - T pole. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3576 3 I-4 Mainline (Wymore Rd.) 385+80 RT AT&T - Corp. BFO Structure Bridge piles will go through lines. (see conflict #3741) To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3577 3 I-4 Mainline (Wymore Rd.) 385+80 97' RT Winter Park W 6" CI Structure Bridge piles will go through lines. To be relocated N 1.3 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3578 3 I-4 Mainline (Wymore Rd.) 385+80 RT CenturyLink BT Structure Bridge piles will go through lines. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3579 3 I-4 Mainline (Wymore Rd.) 387+20 156' RT Winter Park W Valve Roadway Valves in proposed sidewalk. To be adjusted N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3580 3 I-4 Mainline (Wymore Rd.) 387+40 150' RT Winter Park W Valve Roadway Valves in proposed sidewalk. To be adjusted N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3581 3 I-4 Mainline (Wymore Rd.) 387+75 RT CenturyLink BT Pedestal Roadway Pedestal in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3582 3 I-4 Mainline (Wymore Rd.) 387+95 172' RT Winter Park W Valve Roadway Valves in proposed sidewalk. To be adjusted N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3583 3 I-4 Mainline (Salisbury Blvd.) 387+05 120' LT Winter Park W 6" CI Structure Water crossing under wall and fill in area of existing I-4 - See # 3584 N 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3584 3 I-4 Mainline (Salisbury Blvd.) 387+25 192' LT Winter Park W 6" CI Roadway Water crossing under wall and fill Y 3584 3.16 98.07 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3585 3 I-4 Mainline (Wymore Rd.) 388+70 146' RT Duke - D OE Pole Roadway Pole in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3586 3 I-4 Mainline (Wymore Rd.) 389+00 92' RT Winter Park W 5" CI Structure Water crosses under fill and wall crossing Y 3586 2.6 96.38 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3587 3 I-4 Mainline (Wymore Rd.) 389+00 154' RT Winter Park W Valves (2) Roadway Valves in proposed sidewalk. Adjust to grade N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3588 3 I-4 Mainline (Euston Rd.) 389+65 157' LT Winter Park W 4" CI Roadway Retaining wall over line, test hole offset W of ditch line Y 3588 4.36 94.87 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3589 3 I-4 Mainline (Roxbury Rd.) 380+30 RT CenturyLink BT Pedestal Roadway Pedestal close to proposed sidewalk. N 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3590 3 I-4 Mainline (Wymore Rd.) 386+20 89' RT AT&T - Corp. FOC 6-1 1/2" PE Roadway Line in proposed roadway fill area. (see conflict #3742) Y 3590 4.47 95.52 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3
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3591 3 I-4 Mainline (Wymore Rd.) 387+13 RT AT&T - Corp. BFO 4-2" PE Bridge Bridge piles close to line. (see conflict #3743) Y 3591 3.4 95.58 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3592 3 I-4 Mainline (Lee Rd.) 401+40 138' RT Winter Park W 6" DI Drainage
COWP may have easement for this crossing; according to City of Winter Park this 

line should be at station 396+50
Y 3592 3.5 94.16 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3593 3 I-4 Mainline (Lee Rd.) 407+50 RT CenturyLink BT Roadway Crossing of I-4 through walls and around drainage Y 3592 Line does not exist. 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3594 3 I-4 Mainline (Lee Rd.) 407+50 156' RT Duke - D OE Pole LA ROW
Overhead crossing. May be able to jog fence to remain. Pole can remain, no other 

conflict.
N 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3595 3 I-4 Mainline (Lee Rd.) 407+50 156' RT BrightHouse OTV Roadway Joint attached to Duke overhead crossing. (see conflict #3594) N 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3596 3 I-4 Mainline (SO Lee Rd.) 407+55 156' RT Duke - T OE Pole 69kV Roadway I-4 crossing. Attempt to save pole. Pole can remain, no other conflict. N 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3597 3 I-4 Mainline (SO Lee Rd.) 407+30 141' LT CenturyLink BT Drainage 54" bet 3D-Z34A and 3D-Z37 crosses line. Verify with CenturyLink before clearing. Y 3592 Line does not exist. 2.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3598 3 I-4 Mainline (SO Lee Rd.) 407+75 152' LT Duke - D OE Pole LA ROW Pole inside LA ROW. Pole can remain, no other conflict. N 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3599 3 I-4 Mainline (SO Lee Rd.) 407+75 152' LT BrightHouse OTV Roadway Joint attached to Duke - D pole inside LA ROW (see conflict #3598) N 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3600 3 I-4 Mainline (SO Lee Rd.) 408+15 150' LT Duke - T OE Pole 69kV Roadway Pole close to LA ROW. Attempt to save pole. No conflict. N 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3601 3 I-4 Mainline (SO Lee Rd.) 407+70 149' LT Duke - D OE Sign Sign
Proposed sign OHC-90 below power. Can sign be relocated? Sign to be relocated 

to avoid conflict.
N 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3602 3 I-4 Mainline (SO Lee Rd.) 407+70 149' LT Duke - T OE 69kV Sign
Proposed sign OHC-90 below power. Can sign be relocated? Sign to be relocated 

to avoid conflict.
N 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3603 3 I-4 Mainline (SO Lee Rd.) 407+45 164' RT Winter Park Sanitary 8" VC Roadway Line close to retaining wall. Verify location N Inverts available 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3604 3
Lee Rd - Frontage Rd (new 

alignment)
20+90 25' RT Winter Park W 8" AC Drainage 18" bet 3D-0Z-9D and 3D-0Z10 Y 3604 3.64 92.75 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3605 3
Lee Rd - Frontage Rd (new 

alignment)
20+90 21' RT Duke - D BE 3/4" & 1 1/4" PVC Drainage Structure 3D-0Z-9D on top of BE line Y 3605 0.37 95.74 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3606 3
Lee Rd - Frontage Rd (new 

alignment)
20+90 16' RT Duke - D BE 3 1/2" Steel Drainage Structure 3D-0Z-9D on top of BE line Y 3606 3.41 92.92 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3607 3
Lee Rd - Frontage Rd (new 

alignment)
20+85 15' LT Duke - D BE 1 1/4" PVC Drainage 66" bet 3D-Z65 and 3D-CC-16 crosses line Y 3607 0.26 95.87 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3608 3
Lee Rd - Frontage Rd (new 

alignment)
20+10 13' RT Duke - D BE 1 1/2" PVC Drainage Structure 3D-0Z10 on top of BE line Y 3608 1.26 104.64 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3609 3
Lee Rd - Frontage Rd (new 

alignment)
20+10 17' RT Winter Park W 8" AC Drainage Structure 3D-0Z10 on top of line Y 3609B 3.28 92.4

Also found 3 1/2" CI W, 

3.77 depth, 91.61 elev 

(TH 3609) & 3" UNK W, 

4.06 depth, 91.62 elev 

2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3610 3
Lee Rd - Frontage Rd (new 

alignment)
20+60 20' RT Winter Park W 8" AC Drainage 66" bet 3D-Z65 and 3D-CC-16 Y 3610 3.46 92.73 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3611 3
Lee Rd - Frontage Rd (new 

alignment)
20+60 21' RT Duke - D BE Drainage 66" bet 3D-Z65 and 3D-CC-16 Y 3611 3.69 92.62 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3612 3
Lee Rd - Frontage Rd (new 

alignment)
20+60 15' RT Duke - D BE Drainage 66" bet 3D-Z65 and 3D-CC-16 Y 3612 1.81 94.12 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3613 3
Lee Rd - Frontage Rd (new 

alignment)
10+50 LT CenturyLink BT Pedestal Roadway Pedestal in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3614 3
Lee Rd - Frontage Rd (new 

alignment)
10+50 17' LT Winter Park W Back Flow Roadway Back flow in proposed SW N 1.3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3615 3
Lee Rd - Frontage Rd (new 

alignment)
10+60 28' LT Winter Park Sanitary MH Roadway MH in proposed sidewalk. Adjust to grade N 1.5 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3616 3
Lee Rd - Frontage Rd (new 

alignment)
10+45 39' LT Winter Park W 8" AC Roadway Valve in proposed roadway. Adjust to grade N 1.5 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3617 3
Lee Rd - Frontage Rd (new 

alignment)
10+45 38' RT Winter Park W 12" CI Drainage Structure 3D-CC-2 close to line Y 3617 1.62 94.31 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3
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3618 3
Lee Rd - Frontage Rd (new 

alignment)
10+45 45' RT CenturyLink BT 2-2 1/2" DBC Drainage Structure 3D-CC-2 close to line Y 3618 2 93.95

Also found 3/4" DBC BT, 

2.47' depth, 93.48' elev 

(TH 3618)

2.4 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3619 3
Lee Rd - Frontage Rd (new 

alignment)
10+40 34' RT Winter Park W Valve Roadway Valve in pavement mill area. Adjust to grade N 1.5 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3620 3
Lee Rd - Frontage Rd (new 

alignment)
10+80 16' LT Winter Park W 6" PVC Drainage 18" bet 3D-CC-3 and 3D-CC-4 crosses line Y 3620 3.85 92.93 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3621 3
Lee Rd - Frontage Rd (new 

alignment)
10+80 RT CenturyLink BT Drainage Structure 3D-CC-4 close to line Y 3621 Line does not exist. 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3622 3
Lee Rd - Frontage Rd (new 

alignment)
10+90 31' RT Winter Park W FH Drainage Structure 3D-CC-4 close to FH. Attempt to save N 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3623 3
Lee Rd - Frontage Rd (new 

alignment)
11+60 16' LT Winter Park W 6" PVC Drainage Structure 3D-CC-6 close to line Y 3623 2.95 92.34 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3624 3
Lee Rd - Frontage Rd (new 

alignment)
12+30 24' LT Winter Park W 6" PVC Drainage 14" X 23" bet 3D-CC-7 and 3D-CC-6 crosses line Y 3624 2.85 92.08 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3625 3
Lee Rd - Frontage Rd (new 

alignment)
10+85 23' RT Winter Park W 6" PVC Drainage Structure 3D-CC-4 close to line Y 3625 3.66 92.97 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3626 3 I-4 Mainline (Lee Rd.) 412+20 LT CenturyLink BT 1 1/4" DBC Roadway BT line close to LA ROW. Verify location Y 3626 2.85 95.29 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3627 3 I-4 Mainline (Lee Rd.) 414+50 LT CenturyLink BT 1 1/4" DBC Drainage Structure 3D-Z67A close to line Y 3627 3.78 95.94 2.4 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3628 3 I-4 Mainline (Lee Rd.) 414+90 LT CenturyLink BT Hand hole Roadway Hand hole in proposed sidewalk. Adjust to grade N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3629 3 I-4 Mainline (Lee Rd.) 415+30 225' LT Duke - D OE Pole Roadway Pole in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3630 3 I-4 Mainline (Lee Rd.) 415+30 225' LT FDOT OT Traffic Control Roadway FDOT TC attached to Duke pole being relocated N 1.3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3631 3 I-4 Mainline (Lee Rd.) 415+00 LT FDOT OE Pole Roadway FDOT service pole in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3632 3 I-4 Mainline (Lee Rd.) 415+00 LT FDOT OT Roadway FDOT riser on pole in proposed sidewalk. To be relocated N 1.3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3633 3 I-4 Mainline (Lee Rd.) 415+00 LT FDOT OT Traffic Control Roadway FDOT TC on riser in proposed sidewalk. To be relocated N 1.3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3634 3 I-4 Mainline (Lee Rd.) 414+55 Center Duke - D OE Roadway Constructability issue, check clearance on OE N 2.3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3635 3 Lee Rd (near I-4) 126+65 334' RT Winter Park Sanitary Lift Station Drainage 24" between 3D-Z42 and 3D-Z62. ROW commitments require replacement of LS. N 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3636 3 Lee Rd (near I-4) 125+65 RT Unknown OFO Riser Roadway Joint attached to signal pole in proposed roadway N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3637 3 Lee Rd (near I-4) 125+70 72' RT Winter Park FM 6" CI Roadway 18" bet 3D-025 and 3D-0Z6 crosses line Y 3637 3.87 94.76 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3638 3 Lee Rd (near I-4) 125+75 53' RT Duke - D OE Pole Roadway Pole in proposed sidewalk. To be relocated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3639 3 Lee Rd (near I-4) 125+75 53' RT Unknown OFO Roadway Possible signaling OFO joint attached to Duke pole. To be relocated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3640 3 Lee Rd (near I-4) 125+75 48' RT CenturyLink BT Pedestal Roadway Pedestal in proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3641 3 Lee Rd (near I-4) 127+00 56' RT CenturyLink BT MH Drainage Structure 3D-0Z-7 close to line N 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3642 3 Lee Rd (near I-4) 127+00 55' RT Winter Park FM 8" HDPE Drainage Structure 3D-0Z-7 close to FM Y 3642 / 3642A 5.17 93.99

Also found2" PVC TS, 

3.85' depth, 95.25' elev 

(TH 3642A)

2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3643 3 Lee Rd (near I-4) 127+00 45' RT Winter Park W 12" CI Drainage Structure 3D-0Z-7 close to line Y 3643 3.52 95.27 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3644 3 Lee Rd (near I-4) 127+00 56' RT CenturyLink BT 2-4" AC Drainage Structure 3D-0Z-7 close to line Y 3644 5.0 93.95 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3
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3645 3 I-4 Mainline (Wymore Rd.) 443+05 192' RT Duke - D BE 6" PVC Drainage 66" bet 3E-AA85 and 3E-AA91, close to line Y 3645 3.95 90.86 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3646 3 I-4 Mainline (Wymore Rd.) 443+05 185' RT AT&T - Corp. BT 1 1/2" DBC Drainage 66" bet 3E-AA85 and 3E-AA91, close to line Y 3646 2.88 91.51 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3647 3 I-4 Mainline (Wymore Rd.) 443+05 185' RT Verizon Business BT 2 -1 1/2" PE Drainage 66" bet 3E-AA85 and 3E-AA91, close to line Y 3647 3.28 90.67 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3648 3 I-4 Mainline (Wymore Rd.) 443+05 186' RT Winter Park FM 12" PVC Drainage 66" bet 3E-AA85 and 3E-AA91, close to line Y 3648 1.2 91.78 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3649 3 I-4 Mainline (Wymore Rd.) 443+05 187' RT BrightHouse BTV Drainage 66" bet 3E-AA85 and 3E-AA91, close to line Y 3649 Line does not exist. 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3650 3
I-4 Mainline (ad to Wymore 

Rd.)
443+45 164' RT Duke - T OE Turn Pole 69kv Drainage

66" bet 3E-AA85 and 3E-AA91, close to line. Drainage to be modified to avoid 

impact to pole.
N 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3651 3 I-4 Mainline (Wymore Rd.) 443+45 164' RT Duke - D OE Drainage
Joint attached to Duke - T pole/riser. 66" bet 3E-AA85 and 3E-AA91, close to line. 

Line to be relocated to avoid impact (see #3650)
N 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3652 3 I-4 Mainline (Wymore Rd.) 443+45 164' RT Verizon Business OT Riser Drainage Joint attached to Duke - T pole/riser, 60" bet 3E-AA85 and 3E-AA91, close to line N 2.3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3653 3 I-4 Mainline (Wymore Rd.) 443+45 164' RT CenturyLink BT Pedestal Drainage 60" bet 3E-AA85 and 3E-AA91, close to pedestal N 2.3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3654 3 I-4 Mainline (Wymore Rd.) 443+70 160' RT BrightHouse BTV Hand hole Drainage 60" bet 3E-AA85 and 3E-AA91, close to hand hole N 2.3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3655 3 I-4 Mainline (Wymore Rd.) 443+70 160' RT AT&T - FL BFO 2" PVC Drainage 60" bet 3E-AA85 and 3E-AA91, close to line Y 3655 2.9 91.98 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3656 3 I-4 Mainline (Wymore Rd.) 443+70 160' RT Verizon Business BFO 3 - 1 1/2" PE Drainage 60" bet 3E-AA85 and 3E-AA91, close to line Y 3656 5.95 88.75 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3657 3 I-4 Mainline (Wymore Rd.) 443+70 160' RT BrightHouse BFO 3 - 1 1/2" PE Drainage 60" bet 3E-AA85 and 3E-AA91, close to line Y 3657 2.65 92.18 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3658 3 I-4 Mainline (Wymore Rd.) 443+70 170' RT Winter Park FM 12" PVC Drainage 60" bet 3E-AA85 and 3E-AA91, close to line Y 3658 2.9 91.9 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3659 3 I-4 Mainline (Wymore Rd.) 443+00 227' RT CenturyLink BT 2 - 1 1/2" Drainage 60" bet 3E-AA85 and 3E-AA91, close to line Y 3659 2.94 91.28 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3660 3 I-4 Mainline (Wymore Rd.) 443+00 228' RT AT&T - TCG BFO 2-4" & 1-1 1/2" PVC / DBC Drainage 60" bet 3E-AA85 and 3E-AA91, close to line Y 3660 2.0 92.09 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3661 3 I-4 Mainline (Wymore Rd.) 451+00 154' RT Verizon Business BT MH Drainage Structure 3E-AA114 close to MH. Attempt to avoid impact N 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3662 3 I-4 Mainline (Wymore Rd.) 451+00 150' RT Verizon Business FOC 4 - 2" PE Drainage Structure 3E-AA114 close to line Y 3662 2.1 93.97 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3663 3 I-4 Mainline (Wymore Rd.) 451+00 Center Duke - D OE Roadway Crossing shown on plans, line does not exist in field N 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3664 3 I-4 Mainline (Wymore Rd.) 451+00 167' LT Verizon Business FOC 3 - 1 1/2" PE Drainage Structure 3E-AA109 close to line Y 3664 2.95 93.74 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3665 3
I-4 Mainline (SO Kennedy 

Blvd.)
458+64 140' RT Level 3 BFO 20 way Wall Line crosses under proposed MSE wall Y 3665 6.7 92.08

Unable to visually verify 

size and material due to 

ground water and mud 

caving in

2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3666 3 I-4 Mainline (Wymore Rd.) 447+00 160' RT Winter Park FM 12" PVC Drainage Structure 3E-AA105 close to line Y 3666 3.68 91.97 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3667 3 Kennedy Blvd (at Wymore Rd) 102+55 43' RT Eatonville Sanitary MH Roadway MH in proposed roadway. Adjust to grade N 1.5 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3668 3 Kennedy Blvd (at Wymore Rd) 102+55 36' RT Eatonville Sanitary MH Roadway MH in proposed roadway. Adjust to grade N 1.5 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3669 3 Kennedy Blvd (at Wymore Rd) 102+55 40' RT Eatonville W Valve Roadway Valve in proposed roadway. Adjust to grade N 1.5 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3670 3 Kennedy Blvd (at Wymore Rd) 102+75 33' LT Eatonville W FH Roadway FH in proposed roadway. To be relocated N 1.3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3671 3 Kennedy Blvd (at Wymore Rd) 102+00 39' LT Duke - D OE Pole Roadway Pole in proposed bridge structure, active Osprey Nest N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3
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3672 3 Kennedy Blvd (at Wymore Rd) 102+50 39' LT AT&T - TCG FOC 2 - 4" PVC Drainage Structure 3E-OSBB2 close to line Y 3672 3.26 96.27 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3673 3 Kennedy Blvd (at Wymore Rd) 102+50 40' LT FPL - FN FOC Drainage Structure 3E-OSBB2 close to line Y 3673 11.56 87.94

Unable to visually verify 

size and material due to 

ground water and mud 

caving in

2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3674 3 Kennedy Blvd (at Wymore Rd) 102+50 9' LT Eatonville FM Unknown Unknown Drainage Structure 3E-OSBB2 close to FM Y 3674

Requested FM is in 

Roadway south of 

requested location. Not in 

conflict.

2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3675 3 Kennedy Blvd (at Wymore Rd) 102+70 52' LT Duke - D OE Pole Roadway FDOT service pole in proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3676 3 Kennedy Blvd (at Wymore Rd) 102+77 41' RT Summit Broadband OFO Hand hole Roadway Hand hole in proposed curb. To be relocated or traffic rated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3677 3 I-4 Mainline (at Kennedy) 461+00 177' RT Duke - T OE Pole 69kv Roadway
Pole close to proposed roadway. Attempt to save pole. Does not appear to be 

enough set-back for pole to remain. To be relocated.
N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3678 3 I-4 Mainline (at Kennedy) 461+00 177' RT Duke - D OE Roadway
Joint attached to Duke - T pole close to proposed roadway. To be relocated (see 

#3677)
N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3679 3 I-4 Mainline (at Kennedy) 461+00 177' RT AT&T - TCG OFO Roadway
Joint attached to Duke - T pole close to proposed roadway. To be relocated (see 

#3677)
N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3680 3 Kennedy Blvd (at Wymore Rd) 102+85 48' LT AT&T - FL BFO Hand hole Roadway Hand hole in proposed roadway. To be relocated or traffic rated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3681 3 Kennedy Blvd (at Wymore Rd) 102+90 42' LT Duke - D OE Pole Roadway Pole in proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3682 3 Kennedy Blvd (at Wymore Rd) 102+90 42' LT BrightHouse OTV Roadway
Joint attached with Duke - D pole in proposed roadway. (see conflict #3681) To be 

relocated
N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3683 3 Kennedy Blvd (at Wymore Rd) 102+90 43' LT Duke - D BE Pedestal Roadway Pedestal in proposed roadway. To be relocated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3684 3 Kennedy Blvd (at Wymore Rd) 102+50 LT Embarq BFO 2 -4" PVC Drainage Structure 3E-OSBB2 close to line Y 3684 3.91 95.41 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3685 3 I-4 Mainline (at Kennedy) 458+64 168' LT Level 3 BFO 20 way Wall Barrier wall crosses BFO line Y 3685 Unable to access location 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3686 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+40 43' RT CenturyLink BT MH Roadway Manhole may be in new curb line. Try to save. N 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3687 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+55 51' RT Verizon Business BFO MH Bridge Bridge #331 end bent close to MH. Try to save N 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3688 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+50 41' RT Duke - T OE Pole 69kv Bridge

Bridge #331. Pole in proposed bridge path, pole has shield and guy. To be 

relocated
N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3689 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+50 41' RT BrightHouse OTV Bridge Bridge #331. Joint attached to Duke - T pole. To be relocated (see conflict #3688) N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3690 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+35 41' RT Duke - T OE Turn Pole 69kv Bridge

Bridge #331. Proposed bridge crosses anchor line. Try to save pole. Due to guy 

pole removal, pole will need to be replaced/relocated.
N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3691 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+35 41' RT Duke - D OE Bridge

Joint attached to Duke - T pole. Bridge #331. Try to save pole. To be relocated. 

(see conflict #3690)
N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3692 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+35 41' RT BrightHouse OTV Bridge

Joint attached to Duke - T pole. Bridge #331. Try to save pole. To be relocated. 

(see conflict #3690)
N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3694 3
Lake Destiny Dr. (Kennedy 

Blvd stationing)
99+30 37' LT Duke - D OE Pole Structure Pole close to proposed structure 3E-0SBB1 N 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3695 3
Lake Destiny Dr. (Kennedy 

Blvd stationing)
99+30 37' LT BrightHouse OTV Structure

Joint attached with Duke - D , pole close to proposed structure 3E-0SBB1 (see 

conflict #3694)
N 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3696 3
Lake Destiny Dr. (Kennedy 

Blvd stationing)
99+60 LT CenturyLink BT Pedestal Drainage Pedestal at proposed structure 3E-0SBB1. Need to relocate N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3697 3
Lake Destiny Dr. (Kennedy 

Blvd stationing)
99+25 LT Verizon Business BT Hand hole Drainage 18" bet 3E-0SBB1 and 3E-0SBB3 crosses hand hole N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3698 3
Lake Destiny Dr. (Kennedy 

Blvd stationing)
99+35 37' LT Duke - D OE Sign

Proposed OE sign structure close to distribution and transmission power lines. 

Verify clearance
N 2.3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3699 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+75 37' LT Duke - D OE Pole Bridge Bridge #331. Pole in proposed bridge path. To be relocated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3
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3700 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+65 40' LT FDOT OE Pole Bridge Bridge #331. FDOT service pole in proposed bridge path. To be relocated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3701 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+35 30' LT Eatonville FM 8" CI Drainage 18" bet 3E-0SBB1 and 3E-0SBB1A crosses line. Y 3701 3.93 95.52 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3702 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+35 29' LT AT&T - TCG BFO Drainage 18" bet 3E-0SBB1 and 3E-0SBB1A crosses line. Y 3702 6.8 92.92

Unable to visually verify 

apparent utility due to 

groundwater and cave-

ins, possible AT&T buried 

2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3703 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+35 40' LT Embarq BFO Drainage 18" bet 3E-0SBB1 and 3E-0SBB1A crosses line. Y 3703 3.75 95.92 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3704 3
Kennedy Blvd (Lake Destiny 

Dr.)
99+35 57' LT FPL - FN BFO Drainage 18" bet 3E-0SBB1 and 3E-0SBB1A crosses line. Y 3704 2.98 96.55 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3705 3
Lake Destiny Dr. (Kennedy 

Blvd stationing)
99+60 LT CenturyLink BT Pedestal Drainage Pedestal at proposed structure 3E-0SBB1. Need to relocate N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3706 3 I-4 Mainline 471+00 170' LT Duke - D OE Pole Drainage
Pole at proposed structure 3E-BB7. Attempt to save. Pole outside of ROW. Protect 

in place.
N 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3707 3 I-4 Mainline 471+00 LT AT&T - FL OFO Drainage Joint attached to Duke - D pole. Close to structure 3E-BB7. N 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3708 3 I-4 Mainline 471+00 LT BrightHouse BTV Pedestal Drainage Pedestal at proposed structure 3E-BB7. To be relocated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3709 3 I-4 Mainline (Par St.) 317+00 137' LT TECO Gas 6" Steel Drainage 30" bet 3C-OW11A & existing structure crosses line Y 3709A 7.68 86.87

 unable to visually verify 

utility size and material 

due to ground water.

2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3710 3 I-4 Mainline (at Dartmouth) 321+50 160' RT Duke - D OE Pole Roadway 2 poles, one has a broken Osprey platform, other is active N 3 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3711 3 I-4 Mainline (Lee Rd.) 401+40 139' LT Winter Park W 8" CI Drainage 54" bet 3D-Z28 and 3D-Z29A crosses line. Line may cross to the south, will verify Y 3711 4.3 94.04 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3712 3 I-4 Mainline (near Julian St.) 360+35 167' LT Duke - D OE Pole Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3713 3 Lee Rd. 121+95 RT CenturyLink BT MH Roadway MH in proposed sidewalk. Adjust to grade N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3714 3 Lee Rd. 121+30 48' RT Winter Park W Meter Roadway Meter in proposed sidewalk. Can be removed N 1.3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3715 3 Lee Rd. 121+30 43' RT Winter Park W Valve Roadway Valve in proposed sidewalk. Adjust to grade N 1.5 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3716 3 Lee Rd. 120+40 49' RT Winter Park W Meter Roadway Meter in proposed sidewalk. Can be removed N 1.3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3717 3
Kennedy Blvd (at Wymore 

Rd.)
104+06 33' RT Summit Broadband OFO Hand hole Roadway Hand hole in proposed curb. To be relocated or traffic rated N 1.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3718 3
I-4 Mainline (near Minnesota 

Ave.)
344+00 115' LT OUC - D OE Pole Roadway Pole in proposed mainline roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3719 3 Wymore Rd 14+50 63' LT Winter Park W Valve Roadway Valve in proposed SW. Adjust to final grade N 1.5 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3720 3 Lee Rd (at Lee Access) 114+74 69' RT Winter Park Sanitary 8" VC Drainage 18" bet 3D-CC-4 and 3D-CC-2 crosses line N Inverts available 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3721 3 I-4 Mainline (near Jewell Ave.) 326+10 LT CenturyLink BT Pedestal Drainage Pedestal in I-4 roadway. To be relocated. N 1.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3722 3
I-4 Mainline (SO Ivanhoe 

Blvd)
227+50 100' RT Orlando Sanitary 16" CI Wall Retaining wall on top of crossing. Try to find casing (if there) Y 3722 13.2 71.35 2.2 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3723 3
I-4 Mainline (near Granada 

Dr.)
372+40 RT BrightHouse BFO 2-1 1/2" PE Drainage 18" bet 3D-OY3 and 3D-OY5 crosses line Y 3723 2.2 94.86 2.4 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3724 3 Wymore Rd. (NO Fairbanks) 11+75 19' LT Winter Park W 12" CI Drainage 18" bet OUTWR-2 and OUTWR-1 crosses line Y 3724 2.75 100.37 2.2 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3725 3 I-4 Mainline (SO Lee Rd.) 402+00 149' RT Winter Park FM 6" Roadway Feed to FH in business parking lot Y 3725 7.64 89.65 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3726 3 Lee Access Rd. 12+15 24' LT Winter Park Sanitary Drainage 14" X 23" bet 3D-CC-7 and 3D-CC-6 crosses line (not shown on plans) Y 2.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3
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3727 3 Kennedy (at Lake Destiny) 99+00 32' RT Winter Park FM 14" PVC None Locate line per designer's request Y 3727 2.6 96.62 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3728 3 Kennedy (at Wymore Rd.) 102+50 37' RT Winter Park FM 14" PVC None Locate line per designer's request Y 3728 3.22 96.3 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3729 3 Kennedy (at Wymore Rd.) 102+58 53' RT Winter Park FM 12" PVC None Locate line per designer's request Y 3729 3.84 96.19 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3730 3 Kennedy (at Lake Destiny) 99+31 70' LT Eatonville FM 8" Drainage 3E-OSBB1 close to existing line Y 2.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3731 3 Kennedy (at Lake Destiny) 99+42 15' LT Eatonville W 6" None Locate line per designer's request Y 2.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3732 3 Kennedy (at Wymore Rd.) 102+48 16' LT Eatonville W 6" None Locate line per designer's request Y 2.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3733 3
I-4 Mainline (Wymore Rd. NO 

Kennedy)
461+31 171' RT Eatonville FM 8" PVC None Locate line per designer's request Y 3733 3.15 97.69 2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3734 3 Kennedy (at Wymore Rd.) 102+58 28' RT Eatonville W 12" DI None Locate line per designer's request Y 3734 3.86 95.37

Also found 2-1.5" FOC, 

3.14' depth, 96.03' elev 

(TH 3734A)

2.2 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

3735 3 I-4 Mainline (at Par) 316+15 165' LT TECO Gas 2" Steel Drainage 18" bet 3B-V88 and 3B-V90 crosses line Y 3735 2.4 92.84 2.4 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3736 3 I-4 Mainline (at Par) 316+15 168' LT OUC - W W 6" CI Drainage 18" bet 3B-V88 and 3B-V90 crosses line Y 3736 3.74 91.68 2.2 I4U-03-JEG-PL-XX02 4/20/2015 W01-A3

3737 3 I-4 Mainline (Northshore Dr.) 257+80 LT AT&T - FL BT Terminal Roadway
Joint attached to OUC Pole In proposed SW. This is a BT Terminal on pole. To be 

relocated
N 1.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3738 3 Fairbanks Ave 104+60 RT AT&T - FL BFO Drainage Structure 3C-X40 on top of line N 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3739 3 Fairbanks Ave 66+10 RT AT&T - FL BT Drainage 18" bet 3C-X50 and 3C-X49 crosses line N 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

3740 3 I-4 Mainline (Wymore Rd.) 380+26 131' LT AT&T - FL BT 6 - 1 1/2" HDPE Bridge Bridge #325 end bent piles will go through lines. To be relocated. N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3741 3 I-4 Mainline (Wymore Rd.) 385+80 103' RT AT&T - FL BT 6 - 1 1/2" HDPE Bridge Bridge #327/328 end bent piles will go through lines. To be relocated. N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3742 3 I-4 Mainline (Wymore Rd.) 386+20 81' RT AT&T - FL BT 6 - 1 1/2" HDPE Roadway Line in proposed roadway re-alignment area. To be relocated. N 1.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3743 3 I-4 Mainline (Wymore Rd.) 387+74 113' RT AT&T - FL BT 6 - 1 1/2" HDPE Bridge Bridge #328 end bent piles close to line. Line is clear if within current ROW. N 3 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

3744 3 I-4 Mainline (Northshore Dr.) 257+43 182' LT OUC - W W 16" CI Drainage Structure 3A-OS2-6 close to existing line. Y 3744 3.55 82.18 2.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

3745 3 Princeton St. 50+00 49' LT OUC - W W 10" Steel Drainage 18" bet 3B-OT13 and existing structure crosses line Y 3745 4.0 96.42 2.1 I4U-03-JEG-PL-XX02 4/20/2015 W03-A3

3746 3 Par Av. 13+30 63' RT OUC - W W 6" Drainage 18" bet 3B-V88 and 3B-V90 crosses line Y 3746 3.66 91.48 2.1 I4U-03-JEG-PL-XX02 4/20/2015 W03-A3

3747 3 Formosa (at Miller) 21+26 79' LT Winter Park W 4" DI Drainage 66" bet 3C-W2-IN and 3C-W2-31 crosses new line Y 2.1 I4U-03-JEG-PL-XX03 4/20/2015 W03-A3

3748 3
I-4 Mainline (near Indiana 

Ave.)
334+00 148' LT Winter Park W 8" Roadway Line cap needs to be relocated away from drainage and walls. Y 3748 0 95.73 2.1 I4U-03-JEG-PL-XX03 4/20/2015 W03-A3

3749 3 Minnesota (at Midiron) 18+70 64' LT OUC - W W 2" Drainage Structure 3C-W2-40 and 60" pipe on line Y 3749 1.9 95.13 2.1 I4U-03-JEG-PL-XX03 4/20/2015 W03-A3

3750 3 I-4 Mainline (Wymore Rd.) 443+05 RT AT&T - FL BFO Fibers (3) Drainage 66" bet 3E-AA85 and 3E-AA91 close to line. N 2.1

3751 3 I-4 Mainline (Wymore Rd.) 443+00 228' RT AT&T - FL BFO Fibers (3) Drainage 66" bet 3E-AA85 and 3E-AA91 close to line. N 2.1

3752 3
Kennedy Blvd. (at Wymore 

Rd.)
102+50 LT AT&T - FL BFO Fibers (3) Drainage Structure 3E-OSBB2 close to line. N 2.1

3753 3 I-4 Mainline (at Kennedy) 461+00 177' RT AT&T - FL BFO Fibers (3) Roadway
Joint attached to Duke - T pole close to proposed roadway. To be relocated (see 

#3677)
N 1.1
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3754 3 Fairbanks Ave 103+35 59' RT AT&T - FL BFO Fibers (2) Drainage 24" bet 3C-X45 and 3C-X41 crosses line. N 2.1

4001 4 I-4 Mainline 477+98 Center Maitland W 14" DI Drainage 36" bet 4A-708B & 4A-702. crosses line. To be relocated N TH 157 5.6 91.4 Vvh from FDOT 1.3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4002 4 I-4 Mainline 477+98 153' LT Maitland W 14" DI Drainage 72" bet 4A-601B & 4A-603 crosses line. To be relocated N TH 156 6.9 88.1 Vvh from FDOT 1.3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4003 4 I-4 Mainline 480+00 RT BrightHouse BFO 4" PVC Drainage
36" bet 4A-702 & 4A-704 crosses line. Pipe flow at 91.16, direct conflict. To be 

relocated.
N TH 158 5.2 92.5 Vvh from FDOT 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4004 4
I-4 Mainline (bet Kennedy & 

Maitland)
485+10 LT to RT Duke - T OE 69kV Roadway In area of fill. Verify clearances with UAO. Approximately 2' of fill to be added. N 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4005 4 I-4 Mainline 480+00 LT BrightHouse BFO 4" PVC Drainage
72" bet 4A-603 & 4A-604 crosses line. Pipe top at 95.48, .007' separation. To be 

relocated.
N TH 155 4.0 93.7 Vvh from FDOT 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4006 4 I-4 Mainline 490+00 167' RT Duke - T OE 69kV Wall
Retaining wall close to pole line. Verify clearances. Approximately 12-15' of 

horizontal clearance bet wall and lines.
N 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4007 4
Maitland Blvd. WB (over 

Wymore Rd.)
136+50 27' LT Maitland FM 6" PVC Drainage 4A-786 very close to line Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4008 4 I-4 Mainline 484+68 LT to RT Duke - D OE 13kV Roadway In area of fill. Verify clearances, may convert to underground N 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4009 4 I-4 Mainline 485+50 LT to RT Duke - D OE 13kV Roadway In area of fill. Verify clearances, may convert to underground N 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4010 4
Maitland Blvd. Ramp C (adj to 

Wymore Rd.)
308+75 65' RT CenturyLink BT Roadway Line fed building that was demolished, may be encountered during construction N 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4011 4 I-4 Mainline 485+65 87' RT BrightHouse BFO 4" PVC Drainage
36" bet 4A-706 & 4A-708. Pipe bottom at 90.53, 0.023' of separation. To be 

relocated.
N TH 159 6.2 90.3 Vvh from FDOT 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4012 4 I-4 Mainline 485+65 117' LT BrightHouse BFO 4" PVC Drainage
72" bet 4A-605 & 4A-606. Direct hit/pipe. Pipe bottom at 86.12 top at 93.28. To be 

relocated.
N TH 154 4.2 91.1 Vvh from FDOT 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4013 4
PED BR-4 (adj to Lake 

Destiny Rd.)
25+00 69' RT CenturyLink BT Drainage Dual 60" pipes bet Pond BB-9 and 4A-CSPC OUT will cross line. Y 4013 2.2 92.88 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4014 4
Maitland Blvd. WB (over 

Wymore Rd.)
136+50 Center Duke - D OE Pole Bridge Pole will be in the proposed bridge #404. BE riser pole will need to be relocated N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4015 4
PED BR-4 (adj to Lake 

Destiny Rd.)
25+00 74' RT Verizon Business BFO Drainage Dual 60" pipes bet Pond BB-9 and 4A-CSPC OUT will cross line. Y 4015 1.9 93.22 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4016 4
PED BR-4 (adj to Lake 

Destiny Rd.)
25+00 75' RT AT&T - FL BFO Drainage Dual 60" pipes bet Pond BB-9 and 4A-CSPC OUT will cross line. Y 4016 2.25 92.74 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4017 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
149+00 46' LT Duke - D BE Drainage 48" bet 4A-106A to 4A-108A crosses line. Drainage pipe no longer planned. N 3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4018 4
PED BR-4 (adj to Lake 

Destiny Rd.)
25+00 70' RT Duke - D BE 6" PVC Drainage

Dual 60" pipes bet Pond BB-9 and 4A-CSPC OUT will cross line. Bottom of utility at 

91.96, top of pipe at 90.1. 1.86' clearance. Relocate since it cannot be supported 

while energized.

Y 4018 2.75 92.46 Also found 2-2" PVC 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4019 4
PED BR-4 (adj to Lake 

Destiny Rd.)
25+00 37' RT Maitland W 8" DIP Drainage Dual 60" pipes bet Pond BB-9 and 4A-CSPC OUT will cross line. To be relocated. Y 4019 4.36 89.49 1.3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4020 4
PED BR-4 (adj to Lake 

Destiny Rd.)
25+00 41' RT Maitland FM 6" Unknown Drainage Dual 60" pipes bet Pond BB-9 and 4A-CSPC OUT will cross line. To be relocated. Y 4020 3.52 90.53 1.3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4021 4
PED BR-4 (adj to Lake 

Destiny Rd.)
25+00 23' RT Duke - D BE Drainage

Dual 60" pipes bet Pond BB-9 and 4A-CSPC OUT will cross line. Top of utility at 

84.38, bottom of pipe at 84. In conflict, to be relocated.
Y 4021 9.39 84.38 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4022 4
PED BR-4 (adj to Lake 

Destiny Rd.)
25+00 31' RT Level 3 BFO 4" PVC Drainage Dual 60" pipes bet Pond BB-9 and 4A-CSPC OUT will cross line. Y 4022 3.2 90.6 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4023 4
PED BR-4 (adj to Lake 

Destiny Rd.)
25+00 34' RT BrightHouse BFO 2" PVC Drainage Dual 60" pipes bet Pond BB-9 and 4A-CSPC OUT will cross line. Y 4023 3.6 89.64 2.4 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4024 4
PED BR-4 (adj to Lake 

Destiny Rd.)
25+00 36' RT FPL - FN BFO Drainage Dual 60" pipes bet Pond BB-9 and 4A-CSPC OUT will cross line. Y 4024 5.24 88.43 2.4 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4025 4
PED BR-4 (adj to Lake 

Destiny Rd.)
25+00 39' RT AT&T - TCG BFO 4" PVC Drainage Dual 60" pipes bet Pond BB-9 and 4A-CSPC OUT will cross line. Y 4025 2.16 91.45 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4026 4
PED BR-4 over Lake Destiny 

Dr.
21+78 Center CenturyLink BT 4" DBC Bridge

Pedestrian bridge #401 will cross over facility on east side of Lake Destiny, need to 

verify placement of footers. Line is clear of proposed end bent.
Y 4026 2.18 91.66 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4
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4027 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
151+50 RT Verizon Business BFO Hand Hole Roadway Hand hole will end up in travel lane. To be relocated N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4028 4
Maitland Blvd. Ramp B2 (over 

Wymore Rd.)
38+85 54' RT CenturyLink BFO Drainage 48" bet 4A-1100 to 4A-1100 OUT crosses line N 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4029 4
Maitland Blvd. Ramp B2 (over 

Wymore Rd.)
38+85 Center Duke - T OE 69kV Bridge

Bridge 402 below transmission line. Line to be raised and relocated due to Bridge 

#404.
N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4030 4
Maitland Blvd. Ramp B2 (over 

Wymore Rd.)
38+85 54' RT Duke - D BE Drainage

48" bet 4A-1100 to 4A-1100 OUT crosses line. To be relocated due to conflict bet 

poles and bridge #404.
N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4031 4
Maitland Blvd. Ramp B2 (over 

Wymore Rd.)
38+85 54' RT AT&T - Corp. BFO Drainage 48" bet 4A-1100 to 4A-1100 OUT crosses line N TH 167 5.2 89.7 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4032 4
Maitland Blvd. Ramp B2 (over 

Wymore Rd.)
38+85 54' RT Maitland FM 6" PVC Drainage 48" bet 4A-1100 to 4A-1100 OUT crosses line N TH 165 4.8 89.9 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4033 4
Maitland Blvd. EB over 

Wymore Rd.
236+40 38' LT CenturyLink BT 2" DBC Drainage

48" bet 4A-787 to 4A-789 crosses line. Top of pipe at 89.82, 0.86' of separation. 

Protect in place.
Y 4033 3.53 90.85 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4034 4
Maitland Blvd. EB over 

Wymore Rd.
236+40 Center Duke - T OE 69kV Bridge

Bridge 403 below transmission line. Line to be raised and relocated due to Bridge 

#404.
N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4035 4
Maitland Blvd. EB over 

Wymore Rd.
236+40 38' LT AT&T - Corp. BFO Drainage 48" bet 4A-787 to 4A-789 crosses line Y 4035 9.33 85.25 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4036 4
Maitland Blvd. EB over 

Wymore Rd.
236+40 38' LT Duke - D BE 2 1/4" PVC Drainage

48" bet 4A-787 to 4A-789 crosses line. Line to be relocated due to riser pole 

impacts
N 4036 2.08 92.14 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4037 4
Maitland Blvd. EB over 

Wymore Rd.
236+40 38' LT Maitland FM 6" PVC Drainage 48" bet 4A-787 to 4A-789 crosses line Y 4037 3.31 91.01 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4038 4
Maitland Blvd. WB (over 

Wymore Rd.)
136+50 24' LT AT&T - Corp. BT Drainage 4A-786 on top of existing line. Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4039 4
Maitland Blvd. WB (over 

Wymore Rd.)
136+50 24' LT Duke - D BE Drainage 4A-786 on top of existing line. Line to be relocated due to riser pole impacts N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4040 4
Maitland Blvd. WB (over 

Wymore Rd.)
136+50 9' LT CenturyLink BT Drainage 24" bet 4A-786 to 4A-787 crosses existing line Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4041 4
Maitland Blvd. WB (over 

Wymore Rd.)
136+50 9' LT CenturyLink BFO Drainage 24" bet 4A-786 to 4A-787 crosses existing line Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4042 4
Maitland Blvd. WB (over 

Wymore Rd.)
136+50 2' LT Duke - T OE Pole 69kV Bridge

Bridge #404 in conflict with pole. Line will be raised and temporarily relocated to get 

proper clearances
N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4043 4
Maitland Blvd. Ramp B2 (over 

Wymore Rd.)
39+60 52' RT Maitland W 8" DI Drainage 48" bet 4A-1100 to 4A-1100 OUT will cross line N 172 4.8 89.6 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4044 4
Maitland Blvd. Ramp B2 (over 

Wymore Rd.)
39+60 52' RT BrightHouse BFO Drainage 48" bet 4A-1100 to 4A-1100 OUT will cross line N 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4045 4
Maitland Blvd. Ramp B2 (over 

Wymore Rd.)
39+60 52' RT CenturyLink BT Drainage 48" bet 4A-1100 to 4A-1100 OUT will cross line N 2.4 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4046 4
Maitland Blvd. Ramp B2 (over 

Wymore Rd.)
39+60 52' RT Duke - D BE Drainage

48" bet 4A-1100 to 4A-1100 OUT will cross line. Riser pole will be impacted, will 

need to relocate line
N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4047 4
Maitland Blvd. Ramp B2 (over 

Wymore Rd.)
39+60 52' RT Duke - D BE Drainage

48" bet 4A-1100 to 4A-1100 OUT will cross line. Riser pole will be impacted, will 

need to relocate line
N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4048 4
Maitland Blvd. EB over 

Wymore Rd.
237+00 37' LT Maitland W 12" DI Drainage 48" bet 4A-1100 to 4A-1100 OUT will cross line Y 4048 3.04 91.28 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4049 4
Maitland Blvd. EB over 

Wymore Rd.
237+00 37' LT BrightHouse BFO Drainage 48" bet 4A-1100 to 4A-1100 OUT will cross line Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4050 4
Maitland Blvd. EB over 

Wymore Rd.
237+00 37' LT CenturyLink BT Drainage 48" bet 4A-1100 to 4A-1100 OUT will cross line Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4051 4
Maitland Blvd. EB over 

Wymore Rd.
237+00 37' LT Duke - D BE Drainage

48" bet 4A-1100 to 4A-1100 OUT will cross line. Riser pole will be impacted, will 

need to relocate line
N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4052 4
Maitland Blvd. EB over 

Wymore Rd.
237+00 37' LT Duke - D BE Drainage

48" bet 4A-1100 to 4A-1100 OUT will cross line. Riser pole will be impacted, will 

need to relocate line
N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4053 4
Maitland Blvd. WB (over 

Wymore Rd.)
137+25 46' LT Duke - D OE Poles (2) Roadway Riser poles in in the bridge area. To be relocated N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4
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4054 4
Maitland Blvd. Ramp C (adj to 

Wymore Rd.)
308+00 to 311+50 23' RT Maitland W Svc Unknown Roadway

Line fed building that was demolished-FH also on site, may be encountered during 

construction
N 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4055 4
Maitland Blvd. Ramp C (adj to 

Wymore Rd.)
311+00 13' RT Maitland Sanitary Svc Unknown Roadway

Line fed from building that was demolished, may be encountered during 

construction
N 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4056 4
Maitland Blvd. Ramp C (adj to 

Wymore Rd.)
308+75 65' RT Duke - D BE Roadway Line fed building that was demolished, may be encountered during construction N 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4057 4 Lake Destiny Rd. Ramp D 200+00 to 205+40 Various LT BrightHouse BTV Roadway Line will end up under the proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4058 4 Maitland Blvd. WB 112+75 LT BrightHouse BTV Drainage
4A-645 close to line along Maitland. To be relocated due to being under ramp 

pavement.
N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4059 4 Maitland Blvd. WB 112+75 LT TECO Gas Drainage
4A-645 close to line along Maitland. To be relocated due to being under ramp 

pavement.
N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4060 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
151+10 RT BrightHouse BTV Drainage

4A-645 close to line along Lake Destiny. To be relocated and will be in a fill work 

area during construction
Y 4060 6.55 89.20 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4061 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
151+10 RT Verizon Business BFO 3 - 1 1/2" PE Drainage 4A-645 close to line along Lake Destiny Y 4061 2.4 93.71 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4062 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
151+10 RT CenturyLink BFO 4 - 4" PVC Drainage 54" bet 4C-1239 to 4C-1241 and 48" bet 4A-640 to 4A-645 cross line Y 4062/4062A 4.35 / 4.45 91.3 / 91.23 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4063 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
151+10 55' LT Level 3 BFO 6" PVC Drainage

54" bet 4C-1235 to 4C-1241 and 48" bet 4A-640 to 4A-645 cross line. Protect in 

place
Y 4063 5.1 91.15 1.4 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4064 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
151+10 LT AT&T - FL BFO 2 1/2" PE Drainage

54" bet 4C-1235 to 4C-1241 and 48" bet 4A-640 to 4A-645 cross line. Protect in 

place
Y 4064 2.78 93.24 1.4 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4065 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
151+10 47' LT Maitland W 12" DI Drainage 54" bet 4C-1235 to 4C-1241 and 48" bet 4A-640 to 4A-645 cross line N 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4066 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
151+10 43' LT Duke - D BE Drainage

54" bet 4C-1235 to 4C-1241 and 48" bet 4A-640 to 4A-645 cross line. To be 

relocated.
N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4067 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
151+10 107' LT TECO Gas 2" Steel Drainage

48" bet 4C-1233 to 4C-1235 and 48" bet 4A-640 to 4A-645 cross line. Utility bottom 

at 88.13, pipe top at 86.97, 1.16' of separation. Protect in place.
Y 4067 6.75 88.30 1.4 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4068 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
149+20 LT TECO Gas Roadway MSE wall on top of crossing N TH 67 4.6 89.6 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4069 4
Maitland Blvd. WB (WO Lake 

Destiny Rd.)
109+40 LT BrightHouse BTV Drainage 4C-1232 and 4A-640 close to line along LA ROW. To be relocated N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4070 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
149+00 50' LT Level 3 BFO 20 way Drainage 48" bet 4A-106A to 4A-108A crosses line. Need to mitigate conflict if possible Y 4070 7.82 87.29

Unable to visually verify 

pipe size and material 

due to groundwater and 

cave in.

2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4071 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
149+00 LT AT&T - TCG BFO Drainage 48" bet 4A-106A to 4A-108A crosses line Y 4A-MG-TH11

Probed to 5.45', no 

utilities found.
2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4072 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
149+00 52' LT Maitland W 12" DI Drainage 48" bet 4A-106A to 4A-108A crosses line N Vvh from FDOT 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4073 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
148+50 Center Maitland W 8" DI Drainage 4A-107A on top of line Y 4073 3.45 92.76 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4074 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
148+50 Center Duke - D BE Drainage 4A-107A on top of line Y 4074 4.47 91.79

Probed 4.47', no utilities 

found
2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4075 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
148+50 Center CenturyLink BT Drainage 4A-107A on top of line Y 4075 3.27 92.98 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4076 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
148+50 45' RT Maitland W 8" DI Drainage 4A-108C on top of line crossing Lake Destiny Y 4076 7.42 92.41 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4077 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
148+50 49' RT Duke - D BE Drainage 4A-108C on top of line crossing Lake Destiny. Structure deleted. N 3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4078 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
148+50 RT CenturyLink BT Drainage 4A-108C on top of line crossing Lake Destiny N TH 161 4.6 91.6 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4079 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
148+50 RT Verizon Business BFO 3 - 1 1/4" PE Drainage 4A-108C on top of line along Lake Destiny N 4079 2.02 94.03 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4080 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
148+50 RT BrightHouse BTV 3 - 1 1/4" PE Drainage 4A-108C on top of line along Lake Destiny. To be relocated N 4080A 3.1 92.9 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4
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4081 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
149+00 RT CenturyLink BFO 8 - 4" PVC Drainage 4A-108B on top of line Y 4081 / 4081A 4.6 / 4.6 90.65 / 90.69 East / West Edge Depths 2.4 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4082 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
149+20 to 150+80 54' LT Level 3 BFO 20 way Bridge

Bridges 409 and 410 west end bent on top of line. Need to mitigate impact if 

possible.
Y 4082 Unable to verify 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4083 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
149+20 to 150+80 43' LT Duke - D BE Bridge Bridges 409 and 410 west end bent on top of line. To be relocated. Y 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4084 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
149+20 to 150+80 50' LT Maitland W 14" DI Bridge Bridges 409 and 410 west end on top of line. Y 4084 / 4084A 1.38 / 1.39 93.84 / 93.76 East / West Edge Depths 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4085 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
149+20 to 150+80 LT AT&T - FL BFO Bridge Bridges 409 and 410 west end on top of line. Y 4085 6.96 88.09

Also found 2 1/2" TS, 1.3' 

depth, 93.49' elev 

(4085A)

2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4086 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
149+20 to 150+80 LT AT&T - TCG/Corp. BFO Bridge Bridges 409 and 410 west end on top of line. Y 4086 13.07 82.54 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4087 4
Lake Destiny Rd. at Maitland 

Blvd. fly-over
149+00 RT Verizon Business BFO Drainage 54" bet 4C-1244 to 4C-1250 and 48" bet 4A-108B to 4A-108D crosses line N Vvh from FDOT 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4088 4 Maitland Blvd. (EO Keller Rd.) 201+06 RT BrightHouse BTV 2" Drainage Close to MES. Protect in place if possible. Y 4088 / 4088A 3.66 94.74

Also found possible 

communication, 2 1/4" 

PE, 3.73' depth, 94.71' 

elevation (TH 4088A)

2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4089 4 Maitland Blvd. (EO Keller Rd.) 201+06 RT AT&T - TCG/Corp. BFO 2" PE Drainage Close to MES. Protect in place if possible. Y 4089 3.2 95.48 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4090 4 Maitland Blvd. (EO Keller Rd.) 201+06 RT CenturyLink BFO 4" PVC Drainage Close to MES Y 4090 2.9 96.08 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4091 4 Maitland Blvd. (EO Keller Rd.) 199+14 RT BrightHouse BTV 2" PE Drainage S-1213 close to line Y 4091 / 4091A 3.66 / 3.56 96.44 / 96.43 East / West Edge Depths 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4092 4 Maitland Blvd. (EO Keller Rd.) 196+29 RT BrightHouse BTV Drainage S-1207 close to line Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4093 4 Maitland Blvd. (EO Keller Rd.) 196+29 RT Unknown BFO Drainage S-1207 close to line Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4094 4 Maitland Blvd. (EO Keller Rd.) 94+70 LT BrightHouse BTV 3/4" DBC Drainage S-1203 close to line. To be relocated. Y 4094 2.46 94.64 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4095 4 Keller Rd. (SO Maitland Blvd.) 14+96 47' RT Maitland Sanitary MH Roadway Manhole in proposed roadway. Adjust to final grade N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4096 4 Keller Rd. (SO Maitland Blvd.) 16+00 56' RT Duke - D BE 2 - 6" PVC Drainage S-1336 close to line crossing Keller. To be relocated. Y 4096 4.19 96.98 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4097 4 Keller Rd. (SO Maitland Blvd.) 16+00 RT CenturyLink BT 6 - 6" PVC Drainage S-1336 close to line Y 4097A/ 4097B 2.46 / 2.58 96.59 / 96.46 East / West Edge Depths 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4098 4 Keller Rd. (SO Maitland Blvd.) 16+00 57' RT Duke - D BE Drainage S-1336 close to line along Keller. To be relocated. N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4099 4 Keller Rd. (SO Maitland Blvd.) 16+00 51' RT Maitland FM 10" Drainage S-1336 close to line N 4099 12.67 86.36

Unable to visually verify 

pipe size and material 

due to groundwater and 

cave in.

2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4100 4 Westmonte Dr. (SO SR 436) 25+65 LT TECO Gas Drainage 18" between 4B-807 to 4B-809 crosses line. Y 4100 Gas main does not exist. 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4101 4 Westmonte Dr. (SO SR 436) 25+65 29' LT Duke - D BE 2-1/2" DBC Drainage
18" between 4B-807 to 4B-809 crosses line. Pipe top at 88.11. 0.02' of separation. 

To be relocated.
Y 4101W 2.85 88.34 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4102 4 Keller Rd. (SO Maitland Blvd.) 16+00 LT AT&T - TCG BFO 4" PVC Drainage Structure S-1337 on line. To be relocated. Y 4102 2.1 96.79 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4103 4 Keller Rd. (SO Maitland Blvd.) 16+00 LT BrightHouse BFO 2 - 1 1/2" PE Drainage Structure S-1337 on line. To be relocated. Y 4103 2.54 96.31 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4104 4 I-4 Mainline (NO SR 436) 637+85 132' RT Altamonte Springs W 24" DI Roadway Retaining wall crosses line Y 4104 7.18 44.89 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4105 4 I-4 Mainline (NO SR 436) 637+75 106' LT Altamonte Springs W 24" DI Roadway Retaining wall crosses line Y 4105 8.54 43.85 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4106 4 I-4 Mainline (NO SR 436) 642+20 150' RT Altamonte Springs W 12" CI Roadway Enters LA ROW, attempted TH at 138', will try again at 150' to locate line. Y 4106
Unable to locate due to 

location.
2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4107 4 I-4 Mainline (NO SR 436) 645+55 136' RT Altamonte Springs W 12" CI Roadway Barrier wall crosses over line. Line may not exist in field. Y 4107 Unable to locate this line. 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4
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4108 4 I-4 Mainline (NO SR 436) 645+55 165' LT Altamonte Springs W 12" CI Roadway Barrier wall crosses over line. Line may not exist in field. Y 4108 Unable to locate this line. 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4109 4 Keller Rd. (SO Maitland Blvd.) 17+15 51' RT Maitland FM 15" Steel Drainage Structure S-1340 on line. Y 4109 13.5 85.63 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4110 4 Keller Rd. (SO Maitland Blvd.) 17+15 RT BrightHouse BTV Drainage Structure S-1340 on line. To be relocated N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4111 4 Keller Rd. (SO Maitland Blvd.) 17+15 43' LT Duke - D BE 4 - 6" PVC Drainage 18" bet S-1340 and S-1341 crosses line. To be relocated. Y 4111 4.44 94.65 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4112 4 Keller Rd. (SO Maitland Blvd.) 17+15 LT AT&T BFO 4" PE Drainage 18" bet S-1340 and S-1341 crosses line. To be relocated. Y 4112 3.88 95.29 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4113 4 Keller Rd. (SO Maitland Blvd.) 17+15 LT BrightHouse BTV 2 - 1 1/2" PE Drainage 18" bet S-1340 and S-1341 crosses line. To be relocated. Y 4113 2.64 96.67 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4114 4 Keller Rd. (SO Maitland Blvd.) 17+15 LT Verizon Business BFO 3 - 1 1/2" PE Drainage 18" bet S-1340 and S-1341 crosses line Y 4114 4.8 94.11 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4115 4 Keller Rd. (SO Maitland Blvd.) 17+15 LT CenturyLink BT 1 1/2" PE Drainage 18" bet S-1340 and S-1341 crosses line Y 4115 3.16 96.06 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4116 4 Keller Rd. (SO Maitland Blvd.) 17+55 LT Verizon Business BFO Hand Hole Roadway Hand hole in proposed roadway. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4117 4
Wymore Rd. (SO Westmonte 

Dr.)
40+50 LT TECO Gas Valve Roadway Valve in proposed pavement. Adjust to final grade N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4118 4 SR 436 at Wymore Rd. 369+25 80' LT Duke - D BE Drainage 18" between 4B-606 to 4B-608 crosses line. Line to be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4119 4 Keller Rd (SO Maitland Blvd.) 17+43 17' LT Verizon Business BFO 24w Drainage 18" bet 4C-1341A and 4C-1343A crosses line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4120 4
Douglas Ave (NO Westmonte 

Dr.)
106+35 14' LT Altamonte Springs W Valve Roadway Valve in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4121 4
Central Pkwy (WO Douglas 

Ave)
8+00 43' RT Duke - D BE Pull Box Roadway Pull box will be in proposed SW area. Adjust to grade N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4122 4
Central Pkwy (at Douglas 

Ave)
9+75 RT AT&T - Corp. BFO 1 1/2" PE Drainage 24" bet 4B-700 and 4B-907 crosses line. To be relocated. Y 4122 5.88 83.84 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4123 4 Keller Rd (SO Maitland Blvd.) 18+00 LT TECO Gas Drainage 18" bet 4C-1341A and 4C-1343A crosses line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4124 4 Keller Rd. (SO Maitland Blvd.) 19+20 LT BrightHouse BFO 2 - 1 1/2" PE Drainage 18" bet 4C-1341A and 4C-1343A crosses line. To be relocated. Y 4124 2.8 95.72 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4125 4 Keller Rd. (SO Maitland Blvd.) 19+73 LT BrightHouse BFO 4" PE Drainage Structure 4C-1343A on line. To be relocated. Y 4125 3.97 95.2 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4126 4 Keller Rd. (SO Maitland Blvd.) 19+86 5' RT Eatonville FM Drainage 18" bet 4C-1343A and 4C-1344 crosses line N 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4127 4 Keller Rd. (SO Maitland Blvd.) 19+86 12' RT Winter Park FM Drainage 18" bet 4C-1343A and 4C-1344 crosses line Y 4127 5.05 93.36

 Unable to visually verify 

pipe size and material 

due to groundwater 

and/or cave in.

2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4128 4 Keller Rd. (SO Maitland Blvd.) 19+86 16' RT Orange County Sanitary Drainage 18" bet 4C-1343A and 4C-1344 crosses line N Inverts available 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4129 4
Douglas Ave (SO Central 

Pkwy)
108+50 LT CenturyLink BFO 1 1/2" PE Drainage 4B-904 on top of line Y 4129 8.02 81.81 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4130 4 Keller Rd. (SO Maitland Blvd.) 18+46 RT CenturyLink BT MH Roadway Manhole in proposed roadway. Adjust to grade N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4131 4 Keller Rd. (SO Maitland Blvd.) 18+73 32' RT Maitland W Valve Roadway Valve in proposed roadway. Adjust to grade N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4132 4 Keller Rd. (SO Maitland Blvd.) 19+03 6' RT Eatonville FM 10" CI Drainage 18" bet S-1201 and S-1202 crosses line Y 4132 3.92 94.81 Inverts available 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4133 4 Keller Rd. (SO Maitland Blvd.) 19+03 9' RT Winter Park FM 12" DIP Drainage 18" bet S-1201 and S-1202  crosses line Y 4133 4.6 94.41 Inverts available 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4134 4 Keller Rd. (SO Maitland Blvd.) 19+03 16' RT Maitland W Drainage 18" bet S-1201 and S-1202  crosses line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4
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4135 4 Keller Rd. (SO Maitland Blvd.) 19+03 RT CenturyLink BT Drainage 18" bet 4C-1341A and 4C-1343A crosses line Y 4135 6.66 92.18 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4136 4 Keller Rd. (SO Maitland Blvd.) 19+03 RT AT&T BFO Drainage 18" bet 4C-1341A and 4C-1343A crosses line. To be relocated. Y 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4137 4
I-4 Mainline (adj to Howard 

Ave.)
698+50 151' LT Seminole County - E W 12" PVC Roadway Retaining wall crosses line. Line in 24" casing Y 4137 6.11 72.83 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4138 4
I-4 Mainline (adj to Howard 

Ave.)
685+15 Center Duke - D OE Roadway OE crossing, check clearance line no longer exists in field N 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4139 4
I-4 Mainline (adj to Howard 

Ave.)
686+00 Center BrightHouse BFO 3 - 1 1/2" PE Drainage 72" bet 4D-146 and 4D-147 crosses line Y 4139 8.72 65.06

Also found 2" PVC UNK, 

2.48 depth, 71.20 elev 

(TH 4139A)

2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4140 4
I-4 Mainline (adj to Howard 

Ave.)
686+10 Center Seminole County - E W 12" CI Drainage 72" bet 4D-146 and 4D-147 crosses line. Line in 24" casing Y 4140

Probed to 10', unable to 

locate utility (electronic 

depth of 17')

2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4141 4 Keller Rd. (SO Maitland Blvd.) 19+90 34' RT Maitland W Drainage 18" bet 4C-1343A and 4C-1344 crosses line Y 4141 / 4141A 3.16 94.89

Unable to visually verify 

pipe size and material 

due to groundwater 

and/or cave in. Also 

2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4142 4 Keller Rd. (SO Maitland Blvd.) 19+90 RT AT&T BFO 3 1/2" PE Drainage 18" bet 4C-1343A and 4C-1344 crosses line. To be relocated. Y 4142 2.74 95.26 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4143 4 Keller Rd. (SO Maitland Blvd.) 19+90 44' RT Duke - D BE PVC Drainage 18" bet 4C-1343A and 4C-1344 crosses line. To be relocated. Y 4143 9.45 93.45 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4144 4 Keller Rd. (SO Maitland Blvd.) 19+90 56' RT Maitland Sanitary Drainage 18" bet 4C-1343A and 4C-1344 crosses line Y 4144
Probed to 14.00', no 

utilities found.
2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4145 4 Keller Rd. (NO Maitland Blvd.) 22+60 57' RT Maitland Sanitary Drainage 36" bet 4C-1348 and 4C-1347 crosses line Y 4145
Probed to 10.64', no 

utilities found.
2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4146 4 Keller Rd. (NO Maitland Blvd.) 22+60 48' RT Duke - D BE Duct Drainage 36" bet 4C-1348 and 4C-1347 crosses line. To be relocated. Y 4146 / 4146A 3.71 / 3.75 92.0 / 92.1 East / West Edge Depths 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4147 4 Keller Rd. (NO Maitland Blvd.) 22+60 RT BrightHouse CATV 1 1/2" & 2" DBC Drainage 36" bet 4C-1348 and 4C-1347 crosses line Y 4147 2.96 94.67 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4148 4 Keller Rd. (NO Maitland Blvd.) 22+60 RT CenturyLink BFO 5 - 6" PVC Drainage 36" bet 4C-1348 and 4C-1347 crosses line Y 4148 / 4148A 2.76 / 3.13 93.89 / 93.29 West / East Edge 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4149 4 Keller Rd. (NO Maitland Blvd.) 22+60 35' RT Maitland W Drainage 36" bet 4C-1348 and 4C-1347 crosses line Y 4149
No utilities found due to 

groundwater.
2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4150 4 Keller Rd. (NO Maitland Blvd.) 22+60 RT Unknown BFO Drainage 36" bet 4C-1348 and 4C-1347 crosses line Y 4150 3.78 93.08 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4151 4 Keller Rd. (NO Maitland Blvd.) 22+60 5' RT Eatonville FM 10" Drainage 36" bet 4C-1348 and 4C-1347 crosses line Y 4151
Probed to 13.60', no 

utilities found.
2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4152 4 Keller Rd. (NO Maitland Blvd.) 22+60 RT TECO Gas Drainage 36" bet 4C-1348 and 4C-1347 crosses line Y 4152 6.88 90.82

Unable to visually verify 

pipe size and material 

due to groundwater 

and/or cave in.

2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4153 4 Keller Rd. (NO Maitland Blvd.) 22+60 18' RT Winter Park FM 12" Drainage 36" bet 4C-1348 and 4C-1347 crosses line Y 4153 3.69 94.51 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4154 4 Keller Rd. (SO Maitland Blvd.) 17+15 LT FPL - FN CATV 1/2" DBC Drainage 18" bet 4C-1340 and 4C-1341 crosses line Y 4154 2.5 96.78 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4155 4 Keller Rd. (SO Maitland Blvd.) 16+00 LT FPL - FN CATV 1/2" DBC Drainage Structure S-1337 on line Y 4155 2.18 97.05 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4156 4 Keller Rd. (SO Maitland Blvd.) 17+15 6' RT Eatonville FM 10" Drainage Structure S-1338 on line Y 4156 10.08 89.82 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4157 4 Keller Rd. (SO Maitland Blvd.) 17+15 9' RT Maitland W 16" DIP Drainage 18" bet S-1340 and S-1341 crosses line Y 4157 4.5 95.09 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4158 4 Keller Rd. (SO Maitland Blvd.) 17+15 16' RT Winter Park FM 14" CI Drainage 18" bet S-1340 and S-1341 crosses line N 4148 3.4 95.6 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4159 4 Keller Rd. (SO Maitland Blvd.) 17+15 RT CenturyLink BFO 8 - 2" PE Drainage 18" bet S-1340 and S-1341 crosses line Y 4159 6.41 92.53 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4160 4 Keller Rd. (NO Maitland Blvd.) 23+85 32' RT Maitland W Valves (2) Roadway Valves will be in roadway milling area. To be adjusted to final grade N 1.5 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4161 4 Keller Rd. (NO Maitland Blvd.) 26+85 18' RT Winter Park FM Valve Roadway Valve will be in roadway milling area. To be adjusted to final grade N 1.5 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4
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4162 4 Keller Rd. (NO Maitland Blvd.) 23+85 36' LT Maitland W Valves (3) Roadway
Valves will be in roadway milling area. Line may be out of service; can valves be 

removed or must they be adjusted?
N 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4163 4 Keller Rd. (NO Maitland Blvd.) 26+25 RT CenturyLink BFO Drainage 18" bet S-1353 and existing structure will cross line Y 4176 4.04 94.48 2.2 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4164 4 Keller Rd. (NO Maitland Blvd.) 24+25 69'LT BrightHouse BTV 2" PVC Drainage 24" bet S-1351 and S-1349 will cross line. To be relocated. Y 4164 4.32 93.8 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4165 4 Keller Rd. (NO Maitland Blvd.) 24+00 30' RT CenturyLink BFO Hand Hole Roadway Hand hole will end up in proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4166 4 Keller Rd. (NO Maitland Blvd.) 24+20 46' RT BrightHouse BTV Pedestal Roadway Pedestal will end up in proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4167 4 Keller Rd. (NO Maitland Blvd.) 25+00 49' LT BrightHouse BTV Drainage S-1351 will be on top of line. To be relocated. Y 4167 4.24 93.8

Unable to visually verify 

pipe size and material 

due to groundwater 

and/or cave in. Also 

1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4168 4 Keller Rd. (NO Maitland Blvd.) 25+00 60' RT Duke - D BE Multiple 4" & 2" PVC Drainage S-1350 will be on top of line. To be relocated. Y 4168 2.95 97.2 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4169 4 Keller Rd. (NO Maitland Blvd.) 25+00 54' RT BrightHouse BTV 1" DBC Drainage S-1350 will be on top of line. To be relocated. Y 4169 1.98 97.05

Also found possible BT - 

3.40' depth, 95.38' elev, 

East Edge (TH 4169A); 

4.0' depth, 95.72' elev, 

1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4170 4 Keller Rd. (NO Maitland Blvd.) 25+00 59' RT Maitland Sanitary Drainage S-1350 will be on top of line Y 4170
Unable to verify at 

location due to depth.
2.2 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4171 4 Keller Rd. (NO Maitland Blvd.) 25+00 43' RT AT&T BFO 4" PVC Drainage 18" bet S-1350 and S-1351 will cross line Y 4171 2.32 96.82 2.2 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4172 4 Keller Rd. (NO Maitland Blvd.) 25+00 31' RT Maitland W 15" DI Drainage 18" bet S-1350 and S-1351 will cross line Y 4172 4.05 94.24 2.2 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4173 4 Keller Rd. (NO Maitland Blvd.) 25+00 18' RT Eatonville FM 11" Steel Drainage 18" bet S-1350 and S-1351 will cross line Y 4173 2.96 95.51 2.2 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4174 4 Keller Rd. (NO Maitland Blvd.) 25+00 9' RT TECO Gas 6" CI Drainage
18" bet S-1350 and S-1351 will cross line. Bottom of utility at 95.34, top of pipe at 

95.21. 0.13' of separation, protect in place.
Y 4174 2.78 95.84 1.4 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4175 4 Keller Rd. (NO Maitland Blvd.) 25+00 5' RT Eatonville FM 12" DI Drainage 18" bet S-1350 and S-1351 will cross line Y 4175 4.83 93.74 2.2 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4176 4 Keller Rd. (NO Maitland Blvd.) 25+00 RT CenturyLink BT 7 - 4" PVC Drainage 18" bet S-1350 and S-1351 will cross line Y 4176 4.04 94.48 2.2 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4177 4 Keller Rd. (NO Maitland Blvd.) 25+15 92' RT Duke - D BE Drainage 18" bet Parcel Ponds 1 and 2 will cross lines Y 4177 No BE at this location. 3 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4178 4 Keller Rd. (NO Maitland Blvd.) 25+65 57' LT Orange County W Meter Roadway Meter in proposed sidewalk. Adjust to final grade N 1.3 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4179 4 Keller Rd. (NO Maitland Blvd.) 26+10 53' LT Duke - D BE Transformer Roadway
Pad-mounted transformer will be in proposed sidewalk. Feed to Sam Sneads. To 

be relocated
N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4180 4 Keller Rd. (NO Maitland Blvd.) 26+50 49' LT Orange County W FH Roadway Fire Hydrant will be in proposed curb and gutter. To be relocated N 1.3 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4181 4 Keller Rd. (NO Maitland Blvd.) 26+25 5' RT Eatonville FM 10" Steel Drainage 18" bet S-1353 and existing structure will cross line Y 4181 2.85 95.33 2.2 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4182 4 Keller Rd. (NO Maitland Blvd.) 26+25 10' RT TECO Gas 8" CI Drainage
18" bet S-1353 and existing structure will cross line. Bottom of utility at 94.82, top of 

pipe at 93.86. 0.96' of separation, protect in place.
Y 4182 3.0 95.32 1.4 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4183 4 Keller Rd. (NO Maitland Blvd.) 26+25 18' RT Winter Park FM 12" DI Drainage 18" bet S-1353 and existing structure will cross line Y 4183 4.4 93.74 2.2 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4184 4 Keller Rd. (NO Maitland Blvd.) 26+25 58' RT Duke - D BE Multiple 4" & 5" PVC Drainage S-1353 will be on top of line. To be relocated. Y 4184 3.14 98.89

Also found 1" DBC 

CATV, 2.39' depth, 99.73' 

elev (TH 4184A)

1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4185 4 Keller Rd. (NO Maitland Blvd.) 26+25 57' RT BrightHouse BTV 1" DBC Drainage S-1353 will be on top of line. To be relocated. Y 4185 2.64 96.54 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4186 4 Keller Rd. (NO Maitland Blvd.) 26+25 60' RT Maitland FM 6" PE Drainage 18" bet S-1353 and existing structure will cross line Y 4186 2.94 95.45 2.2 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4187 4 Keller Rd. (NO Maitland Blvd.) 26+25 RT AT&T BT 4" PVC Drainage 18" bet S-1353 and existing structure will cross line. To be relocated. Y 4187 3.16 95.43 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4188 4 Keller Rd. (NO Maitland Blvd.) 26+25 38' RT Maitland W 14" DI Drainage 18" bet S-1353 and existing structure will cross line Y 4188 3.69 93.99 2.2 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4
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4189 4 Keller Rd. (NO Maitland Blvd.) 26+30 54' RT Duke - T OE Pole 69kV Roadway Pole in proposed curb line. To be relocated N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4190 4 Keller Rd. (NO Maitland Blvd.) 26+30 54' RT BrightHouse OTV Roadway
Joint attached to Duke Transmission pole in curb line. (see conflict #4189) To be 

relocated
N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4191 4 Keller Rd. (NO Maitland Blvd.) 26+35 56' RT BrightHouse OTV Pole Roadway Riser pole in proposed curb line. To be relocated N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4192 4 Keller Rd. (NO Maitland Blvd.) 26+40 58' RT Duke - D OE Pole Roadway Service pole in proposed curb line. To be relocated N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4193 4 Keller Rd. (NO Maitland Blvd.) 26+60 61' RT Maitland FM MH Roadway Manhole in proposed sidewalk. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4194 4 Keller Rd. (NO Maitland Blvd.) 27+30 60' RT Duke - D OE Pole Roadway Riser pole in proposed sidewalk. To be relocated N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4195 4 Keller Rd. (NO Maitland Blvd.) 27+55 64' RT Maitland W Meter Roadway Meter in proposed sidewalk. Adjust to final grade N 1.3 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4196 4 Keller Rd. (NO Maitland Blvd.) 27+60 58' RT Duke - D OE Pole Roadway Riser pole will be in proposed sidewalk. To be relocated N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4197 4 Keller Rd. (NO Maitland Blvd.) 27+60 58' RT AT&T - FL OT Roadway
Riser on Duke pole that is in proposed sidewalk. (see conflict #4196) To be 

relocated
N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4198 4 Keller Rd. (NO Maitland Blvd.) 27+90 59' RT Duke - D OE Pole Roadway Riser pole will be in proposed sidewalk. To be relocated N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4199 4 Keller Rd. (NO Maitland Blvd.) 27+90 59' RT AT&T - FL OT Roadway Joint attached to Duke pole in sidewalk. (see conflict #4198) To be relocated N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4200 4
Keller Rd. (SO Maitland 

Center Pkwy)
28+25 42' RT FPL - FN BFO Drainage S-1357 will be on top of line Y 4200

Probed to 18', unable to 

locate Florida Power & 

Light buried fiber optic.

2.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4201 4
Keller Rd. (SO Maitland 

Center Pkwy)
28+25 39' LT Orange County W Drainage

S-1357 will be on top of line. Structure 4C-1357 eliminated, no conflict per JJ on 

12/23/14
Y 4201 6.51 91.85 3 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4202 4
Keller Rd. (SO Maitland 

Center Pkwy)
28+25 35' RT Maitland W 15" DI Drainage S-1356 will be on top of line Y 4202 4.75 94.15 2.2 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4203 4
Keller Rd. (SO Maitland 

Center Pkwy)
28+25 50' RT AT&T BT 4" PVC Drainage 15" bet S-1356 and S-1355 will cross line. To be relocated. Y 4203 2.82 97.13

Also found 2" PVC TS, 

2.08 depth, 97.70 elev 

(TH 4203A)

1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4204 4
Keller Rd. (SO Maitland 

Center Pkwy)
28+25 59' RT Maitland FM Drainage S-1355 will be on top of line Y 4204

Probed to a depth of 18'.  

Unable to locate utility.
2.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4205 4
Keller Rd. (SO Maitland 

Center Pkwy)
28+25 RT BrightHouse BTV Drainage S-1355 will be on top of line. To be relocated. Y 4205

Line is aerial at this 

location.
1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4206 4
Keller Rd. (SO Maitland 

Center Pkwy)
29+30 56' RT Duke - T OE Pole 69kV Roadway Pole in proposed curb line. To be relocated N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4207 4
Keller Rd. (SO Maitland 

Center Pkwy)
29+30 56' RT Duke - D OE Roadway

Joint attached to transmission pole that will be in the proposed curb. To be 

relocated
N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4208 4
Keller Rd. (SO Maitland 

Center Pkwy)
29+30 56' RT AT&T - FL OT Roadway

Joint attached to Duke transmission pole that will be in the proposed curb. To be 

relocated
N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4209 4
Keller Rd. (SO Maitland 

Center Pkwy)
29+50 57' RT Duke - D OE Pole Roadway Riser pole in proposed curb line. To be relocated N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4210 4
Keller Rd. (SO Maitland 

Center Pkwy)
29+80 56' RT Duke - D OE Pole Roadway Riser pole in proposed curb line. To be relocated N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4211 4
Keller Rd. at Maitland Center 

Pkwy
30+70 58' RT Maitland FM MH Roadway Manhole in pavement milling area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4212 4
Fennell St Extension (at 

Southhall Ln)
16+00 48' LT Duke - D BE 4" PVC Drainage

18" bet S-1404 to MES crosses line. Top of utility at 89.23, bottom of pipe at 89.08. 

In conflict, to be relocated.
Y 4212 5.27 89.23 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4213 4
Fennell St Extension (at 

Southhall Ln)
16+00 49' LT Duke - D BE 4" PVC Drainage

18" bet S-1404 to MES crosses line. Top of utility at 89.4, bottom of pipe at 89.08. 

In conflict, to be relocated.
Y 4213 5.2 89.4 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4214 4
Fennell St Extension (at 

Southhall Ln)
16+00 45' LT CenturyLink BFO 2" PE Drainage

18" bet S-1404 to MES crosses line. Bottom of utility at 91.52, top of pipe at 90.91. 

0.61' of separation.
Y 4214 2.62 91.69 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4215 4 Keller Rd. at Fennell St. 4+50 19' LT Maitland W Valves (2) Roadway Valves in milling area. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4
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4216 4 Keller Rd. at Fennell St. 4+75 26' RT Maitland W Valves Roadway Valve in milling area. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4217 4 Keller Rd. at Fennell St. 4+75 56' RT Maitland FM Drainage 24" bet S-1401 and S-1331 crosses line Y 4217 8.66 89.45 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4218 4 Keller Rd. at Fennell St. 4+75 RT BrightHouse BTV 3 - 1/2" DBC Drainage 24" bet S-1401 and S-1331 crosses line. To be relocated. Y 4218 2.66 95.49 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4219 4 Keller Rd. at Fennell St. 4+75 RT FPL - FN BFO Drainage 24" bet S-1401 and S-1331 crosses line Y 4219 6.31 91.24 2.4 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4220 4 Keller Rd. at Fennell St. 4+75 66' RT Duke - D BE 3 - 1/2" DBC Drainage 24" bet S-1401 and S-1331 crosses line. Drainage is 10' deep in this area. Y 4220 2.15 95.95 3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4221 4 Keller Rd. (NO Fennell St.) 5+10 62' RT Duke - D BE Switchgear Roadway
Proposed sidewalk is very close to pad-mounted switchgear. Adjust sidewalk to 

avoid impact.
N 3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4222 4 Keller Rd. (NO Fennell St.) 5+10 RT BrightHouse BTV Pedestal Roadway
Proposed sidewalk is close to pedestal. Adjust sidewalk if possible. To be 

relocated.
N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4223 4 Keller Rd. (NO Fennell St.) 10+20 RT CenturyLink BFO MH Roadway MH in roadway area to be milled (manhole has Level 3 on it). Adjust to final grade. N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4224 4 Keller Rd. (NO Fennell St.) 10+60 47' RT Unknown Sanitary MH Roadway MH in roadway area to be milled. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4225 4 Keller Rd. (NO Fennell St.) 11+50 17' RT Maitland W Valve Roadway Valve in roadway area to be milled. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4226 4 Keller Rd. (NO Fennell St.) 11+85 RT CenturyLink BFO MH Roadway MH in roadway area to be milled. Adjust to final grade. N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4227 4 Keller Rd. (NO Fennell St.) 11+75 RT BrightHouse BTV Pedestal Roadway Pedestal in proposed roadway. To be relocated / removed. N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4228 4 Keller Rd. (NO Fennell St.) 11+50 47' RT Maitland FM Drainage S-1332 on top of facility Y 4228 10.76 87.49 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4229 4 Keller Rd. (NO Fennell St.) 11+50 RT BrightHouse BTV 2" PE Drainage S-1332 on top of facility. To be relocated. Y 4229 2.62 97.07 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4230 4 Keller Rd. (NO Fennell St.) 11+50 RT CenturyLink BT 2" PE Drainage S-1332 on top of facility Y 4230 2.0 97.54 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4231 4 Keller Rd. (NO Fennell St.) 11+50 RT FPL - FN BFO Drainage S-1332 on top of facility Y 4231 8.44 90.12

Unable to visually verify 

pipe size and material 

due to groundwater and 

cave in.

2.4 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4232 4 Keller Rd. (NO Fennell St.) 13+50 RT CenturyLink BT 2 - 4" PVC Drainage S-1334 on top of facility Y 4232 4.38 94.27 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4233 4 Keller Rd. (NO Fennell St.) 13+50 RT FPL - FN BFO Drainage S-1334 on top of facility Y 4233 8.46 90.66

Unable to visually verify 

pipe size and material 

due to groundwater and 

cave in.

2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4234 4 Keller Rd. (NO Fennell St.) 13+50 47' RT Maitland FM Drainage S-1334 on top of facility Y 4234 11.92 87.02

Unable to visually verify 

size of apparent utility 

due to depth.

2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4235 4 Keller Rd. (SO Maitland Blvd.) 15+00 50' RT Maitland FM MH Roadway MH in proposed sidewalk. Adjust to final grade N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4236 4 Keller Rd. (NO Fennell St.) 11+40 RT AT&T Hand hole Roadway Hand hole to be in new roadway alignment. To be relocated / removed N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4237 4 Maitland Blvd. (EO Keller Rd.) 201+06 RT FPL - FN BFO PE Drainage Close to MES Y 4237 4.76 93.84 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4238 4
Maitland Blvd. EB (WO 

Maitland Summit Blvd.)
169+10 103' RT Duke - D BE duct Drainage

36" bet 4C-1607 and 4C-1604 crosses existing facility. Top of utility at 89.69, 

bottom of pipe at 88.57. In conflict, to be relocated.
Y 4238 / 4238A 4.83 / 4.68 89.69 / 89.83 East / West Edge Depths 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4239 4
Maitland Blvd. EB at Maitland 

Summit Blvd.
172+00 127' LT Unknown BFO Hand Hole Roadway Hand hole to be in new roadway alignment. To be relocated / removed N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4240 4
Maitland Blvd. EB at Maitland 

Summit Blvd.
172+30 129' LT Unknown BFO Hand Hole Roadway Hand hole to be in new roadway alignment. To be relocated / removed N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4241 4
Maitland Blvd. EB at Maitland 

Summit Blvd.
172+30 155' LT Duke - D BE duct Drainage

24" bet 4C-1505 and 4C-1504 will cross facility. Top of utility at 89.4, bottom of pipe 

at 89.0. In conflict, to be relocated.
Y 4241 / 4241 A 4.9 / 4.69 89.41 / 89.69 East / West Edge Depths 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4242 4
Maitland Blvd. EB at Maitland 

Summit Blvd.
168+00 155' LT TECO Gas 4" Steel Drainage

24" bet 4C-1505 and 4C-1504 will cross facility (part of conflict 4246). Pipe invert at 

89.25, top of 91.50. Conflict, to be relocated.
Y 4242 3.63 90.21

Unable to visually verify 

pipe size and material 

due to groundwater and 

cave in.

1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4
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4243 4
Maitland Blvd. EB at Maitland 

Summit Blvd.
172+00 59' RT AT&T - FL BFO Hand Hole Roadway Hand hole to be in new roadway alignment. To be relocated / removed N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4244 4
Maitland Blvd. EB at Maitland 

Summit Blvd.
172+00 153' LT Unknown BFO Pedestal Roadway Pedestal will be in new RW alignment. To be relocated N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4245 4
Maitland Blvd. EB (WO Keller 

Rd.)
186+08 93' LT Orange County W 12" DI Roadway

Line will be under fill / drainage and under ramp pavement. 12" DI in 24" casing. To 

be relocated.
Y 4245 5.25 93.57 1.3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4246 4

Maitland Blvd. EB (bet 

Maitland Summit Blvd. and 

Keller Rd.)

164+00 to 189+50 151' LT TECO Gas 4" PE Drainage Line will be under drainage pipes, multiple structures and retaining wall. Y 4246 4.5 92.49 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4247 4 Keller Rd. at Fennell St. 4+75 64' RT Duke - T OE 69kV Signal Signal pole placement. Avoid impacting line if at all possible. N 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4248 4
Maitland Blvd. EB (WO Keller 

Rd.)
186+08 99' RT Orange County W 12" DI Roadway

Line will be under fill / drainage and under ramp pavement. 12" DI in 24" casing. To 

be relocated.
Y 4248 4.2 93.367 1.3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4249 4 Keller Rd. (NO Fennell St.) 7+60 39' LT Orange County Sanitary MH Roadway MH lid is half-way in roadway area to be milled. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4250 4 Keller Rd. (NO Fennell St.) 10+70 31' RT Maitland W Valve Roadway Valve in roadway to be milled. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4251 4
Maitland Blvd. EB at Keller 

Rd.
188+30 120' LT Orange County W FH Roadway FH in proposed ramp area and retaining wall. To be relocated / removed N 1.3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4252 4 Westmonte Dr. (SO SR 436) 24+18 30' RT Altamonte Springs W Valves Roadway Multiple valves and meter will be in proposed sidewalk.  Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4253 4 Keller Rd. (NO Fennell St.) 11+05 36' LT Winter Park Sanitary MH Roadway MH in roadway to be milled. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4254 4
Maitland Blvd. WB at Keller 

Rd.
89+90 49' LT Duke - D BE Roadway

Line crosses under new embankment. Line does not exist per Duke records or field 

review. Could be out of service line.
N 3 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4255 4
Maitland Blvd. WB at Keller 

Rd.
90+05 RT FPL - FN BFO Roadway

Line crosses under new embankment. Line will need to be relocated out of Pond 

CC
Y 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4256 4
Maitland Blvd. EB (Keller Rd 

Ramp D)
189+80 92' LT Orange County W Drainage

18" bet S-1327 to S-1349 crosses line. To be relocated out from under ramp 

pavement
N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4257 4
Maitland Blvd. EB (Keller Rd 

Ramp D)
189+80 106' LT Duke - D BE Drainage

18" bet S-1327 to S-1349 crosses line. Line does not exist per Duke records or field 

review. Could be out of service in place.
N 3 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4258 4
Maitland Blvd. EB (Keller Rd 

Ramp D)
188+00 93' LT Orange County W 12" DI Drainage

S-1326 on top of line. To be relocated out from under ramp pavement. Structure 

eliminated per JJ on 12/23/14.
N 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4259 4
Maitland Blvd. EB (Keller Rd 

Ramp D)
188+60 98' LT TECO Gas 4" Steel Drainage 4C-1327 close of line. Pipe inverts at 93.5. Conflict, to be relocated. Y 4259 3.44 94.84 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4260 4
Maitland Blvd. EB (WO Keller 

Rd.)
189+00 172' RT Level 3 BFO Drainage

Facility shown in Pond CC. Mark-ups show them on the south side of the pond. 

Need to verify location of facility.
N 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4261 4
Maitland Blvd. EB (WO Keller 

Rd.)
189+00 RT AT&T - TCG BFO Drainage

Facility shown in Pond CC. Mark-ups show them on the south side of the pond. Need to verify 

location of facility. To be relocated.
N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4262 4
Keller Rd. (SO Maitland 

Center Pkwy)
29+50 RT AT&T OT Roadway Joint attached to Duke pole in curb. To be relocated N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4263 4
Maitland Blvd. WB at Keller 

Rd.
90+05 RT FPL - FN BFO Roadway

Line crosses under new embankment. Line will need to be relocated out of Pond 

CC
N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4264 4 Westmonte Dr. (SO SR 436) 25+50 22' RT Altamonte Springs W 8" DI Drainage 18" between 4B-806 to 4B-810 will cross line. Y 4264 5.32 85.86 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4265 4 Keller Rd. Ramp D 589+50 LT TECO Gas Drainage 24" bet S-1348 to S-1349 crosses line Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4266 4
Lake Destiny Rd. (NO 

Maitland Blvd.)
165+00 LT CenturyLink BFO 4" PVC Roadway New Curb line will cross existing facility Y 4266 3.16 94.40 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4267 4
Lake Destiny Rd. (NO 

Maitland Blvd.)
163+75 LT AT&T Hand hole Roadway Hand hole in new sidewalk. Adjust to new grade N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4268 4
PED BR-4 over Lake Destiny 

Dr.
21+78 Center Verizon Business BFO 2 1/2" PE Bridge

Pedestrian bridge will cross over facility on east side of Lake Destiny, need to verify 

placement of footers. No footers in this area, clear.
Y 4268 2.16 91.88 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4269 4
PED BR-4 over Lake Destiny 

Dr.
21+78 Center AT&T - FL BFO Bridge

Pedestrian bridge will cross over facility on east side of Lake Destiny, need to verify 

placement of footers. No footers in this area, clear.
N 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4
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4270 4
Keller Rd. at Maitland Center 

Pkwy
30+10 RT CenturyLink BFO MH Roadway MH in proposed milling area of pavement. Adjust to final grade. N 1.1 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

4271 4
PED BR-4 over Lake Destiny 

Dr.
21+78 Center Duke - D BE 6" / 2 - 2" PVC Bridge

Pedestrian bridge #401 will cross over facility on east side of Lake Destiny, need to 

verify placement of footers. No footers in area, clear.
Y 4271 2.85 91.26 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4272 4
PED BR-4 over Lake Destiny 

Dr.
22+46 Center Maitland W 10" DIP Bridge

Pedestrian bridge #401 will cross over facility on east side of Lake Destiny, need to 

verify placement of footers. No footers in area, clear.
Y 4272 4.16 88.9 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4273 4
PED BR-4 over Lake Destiny 

Dr.
22+36 Center Maitland FM 6" DIP Bridge

Pedestrian bridge #401 will cross over facility on east side of Lake Destiny, need to 

verify placement of footers. No footers in area, clear.
Y 4273 3.42 89.61 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4274 4
PED BR-4 over Lake Destiny 

Dr.
22+71 Center Level 3 BFO Bridge

Pedestrian bridge #401 will cross over facility on east side of Lake Destiny, need to 

verify placement of footers. No footers in area, clear.
Y 4274 8.0 85.18

Unable to visually verify 

pipe size and material 

due to groundwater and 

cave in.

3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4275 4
PED BR-4 over Lake Destiny 

Dr.
22+55 Center BrightHouse BFO 2-1 1/4" / 2-2 1/4" PE / PVC Bridge

Pedestrian bridge #401 will cross over facility on east side of Lake Destiny, need to 

verify placement of footers. No footers in area, clear.
Y 4275 3.12 89.89 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4276 4
PED BR-4 over Lake Destiny 

Dr.
22+40 Center FPL - FN BFO 2 - 2" PE Bridge

Pedestrian bridge #401 will cross over facility on east side of Lake Destiny, need to 

verify placement of footers. No footers in area, clear.
Y 4276 2.5 90.81 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4277 4
PED BR-4 over Lake Destiny 

Dr.
22+41 Center AT&T - TCG BFO 4" PVC Bridge

Pedestrian bridge #401 will cross over facility on east side of Lake Destiny, need to 

verify placement of footers. No footers in area, clear.
Y 4277 2.66 90.66 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4278 4
PED BR-4 over Lake Destiny 

Dr.
23+33 Center Duke - D BE 2-7" / 3-2" PVC Bridge

Pedestrian bridge #401 will cross over facility on east side of Lake Destiny, need to 

verify placement of footers. No footers in area, clear.
Y 4278 / 4278A 3.55 / 3.55 89.09 / 89.06 West / East Edge Depths 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4279 4 Maitland Blvd. WB 137+75 9' RT CenturyLink/ECI BFO Drainage 30" bet 4A-788A to 4A-790 crosses line. Line will need to be relocated N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4280 4 Maitland Blvd. WB 141+50 70' LT CenturyLink BFO 4" PVC Drainage 4A-795 on top of line Y 4280 3.1 90.69 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4281 4 Maitland Blvd. WB 145+30 53' LT AT&T BFO 4" PE Drainage 4A-1109 on top of line Y 4281 2.88 92.04 2.4 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4282 4 Maitland Blvd. WB 144+95 93' RT AT&T BFO Drainage 24" bet 4A-1108 to 4A-1107 Y 4282 Line does not exist. 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4283 4 Westmonte Dr. (SO SR 436) 25+50 34' RT Altamonte Springs W
Back flow 

preventer
Roadway Back flow preventer to be in proposed sidewalk area.  To be relocated. N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4284 4
I-4 Mainline (adj to N Lake 

Destiny Rd.)
526+00 to 529+00 LT Verizon Business BFO 4" PVC Drainage

18" bet 4A-200 to 4A-202 close to LA ROW. Verify that line does not enter LA 

ROW.
Y 4284 2.66 92.43 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4285 4
I-4 Mainline (adj to N Lake 

Destiny Rd.)
526+00 to 529+00 LT AT&T - Corp. BFO 216 F PE Drainage

18" bet 4A-200 to 4A-202 close to LA ROW. Verify that line does not enter LA 

ROW.
Y 4285 3.32 91.89 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4286 4
I-4 Mainline (adj to N Lake 

Destiny Rd.)
526+00 to 529+00 LT CenturyLink BT 1" / 4" DBC Drainage

18" bet 4A-200 to 4A-202 close to LA ROW. Verify that line does not enter LA 

ROW.
Y 4286 2.9 92.21 2.4 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4287 4 Wymore Rd at Oranole Rd 120+55 73' RT Duke - D OE Pole Roadway Pole/Telco riser close to sidewalk. May need to relocate. N 2.2 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4289 4 Wymore Rd at Oranole Rd 120+55 55' RT AT&T - Corp. BFO HH Roadway HH in proposed sidewalk area.  Adjust to final grade. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4290 4 Wymore Rd at Oranole Rd 120+50 46' RT CenturyLink BFO HH Roadway HH in proposed sidewalk area.  Adjust to final grade. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4291 4 Wymore Rd (EO I-4) 120+00 38' RT Duke - D OE Pole Roadway Pole in proposed sidewalk. Primary riser. Be relocated. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4292 4 Wymore Rd (EO I-4) 118+75 30' RT Duke - D OE Pole Roadway Pole in proposed roadway BE service to church off pole. To be relocated. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4293 4 Wymore Rd (at I-4) 117+20 48' RT Duke - D OE Pole Bridge Pole anchors in retaining wall. To be relocated. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4294 4 Wymore Rd (EO I-4) 118+00 39' RT AT&T - Corp. BFO 6w - 1 1/2" HDPE Wall Retaining wall on line. To be relocated. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4295 4 Wymore Rd (EO I-4) 118+75 27' RT AT&T - Corp. BFO 6w - 1 1/2" HDPE Roadway Line will be under roadway fill for bridge approach, behind wall. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4296 4 Wymore Rd (EO I-4) 119+00 41' RT Altamonte Springs RW 20" DIP Wall Retaining wall on line Y 4296 4.32 109.65 2.2 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4297 4 Wymore Rd (EO I-4) 119+40 42' RT Maitland W 15" DIP Wall Retaining wall on line Y 4297 2.35 111.33 2.2 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4
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4298 4 Wymore Rd (EO I-4) 116+88 38' RT AT&T - Corp. BFO 6w - 1 1/2" HDPE Bridge Bridges 413/414, end bent on top of lines. To be relocated. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4299 4 Wymore Rd (EO I-4) 116+63 40' RT AT&T - Corp. BFO 6w - 1 1/2" HDPE Drainage 60" bet 4B-109 and 4B-112 crosses line. To be relocated due to bridge conflicts. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4300 4 Wymore Rd (EO I-4) 119+10 37' RT CenturyLink BFO Roadway Line will be under roadway fill for bridge approach, behind wall. Y 2.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4301 4 I-4 Mainline (NO Wymore Rd.) 565+70 152' LT Duke - D OE Pole Roadway Pole close to new LA ROW and next to noise wall N 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4302 4 I-4 Mainline (NO Wymore Rd.) 565+70 Center Altamonte Springs FM 16" DI Drainage 18" bet 4B-202 & 4B-207 crosses line. Line in 30" casing. N
TH 139 LT

TH 135 RT

3.1

5.3

102.2

101.1
Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4303 4 I-4 Mainline (NO Wymore Rd.) 565+87 Center Altamonte Springs W 10" AC Drainage 18" bet 4B-202 & 4B-207 crosses line N
TH 138 LT

TH 134 RT

4.0

4.5

101.3

101.7
Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4304 4 I-4 Mainline (NO Wymore Rd.) 565+93 Center Altamonte Springs W 16" DI Drainage 18" bet 4B-202 & 4B-207 crosses line N
TH 137 LT

TH 133 RT

3.7

9.8

101.4

96.1
Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4305 4 I-4 Mainline (NO Wymore Rd.) 565+75 162' RT Altamonte Springs FM 16" DI Drainage 18" bet 4B-204 to 4B-205 crosses line N TH 136 1.7 110.2 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4306 4 I-4 Mainline (NO Wymore Rd.) 565+87 162' RT Altamonte Springs W 10" AC Drainage 18" bet 4B-204 to 4B-205 crosses line Y 4306 6.01 105.82 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4307 4 I-4 Mainline (NO Wymore Rd.) 565+93 162' RT Altamonte Springs W 16" DI Drainage 18" bet 4B-204 to 4B-205 crosses line Y 4307 1.3 110.59 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4308 4
Wymore Rd. (EO Lake 

Destiny Rd.)
108+22 43' RT Altamonte Springs RW 20" DIP Wall Retaining wall close to line N 4308 3.57 98.84 2.2 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4309 4
I-4 Mainline (bet Wymore Rd. 

SR 436)
584+15 143' LT Altamonte Springs RW 24" DI Wall Noise wall & retaining wall on top of crossing N TH 138 4.9 50.4 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4310 4
I-4 Mainline (bet Wymore Rd. 

SR 436)
584+15 8' RT Altamonte Springs RW 24" DI Drainage 36" bet 4B-232 to 4B-234 crosses line N TH 137 11.22 44.88 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4311 4
I-4 Mainline (bet Wymore Rd. 

SR 436)
584+15 142' RT Altamonte Springs RW 24" DI Drainage 36" bet 4B-230 to 4B-239 crosses line N TH 130 6.6 54.7 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4312 4 I-4 Mainline (SO Wymore Rd.) 540+13 115' RT Maitland W 16" DI Drainage 60" bet 4B-109 to 4B-112 crosses line. To be relocated Y TH 127 1.7 106.2 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4313 4 I-4 Mainline (SO Wymore Rd.) 540+28 115' RT Altamonte Springs RW 20" DI Drainage 60" bet 4B-109 to 4B-112 crosses line. N TH 30 3.25 104.65 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4314 4 I-4 Mainline (SO Wymore Rd.) 540+45 118' RT CenturyLink BFO Drainage 60" bet 4B-109 to 4B-112 crosses line. Y 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4315 4 I-4 Mainline (SO Wymore Rd.) 540+59 118' RT AT&T BFO Drainage 60" bet 4B-109 to 4B-112 crosses line. Y 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4316 4 I-4 Mainline (SO Wymore Rd.) 540+66 118' RT AT&T BFO Drainage 60" bet 4B-109 to 4B-112 crosses line. Y 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4317 4 I-4 Mainline (SO Wymore Rd.) 540+76 125' RT Duke - D BE FDOT service Bridge Duke pole that serves line to be relocated. Service to be relocated. N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4318 4 Wymore Rd (at I-4) 115+22 29' RT AT&T - Corp. BFO 6w - 1 1/2" HDPE Bridge Pier through line. Bridge 413/414 Pier 2 and temp sheet pile. To be relocated. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4319 4 Wymore Rd (at I-4) 113+20 43' RT AT&T - Corp. BFO 6w - 1 1/2" HDPE Bridge Pier on top of line. Bridge 413/414 End Bent 1. To be relocated. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4320 4
Wymore Rd. (EO Lake 

Destiny Dr. )
111+00 51' RT AT&T - Corp. BFO Wall Retaining wall close to line Y 2.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4321 4
Wymore Rd (at Lake Destiny 

Rd)
106+16 28' LT Seminole County - T BFO Hand Hole Roadway Hand hole in proposed sidewalk. To be adjusted. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4322 4 I-4 Mainline (SO SR 436) 608+70 153' RT Altamonte Springs W 10" DI Drainage 36" bet 4B-282A to 4B-286 crosses line N TH 132 10.38 40.42 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4323 4 I-4 Mainline (SO SR 436) 608+75 153' RT Altamonte Springs FM 14" DI Drainage 36" bet 4B-282A to 4B-286 crosses line N TH 131 10.4 40.4 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4324 4 I-4 Mainline (SO SR 436) 608+75 Center Altamonte Springs W 10" DI Drainage 72" bet 4B-282 to 4B-287 crosses line. Area is not accessible to do a test hole. N 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4
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4325 4 I-4 Mainline (SO SR 436) 608+80 Center Altamonte Springs FM 14" DI Drainage 36" bet 4B-282 to 4B-287 crosses line. Area is not accessible to do a test hole. N 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4326 4 I-4 Mainline (SO SR 436) 608+85 153' LT Altamonte Springs W 10" DI Wall Retaining wall on top of crossing Y 4326 3.56 51.63 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4327 4 I-4 Mainline (SO SR 436) 609+00 153' LT Altamonte Springs FM 14" DI Wall Retaining wall on top of crossing. Line in 24" casing N TH 144 8.0 37.8 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4328 4 I-4 Mainline (SO SR 436) 613+45 145' RT CenturyLink BFO MH Roadway MH in proposed ramp.  Need to relocate. N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4329 4 I-4 Mainline (SO SR 436) 613+45 Center CenturyLink BFO Drainage
72" between 4B-287 and 4B-294 crosses line. Pipe bottom at 50.22. 0.14' of 

separation. Line to be adjusted.
N TH 217 8.42 50.08 Vvh from FDOT 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4330 4 I-4 Mainline (SO SR 436) 613+65 Center TECO Gas 6" Drainage
72" between 4B-287 and 4B-294 crosses line. Bottom of utility at 59.18, top of pipe 

at 57.78. 1.4' of separation. Need to relocate crossing due to conflict on E/S.
N TH 218 3.62 59.68 Vvh from FDOT 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4331 4 SR 436 (at I-4) 380+15 63' RT Level 3 BFO 3-2" / 5-1 1/2" PE Drainage 4B-622 on top of line. Y 4331 5.5 77.41 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4333 4 I-4 Mainline (SO SR 436) 613+45 168' LT CenturyLink BFO MH Wall MH in LA ROW and near retaining wall.  If no other conflict, can remain. N 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4334 4 I-4 Mainline (SO SR 436) 613+65 158' LT TECO Gas 6" Roadway Retaining wall and fill on top of crossing. N TH 204 3.8 55.8 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4335 4 I-4 Mainline (SO SR 436) 612+45 164' RT Duke - D BE Roadway Service point on private property in proposed ramp shoulder. To be relocated. N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4336 4 I-4 Mainline (SO SR 436) 613+15 152' RT Duke - D OE Pole Roadway Pole will be in proposed ramp pavement.  To be relocated. N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4337 4
Wymore Rd (at Spring Valley 

Rd)
33+15 RT BrightHouse BTV Pedestal Roadway Pedestal in proposed sidewalk area. To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4338 4 I-4 Mainline (SO SR 436) 613+90 163' RT Duke - D OE Pole Roadway Pole will be in proposed pavement. To be relocated. N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4339 4 I-4 Mainline (SO SR 436) 611+70 156' RT Altamonte Springs W FH Roadway Private FH fed by city in LA ROW. To be relocated. N 1.3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4340 4 I-4 Mainline (SO SR 436) 614+80 180' RT Altamonte Springs W FH Roadway Private FH fed by city in LA ROW. To be relocated. N 1.3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4341 4 SR 436 (EO I-4) 384+80 100' LT Duke - D BE 2" PVC Drainage 4B-632 close to line Y 4341 1.3 82.80 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4342 4 SR 436 (EO I-4) 384+80 LT CenturyLink BT 2" DBC Drainage 4B-632 close to line Y 4342 3.05 81.52

Also found 1" Steel, 3.45' 

depth, 81.22' elev 

(4342A)

2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4343 4 SR 436 (EO I-4) 384+80 LT Verizon Business BFO 2 - -1 3/4" PE Drainage 4B-632 close to line Y 4343 1.9 83.41 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4344 4 SR 436 (EO I-4) 384+80 LT BrightHouse BTV 1 3/4" PE Drainage 4B-632 close to line. Protect in place, drainage redesign to avoid if possible Y 4344 2.9 82.99 2.4 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4345 4 SR 436 (EO I-4) 382+80 92' LT Altamonte Springs W 10" PVC Drainage 4B-629 close to line Y 4345 6.7 77.75 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4350 4 SR 436 (EO I-4) 382+90 96' LT Altamonte Springs W Valves (3) Roadway Valves will end up in proposed sidewalk. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4351 4 SR 436 (EO I-4) 381+60 90' LT Altamonte Springs W Valves (4) Roadway Valves will end up in proposed sidewalk. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4352 4 SR 436 (EO I-4) 383+75 81' RT Level 3 BFO 6 - 1 1/2" PE Drainage 4B-631 close to line Y 4352 7.06 77.61 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4353 4 SR 436 (EO I-4) 381+80 LT CenturyLink BT MH Roadway MH in area of pavement milling.  Adjust to final grade. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4354 4 SR 436 (EO I-4) 381+00 RT CenturyLink BT 4" PVC Drainage
18" between 4B-628 to 4B-631 on top of crossing. Pipe bottom at 77.29, direct 

conflict. To be relocated.
Y 4354 4.5 77.92 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4355 4 SR 436 (EO I-4) 380+15 RT CenturyLink BT 5 - 4" PVC Drainage
24" between 4B-622 to 4B-624 crosses line. Pipe top at 78.95, direct conflict. To be 

relocated.
Y 4355 3.7 78.01 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4356 4 SR 436 (EO I-4) 379+60 LT TECO Gas 4" Steel Drainage 30" between 4B-625 to 4B-619 crosses line. N 4356 5.98 74.77 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4
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4357 4 SR 436 (EO I-4) 377+35 68' RT Level 3 BFO 20 way Drainage 18" between4B-617 to 4B-620 crosses line. Y 4357

Dug to 9.00', probed to 

9.10'. Utility has an 

electronic depth of 26.00'

2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4358 4 SR 436 (EO I-4) 375+60 92' RT Level 3 BFO 20 way Drainage 72" between 4B-304 to 4B-312 crosses line. Y 4358

 Dug to 10.00', probed to 

14.00'.  Utility has an 

electronic depth of 25.00'

2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4359 4 SR 436 (EO I-4) 376+00 99' RT Duke - D OE Pole Roadway Primary riser pole in middle of new exit island.  To be relocated. N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4360 4 SR 436 (WO I-4) 373+45 RT Level 3 BFO 20 way Drainage 4B-612 on top of line. Y 4360

Unable to verify 

Electronic depth +/-26'. 

Did not attempt test hole, 

crossing I4

2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4361 4 SR 436 (EO I-4) 378+40 95' LT Duke - D OE Pole Roadway Pole close to proposed sidewalk and retaining wall.  Design around? N 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4362 4 SR 436 (EO I-4) 378+40 LT BrightHouse OTV Roadway Joint attached to Duke pole that may be in conflict. (see conflict #4361) N 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4363 4 SR 436 (EO I-4) 378+40 LT Verizon Business OFO Roadway Joint attached to Duke pole that may be in conflict. (see conflict #4361) N 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4364 4 SR 436 (EO I-4) 376+10 97' LT Duke - D OE Pole Roadway Pole will be in middle of new exit island. To be removed/placed underground. N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4365 4 SR 436 (EO I-4) 376+10 97' LT BrightHouse OTV Roadway Joint attached to Duke pole in island. To be removed. (see conflict #4364) N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4366 4 SR 436 (EO I-4) 376+10 97' LT Verizon Business OFO Roadway Joint attached to Duke pole in island. To be removed. (see conflict #4364) N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4367 4 SR 436 (WO I-4) 373+05 100' LT Duke - D OE Pole Roadway Pole will be in middle of new exit island. To be removed/placed underground. N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4368 4 SR 436 (WO I-4) 373+05 100' LT BrightHouse OTV Roadway Joint attached to Duke pole in island. To be removed. (see conflict #4367) N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4369 4 SR 436 (WO I-4) 373+05 100' LT Verizon Business OFO Roadway Joint attached to Duke pole in island. To be removed. (see conflict #4367) N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4370 4 SR 436 (WO I-4) 373+00 98' RT Duke - D OE Pole Roadway Primary riser pole in middle of new exit island. To be removed/placed underground. N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4371 4 SR 436 (EO Wymore Rd.) 371+75 82' RT Level 3 BFO
20 - 1 1/2" 

(multiple)
PE Tunnel Pedestrian tunnel crossing line. To be relocated. Y 4371 7.68 75.81 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4372 4 SR 436 (EO Wymore Rd.) 369+60 86' RT Level 3 BFO 6 - 1 1/2" PE Drainage 4B-609 on top of facility Y 4372 3.89 79.3 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4373 4 SR 436 (EO Wymore Rd.) 369+60 RT TECO Gas 4 1/2" Steel Drainage 4B-609 on top of facility N 4373 3.94 79.29 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4374 4 Wymore Rd (SO SR 436) 52+05 20' RT Altamonte Springs W Valves (2) Roadway Valves in proposed roadway milling. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4375 4 SR 436 (EO Wymore Rd.) 369+50 81' RT Level 3 BFO MH Roadway MH in proposed curb.  Design around if possible N 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4376 4 SR 436 (at Douglas Ave) 369+35 LT BrightHouse OTV Roadway Joint attached to Duke pole in curb. To be relocated. (see conflict #4805) N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4377 4 SR 436 (at Douglas Ave) 369+35 LT Verizon Business OFO Roadway Joint attached to Duke pole in curb. To be relocated. (see conflict #4805) N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4378 4 SR 436 (at Douglas Ave) 369+35 LT TW Telecom OFO Roadway Joint attached to Duke pole in curb. To be relocated. (see conflict #4805) N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4379 4 SR 436 (EO Douglas Ave.) 369+45 89' LT Altamonte Springs W Valve Roadway Valve in proposed sidewalk.  Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4380 4 SR 436 (EO Douglas Ave.) 369+50 84' LT Altamonte Springs W Valve Roadway Valve in proposed roadway.  Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4381 4 SR 436 (EO Douglas Ave.) 369+85 86' LT Altamonte Springs W Valve Roadway Valve in proposed sidewalk.  Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4382 4 SR 436 (WO Douglas Ave.) 368+50 87' LT Altamonte Springs W Valve Roadway Valve in proposed sidewalk.  Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4383 4 SR 436 (WO Douglas Ave.) 363+35 LT TECO Gas 2 1/4" Steel Drainage 30" between 4B-604E and 4B-604D Y 4383 4.06 85.16 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4
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4384 4 Westmonte Dr. (EO SR 436) 359+75 RT TECO Gas 6" STL Drainage 18" between 4B-656 to 4B-653 crosses line. Y 4384 4.82 86.59 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4385 4 SR 436 (at Westmonte Dr.) 359+75 LT TECO Gas 6" STL Drainage 30" bet 4B-655 and 4B-816 crosses line Y 4385 4.82 86.59 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4386 4 Douglas Ave (at Lorraine Dr.) 93+00 LT BrightHouse OTV Roadway Joint attached to Duke pole in SW. To be relocated. (see conflict #4568) N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4387 4 SR 436 (at Westmonte Dr.) 359+60 86' LT Altamonte Springs W 12" CI Drainage 30" bet 4B-655 and 4B-816 crosses line Y 4387 4.36 84.98 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4388 4 SR 436 (at Westmonte Dr.) 359+40 105' LT Altamonte Springs RW 5" PVC Drainage 30" bet 4B-655 and 4B-816 crosses line Y 4388 2.66 86.31 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4389 4 SR 436 (at Westmonte Dr.) 359+00 104' LT Duke - D OE Roadway Pole in proposed roadway N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4390 4 SR 436 (at Westmonte Dr.) 359+50 96' LT Duke - D BE 1/2" DBC Drainage 30" bet 4B-655 and 4B-816 crosses line Y 4390 2.2 88.16 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4391 4 SR 436 (at Westmonte Dr.) 359+50 LT CenturyLink BT Drainage 30" bet 4B-655 and 4B-816 crosses line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4392 4 SR 436 (at Westmonte Dr.) 359+50 LT Seminole County - T FOC/TS 4" / 3-2" PVC Drainage 30" bet 4B-655 and 4B-816 crosses line Y 4392 3.06 86.99 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4394 4 SR 436 (at Westmonte Dr.) 359+10 79' LT Altamonte Springs W Valves (2) Roadway Valve in proposed pavement. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4395 4 SR 436 (at Westmonte Dr.) 359+00 86' LT Altamonte Springs W Valve Roadway Valve in proposed pavement. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4396 4
I-4 Mainline (NO Central 

Pkwy)
665+25 171' RT Duke - D OE Pole Drainage Pole in pond DD-5B (end of E Citrus St). To be removed N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4397 4
I-4 Mainline (NO Central 

Pkwy)
665+25 171' RT BrightHouse OTV Drainage

Joint attached to Duke pole in pond/Pedestal at base. To be relocated. (see conflict 

#4396)
N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4398 4 SR 436 (at Westmonte Dr.) 358+20 66' LT Altamonte Springs W 12" CI Drainage 4B-813 and 18" pipe on top of line Y 4398 4.24 85.43 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4399 4 Westmonte Dr.(NO SR436) 40+75 45' LT Altamonte Springs Sanitary MH Roadway MH possibly in proposed curb. Adjust curb to avoid/adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4400 4 SR 436 (WO Westmonte Dr.) 356+50 Center CenturyLink BT MH Roadway MH in traffic separator median. Adjust to final grade N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4401 4 Westmonte Dr. (SO SR 436) 28+60 47' LT Altamonte Springs RW Valve Drainage Valve in pond G-2.  To be relocated. N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4402 4 SR 436 (at Westmonte Dr.) 358+00 83' LT Altamonte Springs W Valves (2) Drainage 18" bet 4B-813 and 4B-818 out on valves. To be relocated N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4403 4 Westmonte Dr.(NO SR436) 49+45 Center Altamonte Springs Sanitary MH Roadway MH in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4404 4 Westmonte Dr.(NO SR436) 41+00 21' LT Altamonte Springs W Valves (2) Roadway Valves in proposed pavement. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4405 4 Westmonte Dr. (SO SR 436) 29+05 87' LT Altamonte Springs W 8" CI Drainage 18" between 4B-812A to existing structure crosses line. Y 4405 1.46 88.47 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4406 4 Westmonte Dr. (SO SR 436) 29+10 LT CenturyLink BT 3/4" DBC Drainage 18" between 4B-812A to existing structure crosses line. Y 4406 2.36 87.39 2.4 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4407 4 Westmonte Dr. (SO SR 436) 29+15 82' LT TECO Gas 2 1/2" Steel Drainage 18" between 4B-812A to existing structure crosses line. N TH 182 2.6 88.6 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4408 4 Westmonte Dr. (SO SR 436) 29+00 LT TECO Gas 2 1/2" Steel Drainage 4B-812 on top of line. N 4408 2.66 88.40 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4409 4 Westmonte Dr. (SO SR 436) 29+15 RT CenturyLink BT Pedestal Roadway Pedestal to be in proposed roadway.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4410 4
Wymore Rd (at Spring Valley 

Rd)
31+75 16' LT TECO Gas 2" Steel Drainage 4B-1001 on top of line Y 4410 2.44 78.34 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4411 4
Wymore Rd (at Spring Valley 

Rd)
33+05 LT TECO Gas 2" Steel Drainage 48" bet 4B-1003 and 4B-1003A crosses line Y 4411 2.38 75.93 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4
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4412 4
Wymore Rd (at Spring Valley 

Rd)
33+05 LT CenturyLink BT 1 1/2" DBC Drainage

48" bet 4B-1003 and 4B-1003A crosses line. Top of pipe at 73.92, 4.48' of 

separation. Clear
Y 4412 3.4 76.42 3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4413 4
Wymore Rd (at Spring Valley 

Rd)
33+05 19' LT Altamonte Springs FM 10" PVC Drainage 48" bet 4B-1003 and 4B-1003A crosses line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4414 4
Wymore Rd (at Spring Valley 

Rd)
31+75 20' LT Altamonte Springs FM 10" PVC Drainage 4B-1001 on top of line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4415 4
Wymore Rd (at Spring Valley 

Rd)
31+75 23' LT AT&T - Corp. BFO Drainage 4B-1001 on top of line Y 4415 10.84 70.26

Unable to determine size 

and material due to depth 

and cave in. Also found 3-

2" PVC UNK, 1.62' depth, 

2.4 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4416 4
Wymore Rd (at Spring Valley 

Rd)
31+75 18' LT Verizon Business BFO Drainage 4B-1001 on top of line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4417 4
Wymore Rd (at Spring Valley 

Rd)
32+45 26' RT CenturyLink BT

Pedestals (2)

Cabinet (1)
Roadway In center of relocated drive. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4420 4
Wymore Rd (at Spring Valley 

Rd)
32+00 28' RT CenturyLink BT 1" DBC Drainage 4B-1002 on line Y 4420 2.08 79.91 2.4 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4421 4
Wymore Rd (at Spring Valley 

Rd)
32+00 23' RT Duke - D OE Drainage 4B-1002 directly below line. Caution during installation N 2.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4422 4
Wymore Rd (at Spring Valley 

Rd)
32+00 23' RT BrightHouse OTV Drainage Joint attached to Duke pole, 4B-1002 directly below line. Caution during installation N 3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4423 4 Wymore Rd 32+00 to 41+75 RT - Various CenturyLink BT Drainage 48" bet 4B-1002 and 4B-1014 on or close to line Y 2.4 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4424 4 Wymore Rd 33+20 to 41+75 RT - Various Duke - D OE Pole (7) Roadway Poles in proposed curb line. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4425 4 Wymore Rd 33+20 to 41+75 RT BrightHouse OTV Roadway Joint attached to Duke poles in curb. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4426 4
Wymore Rd. (NO Spring 

Valley Rd.)
35+00 19' LT Level 3 BFO 11 - 1 1/4" DBC Drainage 4B-1004 on top of or very close to lines Y 4426 3.67 71.64 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4427 4
Wymore Rd. (NO Spring 

Valley Rd.)
37+80 34' RT Altamonte Springs W Valve Roadway Valve in proposed SW. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4428 4
Wymore Rd. (SO Westmonte 

Dr.)
40+75 75' RT Duke - D OE Pole Drainage "Dead" pole in proposed Pond CC-9. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4429 4
Wymore Rd (at Spring Valley 

Rd)
32+60 22' RT Altamonte Springs W 12" DI Drainage 48" bet 4B-1002 and 4B-1003A crosses line N TH 198 4.04 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4431 4
Wymore Rd. (NO Spring 

Valley Rd.)
34+05 LT Verizon Business BFO Pull Box Roadway Pull box in proposed roadway. If not traffic rated, must be replaced/relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4432 4
Wymore Rd. (NO Spring 

Valley Rd.)
35+00 LT TECO Gas 8" Steel Drainage 4B-1004 on top of or very close to lines Y 4432 2.28 72.57

Also found 2" Steel Gas, 

2.85' depth, 71.85' elev 

(TH 4432A)

2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4433 4
Wymore Rd. (NO Spring 

Valley Rd.)
35+00 21' LT Level 3 BFO MH Drainage 4B-1004 on top of or very close to lines. Modify structure to avoid MH? N 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4434 4
Wymore Rd. (NO Spring 

Valley Rd.)
34+50 31' LT CenturyLink BT Cross Box Roadway Cross box will end up in proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4435 4
Wymore Rd. (NO Spring 

Valley Rd.)
35+00 LT CenturyLink BT Drainage 4B-1004 on top of or very close to lines Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4436 4
Wymore Rd. (NO Spring 

Valley Rd.)
35+00 LT Verizon Business BT Drainage 4B-1004 on top of or very close to lines Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4437 4
Wymore Rd. (NO Spring 

Valley Rd.)
35+00 LT AT&T - Corp. BT 1 1/2" PE Drainage 4B-1004 on top of or very close to lines Y 4437 2.34 74.73 2.4 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4438 4
Wymore Rd. (NO Spring 

Valley Rd.)
35+00 18' LT Altamonte Springs FM 10" DI Drainage 4B-1004 on top of or very close to lines N TH 176 2.07 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4439 4
Wymore Rd. (SO Westmonte 

Dr.)
40+75 70' RT Altamonte Springs W Valve Drainage Valve in proposed Pond CC-9. To be relocated N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4440 4
Wymore Rd (at Westmonte 

Dr.)
41+75 84' RT Altamonte Springs W Valve Drainage Valve in proposed Pond CC-9. To be relocated (old service?) N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4441 4
Wymore Rd. (NO Spring 

Valley Rd.)
37+75 18' LT Level 3 BFO 20 way Drainage 4B-1006 on top of line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4
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4442 4
Wymore Rd. (NO Spring 

Valley Rd.)
35+00 LT Tower Cloud BFO 3" PVC Drainage 4B-1004 on top of or very close to lines Y 4442 4.49 72.69 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4443 4
Wymore Rd. (NO Spring 

Valley Rd.)
37+75 19' LT Altamonte Springs FM 10" DI Drainage 4B-1006 on top of line N TH 170 3.2 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4444 4
Wymore Rd. (NO Spring 

Valley Rd.)
37+75 LT AT&T - Corp. BT Drainage 18" bet 4B-1006 and 4B-1007 crosses line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4445 4
Wymore Rd. (NO Spring 

Valley Rd.)
37+75 LT CenturyLink BT Drainage 4B-1006 on top of line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4446 4
Wymore Rd. (NO Spring 

Valley Rd.)
37+75 LT Verizon Business BFO Drainage 4B-1006 on top of line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4447 4
Wymore Rd. (NO Spring 

Valley Rd.)
37+55 LT CenturyLink BFO Cross Box Roadway Proposed gravity wall close to cross box. Verify if it can be saved N 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4448 4
Wymore Rd. (NO Spring 

Valley Rd.)
38+30 LT Verizon Business BFO MH Roadway MH in gravity wall. Verify if it can be saved. N 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4449 4
Wymore Rd. (NO Spring 

Valley Rd.)
38+40 LT Duke - D OE Pole Wall Pole in proposed gravity wall. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4451 4
Wymore Rd. (NO Spring 

Valley Rd.)
36+05 RT CenturyLink BT Cabinet Roadway Cabinet in proposed SW. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4452 4
Wymore Rd (at Westmonte 

Dr.)
41+75 161' RT Altamonte Springs Sanitary MH Drainage Manhole in proposed Pond CC-9. To be relocated N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4453 4
Wymore Rd (at Westmonte 

Dr.)
40+75 LT Tower Cloud BFO 6 - 1 1/2" PE Drainage 4B-1011 close to line Y 4453 2.62 62.65 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4454 4
Wymore Rd. (NO Westmonte 

Dr.)
43+60 24' RT Altamonte Springs W Valves (3) Roadway Close to new curb.  Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4456 4
Wymore Rd. (SO Westmonte 

Dr.)
40+50 RT BrightHouse BTV Pedestal Roadway Pedestal at Duke pole base in proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4458 4
Wymore Rd. (NO Spring 

Valley Rd.)
37+75 LT Tower Cloud FOC 2 1/2" PE Drainage 4B-1006 on top of line Y 4458 3.3 67.52 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4459 4
Wymore Rd. (SO Westmonte 

Dr.)
40+50 23' LT Altamonte Springs W Meter Roadway Meter in proposed SW. Adjust to final grade N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4460 4
Wymore Rd. (SO Westmonte 

Dr.)
40+15 RT CenturyLink BT Pedestal Roadway Pedestal in proposed curb line. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4461 4
Wymore Rd (at Westmonte 

Dr.)
40+75 RT CenturyLink BT 1 1/2" DBC Drainage 4B-1012 on top of line. Y 4461 3.24 61.31 2.4 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4462 4
Wymore Rd. (SO Westmonte 

Dr.)
40+45 30' RT Altamonte Springs W Valve Roadway Valve in proposed SW. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4463 4
Wymore Rd. (SO Westmonte 

Dr.)
40+55 RT BrightHouse BTV Cabinet Roadway Cabinet/power in proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4464 4
Wymore Rd (at Westmonte 

Dr.)
40+75 RT Verizon Business BFO Drainage 4B-1012 on top of line. Y 4464

Line is aerial at this 

location.
3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4465 4
Wymore Rd (at Spring Valley 

Rd)
33+05 LT Verizon Business BFO 3 - 1 1/2" PE Drainage 48" bet 4B-1003 and 4B-1003A crosses line Y 4465 8.4 70.48 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4467 4
Wymore Rd (at Spring Valley 

Rd)
33+05 LT AT&T - Corp. BFO 6 - 1 1/2" PE Drainage

48" bet 4B-1003 and 4B-1003A crosses line. Top of pipe at 71.75, 3.38' of 

separation. Clear
Y 4467 5.46 75.25

Also found 1.5" PE FOC, 

4.52' depth, 76.3' elev(TH 

4467A)

3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4468 4
Wymore Rd. (NO Spring 

Valley Rd.)
38+00 RT Verizon Business OFO Roadway Joint attached to Duke pole in conflict. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4469 4
Wymore Rd. (NO Spring 

Valley Rd.)
38+40 LT Verizon Business OFO Roadway Joint attached to Duke pole in conflict (riser). To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4470 4
Wymore Rd (at Westmonte 

Dr.)
40+75 LT AT&T BFO Drainage 4B-1011 on top of line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4471 4
Wymore Rd (at Westmonte 

Dr.)
40+75 LT CenturyLink BT 2" PE Drainage 4B-1011 on top of line Y 4471 3.02 62.19 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4472 4
Wymore Rd (at Westmonte 

Dr.)
40+75 22' LT Altamonte Springs FM 10" DI Drainage 4B-1011 on top of line Y 4472 2.6 62.58 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4
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4473 4
Wymore Rd (at Westmonte 

Dr.)
40+75 18' LT Level 3 BFO 20 way Drainage 18" bet 4B-1011 to 4B-1012 crosses line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4474 4
Wymore Rd (at Westmonte 

Dr.)
41+60 19' LT Level 3 BFO MH Roadway MH in new pavement, close to curb. Try to save N 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4475 4
Wymore Rd. (NO Westmonte 

Dr.)
43+80 9' RT Level 3 BFO 6 - 1 1/2" DBC Drainage 18" between 4B-1022 to 4B-1023 crosses line. Y 4475 2.93 60.30 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4476 4
Wymore Rd (at Westmonte 

Dr.)
41+80 37' LT Altamonte Springs Sanitary MH Roadway MH close to proposed curb line.  Avoid impact if possible. N 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4477 4
Wymore Rd (at Westmonte 

Dr.)
41+80 LT CenturyLink BT Cabinet Roadway Cabinet terminal in proposed curb line.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4478 4 SR 436 at Wymore Rd. 369+25 RT Duke - D BE Drainage 18" between 4B-606 to 4B-609 crosses line.  Line to be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4479 4
Westmonte Dr. (WO Wymore 

Rd.)
11+01 24' LT CenturyLink BFO 3" Drainage 4B-1015 on top of line. N TH 46 2.55 59.05 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4480 4
Westmonte Dr. (WO Wymore 

Rd.)
11+01 23' LT TECO Gas 2" Drainage 4B-1015 on top of line. N TH 44 2.2 59.66 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4481 4
Westmonte Dr. (WO Wymore 

Rd.)
11+01 25' LT Duke - D BE 1 1/2" Drainage 4B-1015 on top of line. N TH 49 2.7 58.8 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4482 4
Westmonte Dr. (WO Wymore 

Rd.)
10+70 LT BrightHouse BTV 1/2" DBC Drainage 4B-1015 on top of line. Y 4482A 1.04 63.05

Also found 2 1/2" BT, 3.2' 

depth, 60.96 elev (TH 

4482)

2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4483 4 Westmonte Dr. (SO SR 436) 25+65 RT CenturyLink BT Drainage 18" between 4B-806 to 4B-810 will cross line. Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4484 4
Westmonte Dr. (WO Wymore 

Rd.)
10+70 20' RT Altamonte Springs RW 18" DI Drainage 18" between 4B-1015 to 4B-1018 crosses line. Y 4484 5.45 57.49 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4485 4
Westmonte Dr. (WO Wymore 

Rd.)
10+70 31' RT Altamonte Springs W 10" PVC Drainage 4B-1018 on top of line. Y 4485 3.16 59.45 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4486 4
Westmonte Dr. (WO Wymore 

Rd.)
10+50 33' RT Altamonte Springs W FH Roadway FH in proposed pavement area.  To be relocated. N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4487 4
Wymore Rd. (at Westmonte 

Dr.)
89+15 55' LT CenturyLink BT Pedestal Drainage 18" between 4B-1018 to 4B-1020 crosses line and pedestal. N TH 36 0.9 61.3 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4488 4
Westmonte Dr. (WO Wymore 

Rd.)
10+35 Center Altamonte Springs Sanitary MH Roadway In milling area. Adjust to new grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4489 4 Westmonte Dr. (SO SR 436) 26+85 30' LT Altamonte Springs RW 18" DI Drainage 18" between 4B-807 to 4B-809 crosses line. Y 4489 2.97 88.27 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4490 4
Westmonte Dr. (WO Wymore 

Rd.)
12+75 Center Altamonte Springs Sanitary MH Roadway In milling area. Adjust to new grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4491 4
Wymore Rd (at Westmonte 

Dr.)
40+75 LT TECO Gas Drainage 4B-1011 on top of line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4492 4
Westmonte Dr. (WO Wymore 

Rd.)
16+70 Center Altamonte Springs Sanitary MH Roadway MH in milling area. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4493 4
Westmonte Dr. (WO Wymore 

Rd.)
18+80 17' RT Altamonte Springs W 10" PVC Drainage 4B-800 on top of line. Can structure be modified? Y 4493 3.95 84.87 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4494 4
Westmonte Dr. (WO Wymore 

Rd.)
19+00 Center Altamonte Springs W Valves (2) Roadway Valves in proposed milling area. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4495 4 Westmonte Dr. (SO SR 436) 24+15 LT Duke - D BE 3 - 3" DBC Drainage 4B-802 on top of line Y 4495 2.7 88.22 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4496 4
Westmonte Dr. (WO Wymore 

Rd.)
18+80 RT TW Telecom BFO 2-1 1/2" DBC Drainage 4B-800 on top of line Y 4496 3.21 85.8 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4497 4 Westmonte Dr. (SO SR 436) 24+15 RT CenturyLink BT 4" PVC Drainage 18" between 4B-802 to 4B-805 parallel and close to line. Y 4497 3.32 87.55

Also found 2" PVC UNK, 

1.58' depth, 89.28' elev 

(TH 4097A)

2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4498 4 Westmonte Dr. (SO SR 436) 24+15 LT CenturyLink BT 4" PVC Drainage 4B-802 on top of line. Structure bottom at 86.09, direct conflict. To be relocated. Y 4498 3.22 87.46 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4499 4 Westmonte Dr. (SO SR 436) 24+15 Center Altamonte Springs Sanitary 10" PVC Drainage 18" between 4B-802 to 4B-805 parallel and close to line N Inverts available 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4
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4500 4 Westmonte Dr. (SO SR 436) 24+15 5' RT Altamonte Springs RW 18" DI Drainage 18" between 4B-802 to 4B-805 parallel and close to line. Y 4500 4.42 85.99 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4501 4 Westmonte Dr. (SO SR 436) 24+18 LT to RT CenturyLink BFO Drainage Drainage Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4502 4 Westmonte Dr. (SO SR 436) 25+35 4' LT Altamonte Springs Sanitary MH Roadway MH in area of milling.  Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4503 4 Westmonte Dr. (SO SR 436) 25+50 22' LT Altamonte Springs W Valve Roadway Valve in proposed curb.  To be relocated. N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4504 4 Westmonte Dr. (SO SR 436) 25+65 LT CenturyLink BT Drainage 18" between 4B-807 to 4B-809 crosses line. N Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4505 4 Westmonte Dr. (SO SR 436) 26+20 29' LT Altamonte Springs Sanitary 10" PVC Drainage 18" between 4B-807 to 4B-809 crosses line. N Inverts available 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4506 4 Westmonte Dr. (SO SR 436) 27+00 54' LT Altamonte Springs Sanitary MH Drainage 4B-808 on top of MH.  MH in pond.  To be relocated. N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4507 4 Westmonte Dr. (SO SR 436) 28+00 27' LT Altamonte Springs W 8" PVC Drainage 18" between 4B-823 to 4B-824 crosses line. Y 4507 2.0 89.26 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4508 4 Westmonte Dr. (SO SR 436) 28+60 63' LT Altamonte Springs RW 20" DI Drainage Service line through pond G-2. Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4509 4 Westmonte Dr. (SO SR 436) 25+65 RT CenturyLink BT Pedestal Roadway Pedestal to be in proposed roadway.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4510 4 Westmonte Dr. (SO SR 436) 27+00 34' LT Altamonte Springs RW 20" DI Drainage 18" between 4B-808 to 4B-809 crosses line. Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4511 4 Westmonte Dr. (SO SR 436) 29+20 80' LT Altamonte Springs FM 12" CI Drainage 18" between 4B-812A to existing structure crosses line. Y 4511 3.2 86.55 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4512 4
Wymore Rd (at Westmonte 

Dr.)
42+20 22' RT Altamonte Springs RW 20" CI Drainage 48" between 4B-1016 and 4B-1017 crosses line. Y 4512 4.74 58.61 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4513 4
Wymore Rd. (NO Westmonte 

Dr.)
43+25 18' RT Altamonte Springs FM 14" CI Drainage 18" between 4B-1021 and 4B-1023 crosses line. Y 4513 4.34 59.03 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4514 4
Wymore Rd (at Westmonte 

Dr.)
41+85 RT CenturyLink BT Pedestal Roadway Pedestal in proposed curb line.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4515 4
Wymore Rd (at Westmonte 

Dr.)
42+20 23' RT Altamonte Springs RW 20" DI Drainage 48" between 4B-1016 and 4B-1017 crosses line. Y 4515 3.58 59.67 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4516 4
Wymore Rd (at Westmonte 

Dr.)
42+20 RT CenturyLink BT Drainage 4B-1016 on top of line. Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4517 4
Wymore Rd (at Westmonte 

Dr.)
42+30 RT CenturyLink BT Pedestal Roadway Pedestal in proposed curb line.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4518 4
Wymore Rd (at Westmonte 

Dr.)
42+60 RT CenturyLink BT Hand Hole Roadway Hand hole in proposed sidewalk.  Adjust to final grade. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4519 4
Wymore Rd. (NO Westmonte 

Dr.)
43+20 RT Duke - D OE Pole Roadway Primary meter pole close to proposed roadway with no set back.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4520 4
Wymore Rd. (NO Westmonte 

Dr.)
43+20 RT BrightHouse OTV Roadway Joint attached to Duke pole/no set back.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4521 4
Wymore Rd. (NO Westmonte 

Dr.)
43+20 RT Verizon Business OFO Roadway Joint attached to Duke pole/no set back.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4522 4
Wymore Rd. (NO Westmonte 

Dr.)
43+40 RT Duke - D OE Pole Roadway Pole close to curb line, no set back.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4523 4
Wymore Rd. (NO Westmonte 

Dr.)
43+40 RT BrightHouse OTV Roadway Joint attached to Duke pole, no set back.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4524 4
Wymore Rd. (NO Westmonte 

Dr.)
43+40 RT Verizon Business OFO Roadway Joint attached to Duke pole, no set back.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4525 4
Wymore Rd. (NO Westmonte 

Dr.)
43+80 RT Duke - D OE Pole Roadway Pole close tot proposed curb and 4B-1023.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4526 4
Wymore Rd. (NO Westmonte 

Dr.)
43+80 RT BrightHouse OTV Roadway Joint attached to Duke pole close to curb.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4
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4527 4
Wymore Rd. (NO Westmonte 

Dr.)
43+80 RT Verizon Business OFO Roadway Joint attached to Duke pole close to curb.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4528 4
Wymore Rd. (NO Westmonte 

Dr.)
43+10 to 44+50 RT TECO Gas Drainage 18" pipe and 3 proposed structures on line. Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4529 4
Wymore Rd. (NO Westmonte 

Dr.)
44+40 19' RT Altamonte Springs W Meters (2) Roadway Meters close to curb and 18" pipe.  Adjust to final grade. N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4530 4 SR 436 (WO Wymore Rd.) 360+25 to 364+00 88' LT Altamonte Springs W 12" DIP Drainage 30" between 4B-604F to 4B-604D adjacent to WM.  Can drainage be modified? Y 4530 4.6 84.06 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4531 4 Wymore Rd (SO SR 436) 47+10 18' RT Altamonte Springs W Valves (2) Roadway Valves in proposed milling area. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4532 4 Wymore Rd (SO SR 436) 47+50 17' RT Altamonte Springs W Valve Roadway Valve in proposed milling area. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4533 4 Wymore Rd (SO SR 436) 49+35 17' RT Altamonte Springs W Valve Roadway Valve in proposed milling area. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4534 4 Wymore Rd (SO SR 436) 49+50 37' LT Altamonte Springs Sanitary MH Roadway MH in proposed milling area. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4535 4 Wymore Rd (SO SR 436) 48+00 36' LT Altamonte Springs Sanitary MH Roadway MH in proposed milling area. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4538 4 Westmonte Dr.(NO SR436) 43+90 30' LT Altamonte Springs Sanitary MH Roadway MH in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4539 4 Westmonte Dr.(NO SR436) 43+95 5' LT Altamonte Springs FM ARV Roadway ARV in proposed pavement mill area. Adjust to final grade N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4540 4 Westmonte Dr.(NO SR436) 45+25 RT Duke - D BE 3" PVC Drainage 4B-821 close to line Y 4540 0.98 88.88 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4541 4 Westmonte Dr.(NO SR436) 46+00 RT Duke - D BE 3" / 1 1/2" PVC Drainage 18" bet 4B-821 and 4B-822 crosses line Y 4541 1.52 / 1.51 87.91 / 87.92 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4542 4 Westmonte Dr.(NO SR436) 46+50 RT CenturyLink BT Pedestal Roadway Pedestal in proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4543 4 Westmonte Dr.(NO SR436) 46+50 RT BrightHouse BTV 3/4" DBC Drainage 18" bet 4B-821 and 4B-822 crosses line Y 4543 2.51 86.39 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4544 4 Westmonte Dr.(NO SR436) 46+50 RT CenturyLink BT 2 1/2" PVC Drainage 18" bet 4B-821 and 4B-822 crosses line Y 4544 1.52 87.38 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4545 4 Westmonte Dr.(NO SR436) 46+95 15' LT Altamonte Springs Sanitary MH Roadway MH in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4546 4 Westmonte Dr.(NO SR436) 47+20 RT BrightHouse BTV Pedestal Roadway Pedestal in proposed SW area. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4547 4 Westmonte Dr.(NO SR436) 51+40 Center Altamonte Springs Sanitary MH Roadway MH in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4548 4 Westmonte Dr.(NO SR436) 51+40 23' RT Altamonte Springs W Valve Roadway Valve close to mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4549 4 Westmonte Dr.(NO SR436) 55+50 20' LT Altamonte Springs Sanitary MH Roadway MH in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4550 4
Westmonte Dr. (WO Douglas 

Ave)
65+50 LT BrightHouse OTV Roadway Joint attached with riser to Duke pole in curb. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4551 4
Westmonte Dr. (WO Douglas 

Ave)
56+65 5' LT Altamonte Springs Sanitary MH Roadway MH in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4552 4
Westmonte Dr. (WO Douglas 

Ave)
57+00 15' LT Altamonte Springs Sanitary MH Roadway MH in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4553 4
Douglas Ave (SO Westmonte 

Dr.)
84+80 10' RT Altamonte Springs W Valve Roadway Valve in pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4554 4
Westmonte Dr. (WO Douglas 

Ave)
59+65 Center Altamonte Springs Sanitary MH Roadway MH in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4555 4
Westmonte Dr. (WO Douglas 

Ave)
62+20 Center Altamonte Springs Sanitary MH Roadway MH in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4
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4556 4
Westmonte Dr. (WO Douglas 

Ave)
65+15 16' RT Altamonte Springs W Valves (2) Roadway Valves in pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4557 4
Douglas Ave (at Westmonte 

Dr.)
88+70 35' LT Altamonte Springs W Valve Roadway Valve in pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4558 4 Douglas Ave (at Lorraine Dr.) 92+90 LT AT&T BFO 3-2" Drainage
24" bet 4B-914 and 4B-914A crosses line. Bottom of pipe at 54.65, 5.97' of 

separation, clear.
Y 4558 10.4 48.68 3 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4559 4
Douglas Ave (at Westmonte 

Dr.)
88+80 26' LT Altamonte Springs Sanitary MH Roadway MH in pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4560 4
Douglas Ave (at Westmonte 

Dr.)
88+90 30' LT Altamonte Springs W Valve Roadway Valve in pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4561 4
Douglas Ave (at Westmonte 

Dr.)
89+00 35' LT Altamonte Springs W Valve Roadway Valve in pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4562 4
Westmonte Dr. (WO Douglas 

Ave)
65+50 LT Duke - D OE Pole Roadway Riser pole in property curb line. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4563 4
Douglas Ave (at Westmonte 

Dr.)
89+20 LT CenturyLink BT Cabinet Roadway Cabinet in proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4564 4
Douglas Ave (NO Westmonte 

Dr.)
90+80 LT TECO Gas Valve Roadway Valve in pavement mill area. Adjust to final grade N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4565 4 Douglas Ave (at Lorraine Dr.) 92+80 LT TECO Gas 2 1/2" Steel Drainage 4B-915 on top of line Y 4565 2.12 58.31

Also found 2", 2.57' 

depth, 57.57' elev (TH 

4565A) & 2 1/2" BT DBC, 

3.03' depth, 58.14' elev 

2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4566 4 Douglas Ave (at Lorraine Dr.) 92+80 25' LT Altamonte Springs Sanitary 10" Drainage 4B-915 on top of line N Inverts available 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4567 4 Douglas Ave (at Lorraine Dr.) 93+00 LT CenturyLink BT Cabinet Roadway Cabinet in proposed SW. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4568 4 Douglas Ave (at Lorraine Dr.) 93+00 LT Duke - D OE Pole Roadway Pole in proposed SW area. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4569 4 Douglas Ave (at Lorraine Dr.) 93+25 25' LT Altamonte Springs Sanitary MH Roadway MH in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4570 4 Douglas Ave (at Lorraine Dr.) 92+80 LT CenturyLink BT 2" DBC Drainage
4B-915 on top of line. Structure bottom at 59.15 and top above 57.3. To be 

relocated.
Y 4570 2.68 58.59 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4571 4 Douglas Ave (at Lorraine Dr.) 92+85 29' RT Altamonte Springs W Valve Roadway Valve in pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4572 4 Douglas Ave (at Lorraine Dr.) 92+90 40' LT Altamonte Springs RW 18" CMP Drainage 24" bet 4B-914 and 4B-914A crosses line Y 4572 3.66 55.35 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4573 4
Douglas Ave (NO Westmonte 

Dr.)
105+40 23' RT Altamonte Springs W 8" PVC Drainage 4B-901 on top of line Y 4573 3.05 87.4 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4574 4
Douglas Ave (NO Westmonte 

Dr.)
105+40 RT Verizon Business BFO 4-2" PE Drainage 4B-901 on top of line Y 4574 3.0 86.55

Also found 1 3/4" UNK 

PVC, 1.38' depth, 88.14' 

elev (TH 4574A)

2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4575 4 Keller Rd. (NO Maitland Blvd.) 23+00 41' RT Duke - T OE Pole 69kv Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4576 4
Douglas Ave (NO Westmonte 

Dr.)
105+40 RT Duke - D BE 6" PVC Drainage 4B-901 on top of line Y 4576 3.71 87.14 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4577 4
Douglas Ave (NO Westmonte 

Dr.)
105+50 LT CenturyLink BFO 1 1/2" PE Drainage 4B-902 on top of line Y 4577 5.52 85.09 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4578 4
Douglas Ave (NO Westmonte 

Dr.)
105+50 27' LT Altamonte Springs W 8" AC Drainage 4B-902 on top of line Y 4578 3.0 86.34 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4579 4
Douglas Ave (NO Westmonte 

Dr.)
105+50 LT TECO Gas Drainage 4B-902 on top of line Y 4579A 3.7 86.02 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4580 4
Douglas Ave (NO Westmonte 

Dr.)
104+70 LT Duke - D OE Pole Roadway Pole in proposed SW area. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4581 4
Douglas Ave (NO Westmonte 

Dr.)
104+70 LT CenturyLink BT Cabinet Roadway Cabinet in proposed sidewalk. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4582 4
Douglas Ave (NO Westmonte 

Dr.)
104+70 20' LT Altamonte Springs W Meter Roadway 4B-902 on top of line N 1.3 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4
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4583 4
Douglas Ave (NO Westmonte 

Dr.)
90+10 25' LT Altamonte Springs Sanitary MH Roadway MH in property curb/SW. Can curb be modified to avoid? N 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4584 4
Douglas Ave (NO Westmonte 

Dr.)
91+45 25' LT Altamonte Springs Sanitary MH Roadway Valve in pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4585 4
Douglas Ave (NO Westmonte 

Dr.)
91+50 LT CenturyLink BT Pedestal Roadway Pedestal in proposed curb line. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4586 4
Douglas Ave (NO Westmonte 

Dr.)
91+60 LT Duke - D OE Pole Roadway Pole in proposed SW. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4587 4
Douglas Ave (NO Westmonte 

Dr.)
91+70 23' LT Altamonte Springs RW Valve Roadway Valve in proposed SW. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4588 4
Douglas Ave (NO Westmonte 

Dr.)
105+50 LT CenturyLink BT 2" DBC Drainage 4B-902 on top of line, direct conflict. Top above 86.11. To be adjusted. Y 4588 2.82 86.9 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4589 4
Douglas Ave (NO Westmonte 

Dr.)
105+50 LT AT&T BFO 3" PE Drainage

4B-902 on top of line. Protect in place if possible. Top of structure above 86.11, 

bottom below 84.18, direct conflict. To be relocated.
Y 4589 3.58 85.91 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4590 4
Douglas Ave (SO Central 

Pkwy)
108+50 38' LT Altamonte Springs W 8" Drainage 4B-904 on top of line Y TH-4-JP-TH2 5.8 83.69 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4591 4
Douglas Ave (SO Central 

Pkwy)
108+50 LT AT&T - Corp. BFO 2 - 1" PE Drainage

4B-904 on top of line. Bottom of structure at 83.68, 1.36' of separation. Protect in 

place.
Y 4591 7.3 82.32 3 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4592 4
Douglas Ave (SO Central 

Pkwy)
108+40 RT Duke - D BE 6" PVC Drainage 4B-903 on top of line Y 4592 3.41 87.86 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4593 4
Douglas Ave (SO Central 

Pkwy)
108+40 RT Verizon Business BFO 4-2" PE Drainage 4B-903 on top of line Y 4593 2.89 87.42

Also found 2" UNK 

PVC(possibly irrigation), 

1.31' depth, 88.94' elev 

(TH 4593A)

2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4594 4
Douglas Ave (SO Central 

Pkwy)
109+30 RT Unknown BFO 2 1/2" PE Drainage 18" bet 4B-903 and 4B-905 crosses line Y 4594 6.44 83.41 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4595 4
Douglas Ave (SO Central 

Pkwy)
110+00 RT Verizon Business BFO 3-2 1/2" PE Drainage 4B-905 on top of line Y 4595 2.58 86.68 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4596 4
Douglas Ave (at Central 

Pkwy)
110+40 20' RT Altamonte Springs RW 4" PVC Drainage 24" bet 4B-905 and 4B-907 crosses line Y 4596 8.57 81.51 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4597 4
Douglas Ave (at Central 

Pkwy)
110+60 RT Duke - D BE Drainage 24" bet 4B-905 and 4B-907 crosses line Y 4597 4.47 83.76

Also found 1" UNK 

DBC(possibly 

communication), 0.89' 

depth, 87.21' elev (TH 

2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4598 4
Douglas Ave (at Central 

Pkwy)
110+75 RT Seminole County - T BFO 2" PVC Drainage 24" bet 4B-905 and 4B-907 crosses line Y 4598 3.92 86.76 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4599 4
Central Pkwy (at Douglas 

Ave)
9+75 RT CenturyLink BFO 4" PE Drainage 24" bet 4B-700 and 4B-907 crosses line Y 4599 3.72 84.62 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4600 4
Central Pkwy (at Douglas 

Ave)
9+65 10' RT Altamonte Springs W 16" DI Drainage 24" bet 4B-700 and 4B-907 crosses line Y 4600 6.87 82.22 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4601 4
Central Pkwy (at Douglas 

Ave)
9+55 15' RT Altamonte Springs RW 12" DI Drainage 24" bet 4B-700 and 4B-907 crosses line Y 4601 5.21 83.62 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4602 4
Central Pkwy (WO Douglas 

Ave)
8+10 40' RT Altamonte Springs W 4" Drainage 4B-700 on top of line Y 4602 5.79 80.2 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4603 4
Central Pkwy (EO Douglas 

Ave)
10+95 LT Verizon Business BFO 2-2 1/2' PE Drainage 4B-702 on top of line Y 4603 3.34 82.57 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4604 4
Douglas Ave (NO Central 

Pkwy)
114+75 22' RT Altamonte Springs Sanitary 6" PVC Drainage Close to new 18" storm sewer Y 4604 7.9 80.09 2.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4605 4
Douglas Ave (NO Central 

Pkwy)
113+60 LT BrightHouse OTV Roadway Joint attached to Duke pole in pavement. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4606 4
Central Pkwy (at Douglas 

Ave)
10+25 Center Verizon Business BFO 4 - 1 1/2" PE Drainage 4B-907 close to line Y 4606 6.35 84.82 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4607 4
Douglas Ave (NO Central 

Pkwy)
114+85 LT CenturyLink BT Hand hole Roadway Hand hole will be in proposed pavement. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4608 4
Douglas Ave (NO Central 

Pkwy)
114+90 14' RT Altamonte Springs W Valve Roadway Valve in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4609 4
Douglas Ave (NO Central 

Pkwy)
114+80 20' RT Altamonte Springs Sanitary MH Roadway MH in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4
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4610 4
Douglas Ave (NO Central 

Pkwy)
114+85 LT CenturyLink BT Pedestal Roadway Pedestal will be in proposed pavement. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4611 4
Douglas Ave (NO Central 

Pkwy)
114+90 15' LT Altamonte Springs W Valves (2) Roadway Valves in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4612 4
Douglas Ave (NO Central 

Pkwy)
113+60 LT Duke - D OE Pole Roadway Pole will be in proposed pavement. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4613 4
Douglas Ave (NO Central 

Pkwy)
113+60 LT BrightHouse BTV Pedestal Roadway Pedestal will be in proposed pavement. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4614 4
Douglas Ave (NO Central 

Pkwy)
113+50 LT CenturyLink BT Hand hole Roadway Hand hole will be in proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4615 4
Douglas Ave (NO Central 

Pkwy)
115+55 18' LT Altamonte Springs W 12" PVC Drainage 18" bet 4B-912 and 4B-911 crosses line Y 4615 3.85 84.7 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4616 4
Douglas Ave (NO Central 

Pkwy)
115+55 LT AT&T - Corp. BFO 6 - 1 1/2" Drainage

18" bet 4B-912 and 4B-911 crosses line. Bottom of pipe at 83.29, 6.74' of 

separation, clear.
Y 4616 12.05 76.55

Unable to visually verify 

pipe size and material 

due to depth and cave in.

3 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4617 4
Douglas Ave (NO Central 

Pkwy)
115+55 RT CenturyLink BT 3/4" DBC Drainage 4B-911 close to line Y 4617 3.99 84.22 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4618 4
Central Pkwy (EO Douglas 

Ave)
10+95 RT Seminole County - T BFO 2 - 2" PVC Drainage 4B-701 on top of line Y 4618 2.76 91.66 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4619 4 Central Pkwy (WO I-4) 13+00 RT Seminole County - T BFO 2 - 2" PVC Drainage 4B-703 and retaining wall on line Y 4619 2.64 103.82 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4620 4 Central Pkwy (WO I-4) 14+00 LT Verizon Business BFO Bridge Pier line on top of facility. To be relocated Y 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4621 4 Central Pkwy (EO I-4) 17+25 to 21+00 RT Seminole County - T BFO Bridge Pier line on top of line/drainage as well. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4622 4
Douglas Ave (SO Central 

Pkwy)
108+25 LT BrightHouse BTV Hand hole Roadway Hand hole close to proposed SW. Adjust to final grade N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4623 4
Douglas Ave (SO Central 

Pkwy)
109+30 RT Unknown BFO Hand hole Roadway Hand hole will end up in curb line. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4624 4
Douglas Ave (NO Central 

Pkwy)
155+55 LT CenturyLink BT Drainage 18" bet 4B-912 and 4B-911 crosses line Y 2.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4625 4
I-4 Mainline (NO Central 

Pkwy)
662+00 146' LT Duke - D OE

FDOT service 

pole
Roadway FDOT service pole in new alignment. To be relocated N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4626 4 Central Pkwy (EO I-4) 17+50 to 21+30 LT TECO Gas Drainage Multiple structures and pipes on top of line. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4627 4
Central Pkwy (WO Douglas 

Ave)
9+50 RT CenturyLink BFO Cabinet Roadway Cabinet will be in proposed SW area. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4628 4
Central Pkwy (WO Douglas 

Ave)
8+10 43' RT Duke - D BE 3-2 1/4" PVC Drainage 4B-700 on top of line Y 4628 2.15 84.6

Also found 2-6" BE PVC, 

4.67' depth, 82.11' elev 

(TH 4628A)

2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4629 4
Central Pkwy (WO Douglas 

Ave)
8+10 RT CenturyLink BFO 4" PVC Drainage 4B-700 on top of line Y 4629 3.46 83.07 2.2 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4630 4
Douglas Ave. (NO Central 

Pkwy)
112+45 25' RT Verizon Business Hand hole Drainage Structure 4B-908 close to hand hole. Adjust and move in new sidewalk. N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4631 4 Wymore Rd. (at Oranole) 120+55 Center Duke - T OE Pole 69kv Signal
Signalized intersection. Need to verify that new signals will not conflict with 

transmission lines.
N 2.2 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4632 4 Maitland Blvd. (at Keller Rd.) 192+47 249' RT Orange County FM 16" PVC Drainage Pond CC berm area. Verify location if line is in pond area. Y 4632 3.4 95.21 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4633 4
Douglas Ave. (NO Central 

Pkwy)
114+90 16' RT Altamonte Springs W 12" PVC Drainage 18" bet 4B-901 and 4B-911 will be close to 90 degree bend in line. Y 4633 4.97 83.32 2.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4634 4
Douglas Ave. (NO Central 

Pkwy)
115+18 19' RT Altamonte Springs W 6" PVC Drainage 18" bet 4B-901 and 4B-911 will cross existing service line to the east. Y 4634/4634A 7.45/3.8 79.79/83.3 2.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4635 4
Douglas Ave. (NO Central 

Pkwy)
115+58 17' RT Altamonte Springs W 12" PVC Drainage Structure 4B-911 on top of line (existing structure) Y 4635 5 83.62 2.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4636 4 Wymore Rd. (SO SR 436) 43+18 21' LT Tower Cloud BFO Hand hole Roadway Hand hole in proposed sidewalk. Adjust in place. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4
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4638 4 I-4 Mainline (NO SR 436) 629+00 135' RT Altamonte Springs FM 20" DI LA ROW In LA ROW. To be relocated N TH 133 6.22 48.98 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4639 4 I-4 Mainline (NO SR 436) 629+10 137' RT Altamonte Springs RW 16" DI LA ROW In LA ROW. To be relocated N TH 134 6.52 47.98 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4640 4 I-4 Mainline (NO SR 436) 629+20 Center Altamonte Springs FM 20" DI Drainage 96" bet 4B-337 to 4B-342 crosses line in 36" casing Y TH 135 7.4 51.6 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4641 4 I-4 Mainline (NO SR 436) 629+27 Center Altamonte Springs RW 16" DI Drainage 96" bet 4B-337 to 4B-342 crosses line in 36" casing Y TH 136 8.3 49.8 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4642 4 I-4 Mainline (NO SR 436) 629+40 140' LT Altamonte Springs FM 20" DI Drainage 24" bet 4B-646 to 4B-343 crosses line and ARV Y TH 142 6.51 56.29 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4643 4 I-4 Mainline (NO SR 436) 629+47 141' LT Altamonte Springs RW 16" DI Drainage 24" bet 4B-646 to 4B-343 crosses line and ARV Y TH 141 6.64 55.86 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4644 4 I-4 Mainline (NO SR 436) 637+80 Center Altamonte Springs W 24" DI Drainage 4B-402 on top of line Y 4644

Unable to verify line. 

Requested in median of 

I4.

2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4645 4 I-4 Mainline (NO SR 436) 645+55 Center Altamonte Springs W 12" CI Roadway 36" bet 48-411 and 4B-415 crosses line. Y 4645

Unable to locate. 

Connection point under 

water at water tower N of 

SR436

2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4646 4
I-4 Mainline (SO Central 

Pkwy)
653+40 169' RT Duke - D BE 6" PVC Drainage

24" bet 4B-429 and 4B-434 crosses line.  Pull box for empty duct crossing. Top of 

pipe at 82.65, 1.99' of clearance.
Y 4646 3.92 85.14 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4647 4
I-4 Mainline (SO Central 

Pkwy)
653+40 Center Duke - D BE Drainage 18" bet 4B-430 and 4B-436 crosses line (See 4646) N 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4648 4
I-4 Mainline (SO Central 

Pkwy)
653+40 152' LT Duke - D BE Drainage 24" bet 4B-432 and 4B-438 crosses line (See 4646) N 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4649 4
I-4 Mainline (NO Central 

Pkwy)
662+00 168' RT Duke - D OE Pole Wall Pole in ROW/noise wall. To be relocated N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4650 4
I-4 Mainline (NO Central 

Pkwy)
662+00 166' LT Duke - D OE Pole Roadway Pole close to LA ROW, clearance over I-4 issue. To be replaced. N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4651 4
I-4 Mainline (NO Central 

Pkwy)
662+00 166' LT BrightHouse OTV Roadway Joint attached to Duke pole/clearance issue. (see conflict #4650) To be replaced. N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4652 4
I-4 Mainline (NO Central 

Pkwy)
662+00 168' RT BrightHouse OTV Roadway

Joint attached to Duke pole in conflict with noise wall. (see conflict #4649) To be 

relocated
N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4653 4
I-4 Mainline (NO Central 

Pkwy)
671+55 126' RT Seminole County - E W 14" AC Drainage

36" bet 4D-121 and 4D-126 crosses line. Line is crossing I-4 in 24" casing. Same 

line as #4654
N TH 212 1.65 82.85 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4654 4
I-4 Mainline (NO Central 

Pkwy)
671+55 14' LT / 146' LT Seminole County - E W 14" AC Drainage

36" bet 4D-119 and 4D-124 crosses line. Line is crossing I-4 in 24" casing. Same 

line as #4653
N TH 213 / TH 216 5.23 / 4.20 77.27 / 79.10 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4655 4
I-4 Mainline (NO Central 

Pkwy)
675+05 145' RT Duke - D BE LA ROW BE service to billboard in LA ROW. If billboard remains, service can remain. N 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4656 4
I-4 Mainline (adj to Howard 

Ave.)
686+50 145' RT Duke - D OE Pole Wall Pole will be in noise wall. To be relocated N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4660 4
I-4 Mainline (adj to Howard 

Ave.)
688+40 RT Unknown BT Roadway Retaining wall and noise wall. No one has claimed ownership. Y 4660 Line appears to not exist. 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4661 4
I-4 Mainline (adj to Howard 

Ave.)
694+50 146' RT Duke - D OE Pole Wall Guy pole in conflict with noise wall. To be relocated N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4662 4
I-4 Mainline (adj to Howard 

Ave.)
688+40 Center Unknown BT Drainage 72" bet 4D-147 and 4D-149 crosses line Y 4662 Line appears to not exist. 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4663 4
I-4 Mainline (adj to Howard 

Ave.)
688+20 146' RT Duke - D OE Pole Wall Pole will be in proposed noise wall. To be relocated N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4664 4
I-4 Mainline (adj to Howard 

Ave.)
688+40 158' RT Duke - D OE Pole LA ROW

Pole (underground service to FDOT meter) may be in LA ROW. No direct conflict, 

can remain.
N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4665 4
I-4 Mainline (adj to Howard 

Ave.)
696+00 146' RT Duke - D OE Roadway

Service to FDOT, fed from Duke, noise wall in between. Duke pole and service 

drop to be relocated/removed.
N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4666 4
I-4 Mainline (adj to Howard 

Ave.)
697+90 137' RT Duke - D OE Pole Wall

Line above proposed sound wall. Joint attached to Duke - T pole (see conflict 

#4670). To be relocated.
N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4667 4
I-4 Mainline (adj to Howard 

Ave.)
698+50 145' RT Seminole County - E W Valve LA ROW Valve in LA ROW. To be relocated N 1.3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4
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4668 4
I-4 Mainline (adj to Howard 

Ave.)
698+50 145' LT Seminole County - E W 12" Steel Drainage 24" bet 4D-212 and 4D-216 crosses line. 12" in 24" casing Y 4668 7.06 64.09 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4669 4 I-4 Mainline (SO SR 434) 717+45 RT Unknown BT 3-2" PE Roadway Plans show BT crossing I-4, no claims to line Y 4669 10.1 68.35 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4670 4
I-4 Mainline (adj to Howard 

Ave.)
697+90 137' RT Duke - T OE 69kv Wall

Sound wall proposed below line. Proper clearance during construction. Need to 

verify clearances.
N 2.3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4671 4
I-4 Mainline (adj to Howard 

Ave.)
698+50 to 717+50 151' RT Seminole County - E W 6" PVC LA ROW

Line valves and FH are within LA ROW. May need to be relocated. Per S.McDaniel 

possible cut/cap, will confirm at follow-up mtg
N Multiple 2.49 to 2.95 63.17 to 69.68 Vvh from FDOT 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4672 4 I-4 Mainline (SO SR 434) 720+80 221' RT TECO Gas Valve Wall Gas valve close to retaining wall. To be relocated N 2.3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4673 4 I-4 Mainline (SO SR 434) 721+00 226' RT TECO Gas Valve Wall Gas valve close to retaining wall. To be relocated N 2.3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4674 4 I-4 Mainline (SO SR 434) 721+00 231' RT Duke - D BE Transformer Wall Transformer close to retaining wall/generator. N 2.3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4677 4 SR 434 (EO I-4) 22+37 RT Duke - D OE 13kv Sign Sign proposed next to OE. Design to mitigate? N 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4678 4
I-4 Mainline (adj to Howard 

Ave.)
711+50 to 717+50 Various RT BrightHouse OTV Drainage Joint attached to Duke pole line in Pond FF. (see conflict #4679) To be relocated N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4679 4
I-4 Mainline (adj to Howard 

Ave.)
711+50 to 717+50 Various RT Duke - D OE Drainage Pole line  in Pond FF. To be relocated N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4680 4 I-4 Mainline (SO SR 434) 711+50 to 717+50 Various RT CenturyLink BT Drainage Line in proposed Pond FF. To be relocated N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4681 4 I-4 Mainline (SO SR 434) 717+45 Center Duke - D OE Roadway Crossing on plans no longer exists in field. Plans to be updated N 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4682 4 I-4 Mainline (SO SR 434) 717+45 Center BrightHouse OFO Roadway
Joint attached to Duke. (see conflict #4681). Crossing on plans no longer exists in 

field. Plans to be updated
N 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4683 4 SR 434 (EO I-4) 23+50 62' RT Sanlando W Valve Roadway Valve for FH in new SW area. Adjust to new grade N 1.5 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4685 4 I-4 Mainline (SO SR 434) 719+50 210' RT CenturyLink BT 2 - 1 1/2" PE Roadway Line possibly encroaches in LA ROW and wall area. Verify Y 4685 3.46 75.36 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4686 4 I-4 Mainline (SO SR 434) 716+50 172' LT CenturyLink BT 3/4" DBC Roadway Line shows to be in LA ROW. To remain if no other conflicts. Y 4686 2.82 63.69 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4687 4 I-4 Mainline (SO SR 434) 717+45 202' RT Duke - D OE Pole LA ROW Pole just outside LA ROW. To remain N 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4688 4 I-4 Mainline (SO SR 434) 717+45 202' RT BrightHouse OTV LA ROW Joint attached to Duke pole. (see conflict #4687) To remain N 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4689 4 SR 434 (EO I-4) 22+15 RT CenturyLink BT Hand hole Roadway Hand hole close to proposed SW. Adjust SW around if possible N 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4690 4 Commerce Park (NO SR 434) 13+50 46' RT Sanlando Sanitary MH Roadway Retaining wall close to line. May be able to remain N 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4691 4 SR 434 (EO I-4) 26+69 RT TECO Gas Drainage 4D-350 on top of line Y 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4692 4 SR 434 (EO I-4) 23+90 RT CenturyLink BFO Drainage 4D-354 on top of line Y 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4693 4 SR 434 (EO I-4) 23+90 RT TECO Gas Drainage 4D-354 on top of line Y 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4694 4 SR 434 (EO I-4) 23+90 RT CenturyLink BFO Drainage 4D-354 on top of line Y 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4695 4 SR 434 (EO I-4) 22+78 RT Duke - D OE Pole Roadway Pole close to proposed SW. May need relocation N 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4696 4 SR 434 (EO I-4) 22+78 RT BrightHouse OTV Roadway Joint attached to Duke pole. May need relocation due to SW N 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4697 4 SR 434 (EO I-4) 22+15 85' RT Sanlando W Meter Roadway Meter in proposed roadway. To be relocated N 1.3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4
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4698 4 SR 434 (EO I-4) 22+15 RT TECO Gas Valve Roadway Valve in proposed SW. Adjust to final grade N 1.5 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4699 4 SR 434 (EO I-4) 26+00 LT Duke - D OE Pole Roadway Pole close to proposed SW. May need relocation N 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4700 4 SR 434 (EO I-4) 26+00 LT BrightHouse OTV Roadway Joint attached to Duke pole close to SW. (see conflict #4699) N 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4701 4 SR 434 (EO I-4) 24+00 RT FDOT Well Roadway Well in proposed sidewalk. Adjust to final grade N 1.5 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4702 4 SR 434 (EO I-4) 27+00 RT CenturyLink BFO Drainage 18" bet 4D-348 and 4D-350 crosses line. Y 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4703 4 SR 434 (EO I-4) 27+50 RT TECO Gas Drainage Pole close to ROW, service drop to FDOT site. May need relocation Y 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4704 4 Commerce Park (NO SR 434) 13+25 29' LT Sanlando Sanitary MH Roadway Retaining wall close to line. May be able to remain N 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4706 4 SR 434 (WO I-4) 14+43 LT Duke - D OE Roadway Pole in proposed roadway. To be relocated. N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4707 4 SR 434 (WO I-4) 14+43 LT CenturyLink BT Pedestal Roadway Pedestal in proposed roadway. To be relocated. N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4708 4 SR 434 (WO I-4) 14+43 LT TECO Gas Drainage 18" bet 4D-329 and 4D-330 crosses line Y 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4709 4 SR 434 (WO I-4) 14+43 LT CenturyLink BFO Drainage 18" bet 4D-329 and 4D-330 crosses line Y 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4710 4 SR 434 (WO I-4) 14+00 LT TECO Gas Drainage 18" bet 4D-328 and 4D-327 crosses line Y 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4711 4 SR 434 (WO I-4) 15+60 LT TECO Gas 4" Steel Drainage 24" bet 4D-339 and 4D-337 crosses line Y 4711 2.4 61.1 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4712 4 SR 434 (WO I-4) 15+60 LT CenturyLink BFO 2 1/4" PE Drainage 24" bet 4D-339 and 4D-337 crosses line Y 4712 2.95 61.68 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4713 4
Markham Woods Rd. (NO SR 

434)
10+85 Center CenturyLink BT DBC Drainage 24" bet CF-FF1 and MES crosses line Y 4713 11.02 27.91

Also found PVC WM, 

6.67' depth, 32.2' elev 

(TH 4713A)

2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4714 4
Markham Woods Rd. (NO SR 

434)
10+85 Center Sanlando W 4" PE Drainage 24" bet CF-FF1 and MES crosses line Y 4714 6.62 31.99 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4715 4
Markham Woods Rd. (NO SR 

434)
10+85 RT FPL - FN BFO 2 - 1 1/2" PE Drainage 24" bet CF-FF1 and MES crosses line Y 4715 5.97 33.74 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4716 4
Markham Woods Rd. (NO SR 

434)
10+85 RT Unknown BFO 3" DBC Drainage 24" bet CF-FF1 and MES crosses line Y 4716 3.91 36.4 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4717 4
Markham Woods Rd. (NO SR 

434)
10+85 RT Seminole County - T BFO 1/2" DBC Drainage 24" bet CF-FF1 and MES crosses line Y 4717 2.19 41.43 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4718 4
Markham Woods Rd. (NO SR 

434)
10+85 RT AT&T BFO 8 - 2" PE Drainage 24" bet CF-FF1 and MES crosses line Y 4718 5.32 42.85 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4719 4 Commerce Park (NO SR 434) 12+50 RT Duke - D OE Pole Roadway Pole in proposed ramp pavement. To be relocated N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4720 4 Commerce Park (NO SR 434) 12+50 RT BrightHouse BTV Pedestal Roadway Joint attached to Duke pole/Pedestal at base. (see conflict #4719). To be relocated. N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4721 4 Commerce Park (NO SR 434) 12+50 RT Unknown BT Hand hole Roadway Hand hole in proposed ramp pavement. To be relocated N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4722 4 Commerce Park (NO SR 434) 11+80 LT CenturyLink BT 2" DBC Roadway Retaining wall ends close to exit line Y 4722 4.94 61.08 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4723 4 Commerce Park (NO SR 434) 11+80 LT Duke - D BE Pedestal Roadway Pedestal at base of pole N 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4724 4 Commerce Park (NO SR 434) 11+80 LT Duke - D OE Pole Roadway Pole close to proposed curb. May be able to remain N 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4725 4 Commerce Park (NO SR 434) 11+90 RT Duke - D OE Pole Roadway Pole in proposed ramp pavement. To be relocated N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4
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4726 4 I-4 Mainline (NO SR 434) 726+00 369' LT Duke - D OE Drainage Pond FF-1 on multiple facilities. All facilities to be removed in pond/ramp areas N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4727 4 I-4 Mainline (NO SR 434) 726+00 LT - Varies Sanlando FM 6" PVC Drainage Pond FF-1 on multiple facilities. All facilities to be removed in pond/ramp areas N 1.3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4728 4 I-4 Mainline (NO SR 434) 726+00 309' LT CenturyLink BFO Drainage
Pond FF-1 on multiple facilities. All facilities placed out of service and remove if 

necessary.
N 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4729 4 I-4 Mainline (NO SR 434) 726+00 286' LT TECO Gas Drainage Pond FF-1 on multiple facilities. All facilities to be removed in pond/ramp areas N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4730 4 I-4 Mainline (NO SR 434) 726+00 140' LT Sanlando W 10" Drainage Pond FF-1 on multiple facilities. All facilities to be removed in pond/ramp areas N 1.3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4731 4 SR 434 (WO I-4) 17+00 LT CenturyLink BFO Drainage 18" bet 4D-343 and 4D-344 crosses line Y 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4732 4 SR 434 (WO I-4) 17+00 LT TECO Gas 8" Steel Drainage 18" bet 4D-343 and 4D-344 crosses line Y 4732 3.7 60.1 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4733 4 I-4 Mainline (NO SR 434) 779+50 134' LT Sanlando FM 6" PVC Drainage 36" bet 4D-618 and 4D-618B crosses line Y 4733 6.48 68.94 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4734 4 I-4 Mainline (NO SR 434) 779+50 148' LT Sanlando W 6" PVC Drainage 36" bet 4D-618 and 4D-618B crosses line Y 4734 4.85 68.7 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4736 4 I-4 Mainline (NO SR 434) 782+00 136' LT Sanlando FM 6" PVC Drainage Structure 4D-621 close to line. Can structure be modified? Y 4736 4.16 70.53 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4737 4 I-4 Mainline (NO SR 434) 784+50 118' LT Sanlando W 14" Steel Drainage Structure 4D-625 on line. Can structure be modified? Y 4737 4.38 73.28 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4738 4 I-4 Mainline (NO SR 434) 784+75 11' RT Sanlando W 22" Steel Drainage 30" bet 4D-623 and 4D-626 close to line. Can drainage be modified? Y 4738 4.12 74.49 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4800 4 Wymore Rd (SO SR 436) 52+10 RT Duke - D OE Pole Roadway Pole in proposed curb.  To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4801 4 Wymore Rd (SO SR 436) 52+10 RT BrightHouse OTV Roadway Joint attached to Duke pole in curb. (see conflict #4800) To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4802 4 Wymore Rd (SO SR 436) 52+10 RT Unknown OT Roadway Joint attached to Duke pole in curb. (see conflict #4800) To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4803 4 SR 436 (EO Wymore Rd.) 371+50 106' RT Duke - D BE Tunnel Pedestrian tunnel crossing line. To be relocated. Y 4803 11.93 69.91

Unable to visually verify 

pipe size and material 

due to depth and cave in.

1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4804 4 SR 436 (EO Wymore Rd.) 370+50 RT CenturyLink BT 4 - 4" PVC Tunnel Pedestrian tunnel crossing line Y 4804 / 4804A 7.36 / 6.26 76.29 / 77.43

 North/South Edge; Also 

found 18" RCP STM, 

4.04 depth, 79.51 elev 

(TH 4804B)

2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4805 4 SR 436 (at Douglas Ave) 369+35 LT Duke - D OE Pole Roadway Pole is in new curb line. To be relocated N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4806 4 SR 436 (WO Douglas Ave.) 363+45 RT CenturyLink BFO MH Roadway MH in area of milling (not shown on Plans).  Adjust to final grade. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4807 4 SR 436 (WO Douglas Ave.) 367+00 RT CenturyLink BT MH's (3) Roadway MH in area of milling (not shown on Plans).  Adjust to final grade. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4808 4 SR 436 (EO Wymore Rd.) 369+45 RT CenturyLink BT MH's (2) Roadway MH's in roadway milling and possible drainage conflict.  N 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4809 4 SR 436 (EO Wymore Rd.) 384+85 86' LT Altamonte Springs W 10" PVC Drainage 4B-632 close to line Y 4809 7.7 77.02 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4810 4 SR 436 (EO I-4) 384+85 94' LT Altamonte Springs W Valve Roadway Valve in proposed sidewalk area.  Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4813 4 Westmonte Dr. (SO SR 436) 23+80 RT CenturyLink BT Pedestal Roadway Pedestal in proposed sidewalk + 18" pipe.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4814 4 Keller Rd. (SO Maitland Blvd.) 16+54 68' RT Duke - T OE 69kV Sign Proposed sign OHC_183 close to line. Modify sign to avoid impact to lines. N 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4815 4 Keller Rd. (SO Maitland Blvd.) 16+00 LT Duke - D BE Drainage Structure S-1337 on line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4816 4 Keller Rd. (SO Maitland Blvd.) 16+00 LT Verizon Business BFO Drainage 18" bet S-1337 and S-1338 crosses line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4
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4817 4 Keller Rd. (SO Maitland Blvd.) 16+00 LT CenturyLink BT Drainage 18" bet S-1337 and S-1338 crosses line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4818 4 Keller Rd. (SO Maitland Blvd.) 17+05 51' RT Maitland Sanitary MH Roadway Manhole in proposed roadway. Adjust to final grade Y 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4819 4 Keller Rd. (SO Maitland Blvd.) 17+15 RT Duke - D BE Drainage S-1340 on line. To be relocated. N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4820 4 Keller Rd. (SO Maitland Blvd.) 17+15 RT CenturyLink BT Drainage S-1340 on line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4821 4 Westmonte Dr. (SO SR 436) 22+20 Center Altamonte Springs Sanitary MH Roadway MH in milling area. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4822 4 Douglas Ave (NO SR 436) 77+00 23' RT Altamonte Springs W Valves (2) Roadway Valves in proposed milling area. Adjust to final grade. N 1.5 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4824 4
Douglas Ave (NO Westmonte 

Dr.)
104+70 LT BrightHouse OTV Roadway Joint attached to Duke pole in proposed SW. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4825 4
Douglas Ave (NO Westmonte 

Dr.)
104+70 LT CenturyLink BT Pull Box Roadway Pull box close to proposed SW. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4826 4 Keller Rd. (SO Maitland Blvd.) 18+07 4' RT Level 3 BFO MH Roadway Manhole in proposed roadway. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4827 4 Keller Rd. (SO Maitland Blvd.) 17+90 LT CenturyLink BT Drainage 18" bet 4C-1341A and 4C-1343A crosses line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4828 4 Keller Rd. (SO Maitland Blvd.) 17+90 LT BrightHouse BTV Drainage 18" bet 4C-1341A and 4C-1343A crosses line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4829 4 Keller Rd. (SO Maitland Blvd.) 17+55 LT AT&T BFO Hand Hole Roadway Hand hole in proposed roadway. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4830 4 Keller Rd. (SO Maitland Blvd.) 17+60 LT CenturyLink BT MH Roadway Manhole in proposed roadway. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4831 4 Keller Rd. (SO Maitland Blvd.) 18+69 LT AT&T BFO Drainage 18" bet 4C-1341A and 4C-1343A crosses line. To be relocated. Y 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4832 4 Keller Rd. (SO Maitland Blvd.) 18+55 LT Maitland Sanitary Drainage 18" bet 4C-1341A and 4C-1343A crosses line N Inverts available 2.2 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4833 4 Central Pkwy (EO I-4) 17+25 to 21+30 LT Verizon Business BFO Bridge Retaining wall and drainage structures on line. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4834 4 Douglas Ave (at Citrus Ln) 117+60 20' LT Altamonte Springs W FH Roadway FH will be in proposed roadway. To be relocated N 1.3 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4835 4 Douglas Ave (at Citrus Ln) 117+95 30' LT Altamonte Springs W Valves (2) Roadway Valves in proposed pavement mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4836 4
Wymore Rd. (NO Spring 

Valley Rd.)
37+75 LT TECO Gas Drainage 18" bet 4B-1006 and 4B-1007 crosses line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4837 4 Douglas Ave (at Lorraine Dr.) 93+00 LT BrightHouse BTV Pedestal Roadway Pedestal in proposed SW. To be relocated N 1.1 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4838 4 Keller Rd. (SO Maitland Blvd.) 18+22 72' RT Duke - D BE Switchgear Roadway Padmounted switch gear in proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4839 4
I-4 Mainline (adj to Howard 

Ave.)
685+15 147' RT Duke - D OE Pole Roadway Pole will be in LA ROW/noise wall. To be relocated N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4840 4
I-4 Mainline (NO Central 

Pkwy)
667+10 152' RT Duke - T Pole (2) 230kV Roadway

H-frame pole (ASW-18) in proposed roadway and wall next to pond DD-5B. To be 

relocated
N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4841 4
I-4 Mainline (adj to Howard 

Ave.)
685+50 119' RT Seminole County - E W Valves (2) LA ROW Valves will be in LA ROW with no access due to noise wall. To be relocated N 1.3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4842 4
I-4 Mainline (adj to Howard 

Ave.)
686+00 150' RT BrightHouse BTV Vault LA ROW Vault will be in LA ROW with no access due to noise wall. To be relocated N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4843 4
I-4 Mainline (adj to Howard 

Ave.)
686+10 102' RT Seminole County - E W 12" CI Roadway Retaining wall crosses existing line Y 4843

Line does not exist after 

field investigation
2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4844 4
I-4 Mainline (adj to Howard 

Ave.)
697+90 to 710+10 149' LT Duke - D OE LA ROW Pole line in LA ROW feeds billboard. No conflict, can remain. N 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4
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4845 4
I-4 Mainline (adj to Howard 

Ave.)
698+40 153' LT Altamonte Springs W Valves (2) LA ROW Valves in LA ROW. If no other conflict, can remain. N 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4846 4 Keller Rd. (SO Maitland Blvd.) 19+38 37' RT Duke - T OE Pole 69kV Roadway Pole in proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4847 4 Keller Rd. (SO Maitland Blvd.) 19+38 RT Duke - D BE Vault Roadway Vault in proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4848 4 Keller Rd. (SO Maitland Blvd.) 19+38 RT BrightHouse OTV Roadway Joint attached to Duke pole in proposed roadway. To be relocated N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4849 4 Keller Rd. (SO Maitland Blvd.) 19+16 52' RT Maitland Sanitary MH Roadway Manhole in proposed roadway. Adjust to grade N 1.5 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4850 4 SR 434 (EO I-4) 27+00 LT Duke - D OE Roadway Pole close to proposed SW. May need relocation N 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4851 4 SR 434 (EO I-4) 26+00 LT Duke - D OE Pole Roadway 4D-350 on top of line N 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4852 4 Keller Rd. (NO Maitland Blvd.) 23+57 LT TECO Gas Drainage 24" bet S-1349 and S-1348 crosses line Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4853 4 Westmonte Dr.(NO SR436) 45+00 RT Duke - D BE Pull Box Roadway Pull box in proposed roadway. If not traffic rated, must be replaced/relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4854 4 Westmonte Dr. (SO SR 436) 25+65 29' LT Altamonte Springs W 12" Drainage 18" between 4B-807 to 4B-809 crosses line. N Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4855 4 Westmonte Dr. (SO SR 436) 25+65 24' LT Altamonte Springs W FH Drainage 18" between 4B-807 to 4B-809 crosses line. N 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4856 4
I-4 Mainline (SO Central 

Pkwy)
653+00 152' LT Duke - D BE Drainage 4B-432 on top of line. Per Duke empty duct. Verify line is there/Duke N 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4857 4
Wymore Rd (at Westmonte 

Dr.)
41+75 RT Verizon Business OFO Roadway Joint attached to Duke pole in curb line.  To be relocated. N 1.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4858 4 SR 436 (EO Wymore Rd.) 371+50 RT CenturyLink BT Duct Roadway Pedestrian tunnel crossing line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4862 4 SR 436 (at Westmonte Dr.) 359-+17 105' LT Altamonte Springs W FH Roadway FH in proposed roadway. N 1.3 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4863 4
I-4 Mainline (NO Central 

Pkwy)
665+25 229' RT Seminole County - E W Meters (3) Drainage

Pond DD-5B. Additional meters at Sta. 664+90, 233' RT and 282' RT. To be 

relocated
N 4863 2.66 79.59 1.3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4864 4 I-4 Mainline (NO SR 434) 734+65 95' LT Sanlando W 10" AC Drainage 30" bet. 4D-318 and 4D-323 will cross line. Y 4864 13.48 45.41 2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4865 4
Central Pkwy (at Douglas 

Ave)
9+55 42' RT Altamonte Springs W Valves (3) Roadway Valves in proposed mill area. Adjust to final grade N 1.5 I4U-04-JEG-PL-XX06 5/28/2015 W01-A4

4866 4 Keller Rd. (SO Maitland) 18+44 80' LT Orange County FM 16" Drainage Structure S-1201 on line. To be relocated. Y 1.3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4867 4 Keller Rd. (SO Maitland) 17+15 36' LT Orange County FM 16" Drainage
Structure S-1342 on line. No conflict, existing structure to be removed and not 

replaced per JJ 12/23/14. Need data for tie-in. Line to be relocated.
Y 4867 Unable to verify 1.3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4868 4
Wymore Rd. (NO Spring 

Valley Rd.)
41+76 RT Altamonte Springs Sanitary Drainage 48" bet 4B-1012 and 4B-1014 crosses line Y 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4869 4 I-4 Mainline 480+00 78' RT BrightHouse BFO 4" PVC Roadway Proposed barrier wall on line N TH 157 5.6 91.4 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4870 4 I-4 Mainline 485+65 RT BrightHouse BFO 4" PVC Roadway Proposed barrier wall on line. To be relocated (See #4011) N 1.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4872 4 Wymore Rd. (at Oranole) 120+60 38' RT Maitland W 16" DI None Requested TH by designer to verify minimum cover Y 4872 4.87 112.41 2.2 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4873 4 Wymore Rd. (at Oranole) 120+68 74' RT Maitland W 16" None Requested TH by designer to verify minimum cover Y 4873

Found 2 1/2" Steel WM, 

3.01' depth, 112.81' elev 

(TH 4873)

2.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4874 4 Wymore Rd. (at Oranole) 121+40 41' RT Maitland W 16" DI None Requested TH by designer to verify minimum cover Y 4874 4.4 111.31

Also found 6" PVC WM, 

3.82' depth, 111.96' elev. 

(TH 4874A)

2.2 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4875 4
Maitland EB (WO Maitland 

Summit)
167+60 122' LT AT&T - FL BT Drainage 24" bet 4C-1504 and 4C-1502 crosses line Y 4875 5.2 88.27 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4
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4876 4
Maitland EB (WO Maitland 

Summit)
167+60 101' RT Unknown BT Drainage 36" bet 4C-1607 and 4C-1604 crosses line Y 4876 7.23 85.66 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4877 4
Maitland EB (WO Maitland 

Summit)
170+00 121' LT TECO Gas 2" Steel Drainage

24" bet 4C-1505 and 4C-1504 crosses line. Bottom of utility at 91.06, top of pipe at 

91.5. Can trench back and protect in place.
Y 4877 3.85 91.23 1.4 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4878 4
Maitland EB (WO Maitland 

Summit)
170+00 103' RT TECO Gas 2" Steel Drainage

36" bet 4C-1607 and 4C-1604 crosses line. Top of utility at 89.98, bottom of pipe at 

88.67. 1.31' of encroachment, may be able to lower and protect in place.
Y 4878 4.75 89.98 2.3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4879 4
Maitland EB (WO Maitland 

Summit)
170+25 122' LT Maitland W 12" Drainage 24" bet 4C-1505 and 4C-1504 crosses line. Add split casing. Y 4879 5.6 89.84 1.3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4880 4
Maitland EB (WO Maitland 

Summit)
170+25 102' RT Maitland W 12" Drainage 36" bet 4C-1607 and 4C-1604 crosses line. Add split casing. Y 4880 5.1 89.67 1.3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4883 4 I-4 Mainline (at E. Citrus St.) 665+00 230' RT Seminole County - E W Drainage Water line to be in proposed Pond DD-5B. Need to cut and cap Y 4863 2.66 79.59 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4884 4 SR 434 (WO I-4) 14+43 LT TECO Gas Valve Drainage 18" bet 4D-329 and 4D-320 crosses line N 1.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4885 4 I-4 Mainline (SO Wymore Rd.) 540+28 62' RT Altamonte Springs RW 20" DI None Requested TH by designer N TH 129 7.0 100.8 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4886 4 I-4 Mainline (SO Wymore Rd.) 540+28 87' LT Altamonte Springs RW 20" DI None Requested TH by designer N TH 124 5.5 99.7 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4887 4 I-4 Mainline (SO Wymore Rd.) 540+28 168' LT Altamonte Springs RW 20" DI None Requested TH by designer N TH 21 4.1 100.6 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4888 4 I-4 Mainline (SO Wymore Rd.) 543+70 179' LT Altamonte Springs RW 20" DI None Close to Wymore Rd bridge retaining walls N TH 17 3.25 104.65 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4889 4
I-4 Mainline (bet Wymore Rd. 

& SR 436)
584+20 143' LT Altamonte Springs RW 24" DI None Water stub out will be in proposed roadway shoulder. To be relocated N TH 143 4.42 50.98 Vvh from FDOT 1.3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

4890 4 I-4 Mainline (NO SR 434) 734+70 182' RT Sanlando W 10" AC None Retaining wall on top of crossing. Line does not exist. Y 4890
Line does not exist after 

field investigation
3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

4892 4
Wymore Rd (at Westmonte 

Dr.)
42+33 23' RT Altamonte Springs RW 20" DI Drainage 18" bet 4B-1016 and 4B-1021 crosses line Y 4892 6.77 56.6 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4893 4
Wymore Rd (at Westmonte 

Dr.)
42+43 23' RT Altamonte Springs RW 10" PVC Drainage 18" bet 4B-1016 and 4B-1021 crosses line Y 4893 7.32 56.28 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4894 4
Wymore Rd (at Westmonte 

Dr.)
43+00 35' LT Altamonte Springs W Unknown Drainage Structure 4B-1020 on top of line Y 4894

Line does not exist after 

field investigation
2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4895 4
Wymore Rd (at Westmonte 

Dr.)
43+00 23' RT Altamonte Springs W Unknown Drainage 18" bet 4B-1016 and 4B-1021 crosses line Y 4895

Line does not exist after 

field investigation
2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4896 4
Wymore Rd (NO Westmonte 

Dr.)
43+86 20' LT Altamonte Springs FM 10" CI Drainage Structure 4B-1022 on top of line Y 4896 3.15 60.4 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4897 4
Wymore Rd (NO Westmonte 

Dr.)
43+86 19' RT Altamonte Springs W 8" AC Drainage Structure 4B-1023 on top of line Y 4897 3.76 60.17

Also found 1 3/4" PE 

FOC, 3.12' depth, 60.77' 

elev (TH 4897A)

2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4898 4
Wymore Rd (NO Westmonte 

Dr.)
44+51 18' RT Altamonte Springs W 8" AC Drainage Structure 4B-1025 on top of line Y 4898 4.18 59.78

Also found 2 1/2" Steel 

GM, 2.82' depth, 61.33' 

elev (TH 4898A)

2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4899 4 Westmonte Dr. (SO SR 436) 24+15 21' LT Altamonte Springs W 12" Drainage Structure 4B-802 on top of line Y TH4-DW-TH1A 3.65 89.96 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4900 4 Maitland Blvd. (EB) 215+59 162' RT Duke - D BE Transformer Drainage Padmounted transformer in pond BB-12. To be relocated N 1.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4901 4 Keller Rd. (SO Maitland Blvd.) 18+46 17' LT CenturyLink BT 12w-5" Drainage 18" bet 4C-1341A and 4C-1343A crosses line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4902 4
Maitland Blvd. (at Wymore 

Rd.)
137+11 BrightHouse BFO Drainage Structure 4A-788 on line. N 2.2 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4903 4
Maitland Blvd. EB (at Maitland 

Summit)
173+53 120' RT Orange County W Meters Roadway Meter in proposed curbline. Relocate behind new curb. N 1.3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4904 4
Maitland Blvd. EB (at Maitland 

Summit)
170+72 123' LT Orange County W Drainage Structure 4C-1505 on top of line and 24" pipe. Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4905 4
Maitland Blvd. EB (at Maitland 

Summit)
170+72 98' RT Orange County W Drainage Structure 4C-1607 on top of line crossing Matiland and 36" pipe. Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4
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4906 4 Keller Rd. (at Maitland) 23+85 43' LT Orange County W 16" DIP Roadway Existing line in new island/curb cuts and drainage areas Y 4906 5.5 94.22 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4907 4 Wymore Rd. (at Lake Destiny) 106+90 25' LT Seminole County - T BFO Hand hole Drainage Structure 4B-148 on top of hand hole. To be relocated. N 1.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

4908 4
Wymore Rd. (at Westmonte 

Dr.)
42+17 69' RT Altamonte Springs W 8" Drainage Line goes through Pond CC-9 N TH 200 4.43 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 6/29/2015 W01-A4

4909 4
Wymore Rd. (SO Westmonte 

Dr.)
39+37 68' RT Altamonte Springs W 8" Drainage Line goes through Pond CC-9 N TH 202 2.1 Vvh from FDOT 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4910 4
Wymore Rd. (at Westmonte 

Dr.)
43+00 34' LT Altamonte Springs W 10" PVC Drainage Structure 4B-1020 being replaced above line crossing Wymore Y 4910 3.42 59.83 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4911 4
Wymore Rd. (at Westmonte 

Dr.)
43+00 19' RT Altamonte Springs W 10" PVC Drainage 18" bet 4B-1016 and 4B-1021 crosses line Y 4911 4.2 59.14 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4912 4 Westmonte Dr. (SO SR 436) 24+15 30' LT Altamonte Springs W 12" PVC Drainage Structure 4B-802 on top of line, replacement of existing Y 4912 3.80/3.0 94.86/95.66 2.1 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4913 4 Westmonte Dr. (SO SR 436) 25+50 25' LT Altamonte Springs W 12" Drainage Structure 4B-807 on top of line Y 4913 4.06 74.26 2.2 I4U-04-JEG-PL-XX05 9/4/2015 W02-A4

4914 4
Maitland Blvd. WB  (at Hope 

Rd.)
145+30 62' LT Duke - D BE Drainage 4A-1109 close to line Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4915 4
Maitland Blvd. WB  (at Hope 

Rd.)
145+30 58' LT Maitland W 16" Drainage 4A-1109 close to line Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4916 4 Southhall Ln Driveway 10+31 Center FPL - FN BFO Roadway Substantial change in grade above line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4917 4 Southhall Ln Driveway 10+42 Center CenturyLink BT Roadway Substantial change in grade above line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4918 4 Southhall Ln Driveway 10+53 Center Duke - D BE Roadway Substantial change in grade above line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4919 4 Southhall Ln Driveway 10+55 Center Duke - D BE Roadway Substantial change in grade above line Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4920 4 Southhall Ln Driveway 10+40 15' LT CenturyLink BT Hand Hole Roadway Hand hole in proposed driveway curb. To be relocated. N 1.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

4921 4
Maitland Blvd. EB (EO 

Maitland Summit)
176+40 124' LT TECO Gas Drainage 18" bet 4C-1506 and 4C-1508 crosses line. Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4922 4
Maitland Blvd. EB (EO 

Maitland Summit)
176+40 110' RT TECO Gas Drainage 30" bet 4C-1611 and 4C-1612 crosses line. Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4923 4
Maitland Blvd. EB (WO 

Maitland Summit)
170+42 125' LT TECO Gas Drainage 24" bet 4C-1505 and 4C-1504 crosses line. Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

4924 4
Maitland Blvd. EB (WO 

Maitland Summit)
170+42 105' RT TECO Gas Drainage 36" bet 4C-1607 and 4C-1604 crosses line. Y 2.1 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

5001 3
Formosa Ave (at Minnesota 

Ave)
15+26 17' LT Winter Park W 8" CI None Tie-in request point from designer Y 5001 1.43 95.09 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

5002 3
Formosa Ave (at Minnesota 

Ave)
15+19 27' LT Winter Park W 8" CI None Tie-in request point from designer Y 5002 1.35 95.05 3 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

5003 3 Wymore Rd (NO Fairbanks) 10+82 18' LT Winter Park W 12" CI None Tie-in request point from designer Y 5003 2.45 99.78 3 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

5004 3
Wymore Rd (near Salisbury 

Blvd)
19+50 219' LT Winter Park W 4" Steel None Tie-in request point from designer Y 5004 3.65 100.18 3 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

5005 3
Wymore Rd (at Salisbury 

Blvd)
21+20 57' RT Winter Park W 6" CI None Tie-in request point from designer Y 5005 2.24 97.52 3 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

5006 3 I-4 Mainline (Wymore Rd.) 388+00 155' RT AT&T BT 2 1/4" Steel None Request by designer for relocation route Y 5006 2.71 96.82

Also found 7" WM, 2.32' 

depth, 97.19' elev 

(TH5006A)

3 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

5007 4 I-4 Mainline (NO Kennedy) 477+98 163' RT Maitland W 12" DI None Establish tie-in point for designer (conflicts #4001 and 4002) Y 5007 5.2 95.57 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5008 4 I-4 Mainline (NO Kennedy) 477+98 168' LT Maitland W 12" DI None Establish tie-in point for designer (conflicts #4001 and 4002) Y 5008 3.44 97.21 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4
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5009 4 I-4 Mainline (SO Wymore Rd.) 540+13 169' LT Maitland W 16" CI None Establish tie-in point for designer (conflict #4312) Y 5009 6.9 97.68 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5010 4 I-4 Mainline (SO Wymore Rd.) 540+13 151' RT Maitland W 14" DI None Establish tie-in point for designer (conflict #4312) Y 5010 3.0 108.24 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5011 4 Keller Rd. (SO Maitland Blvd.) 17+25 Center Maitland W 8" DIP None Establish tie-in point for designer Y 5011 4.26 95.63 3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5012 4 Keller Rd. (SO Maitland Blvd.) 18+60 26' RT Maitland W 8" DIP None Establish tie-in point for designer Y 5012 4.06 94.74

Also found 2 1/4" PE 

FOC and 2" DBC BT at 

location

3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5013 4 Keller Rd. (SO Maitland Blvd.) 18+63 43' RT Maitland W 14" CI None Establish tie-in point for designer Y 5013 3.82 94.99

Unable to visually verify 

size of apparent utility 

due to groundwater and 

cave-ins.

3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5014 4 Keller Rd. (NO Maitland Blvd.) 22+81 39' RT Maitland W 8" DIP None Establish tie-in point for designer Y 5014 4.72 92.45

Also found 8" Steel WM, 

5.1' depth, 92.37' elev 

(TH 5014A)

3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

5015 4 Keller Rd. (NO Maitland Blvd.) 25+65 41' RT Maitland W 14" DIP None Establish tie-in point for designer Y 5015 4.0 94.06 3 I4U-04-JEG-PL-XX07 10/16/2015 W02-A4

5016 4
Lake Destiny Rd. (SO 

Maitland Blvd.)
147+80 49' LT Maitland W 12" DI None Establish tie-in point for designer (conflicts #4072, 4084 & 4065) Y 5016 6.42 91.86 3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5017 4
Lake Destiny Rd. (NO 

Maitland Blvd.)
152+00 44' LT Maitland W 12" DIP None Establish tie-in point for designer (conflicts #4072, 4084 & 4065) Y 5017 5.46 91.32 3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5018 3 I-4 Mainline (at Ivanhoe) 229+92 111' LT Orlando Sanitary 16" CI None Need to find end of casing Y 3-MG-TH3 9.8 71.7 2.1 I4U-03-JEG-PL-XX01 4/20/2015 W01-A3

5019 4 I-4 Mainline (SO SR 436) 611+00 180' RT Altamonte Springs W 6" & 7" Steel & CI None Designate line and determine tie-in points Y 5019 3.45 63.59 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5020 4 I-4 Mainline (SO SR 436) 616+00 222' RT Altamonte Springs W 6" Steel None Designate line and determine tie-in points Y 5020 2.93 66.35

Found 4" PVC BE, 2.8' 

depth, 69.01' elev (TH 

5020A)

3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5021 3 Lee Rd. (WO I-4) 118+20 Center Winter Park W 16" DI None Designate service line to Home Depot and locate Y 5021 8.25 87.84 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

5022 3 I-4 Mainline (NO Kennedy) 471+00 162' LT Eatonville FM 8" None Requested TH to verify that FM is not in LA ROW Y 2.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

5023 3 I-4 Mainline (NO Kennedy) 475+00 166' LT Eatonville FM 8" None Requested TH to verify that FM is not in LA ROW Y 2.1 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

5024 3 I-4 Mainline (NO Kennedy) 471+00 153' RT Eatonville FM 8" PVC None Requested TH to verify that FM is not in LA ROW Y 5024 2.66 97.52 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

5025 3 I-4 Mainline (NO Kennedy) 475+00 152' RT Eatonville FM 8" PVC None Requested TH to verify that FM is not in LA ROW Y 5025 3.16 96.87 3 I4U-03-JEG-PL-XX05 4/20/2015 W01-A3

5026 4 I-4 Mainline (at Hillcrest) 671+55 174' LT Seminole County - E W 16" Steel None Tie-in point outside of LA ROW (conflict #4654) Y 5026 7.63 82.4 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5027 4 I-4 Mainline (at Hillcrest) 671+55 229' RT Seminole County - E W 14" CI None Tie-in point outside of LA ROW (conflict #4653) Y 5027 2.93 83.48 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5028 4 I-4 Mainline (SO SR 436) 609+00 331' LT Altamonte Springs FM 14" DI None Tie-in point for service to Americas Best Inn Y 5028 5.18 55.71 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5029 4 I-4 Mainline (Howard Area) 698+00 176' RT Seminole County - E W 6" Concrete None Potential tie-in point on North St. (EO Howard) Y 5029 3.95 64.62 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5030 4 I-4 Mainline (Howard Area) 711+25 326' RT Seminole County - E W 6" DI None Potential tie-in point on Adams St and Homer Ave. Y 5030 5.33 74.4

Also found 1/2" DBC 

UNK, 2.59 depth, 73.37 

elev (TH 5030A)

3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5031 4 I-4 Mainline (Howard Area) 718+00 331' RT Seminole County - E W 6" Steel None Potential tie-in point on Barton St. bet Howard and Homer Y 5031 2.42 76.04 3 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5032 4 I-4 Mainline (NO SR 436) 629+00 172' RT Altamonte Springs FM 18" DI None Tie-in point outside of LA ROW (conflict #4638) Y 5032 4.6 55.02 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5033 4 I-4 Mainline (NO SR 436) 629+10 172' RT Altamonte Springs RW 4 1/2" PVC None Tie-in point outside of LA ROW (conflict #4639) Y 5033 4.65 55.03 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5034 4 I-4 Mainline (NO SR 436) 629+57 182' RT Altamonte Springs FM 20" DI None Tie-in point outside of LA ROW Y 5034 4.8 62.77 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5035 4 I-4 Mainline (NO SR 436) 629+57 172' LT Altamonte Springs RW 16" DI None Tie-in point outside of LA ROW Y 5035 5.21 61.74 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4
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5036 4 I-4 Mainline (NO SR 436) 632+00 172' LT Altamonte Springs FM 20" DI None Tie-in point outside of LA ROW Y 5036 3.15 62.8 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5037 4 I-4 Mainline (NO SR 436) 632+10 172' LT Altamonte Springs RW 16" DI None Tie-in point outside of LA ROW Y 5037 4.3 60.87 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5038 4 I-4 Mainline (NO Wymore Rd.) 565+70 151' LT Altamonte Springs FM 16" DI None Request from designer for TH at LA ROW line (conflicts #4302 & 4305) Y 5038A 9.2 99.2 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5039 4 I-4 Mainline (NO Wymore Rd.) 565+87 151' LT Altamonte Springs W 16" Steel None Request from designer for TH at LA ROW line (conflicts #4303 & 4306) Y 5039 4.35 104.18 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5040 4 I-4 Mainline (NO Wymore Rd.) 565+93 151' LT Altamonte Springs W 12" Steel None Request from designer for TH at LA ROW line (conflicts #4304 & 4307) Y 5040 6.63 101.8 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5041 4 I-4 Mainline (SO SR 436) 608+85 158' LT Altamonte Springs W 10" DI None Tie-in point or request from designer for TH Y 5041 8.14 52.87 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5042 4 I-4 Mainline (SO SR 436) 608+70 161' RT Altamonte Springs W 10" DI None Tie-in point or request from designer for TH Y 5042 12.72 50.53 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5043 4 I-4 Mainline (SO SR 436) 609+00 158' LT Altamonte Springs FM 14" DI None Tie-in point or request from designer for TH Y 5043 7.32 53.69 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5044 4 I-4 Mainline (SO SR 436) 608+75 161' RT Altamonte Springs FM 14" DI None Tie-in point or request from designer for TH Y 5044 12.46 50.77 3 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5045 4
I-4 Mainline (NO Central 

Pkwy)
686+10 162' LT Seminole County - E W 12" CI None Tie-in point or request from designer for TH (conflict #4140) Y 5045

Line does not exist after 

field investigation
2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5046 4 I-4 Mainline (NO SR 434) 734+65 162' LT Sanlando W 10" AC None Tie-in point for existing main crossing to new 10" DI line Y 5046
Line does not exist after 

field investigation
2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5047 4 I-4 Mainline (NO SR 434) 734+70 197' RT Sanlando W 10" AC None Potential tie-in point if line needs relocation Y 5047
Line does not exist after 

field investigation
2.2 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5048 1 Grand National Dr. 113+74 141' LT OUC - W W 8" x 16" CI None Tie-in point request from designer Y 5048 2.92 98.43 8" x 16" tee 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

5049 1 Kirkman Rd (SB) 5050+33 49' LT OUC - W W Unknown Unknown None Tie-in point request from designer Y 5049 5.1 95.0

Unable to obtain size and 

material of apparent 

water main due to cave-

ins.

3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5050 1 Grand National Dr. 128+91 53' RT Orlando FM 16" Steel None Tie-in point request from designer Y 5050 2.04 95.63 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

5051 1
I-4 Mainline (EO Kirkman 

Ave.)
1967+80 270' RT Orlando FM 16" Steel None Tie-in point request from designer Y 5051 3.78 92.75 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5052 1
I-4 Mainline (EO Kirkman 

Ave.)
1968+65 265' RT Orlando FM 16" Steel None Tie-in point request from designer Y 5052 3.42 94.18 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5053 4
Maitland EB (at Maitland 

Summit)
172+26 115' RT Maitland W 12" PVC None Requested TH by designer to verify location and depth Y 4881 6.51 92.05 3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5054 4
Maitland EB (at Maitland 

Summit)
173+21 114' RT Maitland W 12" CI None Requested TH by designer to verify location and depth Y 4882 3.32 93.42 3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5055 3
I-4 Mainline (near Indiana 

Ave.)
333+00 246' RT Winter Park W 8" PVC None Tie-in point request from designer Y 2.1 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

5056 1
Kirkman Rd. NB (NO 

International Dr.)
4006+18 67' RT N/A Sign Clear area for sign truss OHT-88 Y 5056 2.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5057 1
Kirkman Rd. NB (NO 

International Dr.)
4006+18 129' LT N/A Sign Clear area for sign truss OHT-88 Y 5057 2.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5058 1
Kirkman Rd. NB (NO 

International Dr.)
4010+32 88' RT N/A Sign Clear area for sign truss OHT-89 Y 5058 2.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5059 1
Kirkman Rd. NB (NO 

International Dr.)
4010+32 18' LT N/A Sign Clear area for sign truss OHT-89 Y 5059 2.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5060 1 Kirkman Rd. SB (at I-4) 5023+93 45' RT N/A Sign Clear area for sign truss OHT-90 Y 5060
Unable to complete due 

to location
2.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5061 1 Kirkman Rd. SB (at I-4) 5023+93 63' LT N/A Sign Clear area for sign truss OHT-90 Y 5061
Unable to complete due 

to location
2.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5062 1 Kirkman Rd. SB (at I-4) 5046+16 10' RT N/A Sign Clear area for sign truss OHT-91 Y 5062
Unable to complete due 

to location
2.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1
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5063 1 Kirkman Rd. SB (at I-4) 5046+16 81' LT N/A Sign Clear area for sign truss OHT-91 Y 5063 2.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5064 1 Kirkman Rd. SB (SO Major) 5055+04 108' RT N/A Sign Clear area for sign truss OHT-92 Y 5064A 2.51 96.27 2.2 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5065 1 Kirkman Rd. SB (SO Major) 5055+04 55' LT N/A Sign Clear area for sign truss OHT-92 Y 5065 2.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5066 1 Grand National Dr. 125+59 LT/RT N/A Sign Sign truss OHT-94. No existing utilities in area N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

5067 1 Grand National Dr. 117+66 LT/RT N/A Sign Sign truss OHT-93. Existing utilities in area to be placed out of service or relocated. N 3 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

5068 1
Kirkman Rd. NB (SO 

International Dr.)
3993+67 62' RT N/A Sign Clear area for sign truss OHT-87 Y 5068 1.0 99.49 3 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5069 1
Kirkman Rd. NB (SO 

International Dr.)
3993+67 29' LT N/A Sign Clear area for sign truss OHT-87 Y 5069 2.1 I4U-01-HDR-PL-XX01 2/16/2015 W01-A1

5070 4
PED BR-4 over Lake Destiny 

Dr.
24+00 35' RT Maitland W 8" None Designer request for depth of line at culvert crossing (see conflict #4019) Y 5070/5070A 4.4/4.1 89.54/89.97 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

5071 4
PED BR-4 over Lake Destiny 

Dr.
24+06 40' RT Maitland FM 6" None Designer request for depth of line at culvert crossing (see conflict #4020) Y 5071/5071A 3.95/4.15 89.97/89.88 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

5072 4
PED BR-4 over Lake Destiny 

Dr.
24+40 35' RT Maitland W 8" None Designer request for depth of line at culvert crossing (see conflict #4019) Y 5072 3.95 90.25 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

5073 4
PED BR-4 over Lake Destiny 

Dr.
24+42 41' RT Maitland FM 6" None Designer request for depth of line at culvert crossing (see conflict #4020) Y 5073 3.65 90.39 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

5074 4
PED BR-4 over Lake Destiny 

Dr.
24+55 36' RT Maitland W 8" None Designer request for depth of line at culvert crossing (see conflict #4019) Y 5074 3.1 90.08 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

5075 4
PED BR-4 over Lake Destiny 

Dr.
24+60 42' RT Maitland FM 6" CI None Designer request for depth of line at culvert crossing (see conflict #4020) Y 5075 3.3 90.51 3 I4U-04-JEG-PL-XX01 4/10/2015 W01-A4

5076 3
I-4 Mainline (near Indiana 

Ave.)
333+00 291' RT Winter Park W 8" PVC None Tie-in point request from designer Y 5076 3.1 92.43 2.2 I4U-03-JEG-PL-XX03 4/20/2015 W01-A3

5077 3
I-4 Mainline (near Granada 

Dr.)
372+40 205' RT Winter Park W 6" PVC None Tie-in point request from designer Y 5077 3.95 93.16 2.1 I4U-03-JEG-PL-XX04 6/16/2015 W01-A3

5078 1 Caravan Ct. 51+90 65' RT OUC - W W 6" DIP Drainage

New SUE data indicates existing 16" FM crosses proposed 6" water service to 

Hyatt Place resulting in new conflict - per LH. Conflicts are for existing utilities, 

existing drainage inverts can be used for design.

N 2.1 I4U-01-HDR-PL-XX02 6/23/2015 W01-A1

5079 2 Hughey (at Washington) 4320+42 35' LT N/A Signal Clear site for mast arm pole Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

5080 2 Hughey (at Washington) 4319+23 39' RT N/A Signal Clear site for mast arm pole Y 2.1 I4U-02-HDR-PL-XX08 4/6/2015 W01-A2

5081 4 Lake Destiny (at Maitland) 151+55 97' RT Maitland W 10" DIP None Designer request for tie-in for relocation. No longer needed due to revised design. N 3 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5082 4 Keller Rd. 17+25 39' LT Maitland W 8" PVC None Designer request for tie-in for relocation Y 5082 3.75 95.38 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5083 4 Keller Rd. 17+86 47' LT Maitland W 8" DIP None Designer request for tie-in for relocation Y 5083 2.92 96.64 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5084 4 Keller Rd. 18+44 78' RT Maitland W 14" CI None Designer request for tie-in for relocation Y 5084 3.10 95.48 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5085 3 I-4 Mainline (at Vanderbilt) 266+84 231' RT OUC - W W 2" CI None Designer request for tie-in for relocation Y 5085 1.00 94.12 2.1 I4U-03-JEG-PL-XX02 4/20/2015 W03-A3

5087 3 Wymore Rd. (NO Riddle) 17+61 94' LT Winter Park W 4" Steel None Designer request for tie-in for relocation Y 5087 2.90 100.71 2.1 I4U-03-JEG-PL-XX04 6/16/2015 W03-A3

5088 4 Lake Destiny (at Maitland) 150+63 80' LT Maitland W 12" None Designer request for tie-in for relocation Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5089 4 Keller Rd. (at Maitland) 18+74 34' RT Maitland W 14" CI None Designer request for tie-in for relocation Y 5089 3.05 95.89 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4

5090 4 Keller Rd. (at Maitland) 19+75 33' RT Maitland W 14" None Designer request for tie-in for relocation Y 2.1 I4U-04-JEG-PL-XX03 3/18/2015 W01-A4
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5091 4 I-4 Mainline (at Wymore Rd.) 540+29 159' LT Altamonte Springs NPW 20" DIP None Designer request for tie-in for relocation Y 5091 4.52/3.02 100.42/101.92 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5092 4 I-4 Mainline (at Wymore Rd.) 540+29 133' RT Altamonte Springs NPW 20" DIP None Designer request for tie-in for relocation Y 5092 7.04 103.88 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5093 4 Wymore Rd. (at Lake Destiny) 113+09 62' RT Altamonte Springs NPW 20" Steel None Designer request for tie-in for relocation Y 5093 2.75 105.25 2.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

5094 4 Wymore Rd. (at Lake Destiny) 106+25 33' RT Altamonte Springs NPW 20" Steel None Designer request for tie-in for relocation Y 5094 2.22 97.00 2.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

5095 4 Wymore Rd. (at Lake Destiny) 106+25 38' LT Altamonte Springs NPW 20" Steel None Designer request for tie-in for relocation Y 5095 4.20 97.78 2.1 I4U-04-JEG-PL-XX04 6/29/2015 W01-A4

5096 4 I-4 Mainline (NO Wymore Rd.) 565+70 103' LT Altamonte Springs W 16" DI None Designer request to verify vvh's done by FDOT Y 5096 5.65 102.33 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5097 4 I-4 Mainline (NO Wymore Rd.) 565+87 103' LT Altamonte Springs W 10" AC None Designer request to verify vvh's done by FDOT Y 5097 6.60 101.13 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5098 4 I-4 Mainline (NO Wymore Rd.) 565+93 103' LT Altamonte Springs FM 16" DI None Designer request to verify vvh's done by FDOT Y 5098 6.42 101.27 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5099 4 I-4 Mainline (NO Wymore Rd.) 565+70 109' RT Altamonte Springs W 16" DI None Designer request to verify vvh's done by FDOT Y 5099 6.90 101.13 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5100 4 I-4 Mainline (NO Wymore Rd.) 565+87 109' RT Altamonte Springs W 10" AC None Designer request to verify vvh's done by FDOT Y 5100 5.64 102.13 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5101 4 I-4 Mainline (NO Wymore Rd.) 565+93 109' RT Altamonte Springs FM 16" DI None Designer request to verify vvh's done by FDOT Y 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5102 4
I-4 Mainline (bet Wymore Rd. 

and SR 436)
584+15 82' LT Altamonte Springs RW 24" DI None Designer request to verify vvh's done by FDOT Y 5102 9.22 55.90 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5103 4
I-4 Mainline (bet Wymore Rd. 

and SR 436)
584+15 99' RT Altamonte Springs RW 24" DI None Designer request to verify vvh's done by FDOT Y 5103 8.52 58.14 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5104 4
I-4 Mainline (bet Wymore Rd. 

and SR 436)
584+15 177' RT Altamonte Springs RW 24" DI None Designer request for tie-in data Y 5104 7.10 63.16

Also found 2-2 1/4" PVC 

UNK, 2.4' depth, 67.64' 

elev (5104A)

2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5105 4
I-4 Mainline (adj to Howard 

Ave.)
698+50 70' RT Seminole County - E W 12" Steel None Designer request for tie-in data Y 5105 8.05 65.75 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5106 4 I-4 Mainline (NO SR 436) 783+77 149' LT Sanlando FM 12" None Designer request for tie-in point at ROW line Y 5106 6.05 71.07 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5107 4 I-4 Mainline (NO SR 436) 783+36 149' LT Sanlando W 10" None Designer request for tie-in point at ROW line Y 5107 5.50 71.78 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5108 4 I-4 Mainline (NO SR 436) 784+52 149' LT Sanlando W 10" None Designer request for tie-in point at ROW line Y 5108 2.95 74.60 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5109 4 I-4 Mainline (NO SR 436) 784+57 149' RT Sanlando FM 12" None Designer request for tie-in point at ROW line Y 5109 6.50 71.53 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5110 4 I-4 Mainline (NO SR 436) 784+72 147' RT Sanlando W 10" None Designer request for tie-in point at ROW line Y 5110 5.70 72.32 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5111 4 I-4 Mainline (NO SR 436) 785+00 145' RT Sanlando W 10" None Designer request for tie-in point at ROW line Y 5111 3.50 74.42 2.1 I4U-04-HEG-PL-XX51 2/29/2016 W03-A4

5112 4 I-4 Mainline (SO SR 436) 608+85 93' LT Altamonte Springs W 10" DI None Designer request for additional information Y 5112
Unable to complete  do to 

location at shoulder of 14
2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5113 4 I-4 Mainline (SO SR 436) 609+00 93' LT Altamonte Springs FM 14" DI None Designer request for additional information Y 5113
Unable to complete  do to 

location at shoulder of 14
2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5114 4 I-4 Mainline (SO Wymore Rd.) 533+40 196' LT Maitland W 16" None Designer request for tie-in for relocation design Y 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4

5115 4 I-4 Mainline (SO Wymore Rd.) 533+40 489' RT Maitland W 16" None Designer request for tie-in for relocation design Y 2.1 I4U-04-JEG-PL-XX02 6/16/2015 W01-A4
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Conflict Status Conflict Status Conflict Status

1 2 3 Description Package Designation RFC Date

1 457 213 95 149 132 Begin Project to W. of Turnpike I4U-01-HDR-PL-XX01 2/16/2015

2 920 427 395 98 356 Grand National Drive I4U-01-HDR-PL-XX02 6/23/2015

3 769 365 338 66 218 W. of Turnpike to W. of Rio Grande I4U-01-HDR-PL-XX03 3/4/2016

4 903 371 445 87 467 W. of Rio Grande to W. of Michigan I4U-02-HDR-PL-XX01 9/28/2015

Totals 3049 1376 1273 400 1173 W. of Michigan to E. of Kaley I4U-02-HDR-PL-XX02 8/10/2015

E. of Kaley to W. of Robinson I4U-02-HDR-PL-XX03 5/1/2015
408 W. of Paramore to Delaney I4U-02-HDR-PL-XX04 6/16/2015

Conflict Status Conflict Status Conflict Status Conflict Status Conflict Status Conflict Status Hughey Avenue I4U-02-HDR-PL-XX08 4/6/2015

1.1 1.2 1.3 1.4 1.5 1.6 Downtown Streets I4U-02-HDR-PL-XX06 2/18/2016

Full Utility 

responsibility to 

design / construct

Utility Design / 

Team construct all 

or a portion

Full Team design / 

construct (most 

wet utilities) 

Utility will be 

adjusted in the 

field (no design 

element), work 

order will be 

required. Protect 

in place

Team adjustment 

of manholes and 

valves to final 

grade

Utility to 

adjust/relocate. 

Team responsible 

for coordination 

only 

W. of Robinson to W. of Ivanhoe I4U-02-HDR-PL-XX08 4/6/2015

1 120 14 47 3 29 0 Colonial Drive and Ramps I4U-02-HDR-PL-XX08 4/6/2015

2 185 0 62 3 177 0 408 W. of Tampa to W. of Parramore I4U-02-HDR-PL-XX09 2/20/2015

3 270 0 32 0 54 9 W. of Ivanhoe to W. of New Hampshire I4U-03-JEG-PL-XX01 4/20/2015

4 249 0 39 6 77 0 W. of New Hampshire to E. of Par I4U-03-JEG-PL-XX02 4/20/2015

Totals 824 14 180 12 337 9 E. of Par to E. of Fairbanks I4U-03-JEG-PL-XX03 4/20/2015

E. of Fairbanks to W. of Lee I4U-03-JEG-PL-XX04 6/16/2015
W. of Lee to E. of Kennedy I4U-03-JEG-PL-XX05 4/20/2015

Conflict Status Conflict Status Conflict Status Conflict Status Conflict Status Maitland Interchange I4U-04-JEG-PL-XX01 4/10/2015

2.1 2.2 2.3 2.4 2.5 E. of Kennedy Blvd. to E. of Central Pkwy. I4U-04-JEG-PL-XX02 6/16/2015

Additional field 

information required 

(test hole, designation, 

inverts, field review)

Design Team 

decision (can 

design be modified 

to mitigate impact)

Construction 

Team decision 

(clearances, 

adjust in place, 

etc.)

DJV - Drainage 

Tabs/Invert and/or 

Cross Sections 

Required for 

Resolution

DJV - Structure 

Information 

Required for 

Resolution

Maitland Area Side Streets I4U-04-JEG-PL-XX03 3/18/2015

1 26 62 0 7 0 Wymore Road over I-4 I4U-04-JEG-PL-XX04 6/29/2015

2 85 271 0 13 26 436 and Side Streets I4U-04-JEG-PL-XX05 9/4/2015

3 38 268 7 25 0 Central Parkway  and Side Streets I4U-04-JEG-PL-XX06 5/28/2015

4 127 297 6 15 0 Keller Road I4U-04-JEG-PL-XX07 10/16/2015

Totals 276 898 13 60 26 E. of Central Pkwy to End of Project I4U-04-HEG-PL-XX51 2/29/2016

Area

Area

I-4 Matrix Conflict Matrix Summary

3/2/2015

Area # of Conflicts Test Holes
ROADWAY PACKAGES



Description Package Designation RFC Foundation Date

Area 1- STA 1877+52 to 1975+00 (Begin Project to W. of FL Turnpike)

Bridge No. 101 (Universal Blvd Ramp C over Kirkman Rd Ramp B/B1)

Bridge No. 103 (NB Kirkman over I-4)

Bridge No. 104 (SB Kirkman over I-4)

Bridge No. 105 (Ramp D over NB Kirkman)

I4U-01-HDR-PL-801X 01/23/15

Bridge No. 106 (Grand National Drive over I-4 WB) I4U-01-HDR-PL-802X 02/18/15

Bridge No. 107 (Grand National Drive over I-4 EB) I4U-01-HDR-PL-806X 02/18/15

Bridge No. 101 (Universal Blvd Ramp C over Kirkman Rd Ramp B/B1)

Bridge No. 102 (Ramp B over SB Kirkman)
I4U-01-HDR-PL-803X 04/12/16

Area 1 - STA 1975+00 to 2090+00 (W. of FL Turnpike to W. of Conroy Rd)

Bridge No. 108 (FL Turnpike Ramp D1 / Loop D2 over I-4)

Bridge No. 109 (I-4 EB and EB Managed Lanes over Radebaugh Way)

Bridge No. 110 (I-4 WB and WB Managed Lanes over Radebaugh Way)

Bridge No. 111 (I-4 EB over Shingle Creek)

Bridge No. 112 (I-4 EB Managed Lanes over Shingle Creek)

Bridge No. 113 (I-4 WB & Conroy Rd Ramp A over Shingle Creek)

I4U-01-HDR-PL-804X 03/04/16

Area 1 - STA 2138 to 2181+00) (John Young Pkwy to W. of Orange Blossom Trail)

Bridge No. 114 (I-4 EB Managed Lanes over John Young Pkwy)

Bridge No. 115 (I-4 WB Managed Lanes over John Young Pkwy)

Bridge No. 116 (I-4 WB over John Young Pkwy)

Bridge No. 117 (Pedestrian Bridge over Kirkman Road at Major Blvd)

I4U-01-HDR-PL-805X 04/04/16

Area 2 - STA 1003+00 to 1051+00 (W. of Rio Grande Ave to W. of Michigan St)

Bridge No. 201A (I-4 WB over Rio Grande Ave)

Bridge No. 201B (I-4 WB and OBT Ramp A over Rio Grande Ave)

Bridge No. 202 (I-4 WB Managed Lanes over Rio Grande Ave)

Bridge No. 203 (I-4 EB Managed Lanes over Rio Grande Ave)

Bridge No. 204 (I-4 EB and OBT Ramp B over Rio Grande Ave)

Bridge No. 205 (Ramp D over Orange Blossom Trail)

Bridge No. 206 (I-4 WB over Ramp D and Orange Blossom Trail)

Bridge No. 207A (I-4 WB Managed Lanes over Ramp D and Orange Blossom Trail)

Bridge No. 207B (I-4 EB Managed Lanes over Ramp D and Orange Blossom Trail)

Bridge No. 285 (Temporary Bridge: WB I-4 over Rio Grande)

Bridge No. 210 (I-4 WB and WB Managed Lanes over Westmoreland Drive)

Bridge No. 211 (I-4 EB and EB Managed Lanes over Westmoreland Drive)

I4U-02-HDR-PL-801X 08/27/15

Bridge No. 208 (I-4 EB over Ramp D and Orange Blossom Trail)

Bridge No. 209 (Loop B1 over Ramp D and Orange Blossom Trail)
I4U-02-HDR-PL-802X 01/18/16

Area 2 - STA 1051+00 to 1091+00 (W. of Michigan St to E. of Kaley St.)

Bridge No. 212 (I-4 WB and WB Managed Lanes over Michigan Ave)

Bridge No. 213 (I-4 EB and EB Managed Lanes over Michigan Ave)
I4U-02-HDR-PL-803X 04/25/15

Bridge No. 214 (Michigan Ave/Kaley St Ramp D over Ramp A and Ramp F1)

Bridge No. 218 (Michigan Ave/Kaley St Ramp D, I-4 WB, and I-4 WB Managed Lanes over Kaley St)

Bridge No. 219 (I-4 EB, I-4 EB Managed Lanes, and Ramp C over Kaley St)

Bridge No. 220 (Michigan Ave/Kaley St Ramp C over Ramp B and Ramp F2)

I4U-02-HDR-PL-804X 08/13/15

Area 2 - STA 1091+00 to 1177+00 (E. of Kaley St to West of Robinson St)

Bridge No. 225 (Ramp AB from I-4 EB to SR 408 EB - Spans 1-18) I4U-02-HDR-PL-805X 02/13/15

Bridge No. 227 (Ramp A1B1 from I-4 EB to SR 408 WB) I4U-02-HDR-PL-806X 05/28/15

Bridge No. 230 (Ramp BA from I-4 WB to SR 408 EB) I4U-02-HDR-PL-807X 03/24/15

Bridge No. 226 (Ramp AB Merge from I-4 EB to SR 408 EB - Pier 19R to Ex. SR 408 Pier 34R) I4U-02-HDR-PL-808X 04/28/15

Bridge No. 228 (Ramp A2 from SR 408 EB to Orange Ave)

Bridge No. 268 (Lake Lucerne Pedestrian Bridge)
I4U-02-HDR-PL-809X 05/28/15

Bridge No. 231 (Ramp B1A1 from I-4 WB to SR 408 WB) I4U-02-HDR-PL-810X 06/16/15

Bridge No. 241 (Ramp B1 from I-4 EB to Garland Ave and South St)

Bridge No. 242 (Ramp H from Orange Ave / Grace St to SR 408 WB)

Bridge No. 252 (I-4 WB over South St)

Bridge No. 268 Lake Lucerne Pedestrian Bridge

Bridge No. 269 (Ramp E from I-4 EB Express Lanes to SR 408

I4U-02-HDR-PL-811X 01/20/15

Bridge No. 257 (I-4 WB - Church St Viaduct) I4U-02-HDR-PL-812X 04/16/15

Bridge No. 237 (Ramp C1 from SR 408 EB to I-4 WB) I4U-02-HDR-PL-813X 09/27/15

Bridge No. 240 (Ramp D from SR 408 WB to I-4 WB) I4U-02-HDR-PL-814X 08/28/15

Bridge No. 235 (Loop C over Parramore Ave)

Bridge No. 236 (Loop C over Avondale Ave)
I4U-02-HDR-PL-815X 05/21/15

Bridge No. 223 (I-4 WB and I-4 WB Express Lanes over Division Ave)

Bridge No. 224 (I-4 EB and I-4 EB Express Lanes over Division Ave)
I4U-02-HDR-PL-816X 07/01/15

Bridge No. 254 (I-4 EB and I-4 EB Express Lanes - Church St Viaduct) I4U-02-HDR-PL-817X 09/11/15

Bridge No. 250 (Ramp D1 over South St)

Bridge No. 251 (I-4 EB, I-4 EB Express Lanes, and Anderson St Ramps B and C over South St)

Bridge No. 255 (I-4 WB Express Lanes - Church St Viaduct)

Bridge No. 256 (South Street Ramp C over Church St)

Bridge No. 267 (Colonial Ramp D and Ivanhoe Ramp A over Lake Concord)

Bridge No. 270 (Anderson St Ramp B)

Bridge No. 271 (I-4 WB Express Lanes over South St)

Bridge No. 272 (Anderson St over I-4 - Widening)

Bridge No. 273 (Anderson St over I-4 - Ramp B Buildout)

Bridge No. 281 (Anderson St. Pedestrian Bridge)

Bridge No. 282 (Temporary Ramp D over Division and Temporary Ramp H)

I4U-02-HDR-PL-818X 10/30/15

BRIDGE PACKAGES



Bridge No. 242 (Ramp H from Orange Ave / Grace St to SR 408 WB)

Bridge No. 243 (SR 408 EB over I-4 - Spans 1-7)

Bridge No. 244 (SR 408 WB over I-4 - Spans 1-7)

I4U-02-HDR-PL-819X 07/08/15

Bridge No. 245 (SR 408 WB viaduct inside widening)

Bridge No. 246 (SR 408 EB viaduct inside widening)

Bridge No. 278 (Ramp B1 A1 over Parramore Ave (I-4 to WB SR 408)

I4U-02-HDR-PL-820X 02/26/15

Bridge No. 278 (Ramp B1 A1 over Parramore Ave (I-4 to WB SR 408) I4U-02-HDR-PL-820X 02/26/15

Bridge No. 221 (I-4 WB, I-4 WB Express Lanes, and Ramp C1 over Gore St)

Bridge No. 222 (I-4 EB and I-4 EB Express Lanes over Gore St)
I4U-02-HDR-PL-821X 11/18/15

Bridge No. 281 (Anderson St. Pedestrian Bridge) I4U-02-HDR-PL-826X

Bridge No. 282 (Temporary Ramp D over Division and Temporary Ramp H)

Bridge No. 283 (I-4 WB Temporary Bridge)

Bridge No. 284 (I-4 EB Temporary Bridge)

Bridge No. 285 (Temporary Bridge)

I4U-02-HDR-PL-827X

Bridge No. 251 (I-4 EB, I-4 EB Express Lanes, and Anderson St Ramps B and C over South St) 

(Includes Pier 5 of Bridge 270)
I4U-02-HDR-PL-829X 03/19/15

Area 2- STA 1177+00 to 1225+00 (W. of Robinson St to W. of Ivanhoe Blvd)

Bridge No. 258 (I-4 EB and I-4 EB Express Lanes over Robinson St and CSX RR)

Bridge No. 259 (I-4 WB over Robinson St and CSX RR)

Bridge No. 260 (I-4 EB, I-4 EB Express Lanes, and Amelia St Ramp B over Livingston St)

Bridge No. 261A (I-4 WB and Amelia St Ramp A over Livingston St)

Bridge No. 262 (I-4 EB, I-4 EB Express Lanes, and Colonial Dr Ramp B over Amelia St)

Bridge No. 263A (I-4 WB and Colonial Dr Ramp A over Amelia St)

Bridge No. 263B (I-4 WB Express Lanes over Amelia St)

I4U-02-HDR-PL-822X 02/19/15

Bridge No. 258 (I-4 EB & I-4 EB Express Lanes over Robinson St and CSX RR)

Bridge No. 259 (I-4 WB over Robinson St and CSX RR)
I4U-02-HDR-PL-828X 03/31/15

Bridge No. 261B/279 Ramp F (I-4 WB EL to SR 408) I4U-02-HDR-PL-823X 03/31/15

Bridge No. 264 (I-4 EB and I-4 EB Express Lanes over Colonial Dr)

Bridge No. 265 (I-4 WB and I-4 WB Express Lanes over Colonial Dr)

Bridge No. 266 (Colonial Ramp C over Colonial Dr and Garland Ave)

Bridge No. 267 (Colonial Ramp D and Ivanhoe Ramp A over Lake Concord)

I4U-02-HDR-PL-824X 04/17/15

Area 2 - SR 408 STA 570+37 to 629+24 (W. of Tampa Ave to W. of Parramore Ave)

Bridge No. 232 (SR 408 WB over Orange Blossom Trail)

Bridge No. 233 (SR 408 WB over Westmoreland Dr)

Bridge No. 247 (SR 408 WB over Rio Grande Ave)

Bridge No. 248 (SR 408 WB over Tampa Ave)

I4U-02-HDR-PL-825X 01/15/15

Bridge No. 285 (Temporary I-4 Widening over Rio Grande) I4U-02-HDR-PL-830X 07/11/15

Area 3- STA 218+40 to 259+94 (W. of Ivanhoe Blvd to W. of New Hampshire St)

Bridge No. 303 (I-4 EB over Ivanhoe Blvd and Ramp D1)

Bridge No. 306 (I-4 EB over Ivanhoe Blvd Ramp C1)
I4U-03-JEG-PL-801X 04/01/15

Bridge No. 305 (Ramp C from Ivanhoe Blvd to I-4 EB over Lake Ivanhoe)

Bridge No. 309 (I-4 EB and Ramp C over Lake Ivanhoe Boat Pass)
I4U-03-JEG-PL-801X 05/15/15

Bridge No. 301 (I-4 WB over Ivanhoe Blvd/Lake Ivanhoe)

Bridge No. 304 (Ramp D from I-4 WB to Ivanhoe Blvd over Lake Ivanhoe)
I4U-03-JEG-PL-802X 09/28/15

Bridge No. 302 (I-4 EB/WB Express Lanes over Ivanhoe Blvd and Ramp D1)

Bridge No. 307 (I-4 WB and I-4 WB Express Lanes over Lake Ivanhoe Boat Pass)

Bridge No. 308 (I-4 EB Express Lanes and Ramp C1 over Lake Ivanhoe Boat Pass)

I4U-03-JEG-PL-803X 01/18/16

Area 3 - STA 259+94 to 327+50 (W. of New Hampshire St to E. of Par St)

Bridge No. 310 (I-4 WB and I-4 WB Express Lanes over New Hampshire St)

Bridge No. 311 (I-4 EB and I-4 EB Express Lanes over New Hampshire St)
I4U-03-JEG-PL-804X 03/18/15

Bridge No. 312 (I-4 WB and I-4 WB Express Lanes over Princeton St)

Bridge No. 313 (I-4 EB and I-4 EB Express Lanes over Princeton St)

Bridge No. 314 (I-4 WB and I-4 WB Express Lanes over Winter Park St)

Bridge No. 315 (I-4 EB and I-4 EB Express Lanes over Winter Park St)

05/20/15

I4U-03-JEG-PL-805X (Not Used)

Bridge No. 317 (I-4 EB and I-4 EB Express Lanes over Par St) I4U-03-JEG-PL-806X 06/01/15

Bridge No. 316 (I-4 WB and I-4 WB Express Lanes over Par St) I4U-03-JEG-PL-807X 06/01/15

Area 3 - STA 327+50 to 374+00 (E. of Par St to E. of Fairbanks Ave)

Bridge No. 320 (I-4 EB over Formosa Ave/Minnesota Ave) I4U-03-JEG-PL-808X 06/22/15

I4U-03-JEG-PL-809X

Bridge No. 318 (I-4 WB and I-4 WB Express Lanes over Formosa Ave)

Bridge No. 319 (I-4 EB Express Lanes over Formosa Ave)

Bridge No. 321 (I-4 WB and I-4 WB Express Lanes over Minnesota Ave)

Bridge No. 322 (I-4 EB Express Lanes over Minnesota Ave)

I4U-03-JEG-PL-810X 04/18/16

Bridge No. 323 (I-4 WB and I-4 WB Express Lanes over Fairbanks Ave)

Bridge No. 324 (I-4 EB and I-4 EB Express Lanes over Fairbanks Ave)
12/18/15

Area 3 - STA 374+00 to 399+50 (E. of Fairbanks Ave to W. of Lee Rd)

Bridge No. 325 (I-4 WB and I-4 WB Express Lanes over Riddle Dr)

Bridge No. 326 (I-4 EB and I-4 EB Express Lanes over Riddle Dr)

Bridge No. 327 (I-4 WB and I-4 WB Express Lanes over Wymore Rd)

Bridge No. 328 (I-4 EB and I-4 EB Express Lanes over Wymore Rd)

I4U-03-JEG-PL-811X 09/18/15

I4U-03-JEG-PL-812X

Area 3 - STA 399+50 to 475+00 (W. of Lee Rd to E. of Kennedy Blvd)

Bridge No. 332 (I-4 EB over Kennedy Blvd) I4U-03-JEG-PL-813X 07/06/15

Bridge No. 329 (I-4 WB and I-4 WB Express Lanes over Lee Rd)

Bridge No. 330 (I-4 EB and I-4 EB Express Lanes over Lee Rd)
I4U-03-JEG-PL-814X 12/18/15

Bridge No. 331 (I-4 WB over Kennedy Blvd)

Bridge No. 331B (I-4 WB and EB Express Lanes over Kennedy Blvd)
I4U-03-JEG-PL-815X 04/05/16

Area 4 - STA 475+00 to 537+00 (E. of Kennedy Blvd to E. of Maitland Blvd)

Bridge No. 404 (Maitland Blvd WB and Ramp C over Wymore Rd) I4U-04-JEG-PL-801X 04/20/15



Bridge No. 405 (Maitland Blvd WB over Ramp C1) I4U-04-JEG-PL-801X 03/30/15

Bridge No. 407 (Maitland Blvd WB over I-4)

Bridge No. 409 (Maitland Blvd EB over Lake Destiny Dr)

Bridge No. 410 (Maitland Blvd WB over Lake Destiny Dr)

Bridge No. 412 (Maitland Blvd WB over Keller Rd)

Bridge No. 416 (Maitland Blvd over Maitland Summit Blvd)

I4U-04-JEG-PL-802X 09/07/15

Bridge No. 403 (Maitland Blvd EB and Ramp B1 over Wymore Rd)

Bridge No. 406 (Maitland Blvd EB over I-4)

Bridge No. 408 (Maitland Blvd EB over Ramp A1)

I4U-04-JEG-PL-803X 02/18/16

Bridge No. 402 (Maitland Blvd Ramp B2 over Wymore Rd)

Bridge No. 411 (Maitland Blvd EB over Keller Rd)

Bridge No. 401 (Pedestrian Bridge over I-4 at Maitland Blvd)

I4U-04-JEG-PL-804X 04/05/16

Area 4 - STA 537+00 to 678+00 (E. of Maitland Blvd to E. of Central Pkwy)

Bridge No. 413 (Wymore Rd NB over I-4)

Bridge No. 414 (Wymore Rd SB over I-4)
I4U-04-JEG-PL-805X 05/18/15

Bridge No. 415 (SR 436 over I-4)

Bridge No.     (Pedestrian Tunnel Under SR 436)

Bridge No. 419 (Central Pkwy over I-4)

Bridge No. 420 (Ramp B from I-4 EB Express Lanes to Central Pkwy)

Bridge No. 421 (Ramp A from Central Pkwy to I-4 WB Express Lanes)

I4U-04-JEG-PL-806X 02/18/16

Area 4 - STA 678+00 to 815+30 (E. of Central Pkwy to End Project)

Bridge No. 422 (I-4 WB over SR 434)

Bridge No. 423 (I-4 EB over SR 434)
I4U-04-HEG-PL-851X 03/01/16



Area 1 Area 2 Area 3 Area 4 Added Deleted

1194 3355 4067 1441

1214 3357 4174 1442

1242 3472 4182 1443

1243 4242 1444

1365 4259 2913

1366 4330 2914

1385 4877 2915

1432 2916

1439 2917

2918

2919

2920

2921

2922

3750

3751

3752

3753

3754

Matrix color changes - 03/02/15 Other Changes


